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EXHIBITE”
CENTRAL BUSINESSDISTRICT EQUIPMENT LIST--DETAILED BY FACILITY
Building Equipment List for
City Hall Annex, 900 Baghy
Type of
Equipment Manufacturer Model # Serial # LOCATION |QTY]| Notes | Age |Condition
CHILLER YORK YTD303C2CK3 YCSM-068923 [ ENGINEROOM | 1 [370 TON [ 1986 fair
CHILLER YORK YTD303C2CK3 YCSM-068924 | ENGINEROOM | 1 [370 TON [ 1986 fair
AHU CARRIER 39NX49 4193T44040 ENGINEROOM | 1 25HP [1993 fair
AHU CARRIER 39NX49 4193T44850 PUBLICNORTH | 1 25HP |[1993 fair
AHU CARRIER 39NX49 4193T43852 1st FL NORTH 1 25HP 11993 fair
AHU CARRIER 39NX49 4193T43853 1st FL SOUTH 1 25 HP 1993 fair
AHU CARRIER 39NX49 4193T43999 4th FL NORTH 1 25 HP |[1993 fair
AHU CARRIER 39NX49 4193T44041 4th FL SOUTH 1 25 HP |[1993 fair
AHU CARRIER 39NX39 4193T43995 2nd FL NORTH 1 25 HP |[1993 fair
AHU CARRIER 39NX39 4193T43996 2nd FL SOUTH 1 25HP 1993 fair
AHU CARRIER 39NX39 4193T43997 3rd FL NORTH 1 25 HP |[1993 fair
AHU CARRIER 39NX39 4193T43998 3rd FL SOUTH 1 25 HP |[1993 fair
AHU CARRIER 39N X32 4193T43851 PUBLICSOUTH | 1 25HP [1993 fair
AHU CARRIER 39LC10 399T43554 PUBLICSOUTH | 1 10 HP | 1993 fair
AHU CARRIER 39LC06 3993T43555 4th FL NORTH 1 SHP 11993 fair
AHU CARRIER 39LCO06 3993T43556 4th FL NORTH 1 SHP ]1993 fair
AHU CARRIER HBA16 PL1304-21313 4th FL SOUTH 1 SHP 11993 fair
AHU CARRIER 39LC1211 3993T43553 PUBLICNORTH | 1 SHP 11993 fair
AHU WESTINGHOUSE AHH224LF 773874 PARK 2 1 15HP 1974 | poor
A/C PACKAGE LIEBERT DMCO037A-PLL 22171 ROOF 1 5TON [1973 fair
A/C PACKAGE LIEBERT MMCO018A-800 NOT LEGIBLE ROOF 1 5TON |1973 fair
8369000
BOILER CLEAV BROOKS C8760200 L-52202 ENGINEROOM | 1 BTU |1971 poor
EXHAUST FAN| WESTINGHOUSE HUA-0756-11 1130 ENGINEROOM | 1 3HP 1971 fair
EXHAUST FAN| WESTINGHOUSE HUA-756-09 1127 ENGINEROOM | 1 3HP 1971 fair
EXHAUST FAN| WESTINGHOUSE HUS-0156-7 L1072 ENGINEROOM | 1 3HP 1972 fair
CONDENSER YORK HIDAOG0546A EEBM160483 ROOF 1 5 TON | 1986 fair
CONDENSER YORK HIDAOGO546A EEBMO076519 ROOF 1 5 TON | 1986 fair
A/C PACKAGE LIEBERT MMO036C-P01 NOT LEGIBLE ROOF 1 5 TON | 1986 fair
COOLING
TOWER MARLEY 102-93 049457-369 ROOF 1 1986 fair
TOWER/FAN
MOTOR DUTY MASTER  [61UBZ51087-64YU TOWER 1 25 HP | 1986 fair
TOWER/FAN
MOTOR BALDOR 10C151X260H10 C0006300218 TOWER 1 25 HP | 1986 fair
BOILER/PUMP
/MOTOR B &G 6323242-01 31 ENGINEROOM | 1 10 HP | 1986 fair
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BOILER/PUMP
/MOTOR B &G 6323242-01 21 ENGINEROOM | 1 10 HP 1986 fair
CONDENSER
PUMP B &G VSC8.625-BFLHR 2150177 ENGINEROOM | 1 25 HP | 1986 fair
CONDENSER
PUMP B &G VSC8.625-BFLHR | NOT LEDGIBLE | ENGINEROOM | 1 25 HP | 1986 fair
CO/MONIXID
E/MONITOR KREUTER KMD-5502 PARK 1 1 1996 bad
REFRIGERANT
/DETECT CHOLLERGARD MSA ENGINEROOM | 1 1998 | good
ENERGMANA
GEMENT JOHNSON CONT METASYS ENGINE ROOM | 1 1986 | good
CHILL WATER VSC 10.375BF
PUMP B &G RHR 2002024 ENGINEROOM | 1 30 HP | 1986 fair
CHILL WATER VSC 10.375BF
PUMP B &G RHR 1966106 ENGINEROOM | 1 | 30HP |1986| fair
REFRIG
EXHAUST FAN| DELHI INDUSTR 215 ENGINEROOM | 1 1998 | good
FIRE WATER
PUMP BALDOR 286TS 39L035X267H1 PARK 1 1 40 HP | 1992 fair
DOMESTIC H30724A- 595320
BOILER RAYPAK CCRDAA 0312112369 ENGINE ROOM BTU 1971 poor
EXHAUST FAN| WESTINGHOUSE |[NOT LEDGIBLE | NOT LEDGIBLE PARK 1 1971 poor
HOUSE PUMP PARK 2 1971 bad
DRINKING
FOUNTAIN ELKAY 1st FL 4 1986 | good
DRINKING
FOUNTAIN ELKAY 2nd FL 4 1986 | good
DRINKING
FOUNTAIN ELKAY 3rd FL 4 1986 | good
DRINKING
FOUNTAIN ELKAY 4th FL 4 1986 9ood
AIR
COMPRESSOR QUINCY 240 T47544L ENGINEROOM | 1 1975 fair
AIR
COMPRESSOR EMQLO WAM 1287589 ENGINEROOM | 1 1986 fair
AIR
COMPRESSOR GENERAL L900150B L900LES86124 PARK 1 1 1990 fair
ELEVATOR WESTINGHOUSE 871A437G04 13S-71 ENGINEROOM | 1 25HP [1971] good
ELEVATOR WESTINGHOUSE 871A437G04 13S-71 ENGINEROOM | 1 25HP [1971| good
ELEVATOR WESTINGHOUSE 871A437G04 14S-71 ENGINEROOM | 1 25HP [1971| good
ELEVATOR WESTINGHOUSE 871A437G04 45-71 ENGINEROOM | 1 25HP [1971] good
AIR DRYER HANKISON ENGINEROOM | 1 1986 fair
FIRE ALARM NOTIFIER AFT-200 ENGINEROOM | 1 1980 fair
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AHU TRANE AHU-3 K97E60162 2nd FL 1 1995 good
SUPPLY FAN COOK 150 ASP ROOF 1 1995 good
EXHAUST FAN COOK 165C6B ROOF 1 1995 good
EXHAUST FAN COOK 225C6B ROOF 1 1995 good
FRESH AIR FAN | GREENHECK AlS-20-C 96A14922 11th FL 1 1986 poor
EXHAUST FAN COOK 120C2B ROOF 1 1995 good
CONDENSER
PUMP B&G HSC6X8X12S 7-01436-03-01 CHILLER ROOM 1 20 HP | 1995 good
CONDENSER
PUMP B&G HSC6X8X12S 7-01436-03-02 CHILLER ROOM 1 20 HP | 1995 good
STAIR PRES FAN
(2) COOK 330CTC BASEMENT 1 1995 good
CHILLEDWATER
PUMP B&G HSC4X6X10XL HSCS135-GS CHILLER ROOM 1 20 HP | 1995 good
CHILLEDWATER
PUMP B&G HSC4X6X10XL HSCS136-GS CHILLER ROOM 1 20 HP | 1995 good
BOILER PUMP B&G 1510-2AC C75857 BOILER ROOM 1 75HP | 1995 good
BOILER PUMP B&G 1510-2AC C75857 BOILER ROOM 1 75HP | 1995 good
BOILER PUMP B&G 1510-2AC C75857 BOILER ROOM 1 75HP | 1995 good
CONDENSER CARRIER 38EN060631 1587E45247 CHILLER ROOM 1 20 HP | 1995 good
CONDENSER CARRIER 38EN060631 1587F45426 CHILLER ROOM 1 20 HP | 1995 good
AIR DRYER JOHNSON A-4412-A 9537 CHILLER ROOM 1 1995 good
EXHAUST FAN AMCA ROOF 1 1995 good
EXHAUST FAN AMCA ROOF 1 1995 good
A/C PACKAGE CARRIER 50TJ067601 4495G20021 2nd FL ROOF 1 1995 good
CONDENSER CARRIER 3BCKB060300 2796E17110 2nd FL ROOF 1
CHILLER CARRIER 19X1.4040435CL 4695J52160 CHILLER ROOM 1 270 TON | 1995 good
CHILLER CARRIER 19X1.4040435CL 4695J52161 CHILLER ROOM 1 270 TON | 1995 good
AHU THERMAL CHP-121-V 1-0156-10 11th FL 1 1956 fair
AHU THERMAL CMP 371V 1-0156-01 BASEMENT 1 1956 fair
AHU THERMAL CMP 371V 1-0156-02 BASEMENT 1 1956 fair
AHU THERMAL MM1-501-HDD 2-0156-08 11th FL 1 1956 fair
AHU THERMAL MMT-241-HDD 2-0156-03 BASEMENT 1 1960 fair
AHU THERMAL MMT-211-HDD 2-0156-04 BASEMENT 1 1960 fair
AHU THERMAL MMT-501-DD 2-0156-05 BASEMENT 1 1960 fair
AHU THERMAL MMT-411-HDD 2-0156-06 BASEMENT 1 1960 fair
AHU THERMAL CHP-142-V8 1-0156-07 3rd FLOOR 1 1960 fair
AHU THERMAL MMT-501-HDD 2-0156-09 11th FLOOR 1 1960 fair
DRINKING HALSEYTAYL
CONDENSER OR SJ10A4-0 950859468 10th FL NORTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR SJ10A4-0 950859466 10th FL SOUTH 1 1994 fair
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DRINKING HALSEYTAYL
CONDENSER OR S5-10A4-0 950859472 8th FL NORTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR S5-10A4-9 950859493 8th FL SOUTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR S5-10A4-9 950859470 6th FL NORTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR S5-10A4-0 950675372 6th FL SOUTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR SJ10A4-0 950859469 4th FL NORTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR SJ10A4-0 950859473 4th FL SOUTH 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR SJ10A4-9 950859483 BASEMENT NOR. 1 1994 fair
DRINKING HALSEYTAYL
CONDENSER OR S5-10A4-9 950859472 BASEMENT SOU. 1 1994 fair
P-K 1700000
BOILER THERMIFIC N 1700 CJ27-95-5401 BOILER ROOM 1 BTU 1995 good
P-K 1700000
BOILER THERMIFIC N 1700 CJ27-95-5402 BOILER ROOM 1 BTU 1995 good
P-K 1700000
BOILER THERMIFIC N 1700 CJ27-95-5404 BOILER ROOM 1 BTU 1995 good
AlIR CURTIS/TOLE
COMPRESSOR DO ES-100 A4110725 CHILLER ROOM 1 1995 good
JOHNSON/CO
AIR DRYER NT A-4412-1 9537 CHILLER ROOM 1 1995 good
LEAK
134A MONITOR | DETECTOR 9202R F-920277 CHILLER ROOM 1 1995 good
COOLING 82946-368-102-
TOWER MARLEY 368-102 95 ROOF 1995 poor
CONDENSER GOODMAN CK60-36 9709002104 2nd FL ROOF 1974 poor
AHU YORK CEBV62-6A XX-141746 2nd FL 1974 fair
365000
WATER HEATER| AO SMITH N-1700 C327955401 BOILER ROOM BTU 1995 good
ELEVATOR #1 OTIS 72 156058 ELE. ROOM 2004 good
ELEVATOR #2 OTIS 72 156059 ELE. ROOM 2004 good
WESTINGHOU
ELEVATOR #3 SE 155D CAR3 ELE. ROOM 1 2004 good
PRIVATE
ELEVATOR OTIS 22453 15618 BASEMENT 1 2004 good
FIRE ALARM CERBERUS BASEMENT 1 1995 fair
AHU LIEBERT 2DC30500TFD218| ET98T001845 MEZZANINE 1 1998 good
AHU LIEBERT 2DC30500TFD218| ET98T0011725 MEZZANINE 1 1998 good
CONDENSER LIEBERT CDF1651A 98070338 2nd FL ROOF 1 1997 good
CONDENSER LIEBERT CDF1651A 98070375 2nd FL ROOF 1 1997 good
AHU LIEBERT MMCP-800 9th FL 1996 fair
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AHU CARRIER FA4ANF060 0598A12001 | ELEVATOR ROOM | 1 1998 good
AHU WHIRL/POOL | NOT LEDGIBLE 5-TON ELEVATORROOM | 1 1983 fair
CONDENSER CARRIER 38CKB060300 | 2796E17110 ROOF 1 1996 good
CONDENSER CARRIER 38CKB060301 | 2796E17170 ROOF 1 1996 good
EXHAUST FAN |LOREN COOK PR36 MN19-14 ROOF 1 1995 good
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Air Dryer SKIL-AIRE CAA048HA 001*0041 1 321 A-01-303 FAIR 38
Air Compressor| Worthington AY AY1038 1 317 A-04-011 FAIR 38
Air Compressor| Waorthington AY AY1003 1 317 A-04- 012 FAIR 38
Air Compressor| Waorthington BP BPA149 1 317 A-04-021 FAIR 38
Air Compressor| Waorthington BP BPA129 1 317 A-04-022 FAIR 38
g(;s?eprgt TRANE CVHF910 L97G05111 | 1 Roof A-05-002 FAIR 38
Air Condition LIEBERT System 3 N/A 2 422 A-06-041/042 FAIR 38
Air Condition CARRIER 38AKS016-620 |2602F63336| 1 321 A-06-301 FAIR 38
Air Condition Comfort 38AKS016-620 |2602F63297| 1 321 A-06-302 FAIR 38
Air Condition SKIL-AIRE CAA048HA 001*0040 1 321 A-06-304 FAIR 38
AHU 1-1 TRANE 12 N/A 1 105 A-11-011 FAIR 38
CRAC 1-1 LIEBERT MMC026WPTO 99588 1 107 CEIL A-11-012 GOOD 8
AHU 3-6 TRANE MCCAO006 N/A 1 329 A-11-036 FAIR 38
AHU 3-7 TRANE MCCAO018 N/A 1 329 A-11-037 FAIR 38
AHU 3 EAST TRANE 73--320 Ton200hp| K96597 1 323 A-11-038 FAIR 38
AHU 3 WEST TRANE 73--320 Ton200hp| K96598 1 325 A-11-039 FAIR 38
AHU 4-1 TRANE #10 U80591 1 417 A-11-041 FAIR 38
AHU 4-2 TRANE #6 N/A 1 401 A-11-042 FAIR 38
AHU SF 1-1 TRANE 25 N/A 1 A133 A-11-101 FAIR 38
AHU SF 1-2 TRANE 3 N/A 1 |A149 Elev.Rm A-11-102 FAIR 38
AHU TRANE N/A N/A 1 A109HSKP A-11-103 FAIR 38
AHU |_3|&2V 31/ TRANE T14 N/A 1 3rd floor A-11-131/132 FAIR 38
AHU 2-1 TRANE 6 N/A 1 211 A-11-021 FAIR 38
AHU 2-2 TRANE 12 N/A 1 207 A-11-022 FAIR 38
AHU 2-3 TRANE 6 N/A 1 205 A-11-023 FAIR 38
AHU 2-4 TRANE 8 N/A 1 205 A-11-024 FAIR 38
AHU 3-1 TRANE T14 N/A 1 3rd floor A-11-031 FAIR 38
CRAC3-1/3 LIEBERT MMEOG60EAO1 N/A 4 A329 A-11-031 ANX GOOD 8
CRAC3-4 LIEBERT MMEOQO36EPO1 N/A A329 A-11-031 ANX GOOD 8
AHU 3-2 TRANE T14 u80125 1 3rd floor A-11-032 FAIR 38
AHU 3-3 TRANE MCCAO012 N/A 1 3rd floor A-11-033 FAIR 38
AHU 3-4 TRANE 72 U80552 1 329 A-11-034 FAIR 38
AHU 3-5 TRANE 25 u80588 1 329 A-11-035 FAIR 38
AHU 15-1 TRANE 10 U80592 1 15th floor A-11-151 FAIR 38

AHU 16-1 TRANE N/A N/A 1 16th floor A-11-161 |ABANDONED
CRAC 2-1/7 LEIBERT FH219WVAAM 349395)'00(3' 7 A219 A-11-201/ 208 GOOD 8
CRAC 2-8 LEIBERT MMCO38W-PTO 99587 GOOD 8

AHU EAST TRANE 66 K96599 1 2619 A-11-261 |ABANDONED
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AHU WEST TRANE 66 K96690 | 1 2611 A-11-262 FAIR 38
AHU(;ri?heat TRANE 21 ugosss | 1 26th floor A-11-263 FAIR 38
AHU(;ri?heat TRANE 21 ugoss6 | 1 26th floor A-11-264 FAIR 38
AHU 27-1 TRANE 6 N/A 1 27th floor A-11-271 FAIR 38
AHU 27-2 TRANE 25 U80558 | 1 27th floor A-11-272 FAIR 38
AHU 27-3 TRANE 25 U80559 | 1 27th floor A-11-273 FAIR 38
AHU 27-4 TRANE 17 U80560 | 1 27th floor A-11-274 FAIR 38
AHU 27-5 TRANE 21 usosel | 1 27th floor A-11-275 FAIR 38
AHU SF 3-2 TRANE 21 N/A 1 A323M A-11-302 FAIR 38
AHU SF 3-3 TRANE 14 N/A 1 A323M A-11-303 FAIR 38
AHU SF 3-4 TRANE 25 N/A 1 A323M A-11-304 FAIR 38
AHU SF 3-5 TRANE 21 N/A 1 A323M A-11-305 FAIR 38
AHU SF 3-6 TRANE 14 N/A 1 A323M A-11-306 FAIR 38
AHUSF3-7 | CARRIER |39CR1001UA20F | 725025046 | 1 A305M A-11-307 FAIR 38
AHUSF 4-1 | CARRIER 39CA1001 N/A 1 A403M A-11-401 FAIR 38
AHUSF 42 | CARRIER | 39BA0902UD12 | 724961989 | 1 A403M A-11-402 FAIR 38
AHU SF 4-3 | CARRIER 39CA1001 | 724925268 | 1 A421M A-11-403 FAIR 38
AHU SF 4-4 | CARRIER | 39BA0902UD12 | 724961991 | 1 A421M A-11-404 FAIR 38
AHUSF5-1 | CARRIER |39CA1001UA20F | 724925264 | 1 A503M A-11-501 FAIR 38
AHUSF5-2 | CARRIER | 39BA0902UD12 | 724961993 | 1 A503M A-11-502 FAIR 38
AHUSF5-3 | CARRIER | 39CA1001UA20 | 724925266 | 1 A521M A-11-503 FAIR 38
AHUSF5-4 | CARRIER | 39BA0902UD12 | 724961992 | 1 A521M A-11-504 FAIR 38
AHUSF 6-1 | CARRIER | 39CA1001UA20 | 724925267 | 1 A603M A-11-601 FAIR 38
AHUSF 6-2 | CARRIER | 39BA0902UD27 | 724961818 | 1 A603M A-11-602 FAIR 38
AHUSF 6-3 | CARRIER |39CA1001UA20F | 724925265 | 1 A621M A-11-603 FAIR 38
AHU SF 6-4 | CARRIER | 39BA0902UD12 | 724961990 | 1 A621M A-11-604 FAIR 38
AHUSF 6-5 | CARRIER | 39BA0803TD15 | 730663410 | 1 A603M A-11-605 FAIR 38
AHUSF 6-6 | CARRIER | 39BA0803TD15 | 730663420 | 1 A621M A-11-606 FAIR 38
AHU B1-1 TRANE 21 N/A 1 B106 A-11-8101 FAIR 38
AHU B1-2 TRANE MCCAOQ08 N/A 1 B106 A-11-B102 FAIR 38
AHU B1-3 TRANE 3 N/A 1 | BO9ELEV | A-11-B103 FAIR 38
AHU B1-4 TRANE N/A N/A 1 B108 A-11-B104 GOOD 8
AHU B1-5 TRANE N/A N/A 1 B108 A-11-B105 GOOD 8
AHU B1-6 TRANE N/A N/A 1 B105 A-11-B106 GOOD 8
AHU B1-7 TRANE N/A N/A 1 B105 A-11 B107 GOOD 8
AHU FCU B1-2 N/A N/A N/A 1 | Lowlobby | A-11-B108 GOOD 8
AHU B2-1 TRANE 12 N/A 1 B25 A-11-B201 FAIR 38
AHU B2-2 TRANE 14 N/A 1 B25 A-11-B202 FAIR 38
AHU B2-3 TRANE 17 N/A 1 B25 A-11-B203 FAIR 38
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AHU B2-4 TRANE 8 N/A 1 B29 A-11-B204 FAIR 38
AHU B2-5 TRANE 10 N/A 1 B29 A-11- B205 FAIR 38
AHU B2-6 TRANE 17 N/A 1 B29 A-11-B206 FAIR 38
AHU B2-7 TRANE 6 N/A 1 BO7M A-11-B207 FAIR 38
AHU B2-8 TRANE 14 N/A 1 BO7M A-11-B2078 FAIR 38
AHU B2-9 TRANE 17 N/A 1 BO7M A-11-B209 FAIR 38
AHU B2-10 TRANE 6 N/A 1 BO7M A-11-B210 FAIR 38
AHU B2-11 TRANE 6 N/A 1 BO7M A-11-B211 FAIR 38
AHU B2-12 TRANE 14 N/A 1 BO7M A-11-B212 FAIR 38
AHU HV26-1 TRANE T31 N/A 1 26th floor A-13-001 FAIR 38
AHU HV26-2 TRANE T31 N/A 1 26th floor A-13-002 FAIR 38
Battery CHARLES N/A N/A 2 | P5Annex |B-01-001/002
Charger IND.
Boiler (Gas) | SELLERS |#250HP-W-LN490| #101232B | 1 27th floor B-02-001 GOOD 8
Boiler (Gas) | SELLERS |#250HP-W-LN490| #101232C | 1 27th floor B-02-002 GOOD 8
Boiler (Gas) | SELLERS |#250HP-W-LN490| #101232A | 1 27th floor B-02-003 GOOD 8
Burner (Gas) N/A N/A N/A 3 27th floor B-03-001/ 003
H\(/:AO%?J’"”' N/A ANDOVER N/A 1 27th floor C-04-01
Cooling Tower | MARLEY #NC261SS-97 |#109185-004] 1 Roof C-10-01 GOOD 8
Cooling Tower | MARLEY #NC261SS-97 |#109185-005| 1 Roof C-10-02 GOOD 8
Cooling Tower | MARLEY #NC261SS-97 |#109185-006| 1 Roof C-10-03 GOOD 8
Drains,Roof, N/A N/A N/A 1 Roof D-03-01/ 20 BAD 38
Gutter
Drains,Storm, N/A N/A N/A 1 Various D-06-01/ 10 BAD 38
Passenger oTIS N/A N/A 1 | Annex Lobby |E-01-001 ANX|  FAIR 38
Elevator
E,lf\e/%tﬁtr’ oTIS N/A N/A 1 | Annex Dock |E-01-002 ANX FAIR 38
Elevator, oTIS N/A N/A 1 Lobby E-01-01 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-02 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-03 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-04 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-05 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-06 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-07 FAIR 38
Traction
Elevator, OTIS N/A N/A 1 Lobby E-01-08 FAIR 38
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Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-09 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-10 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-11 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-12 FAIR 38
Traction
Elevator, oTIS N/A N/A 1 Lobby E-01-13 FAIR 38
Traction
Escalator oTIS N/A N/A 1 Lobby E-15-01 FAIR 38
Escalator oTIS N/A N/A 1 Lobby E-15-02 FAIR 38
#FTA1000-  |#474B850G5
Motor Starters N/A AD100B 9 1 317 E-28-001 FAIR 38
Motor Control GE MCC N/A 1 | 26thfloor E-35-001 FAIR 38
Center
Motor Control GE MCC N/A 1 301 E-35-031 FAIR 38
Center
Motor Control GE MCC N/A 1 A323M | E-35-301 ANX
Center
Motor Control GE MCC N/A 1 B23M E-35-B201
Center
Motor Control E-35-P501
oo GE MCC N/A 1 P5 X
Fire Pump FIRETROL |#FTA900-BL150B N/A 1 317 E-36-031 GOOD 8
Transfer
Pwr/ gvn\r,‘i?&j ran - oNAN #BT600 J 970653783| 1 317 E-36-033 GOOD 8
Tra”AST'SS"?V'tCh ONAN OT 125 1970648338 | 1 |A149 Elev.Rm | E-36-107 ANX| GOOD 8
Tra”AST'SS‘g'tCh ONAN #OT600 L 970663569| 1 A219 E-36-209 ANX| GOOD 8
Trazi'ssi’gmh ONAN #OT400 L 970648352| 1 A219 E-36-210 ANX| GOOD 8
Pwr/ gvn\r,‘i?&j ran oNAN #DT600 1 970648350 | 1 27th floor E-36-271 GOOD 8
Pwr/ gvn\r,‘i?&j ran oNAN #DT600 1 970648349 | 1 27th floor E-36-272 GOOD 8
Pwr/ gvn\r,‘i?&j ran oNAN #DT150 1 970648347 | 1 27th floor E-36-273 GOOD 8
Pwr/Emg. Tran. #OYPCB-
i ONAN C673357 N/A 1 4th floor E-36-401 GOOD 8
Trazi'ssi’gmh ONAN 0T260 1970648940 | 1 P5 E-36-P54 ANX| GOOD 8
Trans. Switch ONAN OT 150 1 970648346 | 1 P5 E-36-P55 ANX| GOOD 8
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ATS 11
Trazi'ssi’vzfmh ONAN BT 600 F 880127499 1 P5 E-36-P56 ANX| GOOD 8
Tra”AST'SS‘:‘V'tCh ONAN OT 260 1 970648940 | 1 P5-509  |E-36-P57 ANX| GOOD 8
Tra”AST'SS‘g'tCh ONAN OT 150 | 970648345 P5-509 |E-36-P58 ANX| GOOD 8
Tra”AST'SS"SV'tCh ONAN OT 125 | 970648330 P5-509 |E-36-P59 ANX| GOOD 8
Alum Bus Duct N/A N/A 26 &2 27 E-37-27-26
& Con.
HV Alr Circ. GE M-AKD-5 MSA SWBD2709 E-38-100
Breaker
HV Alr Circ. GE M-AKD-5 MSB SWBD2709 E-38-200
Breaker
EmeDr?e'Sgle”" CUMMINS #1250 KW |K970658467| 1 | Roof Annex E-41A-01 GOOD 8
EmeDr?e'Sgle”" CUMMINS #300 KW #DFM,\'I‘WG? 1 P5 E-41A-02 GOOD 8
Emerg. Gen.- #DFLC-
e ONAN #1250 KW 506380 1 | Roof Annex E-42-01 GOOD 8
Emerg. Gen.- ONAN 4300 Kw  |FDFMLT7671 P5 E-42-02 GOOD 8
Electric 3N
Emerg. Gen. N/A #1250 KW N/A 1 Roof E-42-01
Emerg. Gen. N/A N/A N/A 1 P5 E-42A-02
Emerg. Gen.- E-42B-001/
e N/A N/A N/A 2 P5 002
Momrl_s';a”er 5 N/A #AN-823200 #3195731464 1 317 E-51-031
Momrl_s';a”er 5 N/A N/A N/A 1 4th Floor E-51-401
UPS LIEBERT UDA6326225A36A2 0251337/ 236 1 | A219 Annex | E-59-201 GOOD 8
UPS LIEBERT UDA6326225A36A2 0251337/ 236] 1 | A219 Annex | E-59-202 GOOD 8
UPS LIEBERT UDA63003;10025RT P23428F | 1 B329 E-59-301 ANX| GOOD 8
Alarm Check N/A N/A N/A 1 F-01-01
Valves
Fire
Pump(Motor) N/A #TUT-3 N/A 1 317 F-06-001
Fire PEERLESS #3711 N/A 1 317 F-06-002
Pump(Jocky)
Fire BELL & 100 98-241217- | | o5 F-06-P501
Pump(Motor) | GOSSETT 02-01 ANX
FM 200 Fire FIKE FM 200 0812361 | 1 3rd Floor F-26A-01 GOOD 8
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Ext. Stm Annex
FM 200 Fire FIKE FM 200 9812365 | 1 3rd Floor F-26A-02 GOOD 8
Ext. Stm Annex
BO"erF'g?]“Ct'o” N/A N/A N/A 3 Roof F-27-001 / 003
Fan, TRANE 16L4-FG N/A 1 Penthouse F-27-002
Centrifugal
Fan, PENN DX-24B N/A 2 Roof F-27-004
Centrifugal
Ce”t'Fiﬁha”St TWIN CITY 94-41019 N/A 1 A323M F-27-301 2
Cent BXhaust] rraNE N/A N/A 1 | A323M F-27-302 ?
Ce”t'Fi):]ha”St N/A N/A N/A 20 A323M  |F-27-051/ 241
Fan, TRANE N/A N/A 2 26th Floor |F-27-101/ 102
Centrifugal
Fan, Fresh Air N/A N/A N/A 5 Parkinjg F-27-101/ 105
Fan, N/A N/A N/A 1 1511 F-27-151
Centrifugal
Fan, TRANE N/A N/A 4 26th Floor |F-27-261/ 264
Centrifugal
Fire Pump- F-06A-001 /
Electric N/A N/A N/A 2 | 317 Annex 003
Fire Pump- | peep) ESs TUT-3 N/A 1 317 F-06B-01
Electric
Fire Pump- F-06B-P501
Electric N/A N/A N/A 1 P5 AN
Fire Doors- N/A N/A N/A 84 All F-11-DOORS
Stairwells
Signal Test- N/A N/A N/A 1 F-13-01
Fire Sup.
Fire Alarm Test N/A N/A N/A 1 |Fire Command F-15-01 GOOD 8
Fire Qg'e‘? Cl| cERBERUS MXLV N/A 1 |Fire Command| F-15A-001 GOOD 8
Ce”tTrf;nSSta“O” N/A N/A N/A 1 |Fire Command| F-15B-01 GOOD 8
Ce”tTrf;nSSta“O” N/A N/A N/A 1 |Fire Command| F-15C-01 GOOD 8
Fire Exting N/A N/A N/A H Al F-24-1 / 200
Inspection
Fan, TRANE N/A N/A 1 321 F-27-301
Centrifugal
Fan, TRANE N/A N/A 1 321 F-27-305
Centrifugal
Fan, ACME N/A N/A 1 | Roof Annex | F-27-701ANX
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Centrifugal
Fan, PENN D-13 N/A 1 | Roof Annex |F-27-702 ANX
Centrifugal
Fan, ACME N/A N/A 1 | Roof Annex |F-27-703 ANX
Centrifugal
Fan, N/A N/A N/A 1 B108 F-27-B101
Centrifugal
Fan, N/A N/A N/A 1 B105 F-27-B102
Centrifugal
Fan, TRANE N/A N/A 1 P2 F-27-P201
Centrifugal
Fan, TRANE N/A N/A 1 P2 F-27-P202
Centrifugal
Fan, Gen. Exh.| HARTZELL 46-36D03 H22109P | 1 P5 F'3A6,'\IPX501
Lightning N/A N/A N/A 1 Roof F-38-01
Protecton
Fountain, N/A N/A N/A 2 Courtyard | F-44-001 / 002
Decorative
Hot Water VPI 370P250A-E  |270P-250A-E| 1 R-001LL |H-03-004ANX| Goop |NE
Heater w
Hot Water VPI 370P250A-E | 1104114505 | 1 317 H-03-031 coop | NE
Heater LR w
Hot Water VPI 370P250A-E | 1104114504 | 1 317 H-03-032 coop | NE
Heater HR w
Hﬁ'te\g’tztrer MOR-FLO EFRO0-32SL  |9215201489 | 1 Up Park | H-03-101 ANX
Hot Water B054-
Heator  |E-L- WIEGAND|  NWH 12XX | (o2’ | 4 317 H-03-301 / 304
Hot Water VPI 370P250A-E  |270P-250A-E| 1 B23M H-03-B203 coop | NE
Heater w
BELL & 236818-05-
Pump, Cent | Ao 2820 o1 1 27 Floor P-04-001 GOOD 8
BELL & 236818-04-
Pump, Cent | Ao 2820 o1 1 27 Floor P-04-002 GOOD 8
BELL & 235495-03-
Pump, Cent | Ao 2820 o1 1 27 Floor P-04-003 GOOD 8
BELL & 236818-05-
Pump, Cent | Ao 1500 o1 1 27 Floor P-04-004 GOOD 8
Hot Water Circ| GOULDS 3755 7888981 | 1 R-001 LL |P-04-004 ANX
Pump, Cent | BUFFALO 2" 2ST.RR CT37431 | 1 317 P-04-011
Pump, Cent | BUFFALO 2" 2ST.RR CT37492 | 1 317 P-04-012
Pump, Cent | BUFFALO 3" 2ST.RR CT37870 | 1 317 P-04-021
Pump, Cent | BUFFALO 3" 2ST.RR CT37870 | 1 317 P-04-022
BELL &
Pump, Cent | oo 150 6X8X12S | 1 26th Floor P-04-261 GOOD 8
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Pump, Cent BELL & 150 6X8X12S | 1 26th Floor P-04-262 GOOD 8
P, GOSSETT
Pump, Cent BELL & 150 6X8X12S | 1 26th Floor P-04-263 GOOD 8
P, GOSSETT
Pump, Cent BELL & 150 6X8X12S | 1 26th Floor P-04-264 GOOD 8
P, GOSSETT
Pump, Cent BELL & 150 10X12X12M | 1 26th Floor P-04-265 GOOD 8
P, GOSSETT
Pump, Cent BELL & 150 10X12X12M | 1 26th Floor P-04-266 GOOD 8
P, GOSSETT
Pump, Cent BELL & 1510 2078198 | 1 26th Floor P-04-267 GOOD 8
P, GOSSETT
Pump, Cent BELL & 1510 2078196 | 1 26th Floor P-04-268 GOOD 8
P, GOSSETT
Pump, Cent BELL & 1510 2078197 | 1 26th Floor P-04-269 GOOD 8
P, GOSSETT
Pump, Cent BELL & 1510 2077545 | 1 26th Floor P-04-2610 GOOD 8
P, GOSSETT
Pump, Cent BELL & 1510 2093843 | 1 26th Floor P-04-2611 GOOD 8
P, GOSSETT
Pump, Cent N/A N/A N/A 1 A323M P-04-301 ANX
Pump, Hot GOULDS NPE C0243716 | 1 317 P-04-301 GOOD 1
Water Cir.
Pump, Hot GOULDS NPE A0260005 | 1 317 P-04-302 GOOD 1
Water Cir.
Pump, Cent 'N%'iESDOL SPM1000 0186/6007 | 1 317 P-04-303 FAIR 38
Pump, Hot | o 5\vsERVE 1.25X1X4 1000 1 B23M P-04-B201 GOOD 1
Water Cir.
Pump, AURORA  [341A-BF(4X4X7A)| 37-13015-1 | 1 B58M P-04-B204 FAIR 8
Fountain Spray
Pump, AURORA  [341A-BF(4X4X7A)| 37-13015-2 | 1 B58M P-04-B205 FAIR 8
Fountain Spray
Pump,
Fountaim itter | DYNAMO NL.3/4 1-09-E97 | 1 B58M P-04-B206 FAIR 8
Pump,
Fountaim itter | DYNAMO NL.3/4 1-09-E97 | 1 B58M P-04-B207 FAIR 8
Pump, Emerg. AJ2X2
o AURORA DSTS Joxon | 1 P5 P-04-P501 FAIR 38
Pump, Cent | AURORA DSSS 410 1 P5 ANX P04-P502 FAIR 38
Pump, Cent | AURORA DSSS 410 1 P5 ANX P04-P503 FAIR 38
Roof Inspection N/A N/A N/A 1 Roof R-02-001 FAIR 38
Refrig, Cent TRANE CVHF910  |#L97G05110| 4 27th Floor |R-05-001/004| GOOD 8
Refrig Momitor|  TRANE RMWD1100AA0 | L97L06956 | 1 | Chill Room R-15-271 GOOD 8
Sewage WEIL CSA-4"/5 HP N/A 1 B23M S-06-31 FAIR 38
Ejector
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SE‘?W""ge WEIL CSA-4"/5 HP N/A 1 B23M S-06-32 FAIR 38
jector
Sewage WEIL B700-2"/3HP N/A 1 B23M S-006-61 FAIR 38
Ejector
Sewage WEIL B700-2"/3HP N/A 1 B23M S-006-62 FAIR 38
Ejector
Sewage
Ejector WEIL N/A N/A 1 B23M S-06-P603 FAIR 38
Sewage
Ejector WEIL N/A N/A 1 B23M S-06-P604 FAIR 38
Sump Pump WEIL CLB-8"/50HP N/A 1 B23M S-07-11 FAIR 38
Sump Pump WEIL CLB-8"/50HP N/A 1 B23M S-07-12 FAIR 38
Sump Pump WEIL CLB-8"/50HP N/A 1 B23M S-07-21 FAIR 38
Sump Pump WEIL CLB-8"/50HP N/A 1 B23M S-07-22 FAIR 38
S“'Sl‘(’gpgmp HYDROMATIC|  5200-M4-4 97-94342 | 2 B108 S-07-B101
S“'Sl‘(’gpgmp HYDROMATIC|  5200-M4-4 97-94340 | 2 B105 S-07-B102
S“'Sl‘(’gpgmp HYDROMATIC|  5200-M4-4 97-94341 | 2 B114 S-07-B103
Sump Pump WEIL CLB-8"/50HP N/A 2 P5 ANX 8'075;4'3;’41 /
Sump Pump WEIL B700-2"/3HP N/A 2 P6 ANX 8'075;55’51 /
Sump Pump WEIL B700-2"/3HP N/A 2 P5 ANX 8'07(;52‘.501 /
Strainer BLTD N/A N/A N/A 29 26th /27th S-09-01-29
flange Floor
T‘;"/{/‘;;R FINNIGAN | 3000 GALLON N/A 1 317 T-01-001
T"w';*te":R FINNIGAN | 5000 GALLON N/A 1 317 T-01-002
Surge Tank, N/A N/A N/A 1 317 T-01-003
Dom.Wtr
Tank, Fuel T-03-P601
e N/A N/A N/A 1 P5 ANX
Tank, N/A N/A N/A 1 Sidewalk T-04-1
Underground
Backflow N/A N/A N/A 1 V-09-01-09
Preventor
Eg{;’t\iloarfh ENCON 7358.1-1990 N/A 1 26th Floor W-02-01 GOOD 3
Water N/A N/A N/A 1 26th Floor W-08-001
Treatment
VFD TOSHIBA | FLOWQ2U415k | 96712143 | 1 323 X-51-031 GOOD 8
VFD TOSHIBA | FLOWQ2U415k | 96102833 | 1 325 X-51-032 GOOD 8
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VFD TOSHIBA | FLOWQ2U410k | 97205576 | 1 | 26th Floor X-51-261 GOOD 8
VFD TOSHIBA | FLOWQ2U410k | 97205578 | 1 | 26th Floor X-51-262 GOOD 8
VFD TOSHIBA | FLOWQ2U4160 | 97908685 | 1 | 26th Floor X-51-263 GOOD 8
VFD TOSHIBA | FLOWQ2U4160 | 97908683 | 1 | 26th Floor X-51-264 GOOD 8
VFD TOSHIBA | FLOWQ2U415k | 97505394 | 1 | 26th Floor X-51-265 GOOD 8
VFD TOSHIBA | FLOWQ2U415k | 96803125 | 1 | 26th Floor X-51-266 GOOD 8
VFD TOSHIBA | FLOWQ2U4600 | 97912052 | 1 | 27th Floor X-51-271 GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97406164 | 1 A305 X-51-307 ANX|  GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97406159 | 1 A42IM | X-51-401 ANX| GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97808682 | 1 A403M | X-51-402 ANX| GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97406161 | 1 A521IM | X-51-501 ANX| GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97406158 | 1 A503M | X-51-502 ANX| GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97305960 | 1 A621IM | X-51-601 ANX| GOOD 8
VFD TOSHIBA | FLOWQ2U4110 | 97406160 | 1 A603M | X-51-602 ANX| GOOD 8

Dieisel Fuel VEEDER X-55-P601 NOT

Syst. Mon ROOT TSL-300C N/A 1 PS ANX WORKING

Deisel Fuel ROPER 2AMO6 G-313135 | 1 P5 ANX X-56-P601 5

Tran.Pump

Deisel Fuel ROPER 2AMO6 G-313136 | 1 P5 ANX X-56-P602 5

Tran.Pump
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Chiller York YS BB SO CFA SCCM210290 1 Basement 10 yr / Good cond
Chiller York YS BB SO CFA SCCM210300 1 Basement 10 yr / Bad cond
Chiller York YS CADA S2 CJE SDLM-7G2640 1 Basement 4 yr/ Bad cond
CH WATER PUMP Sterling 1 Basement 4 yr/ Good cond
CH WATER PUMP Sterling 1 Basement 4 yr/ Good cond
CH WATER PUMP Sterling 1 Basement 4 yr/ Good cond
CH WATER PUMP Sterling 1 Basement 4 yr/ Good cond
Cond Circulating
Pump Sterling F!-1025A 583372 1 Basement 4 yr/ Good cond
Cond Water Pump Sterling F21-240A 583371B 1 Basement 4 yr/ Good cond
Cond Water Pump Sterling F21-240A 583371C 1 Basement 4 yr/ Good cond
Cond Water Pump Sterling F21-240A 583371A 1 Basement 4 yr/ Bad cond
Cond Water Pump Sterling F21-240A 583371D 1 Basement 4 yr/ Good cond
Air Compressor Honeywell 230H2E2B2E 255-7-900829-L 1 Basement 40 yr / Bad cond
Air Compressor Honeywell 230H2E2B2E 255-7-900828-L 1 Basement 40 yr / Bad cond
Air Dryer Hankison 8010 0302A-40-75-237 1 Basement | 40 yr/Bad cond
Circulating Pump Aurora 381 BF 77-137G 1 Basement 40 yr / Bad cond
Hot Water Pump Aurora 344BF 74-17621-1 1 Basement 40 yr / Bad cond
Hot Water Pump Aurora 344BF 74-17621-2 1 Basement 40 yr / Bad cond
Boiler Bryant 246-27 51725618 1 Basement | 40 yr/Bad cond
Boiler Bryant 246-27 51725619 1 Basement | 40 yr/Bad cond
Hot Water Heater Rheem RF300-91A 0193D09071 1 Basement 40 yr / Bad cond
Emergency
Generator Stewart&Stevenson 12VGDT-350 69346 1 Basement 40 yr / Bad cond
AHU-G7 1 Basement 40 yr / Bad cond
AHU-G8 CS 402 SH AF Y 74-780-293H6 1 Basement 40 yr / Bad cond
A/C Split Unit 1 Liebert FH 290 AUAOO 104950A 1 | MIS-CP Rm1 |20yr/Bad cond
A/C Split Unit2 Liebert FH 290 AUAOO 104950C 1 | MIS-CP Rm1 |20yr/Bad cond
A/Cplit Unitl Liebert FH 290 AUAOO 139732A 1 MIS-CP Rm2 | 20 yr / Bad cond
A/C Split Unit2 Liebert FH 290 AUAOO 104950D 1 MIS-CP Rm2 | 20 yr / Bad cond
A/C Split Unit3 Liebert FH199 AUA OO 117959A 1 MIS-CP Rm2 | 20 yr / Bad cond
A/C Split Unitl Liebert BFO67A-ASM 320194 1 |MIS-Comm Rm | 20 yr/Bad cond
MCCAO12BAHOBOC
AHU1-1 Trane AOOOOOO0O K97K21610A 1 1ST Floor 40 yr / Bad cond
MCCAO12BAHOBOC
AHU 1-2 Trane AOOOOOO0O K97K21134A 1 1ST Floor 40 yr / Bad cond
AHU-PH1 York CS-270-M-AF 1 Penthouse 40 yr / Bad cond
AHU-PH2 York 1 Penthouse | 40yr/Bad cond
AHU-PH3 York CS-156-M-AF 1 Penthouse 40 yr / Bad cond
AHU-PH4 York CS-490-M-AF 1 Penthouse 40 yr / Bad cond
MCC 012 GADO ABC
AHU Trane 000 K97K21083A 1 Court 1 40 yr / Bad cond
AHU York 90-HBAW-6-2 10289-02 1 Court 2 40 yr / Bad cond
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AHU York 90-HBAW-6-2 10289-02 1 Court 3 40 yr / Bad cond
AHU York 180-HBAW-6-2 10289-02 1 Court 11 40 yr / Bad cond
AHU Trane 1 Court 12 40 yr / Bad cond
CA 010 1130
25X070G 08CC
OAHU 1 York 025S035WHOBL DGEM-06049B 1 Penthouse | 40 yr / Bad cond
CP-680-DWD1-AF-

OAHU 2 York 300460 ACMO11116 1 Penthouse | 40 yr / Bad cond
Cooling Tower Marley 1 Penthouse |4 yr/Good cond
Metal Detectors Sentrie LC 5360151506-619 WE 2 Lobby 3 yr/ Good cond
Survellance 15 yr / Good

Camera Panasonic cctv WV-BL204 94B01552 1 Lobby cond
Ext. Lighting
Control Asco 920RC SW 925 PCR9 15424X 1 |Outside Lighting| 20 yr / Bad cond
Ext. Lighting
Control Asco 920RC SW 925 PCR9 51205X 1 |Outside Lighting| 20 yr / Bad cond
Ext. Lighting
Control Asco 920RC SW 925 PCR9 15424X 1 |Outside Lighting| 20 yr / Bad cond
Fire Suppression
Sys. ANSUL AutoPulse 442R S63515314:C93-146 2 | 1st Floor MIS | 40 yr /Bad cond
MCCAO12BAHOBOC
AHU 1 Trane AOOO00000 K97K21610A 1 | Jury Assembly | 40 yr /Bad cond
MCCAO12BAHOBOC
AHU 2 Trane AOOO00000 K97K21134A 1 | Jury Assembly | 40 yr /Bad cond
AHU Magicaire 90-MB W011216476 1 Court 4 40 yr /Bad cond
AHU Magicaire 90-MB W011216478 1 Court 5 40 yr /Bad cond
AHU Magicaire 90-MB W011216477 1 Court 6 40 yr /Bad cond
AHU Magicaire 90-MB W011216479 1 Court 7 40 yr /Bad cond
AHU York 180 HBAW -6-2 10289-02 1 Court 8 40 yr /Bad cond
1A05087-6W02W00-
AHU LaSalle LA-300 A001 FCU-1 40 yr /Bad cond
AHU LaSalle LA-300 A05087GW02W00a002 FCU-2 40 yr /Bad cond
CA010083325X073G0
28C-
AHU G-6 York 025035WA02LC501S DALM-23066B 1 Basement 40 yr /Bad cond
UPS Exide Electronic 225 EM105LCAQ2 1 MIS-1st Fl. | 40 yr /Bad cond
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55 yrs / Bad
Air Handler York CS113SVFCLP-Y 81-916115H8 1 | Grease trap cond.
55 yrs / Bad
Air Handler N/a 90/120BMW Not checked? N/a 1 bonding cond.
55 yrs / Bad
Air Handler Magic Aire 90/120BMW/BMX (blower) 1E+09 1 | Break Room cond.
1st floor, room 55 yrs/ Bad
Air Handler York CS336SHFCLP-Y 81-916115H9 1 145 cond.
55 yrs / Bad
Air Handler York CS402SHFCLP-Y? 81-916115H11 1 215A cond.
55 yrs / Bad
Air Handler York CS336SHFCLP-Y 81-916115H12 1 | 245A on floor cond.
55 yrs / Bad
Air Handler York CS336SHFCLP-Y 81-916115H13 1 4th floor cond.
7thfloor | 9O yrs/ Bad
Air Handler Carrier ? 27N71247? 81916115H15 or 120049 1 Narcotics cond.
55 yrs / Bad
Air Handler Domestic Mfg RCVS.800.6CW.2HW.213 N/a 1 Livescan cond.
55 yrs / Bad
Air handler Domestic Mfg RCVS.900.8CW.2HW.111 w2hwill 1 Booking cond.
Comfort Air Conditioning or |256D Chilled water; HWcoil mod 55 yrs/ Bad
Air handler Comfort Master 24113670 FR Checked 7348 ; Hot coil # 92036 1 | 6th floor JAIL cond.
Comfort Air Conditioning or S5 yrs / Bad
Air handler Comfort Master 27** or 29** (not checked) 7348; Hot coil # 92036 1 | 5th floor JAIL cond.
55 yrs / Bad
Air Handler York CS156SHFCLP-Y 81-916115-H14 1 | 245A Intake cond.
55 yrs / Bad
Air Handler RUUD UEAB-1010B T M2588 8522 1 Room 501 cond.
55 yrs / Bad
Package Unit Carrier 50SH-030-311 4594G40187 1 | Roof 5th floor cond.
55 yrs / Bad
Package Unit Carrier 50SH-030-301 2894G41201 1 | Roof 5th floor cond.
Systefnrl)llétvapor 55 yrS/ Bad
ator Not available N/a 1 Room 501 cond.
Syste?nF;“Ctonde 55 yrS/ Bad
nser Not available N/a 1 | Roof 5th floor cond.
15 yrs / Good
Boiler Raypak Not available 1E+10 1 Basement cond.
55 yrs / Bad
Boiler Spencer 7M150 615 1 Basement cond.
55 yrs / Bad
Boiler Spencer 7M150 616 1 Basement cond.
Condenser Under cooling 55 yrs/ Bad
Water Pump Baldor Not available 2 tower cond.
55 yrs / Bad
Air Handler Carrier 40RR014 S696766 1 | Jail Kitchen cond.
Condensing Behind room 55 yrs / Bad
Unit Carrier 38AP014500 Q694849 1 8 (Kitchen) cond.
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55 yrs / Bad
Evaporator McQuay RVA-2308 Jail Kitchen cond.
Chilled Water 12 yrs / Good
Pump Weinman 4L.2-000P14G-2 2 Basement cond.
Condensed 12 yrs / Good
Water Pump Weinman 5L2-000P14G-1 49-3333/49-3334 2 Basement cond.
Domestic Hot 55 yrs / Bad
Water Pump H3-0514ACEC 1E+11 1 Basement cond.
Hot Water 12 yrs / Good
Pumps Taco FM301310.00 2 Basement cond.
55 yrs / Bad
Air Compressor Speedaire S5F227A2 050395L828309 1 basement cond.
55 yrs / Bad
Air Compressor Curtis CV-938 193349 1 basement cond.
3 yrs/ Good
House Pumps Aurora 8X4-13089 2 basement cond.
Booster
Pump/Domesti Elev. 55 yrs / Bad
cWB&G Not available N/a 2 Penthouse cond.
Sewage Ejector 55 yrs / Bad
Pump Weil Not available Grease trap cond.
Sewage Ejector 55 yrs / Bad
Pump Weil Not available Grease trap cond.
Sewage Ejector 3 yrs/ Good
Pump Weil 4-22210 idigizied 1 | Basement cond.
Sewage Ejector 3 yrs/ Good
Pump Weil 2221K1013 412284 1 Basement cond.
Split
System/Conde 55 yrs / Bad
nser Carrier 38BA008540 4289G8477 1 |Roof, 7th floor cond.
Split
System/Evapor Elev Rm 55 yrs / Bad
ator Carrier 40BA009300 or 408A009300 19455G or N19465G 1 (hanging) cond.
Split
System/Conde Behind rm 8 55 yrs / Bad
nser Carrier 38EN04852 633100 1 (rm 10) cond.
Split
System/Evapor 55 yrs / Bad
ator Carrier Not available 1 In Room 7 cond.
Split
System/Conde Behind rm 8 55 yrs / Bad
nser Payne 51-7GP060 0187A150801 1 (rm 8) cond.
Split
System/Evapor 55 yrs / Bad
ator BDP 517GNO060 4786A18794 1 Room 8 cond.
Split
System/Evapor 55 yrs / Bad
ator BDP 517GNO060 4786A18793 1 Room 8 cond.
Split
System/Evapor 55 yrs / Bad
ator York Not accessible yet N/a 1 Room 7 cond.
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PCB, 62 Riesner

Age of
Type of Equipment | Manufacturer Model No. Serial No. Qty. L ocation Equipment

45 yrs / Bad

Air Handler Trane Type 86 UT329796 1 Upper eng room cond
45 yrs / Bad

Air Handler Trane Type 86 UT329797 1 Upper eng room cond
45 yrs / Bad

Air Handler Trane Type 86 UT329798 1 Upper eng room cond
UC46A4EGBOEUKWT 45yrs / Bad

Air Handler HiRoss UG46AEG 624660 GE 1 C212 cond
UC46A4EGBOEUKWT 45 yrs / Bad

Air Handler HiRoss UG46AEG 624658 GE 1 C212 cond
UC46A4EGBOEUKWT 45yrs / Bad

Air Handler HiRoss UG46AEG 624657 GE 1 C212 cond
UC46A4EGBOEUKWT 45yrs / Bad

Air Handler HiRoss UG46AEG 624659 GE 1 C212 cond
45 yrs / Bad

Boiler Kewanee L3W-50-G P-1066 1 Upper eng room cond
45 yrs / Bad

Boiler Kewanee L3W-50-G P-1065 1 Upper eng room cond
45 yrs / Bad

Boiler Raypak W2-0263C-CE ARDA A 9409117803 1 Upper eng room cond
45 yrs / Bad

Split system/Evaporator n/a n/a n/a 1 Basement back door cond
45 yrs / Bad

Split system/Condenser n/a 38AK008601 0996G00119 1 Near back door cond
45 yrs / Bad

Air Compresor IngersollRand 24T5N5 30T C862209 1 Upper eng room cond
45 yrs / Bad

Chilled Water Pump Bell and Gosset 2-1/28 7- 3/4 BF 4 Upper eng room cond
45 yrs / Bad

Condensed Water Pump | Bell and Gosset 2.5 BB//825BF 4 Upper eng room cond
45 yrs / Bad

Chiller Trane PCV-0J-Ci1D1 2 Upper eng room cond
45 yrs / Bad

Chiller Trane PCV-1C-C2D2 2 Upper eng room cond
45 yrs / Bad

Hot Water Pump Bell and Gosset 2.5 BD 7.750.BF 2 Upper eng room cond
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PCB, 62 Riesner

Age of
Type of Equipment | Manufacturer Model No. Serial No. Qty. L ocation Equipment

45 yrs / Bad

Condensed Water Pump | Bell and Gosset 3G-10-1/2 BF 1 Basement cond
45 yrs / Bad

Water Pump (fire system) Aurora 73-81385 1 Basement cond
45 yrs / Bad

W ater Booster (fire pump) n/a n/a n/a 1 Basement cond
45 yrs / Bad

Domestic Water Booster p V3A-4K 107-948-1 and 107-948-2 2 Basement cond
45 yrs / Bad

Sewage pump n/a n/a n/a 2 Basement cond
45 yrs / Bad

Exhaust fan 4 basement cond
45 yrs / Bad

Exhaust fan 4 Upper eng room cond
45 yrs / Bad

Air compressor n/a n/a n/a 1 under back stairs cond
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Type of Age of
Equipment | Manufacturer M odel No. Serial No. |Qty. L ocation Equipment

Split
System/Condenser Carrier 7 Ton 2 West Entrance to Bldg 40 yrs / Bad Condition

Split
System/Evaporator 2 Inside Bldg over head 15 yrs / Bad Condition
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Building Equipment List for
Small Buildings, Riesner Complex,
50 Riesner
Type of Age of
Equipment | Manufacturer M odel No. Serial No. |Qty. L ocation Equipment
Gas Heater n/a n/a N/a 6 Transmission/Repair Shop | 40 yrs / Bad Condition
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GYM, 51 Riesner
Type of Age of
Equipment M anufactur er M odel No. Serial No. |Qty. L ocation Equipment
Air Handler Carrier MXYOBB6SC2D1CR1 88-21280 1 DW I officers work area 55 yrs / Bad cond
Air Handler Recold AV50 14747 and 14748 2 DW!I and 2nd floor 55 yrs / Bad cond
Air Handler Carrier 40RMS016-600GC 0696FB9912 1 3rd floor 55 yrs / Bad cond
Air Handler Carrier 39ED26 76289684 1 3rd floor 55 yrs / Bad cond
Air Handler Carrier 280W 1630 762796483 1 3rd floor 55 yrs / Bad cond
Boiler Teledyne N/a N/a 1 Roof, 3rd level 55 yrs/Broken down
Boiler Raypak A95CJ0249 1 Roof, 3rd level 12 yrs / Good cond
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Building Equipment List for
Small Buildings, Riesner Complex,
52 Riesner
Type of Age of
Equipment | Manufacturer M odel No. Serial No. |Qty. L ocation Equipment
Package Unit n/a n/a N/a 2 Fleet Admin Bldg roof 40 yrs / Bad Condition
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Building Equipment List for
Small Buildings, Riesner Complex,

54 Riesner
Type of Age of
Equipment | Manufacturer M odel No. Serial No. |Qty. L ocation Equipment
Package Unit n/a n/a N/a 1 Transportation Bldg roof 40 yrs / Bad Condition
Package Unit Bard WA301-A00 132K95094867702| 1 Motor pool wall 40 yrs / Bad Condition
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Building Equipment List for
Small Buildings, Riesner Complex,
59 Riesner
Type of Age of
Equipment Manufacturer | Mode No. | Serial No. |Qty. L ocation Equipment
Gas Heater n/a n/a N/a 2 Tire Shop Garage 40 yrs / Bad Condition
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Type of Manufacturer Model No. Serial No. Qty. Location Notes
Equipment

Chiller Unit 1 Trane CVHE 188HO3794 1 | Basement Equipment Room | 17yrs/Good
Chiller Unit 1 Trane CVHE 183H03704 | 1 | BASEMeEN SAUIPMENT | 170,¢/Good
Chiller Unit 1 Trane CVHE 188HO3794 | 1 Basemeggg%“'pme”t 17yrs/Good
Chiller Unit 4 McQuay ALR-060E 5781389-01 1 Roof 9yrs/Good
COO'F'ggsTlo""er Marley  |22.215489184143155 1 Roof 16yrs/Fair
Coolng TOWer | arley | 22.21548918414315.5 1 Roof 16yrs/Fair
CoOlNg TOWET | Marley  |2221548918414315.5 1 Roof 16yrs/Fair
Fiigh YEIo | westinghouse 4054 HUY 1022-43 | 1 5 Floor South 37 yrs/Fair
FHigh VEIOGIY | estinghouse 4054 HUY 1022-43 | 1 | SthFloor North | 37 yrs/Fair
FHigh VEIOGI | estinghouse 4054 HUY 1022-43 | 1 | 1lthFloorSouth | 37 yrs/Fair
Fiigh YeIoo | westinghouse 4054 HUY 1022-43 | 1 | 1ithFloor North | 37 yrs/Fair
Fiigh VeI | westinghouse 4054 HUY 1022-43 | 1 | 17thFloorSouth | 37 yrs/Fair
FHigh VEIOGIy | westinghouse 4054 HUY 1022-43 | 1 | 17thFloor North | 37 yrs/Fair
FHigh VEIOSIy | westinghouse 4054 HUY 1022-43 | 1 | 23rdFloorSouth | 37 yrs/Fair
igh YES | Westinghouse 4054 HUY 1022-43 | 1 | 23rd Floor North | 37 yrs/Fair
Condenser Water| oo 8AE12AM-BF 88P-05-0461 | 1 | DasementEquipment | g /e

Pump 1 Room
Condenser Water| oo 8AE12AM-BF 88P-05-0461 | 1 | DasementEquipment | g /e

Pump 2 Room
Condenser Water | peqrjeqs SAE12AM-BF | 88P-05-0461 | 1 | CosementEQuipment | e o poy

Pump 3 Room
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Equipment
CRIIWRIEr PUMP!  peeriess BAEIZAM-BF | 88P-05-0461 | 1 | DOSSMONBQUIPMENT | g e pyy
Chill Weter PUmP|  peeress BAEI2AM-BF | 88P05-0461 | 1 | DOSMeNtEQUIPMENt |y /py
Chill Weter PUMP|  peerless BAEIZAM-BF | 88P-05-0461 | 1 | DOSEMent EQUPMENt | gy g py
ggglst\é\: a;irnsgrg Allis Chalmer GA?Eigibﬂl_ 1 Basemegtolc—i)gquipment 9yrs/Good
Chil aer PUMD | Beli Chaler | 2G 12250 BFS 208293 1 Basemegggﬁq“ipme”t 9yrs/Good
Chil WAer PUMR | peeriess 2G 12250 BFS 208294 1 Basemeggg%“ipme”t 9yrs/Good
Boiler 1 |Cleaver Brooks| ~ CB-700-150 L-84832 | Basement EQUIPMENt | y7yre/poor
Boiler2 |Cleaver Brooks| ~ CB-700-150 L-84831 | Basement BQUIPMENt |47y /poor
Hot Water Boller|  pogjogs 6AEL4AM-BF | 88P-05-0462 | 1 | DasementEquipment |z o poqe
Pump 1 Room
Hotylater Boiler | peerless BAEL4AM-BF | 88P-05.0461 | 1 | DasementEquipment | o /oo
ump 2 Room
Air Handler 1 Goodman A120-00 9309080920 1 Garage B3 level 9yrs/Good
Air Handler 2 McQuay LSL214CV 993169-010 1 Garage B1 Level 9yrs/Good
Air Handler 3 Theral CP-61-H 04392-00 1 Garage B1 Level 37yrs/Poor
Air Handler 4 Trane BAYGTRK415AB B374K49LD 1 Garage Level 1 9yrs/Good
Air Handler 5 1 Garage Level 2 9yrs/Good
Air Handler 6 Carrier 39ED15 NYFIVCS53S1 | 1 Garage B1 Level 9yrs/Good
Air Handler 7 Carrier 39ED18 804220575 1 Garage B1 Level 9yrs/Good
Air Handler 13 Thermal CP-212-VS 05009-01 1 Basement Level B2 37yrs/Poor
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Type of Manufacturer Model No. Serial No. Qty. Location Notes
Equipment
Air Handler 14 |Domestic MFG| RCV-450-6CW3 N/A 1 Basement Level B2 37yrs/Poor
Air Handler 15 Thermal CP-242-VS 101-03800-01 1 Basement Level B1 37yrs/Poor
Air Handler 16 Thermal CP-242-VS 101-05009-02 1 Basement Level B1 37yrs/Poor
Air Handler 17 |  Thermal B265HC 10739 1 | 1stFloorBalcony | 500 o /poor
Offices
Air Handler 18 Thermal CP-31_HS 101-03800-02 1 Mail Room 37yrs/Poor
Air Handler 19 Intl Env HPY12BYYC2L5 1 |Level 1 Balcony Offices| 9yrs/Good
Air Handler 20 Intl Env HPY12BYYC2L5 1 |Level 1 Balcony Offices| 9yrs/Good
Air Handler 21 Intl Env HPY12BYYC2L5 1 |Level 1 Balcony Offices| 9yrs/Good
Air Handler 22 Intl Env HPY12BYYC2L5 97-042360T 1 |Level 1 Balcony Offices| 9yrs/Good
Air Handler23 |  Thermal CP-312-HS 101-03800-03 | 1 |2d F'Ooéé\:)?]:th Mech. | 37yrs/Poor
Air Handler24 | Thermal CP-212-VS 1010380003 | 1 |2d F'Ooéé\:)?]:th Mech. | 37yrs/Poor
Air Handler25 | Thermal CP-313-VS 101-03800-05 | 1 |2d F'Ooéé\:)?]:th Mech. | 37yrs/Poor
Air Handler26 |  Thermal CP-312-VS 101-03800-06 | 1 |2M F'OOFE OSgr?qth Mech-| - 37urs/Poor
Air Handler27 | Thermal CP-212-VS 101-03800-07 | 1 |2M F'OOFE ()sé)#qth Mech-| - 37urs/Poor
Air Handler28 |  Thermal CP-91-VS 1010380008 | 1 |2M F'OOFE ()sé)#qth Mech-| - 37urs/Poor
Air Handler 30 Env Tech HP-030 1 | 12th Floor PBX Room | 9yrs/Good
Air Handler 31 Env Tech H&%gggﬁgzao 1 | 12th Floor UPS Room | 9yrs/Good
Air Handler32 |  Liebert FH422C-A03 894468 1 Liebergoicr’nmp”ter 9yrs/Good
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Type of Manufacturer Model No. Serial No. Qty. Location Notes
Equipment
Air Handler 33 Thermal CP-121-HS 101-03800-09 1 |17th Floor Mech. Room| 37yrs/Poor
Air Handler 34 Thermal CP-61-HS 101-03800-10 1 37yrs/Poor
Air Handler35 |  McQuay LSLL17DV 37800630-04 | 1 | 1O F'Ocoernfe?mma”d 9yrs/Good
Air Handler 36 McQuay Custom Unit 1 22nd lz:lgrc]){erFitness 9yrs/Good
Air Handler 37 McQuay RAHO77CLY 37A6023 02 1 Roof North Fan 9yrs/Good
Air Handler 38 McQuay ?RAHO077CLY 37A0023 02 1 Roof South Fan 9yrs/Good
Air Handler 39 McQuay RO5708BY 37A00035 03 1 Roof Fume Hood 9yrs/Good
Air Handler 40 Carrier M39BA080D26 68222310 1 Pemho“;%g"nima”ica' 37yrs/Poor
Air Handler 41 Carrier 39BA11CD26 68232522 1 Pemho“;%g"nic“a”ica' 37yrs/Poor
Air Handler 42 | Carrier M38BAL1CDE3 | 1 | Penthouse Mechanical |7y /pooy
Air Handler 43 Carrier 39BA11CD93 68232500 1 Pemho“;%g"nima”ica' 37yrs/Poor
Air Handler 44 1 Penthouse Mechanical 37yrs/Poor
Room
Exhaust Fan 22-1| Greenheck SWB-20-7-CW-TH 97C06963 1 Roof 9yrs/Fair
Exhaust Fan 22-2| Greenheck |SWB-18-5-O0OW-TH 97C07899 1 Roof 9yrs/Fair
Exhaust Fan 24-3| Greenheck |SWB-15-3-CCW-BAU 97C97880 1 Roof 9yrs/Fair
Exhaust Fan 24-4| Greenheck |SWB-15-5-CCW-BAU 90c07891 1 Roof 9yrs/Fair
Exhaust Fan 24-5|  Greenheck 97C07881 1 Roof 9yrs/Fair
Exhaust Fan 24-6| Greenheck | SWB-16-5-CW-BAU 97C07896 1 Roof 9yrs/Fair
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Equipment
Exhaust Fan 25-1| Greenheck LB-14-4 97C07291 1 Roof 9yrs/Fair
Exhaust Fan 25-2| Greenheck |SWB-20-5-CCW-BAU 97C06962 1 Roof 9yrs/Fair
Exhaust Fan 25-3| Greenheck |SWB-16-3-CCW-BAU 97C07895 1 Roof 9yrs/Fair
Exhaust Fan 25-4| Greenheck | SWB-16-5-CW-BAU 97C07897 1 Roof 9yrs/Fair
Exhaust Fan 25-5| Greenheck |SWB-15-5-CCW-BAU 97C07892 1 Roof 9yrs/Fair
Exhaust Fan 25-6| Greenheck | SWB-16-5-CW-BAU 97C078928 1 Roof 9yrs/Fair
Exhaust Fan 25-7| Greenheck LB-21-7 97C07292 1 Roof 9yrs/Fair
Exhaust Fan 26-1| Greenheck LB-10-4 97C07287 1 Roof 9yrs/Fair
Exhaust Fan 26-2| Greenheck |SWB-15-3-CCW-BAU 97C07885 1 Roof 9yrs/Fair
Exhaust Fan 26-3| Greenheck SWB'{::GCOW' o7C07886 | 1 Roof oyrs/Fair
Exhaust Fan 26-4| Greenheck |SWB-15-3CCW-BAU 97C07883 1 Roof 9yrs/Fair
Exhaust Fan 26-5| Greenheck | SWB-15-3-CW-BAU 97C07887 1 Roof 9yrs/Fair
Exhaust Fan 26-6| Greenheck |SWB-15-3-CCW-BAU 97607882 1 Roof 9yrs/Fair
Exhaust Fan 26-7| Greenheck | SWB-15-3-CW-BAU 97C07888 1 Roof 9yrs/Fair
Exhaust Fan 26-8| Greenheck | SWB-15-3-CW-BAU 97C07889 1 Roof 9yrs/Fair
Exhaust Fan 26-9| Greenheck |SWB-15-3-CCW-BAU 97C07884 1 Roof 9yrs/Fair
EXha“SIOFa” 6= Greenheck | SWB-15-3-CW-BAU | 97C078%0 | 1 Roof oyrs/Fair
EXha“ShFa” 26- | Greenheck CUBE-140-4 o7C0853L | 1 Roof oyrs/Fair
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Equipment
EXha“SIZFa” 26| Greenheck |SWB-15-3-CCW-BAU|  97F10073 | 1 Roof oyrs/Fair
Garage Ye”t Fan N/A C5350 1 Garage 37yrs/Poor
Garage \2/e”t Fan | 1| G Industries 490 G53554 1 Garage 37yrs/Poor
Sewage Pump | Chicago Pump VCSLLC-4 75-02739-5 1 | Basement Pump Room | 30yrs/Poor
Sewage Pump | Chicago Pump VCSLLC-4 75-02739-5 1 | Basement Pump Room | 30yrs/Poor
Sump Pump | Chicago Pump VCSLMC-4 75-02739-3 1 | Basement Pump Room | 30yrs/Poor
Sump Pump | Chicago Pump VCSLMC-4 75-02739-3 1 | Basement Pump Room | 30yrs/Poor
Sump Pump | Chicago Pump VCS55 71-02739-2A 1 | Basement Pump Room | 30yrs/Poor
Sump Pump | Chicago Pump VCS55 71-02739-2A 1 | Basement Pump Room | 30yrs/Poor
Garg%emssmp Chicago Pump VCS058 71-02739-1A | 1 | Garage B-3Level | 30yrs/Poor
Garg%emssmp Chicago Pump VCS058 71-02739-1A | 1 | Garage B-3Level | 30yrs/Poor
Garagﬁ nﬁ‘z)wage Chicago Pump ucslic-4 75:02730-4A | 1 | Garage B-3Level | 30yrs/Poor
Garage nﬁ;wage Chicago Pump ucslic-4 75002739-4A | 1 | Garage B-3Level | 30yrs/Poor
Fire Pump Peerless 4TUTF-14 316447 1 | Basement Pump Room | 37yrs/Fair
Jockey Pump ROtEJn‘iLbi”e R-37115P 150331-1 1 | Basement Pump Room |  37yrs/Fair
DomEsL;[L(;F\)Nater Peerless 2AB-10 1/2 36446 1 | Basement Pump Room | 37yrs/Fair
DomEsL;[L(;F\)Nater Peerless 2AB-10 1/2 16445 1 | Basement Pump Room | 37yrs/Fair
DomEsL;[:](;F\)Nater Peerless Centrifugal 316445 1 | Basement Pump Room | 37yrs/Fair
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Equipment
DomEsL;[;gF\)Nater Peerless Centrifugal 13500 1 | Basement Pump Room | 37yrs/Fair
Air Compressor 1 10AHU12R 37yrs/Fair
Air Compressor 2| Worthington 10B2 LZ-AUN-JI14 1 | Basement Pump Room | 37yrs/Fair
Air Compressor 3| Curtis Teledo 12DNSED 1 | Basement Pump Room 9yrs/Fair
Air Compressor 4 General LT2000300B F19520 1 | Basement Pump Room 9yrs/Fair
Air Commpressor| - Devilbiss Air GFC5020 1 | Basement Pump Room 9yrs/Fair
5 Power
Alr Commpressor| ersail Rand 242-5N 30T717457 | 1 | Penthouse Mechanical | g o/ pyy
6 Room
ATS-1 Kholer K56634-600 K71273 1 Basem‘;”(:oi'fcmca' 9yrs/Good
ATS-2 Kholer K566541-600 K71438 18th F'gggn'i'e"ator 9yrs/Good
ATS-3 Kholer K566341-600 K71231 p | 18t F'gggn'i'e"ator 9yrs/Good
ATS-4 Kholer RMTO-2603CEF 23330-1 1 | Basement Pump Room | 9yrs/Good
Clay Valve-1 Robertshaw 1620-D1 E82E58 1 | Basement Pump Room | 5yrs/Poor
Clay Valve-2 Robertshaw 1620-D1 E82E56 1 | Basement Pump Room | 5yrs/Poor
Clay Valve-3 Robertshaw 110-4 110-4 1 | Basement Pump Room | 5yrs/Poor
Clay Valve-4 Robertshaw 110-4 110-4 1 | Basement Pump Room | 5yrs/Poor
Tank -1 11,000 Gal. Basement Pump Room | 37yrs/Poor
Tank-2 4,000 Gal Basement Pump Room | 37yrs/Poor
Deluge System -1 Viking F-1 Dry Viv 4 1 Pump Room 37yrs/Fair
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Equipment
Deluge System -2 Viking F-1 Dry Viv 4 1 Pump Room 37yrs/Fair
Deluge System -3 Viking E-1D VIv25 1 Receiving Dock 37yrs/Poor
Deluge System -4 Grinnel 4-A175 1 Garage B-3 37yrs/Poor
Deluge System -5|  Viking E-1D VIv25 1 | 1o Floor Computer | - gyrs/Good
Deluge System -6 Viking F-1 Dry Viv 4 1 Garage B-2 37yrs/Poor
Elect Wir | A 0 smith DSE-20-12 SB97-65286 | 1 9yrs/Fair
Heater 2
Elect Wir | A 0 smith DSE-20-12 SB97-66304 | 1 | Bi-Lunch Room oyrs/Fair
Heater 3
Elect. Wir 1 A o smith DSE-20-12 SB97-65283 | 1 3rd Floor 9yrs/Fair
Heater 4
Elect Wir | A 0 smith DSE-20-12 SB97-66305 | 1 6th Floor 9yrs/Fair
Heater 5
Elect Wir | A 0 smith DSE-20-12 SB97-65297 | 1 9th Floor 9yrs/Fair
Heater 6
Elect Wir— 1 A 0 smith DSE-20-12 SB7- 1 12th Floor oyrs/Fair
Heater 7
Blect WIr 1 A 0 smith DSE-20-12 SB7- 1 15th Floor oyrs/Fair
Heater 8
Elect Wir | A 0 smith DSE-20-12 SG97-66333 | 1 18th Floor 9yrs/Fair
Heater 9
Elect Wir 1 A o smith DSE-20-12 SG97-65286 | 1 21st Floor 9yrs/Fair
Heater 10
Elect Wir | A o smith DSE-20-12 SG97-65274 | 1 24th Floor 9yrs/Fair
Heater 11
Elect. Wir1 A 0 smith DSE-20-12 SG97- 1 26th Floor oyrs/Fair
Heater 12
Elect. W tr . i
e A O Smith DSE-20-12 SG97- 1 22nd Floor 9yrs/Fair
Elect. Wir— 1 A 0 smith DSE-20-12 SG97- 1 22 Floor oyrs/Fair
Heater 14
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Fire Alarm Panel Simplex 4100 178470-WDR 2 1st /14th Floor 9yrs/Fair
612 Smoke
Detectors
88 Duct
Detectors
125 Manule
Pulls
34 Water Flows
37 Tamper
Switches
Building Auto. Landis& Staefa Insight 6.0 1 Basement Control 9yrs/Fair
Sys. Room
Emergency Kohler 800ROZD 383945 1 Garage Roof 9yrs/Fair
Generator
Emergency | Cummins/Onal - ooy 5673388 | E049649533 | 1 Garage Roof 1yrs/Good
Generator n
Roll-up gate #2 Mcquay MG 277785 1 Polk St. Entrance 9yrs/Fair
Roll-up gate #3 Mcquay MG ET277686 1 Garage 9yrs/Fair
Roll-up gate #4 Mcquay MG ET277682 1 Milam Exit 9yrs/Fair
Roll-up gate #5 Mcquay MG ET277683 1 Milam Entrance 9yrs/Fair
Roll-up gate #6 Mcquay MG ET277684 1 Garage 9yrs/Fair
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Equipment Condition
Air Handler Reco IEC-30H H852223 1 120.?A!.33” Good 18
Air Handler Trane CCBB25EJODO |  K85M83526 1 120.?A!.33” Good 18
Elevator Pump| Montgomery 411H 51082-187 1 120.?A!.33” Good 18
Elevator Mtr. 1205 Dart
Control Montgomery CP-54995 N/A 1 nA Good 18
Air Handler Trane SPEC-M/Z K86A83528 1 120.?A!.33” Good 18
Exhaust Fan Green Heck MFP-1410 113515 1 "A"-Roof Good 18
Air Handler Reco N/A FCU-29 1 120.?A!.33” Good 18
Kitchen Wells H-636 13789 1 1205 Dart Good 12
Cooktop A
Kitchen Wells H-636 13774 1 1205 Dart Good 12
Cooktop A
Ice Machine | Manitowok C170 930521559 1 120,?A!.33” Good 12
Refrigerator | Westinghouse | MRT18NREW2 | BA73820205 1 120,?A!.33” Good 7
Double Oven | Thermador MGC-238 380-300 1 120,?A!.33” Good 4
Microwave Panosonic NE-1066T TAB2140159 1 120,?A!.33” Good 5
Fan Emerson 20 120,%!.361” Fair 18
Compressor Quincy 1 Boiler Room Good 18
Air Compressor| Ingersold Rand 1 Boiler Room Good 18
Boiler Rite 600 8620143 1 Boiler Room Fair 18
Boiler Rite 600 8620142 1 Boiler Room Fair 18
. . 30GTN170- 1205 Dart
Chiller #1 Carrier EK206A 3400F26798 1 nAn Good 5
. CGACD184EAN 1205 Dart :
Chiller #2 Trane M600T L85K31891 1 hAn Fair 18
. . 30GTN170- 1205 Dart
Chiller #3 Carrier EK206A 3200F225321 1 hAn Good 5
Air Handler Trane N/A K85M83529 1 Supply Fair 18
Air Handler Trane N/A K85MB1527 1 Supply Fair 18
Air Handler N/A N/A FCU-1 1 Supply Fair 18
Condenser Tyler THS1DDS 197235 1 "A"-Roof Fair 18
Condenser Tyler THS1DDS 197234 1 "A"-Roof Bad 18
Walk In Cooler J&S 3478-2 DX86295701 1 Supply Bad 16
Refrigeration
Walk In Cooler J&S N/A N/A 1 Supply Good 16
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Type of | Manufacturer| Model No. Serial No. Qty. Location Notes / Age
Equipment Condition
Refrigeration
Evaporator BOHN LETO651F DLE1950 1 Supply Good 16
Evaporator BOHN LETO651F DLG3343 1 Supply Bad 16
Air Handler N/A IEC-168B H65-2223P0 1 120&?‘3‘” Good 18
Elevator Oil 1y higomery 431H 51082-250 1 1205 Dart Good 18
Control B
Elevator Pump| Montgomery N/A CR54996 1 120%!.33” Good 18
Air Handler Trane CCBB%ODFOD K85M83527 1 120.%!.33” Good 18
Air Handler Reco IEC-3CX H85-2223PD 1 120%!.33” Good 18
Heater Trane N/A K85M83539 1 120%!.33” Good 18
Fans Emerson N/A N/A 28 120,%!.361” Good 18
Air Handler No Plate N/A N/A 1 1205 Dart Good 18
Elect. Water Eko SB6-52-1537 | JDD235399 1 1205 Dart Good 11
Heater B
Cooktop Wells H-636 13791 1 120%!.33” Good 11
Cooktop Wells H-636 12897 1 120%!.33” Good 11
Microwave Litton N/A N/A 1 120.%!.361” Good 5
Double Oven Thermador could not read N/A 1 120.? Part Good 6
plate B
Refrigerator Magic Chef CTV1925DRW | 10422L11WM 1 120,%!.361” Good 6
Ice Machine | Manitowac QD0212A 981261297 1 120%!.33” Good 5
Air Compressor|  Buckeye 387D 749370 1 120.?8!.33” Good 18
Heater Trane N/A N/A 2 Fab Shop Fair 18
Air Handler Trane N/A K85M83531 1 Fab Shop Good 18
Fans Emerson N/A N/A 9 Fab Shop Good 18
Ref“gD?;"j‘;fr A" Great Lakes | EDR110A-116 24481 1 120.?;5‘” Good 12
Air Compressor|  Buckeye 387D 749370 120.?;5‘” Good 11
Air Handler Trane 1100004 K85M83536 1 Pumper Good 18
Pumper /
A/C-Heater Trane N/A N/A 1 OfficeWall Fair 9
Mount
Space Heaters Trane N/A N/A 8 Pumper Good 15
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Type of | Manufacturer| Model No. Serial No. Qty. Location Notes / Age
Equipment Condition
Heater Trane N/A N/A 1 Radio Shop Good 17
Fans Emerson N/A N/A 4 Radio Shop Good 17
Air Handler Reco IEC-8HB H85-2223PD 1 Radio Shop Good 17
Air Handler Reco IEC-8HB H85-2223PD 1 Radio Shop Good 17
Air Handler Reco IEC-16HB H85-2223PD 1 Radio Shop Good 17
Air Handler Reco IEC-16HB H85-2223PD 1 Radio Shop Good 17
1205 Dart
Air Handler Trane 10000A k85M83534 1 "E"/ Good 17
Upstairs
1205 Dart
Air Handler Trane 10000A k85M83533 1 "E"/ Good 17
Upstairs
1205 Dart
Air Handler Trane 10000A k85M83535 1 "E"/ Good 17
Upstairs
Water Elkay N/A N/A 2 1205 Dart Good 6
Fountains E
Refrigerator |General Electric| TBX18ZHB 64513422 1 120,%!.33” Good 7
Double Oven |  Thermador M5C-239 86030011 1 120,%!.33” Good 6
Microwave Amana RW322T P1118506M 1 120,%!.33” Good 5
Cooktop Wells 636 129-01 1 120.?;5‘” Good 7
Cooktop Wells 636 13778 1 120.?;5‘” Good 7
Ice Machine Scotsman N/A N/A 1 129§EPart Good 5
1205 Dart
Fans Emerson N/A N/A 1 E"/ Good 17
Carpenter
Shop
1205 Dart
Air Handler Goodman N/A N/A 1 E"/ Good 15
Carpenter
Shop
1205 Dart
Condenser Goodman CT8120-3 910124242 1 "E"/ Good 15
Outside
1205 Dart
Condenser Lennox HS17-1353 N/A 1 "E"/ Good 12
Outside
1205 Dart
Air Handler Reco IEC-16HB H85-2222PD 1 E"/ Good 17
Carpenter
Shop
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Equipment Condition
1205 Dart
Air Handler Reco IEC8HB H85-2222PD 1 "E" / Print Good 17
Shop
1205 Dart
Air Handler Reco IEC8HB H85-2222PD 1 E"/ Good 17
Carpenter
Shop
1205 Dart
Air Handler Reco IEC8HB H85-2222PD 1 E"/ Good 17
Carpenter
Shop
1205 Dart
. "E"/
Air Handler Reco IEC168B H65-2223PD 1 Carpenter Good 17
Shop
Air Handler Reco IEC168B H65-2223PD 1 120.?;5‘” Good 17
Air Handler Reco IEC168B H65-2223PD 1 120.?;5‘” Good 17
Air Handler Reco IEC168B H65-2223PD 1 Hazmat / Good 17
Upstairs
Air Handler Reco IEC168B H65-2223PD 1 Hazmat / Good 17
Upstairs
Fans Emerson N/A N/A 21 ,.12,.05 Dart Good 17
D" / Parts
1205 Dart
Air Handler Reco IEC168B H65-2223PD 1 D/ . Good 17
Parts/upstair
S
1205 Dart
Air Handler Reco IEC168B H65-2223PD 1 D"/ . Good 17
Parts/upstair
S
1205 Dart
Air Handler Reco IEC168B H65-2223PD 1 D/ . Good 17
Parts/upstair
S
Double Oven | Magic Chef 9522XUB 1818765IEL 1 120,%',.33” Good 8
Refrigerator |General Electric| TBX18ZHB 6T5131142 1 120,%',.33” Good 6
Cooktop Wells H636 13789 1 120,%',.33” Good 9
Ice Machine Whirlpool N/A N/A 1 120..?3?6“ Good 7
Water Elkay N/A N/A 1 1205 Dart Good 7
Fountains D
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Type of | Manufacturer| Model No. Serial No. Qty. Location Notes / Age
Equipment Condition
1205 Dart
A/C Unit Carrier N/A N/A 1 D ./ Good 5
Outside
(west)
B'ghazard Conpak PSE-311D N/A 1 Fuel Pumps Fair 12
ooler
A/C Unit General Electric N/A N/A Fuel Pumps Good
A/C Unit General Electric N/A N/A Fuel Pumps Good
A/C Unit General Electric N/A N/A 1 Guard Good 7
Shack
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Building Equipment List for

Small Buildings, Riesner Complex,

718 Houston Ave.

Age of
Type of Equipment | Manufacturer | Model No. |Serial No.| Qty. L ocation Equipment
Split System/Evaporator Goodman A36-10 9510028998 1 In warehouse 40 yrs / Bad Condition
Split System/Condenser n/a 5Ton N/a 1 Roof 40 yrs / Bad Condition
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Fire Station #8, 1901 Milam & St. Joseph Pwky

Type of Equipment Manufacturer Model No. Serial No. Qty. Location Notes /
Condition
Condenser Unit Carrier 38CKCO036510 2600E13963 1 |Outside/Court Area| Syrs/Fair
Condenser Unit Payne PA10JAO368 | 2099E20188 | 1 O“ts‘g't'rega"'s Syrs/Fair
Condenser Unit Payne PA10JAOGOA | 2899EO3682 | 1 O“ts‘érega"'s Syrs/Fair
Condenser Unit Weather King 10AJAB001 | 6764M270122901| 1 O“ts'g't're;ra"'s Syrs/Fair
: . Outside/Travis ,
Condenser Unit Carrier 1 Street Syrs/Fair
i Outside/Travis :
Condenser Unit Payne 1 Street Syrs/Fair
Ahu Unit Carrier 40HQH042300 1088A 11886 1 |Locker Room Attic|  5Syrs/Fair
Ahu Unit #3 COL?S{‘HA" 300843 108483993 | 1 | Mechanical Room| 10yrs/Poor
Ahu Unit #4 COL?S{‘HA" 300843 108483982 | 1 | Mechanical Room | 10yrs/Poor
. Ceiling Women's
Ahu Unit Payne PFIMNAO36 0901A67785 1 Restroom 5yrs/Good
, . FC4BNFO36000A Mechanical
Ahu Unit #6 Carrier AAT 0974A01047 1 Room 5yrs/Good
Ahu Unit 1
H ec”'ﬁe';toetrwater State/50 Gal P65220RT2 | CC1135121 | 1 | Locker Room | Syrs/Fair
Electric Hot Water Ceiling Women's .
Heater State/5Gal CU615M S816 94328776 1 Restroom Syrg/Fair
Exhaust Fan Green Heck CSP228 98604278 1 |Locker Room Attic
Ice Machine Manitou QYO324A 99086074D 1 Locker Room 6yrs/Good
Overhead Door .
Operators 1 High Bay
Overhead Door .
Operators 1 High Bay
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Fire Station #8, 1901 Milam & St. Joseph Pwky

Type of Equipment Manufacturer Model No. Serial No. Qty. Location Notes /
Condition

ey 1| viorsa

ey e

gt e V| s
Refrigerators Magic Chief 1 Kitchen 10yrs/Fair
Refrigerators Magic Chief 1 Kitchen 10yrs/Fair
Refrigerators Magic Chief 1 Kitchen 10yrs/Fair
Refrigerators Magic Chief 1 Kitchen 10yrs/Fair
Refrigerators Gibson 1 Locker Room 10yrs/Poor
Refrigerators Gibson 1 Lounge 10yrs/Poor
Refrigerators Gibson 1 Lounge 10yrs/Poor
Refrigerators Gibson 1 Lounge 10yrs/Poor
Electric Stove Widlls H636 015013 1 Kitchen 10yrs/Poor
Electric Stove Widls H636 05009 1 Kitchen 10yrs/Poor
Oven Tappan 11596910109 F31604892 1 Kitchen 10yrs/Poor
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Small Buildings, Riesner Complex,
35 B Artesian
Type of Age of
Equipment M anufactur er M odel No. Serial No. | Qty. L ocation Equipment
Split System/Evaporator n/a n/a N/a 1 Carpenter shop/roof | 40 yrs / Bad Condition
Split System/Condenser Carrier 38AE012-500 R695524 1 Carpenter shop 40 yrs / Bad Condition
Split System/Evaporator n/a n/a N/a 1 Painter shop/roof 40 yrs / Bad Condition
Split System/Condenser Carrier 38EN048520SM Q633073 1 Painter Shop 40 yrs / Bad Condition
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Building Equipment List for
33 Artesian, Gerson Building
Type of Age of
Equipment Manufacturer Model No. Serial No. Qty. L ocation Equipment
Age of

Type of Equipment Manufacturer Model No. Serial No. Qty. Location Equipment
40 yrs / Bad

Air Handler York N/a N/A 1 Chillers room cond
40 yrs / Bad

Air Handler York N/a N/A 1 2nd floor cond
40 yrs / Bad

Air Handler York N/a N/A 1 2nd floor cond
40 yrs / Bad

Air Handler York N/a N/A 1 3rd floor cond
40 yrs / Bad

Air Handler York CS270SHFCL N/A 1 3rd floor cond
40 yrs / Bad

Air Handler York N/a N/A 1 Intake Chillers room cond
40 yrs / Bad

Boiler Raypak EA210 or EA24067 10811022975 1 Boiler Room cond
7 yrs | Good

Boiler Vanguard N/a VGN0297G01592 1 Boiler Room cond
40 yrs / Bad

Chilled Water Pump Marathon 5 HP N/A 1 Chillers room cond
40 yrs / Bad

Sump Pump Weil 50 GPM N/A 1 Elev. Equip. Room cond
2 yrs / Good

Hot Water Pump 1 Boiler Room cond
40 yrs / Bad

Chiller 2 Chillers room cond
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Building Equipment List for
Small Buildings, Riesner Complex,
1103 Morin
Type of Age of
Equipment M anufactur er M odel No. Serial No. | Qty. L ocation Equipment
Package Unit 5 Rooftop 40 yrs / Bad Condition
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Building Equipment List for

1300 Dart Street

Type of Age of
Equipment Manufacturer Model No. Serial No. Qty. L ocation Equipment
13 yrs/
Poor
Package Unit 1 Bard WA361-A00 |[125J011654248-01| 1 Qutside Units Condition
13 yrs/
Poor
Package Unit 2 Bard WA361-A00 |[125J011654248-02| 1 Qutside Units Condition
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Building Equipment List for

1305 Dart Street

Type of Age of
Equipment Manufactur er Model No. Serial No. Qty. L ocation Equipment
12 yrs/
Package Unit 1 Goodman CK60-1C 9509072856 1 Outside Units |Poor C)(gndition
lyr/
Good
A/C Window Unit Frigidaire FAS25EP2A1 RK50533347 1 Window Unit | Condition
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Building Equipment List for
Small Buildings, Riesner Complex,
700 Houston Ave.

Type of Age of
Equipment M anufactur er M odel No. Serial No. | Qty. L ocation Equipment
Split System/Evaporator Carrier 5Ton N/a 1 warehouse, middle | 40 yrs / Bad Condition
Split System/Condenser n/a n/a N/a 1 warehouse, middle | 40 yrs / Bad Condition
warehouse, overhead

Split System/Evaporator Carrier ARUF042 00A 1 03074B6090 1 door 3 yrs / Good Condition
warehouse, overhead

Split System/Condenser n/a n/a N/a 1 door 3 yrs / Good Condition
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Building Equipment List for
CENTRAL — JESSE H JONES
500 MC KINNEY/, 77002
Type of Manufacturer Model No. Serial No. Qty. _ Notes Age of

Equipment Location Equipment
AHU TRANE LZ-31 K4D258-457 1 CEN/JHJ
AHU TRANE LZ-31 K4D2568-458 1 CEN/JHJ
AHU TRANE LZ-31 K4D259-459 1 CEN/JHJ
AHU TRANE LZ-31 K4D259-460 1 CEN/JHJ]
AHU TRANE LZ-21 KD25871 1 CEN/JHJ]
AHU TRANE MZ-25 K4C205713 1 CEN/JHJ]
AHU TRANE MZ-35 K4C255714 1 CEN/JHJ
AHU TRANE MZ-21 K255715 1 CEN/JHJ
AHU TRANE MZ-14 K255716 1 CEN/JHJ]
AHU TRANE MZ-25 K4C257717 1 CEN/JHJ
AHU TRANE MZ-21 K4C257718 1 CEN/JHJ
AHU TRANE MZ-21 K4C257719 1 CEN/JHJ
AHU TRANE MZ-14 K255638 1 CEN/JHJ]
AHU TRANE MZ-21 K255639 1 CEN/JHJ
AHU TRANE MZ-21 K255640 1 CEN/JHJ]
AHU TRANE MZ-21 K255641 1 CEN/JHJ
AHU TRANE MZ-14 K4B255635 1 CEN/JHJ
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Building Equipment List for
CENTRAL - JESSE H JONES
500 MC KINNEY/, 77002
Type of Manufacturer Model No. Serial No. Qty. _ Notes Age of
Equipment Location Equipment
AHU TRANE MZ-21 K255642 CEN/JH]
AHU TRANE MZ-21 K255643 CEN/JH]
BURGLAR
ALARM
PANEL N/A N/A N/A N/A N/A N/A
FIRE
ALARM
PANEL CEN/JHJ
BOOKLIFT
CEN/JHJ
BLRO1 THERMOPAK 3-WA-3168 4DD49 100BHP
CEN/JHJ
94634
BLRO2 IBR 16-400 100BHP
CEN/JHJ 155194
ELEVATOR
CEN/JHJ
ESCALATOR
CEN/JHJ
BLR
CERTIFICAT
E EXPIRES
12/10/05
AHU TRANE MZ-21 K4B255636 CEN/JHJ]
AHU TRANE MZ-21 K4BN255637 CEN/JHJ
AHU TRANE MZ-21 K4D255644 CEN/JH]
AHU TRANE MZ-21 K 255645 CEN/JHJ]
AHU TRANE MSL228CV 3MR00401-04 CEN/JHJ
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Building Equipment List for
CENTRAL - JESSE H JONES
500 MC KINNEY/, 77002
Type of Manufacturer Model No. Serial No. Qty. _ Notes Age of
Equipment Location Equipment
AHU TRANE MZ-14 K4B255630 1 CEN/JHJ
AHU TRANE MZ-14 K4B255631 1 CEN/JHJ
AHU TRANE MZ-14 K4B255632 1 CEN/JHJ
AHU TRANE MZ-14 K4255633 1 CEN/JHJ
AHU TRANE MZ-21 K4B255634 1 CEN/JHJ
AHU TRANE M-25 K4C255765 1 CEN/JHJ
BLR THERMOPAK 3-WA-3168 4DD49 1 CEN/JHJ]
BLR IBR 16-400 1 CEN/JHJ
CD QUINCY 1 CEN/JHJ
CD QUINCY 1 CEN/JHJ
CH TRANE PCV3FC1D1 4H18202 1 CEN/JH]
CH TRANE PCV3FC1D1 L4H18203 1 CEN/JH]
CH YORK 1 CEN/JHJ
WP PACO PUMP |[29-40158-140001| 02R8013803 1 CEN/JHJ
CRU LEIBERT 1 CEN/JHJ
CT MARLEY 353-603 353-4-1450-73 1 CEN/JHJ
29-40128-140001-
WP PACO PUMPO 1872EE 02R8013804 1 CEN/JHJ
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CENTRAL — JESSE H JONES
500 MC KINNEY/, 77002
Type of Manufacturer Model No. Serial No. Qty. _ Notes Age of
Equipment Location Equipment
WP PACO PUMP |[29-40158-140001| 02R8013803 1 CEN/JHJ
WP AURORA 3-9733-1 1 CEN/JHJ]
WP AURORA 3-9733-1 1 CEN/JHJ
AHU TRANE LZ-31 K4D258-457 1 CEN/JHJ
AHU TRANE LZ-31 K4D2568-458 1 CEN/JHJ
AHU TRANE LZ-31 K4D259-459 1 CEN/JHJ
AHU TRANE LZ-31 K4D259-460 1 CEN/JHJ
AHU TRANE LZ-21 KD25871 1 CEN/JHJ
AHU TRANE MZ-25 K4C205713 1 CEN/JHJ
AHU TRANE MZ-35 K4C255714 1 CEN/JHJ
AHU TRANE MZ-21 K255715 1 CEN/JHJ
AHU TRANE MZ-14 K255716 1 CEN/JHJ
AHU TRANE MZ-25 K4C257717 1 CEN/JHJ
AHU TRANE MZ-21 K4C257718 1 CEN/JHJ
AHU TRANE MZ-21 K4C257719 1 CEN/JHJ
AHU TRANE MZ-14 K255638 1 CEN/JHJ
AHU TRANE MZ-21 K255639 1 CEN/JHJ
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Building Equipment List for
CENTRAL — JESSE H JONES
500 MC KINNEY, 77002
Type of Manufacturer Model No. Serial No. Qty. _ Notes Age of
Equipment Location Equipment
AHU TRANE MZ-21 K 255640 1 CEN/JHJ
AHU TRANE MZ-21 K 255641 1 CEN/JHJ
AHU TRANE MZ-14 K4B255635 1 CEN/JHJ
AHU TRANE MZ-21 K255642 1 CEN/JH]
AHU TRANE MZ-21 K255643 1 CEN/JH]
BURGLAR
ALARM
PANEL N/A N/A N/A - N/A N/A N/A
FIRE
ALARM
PANEL 1 CEN/JHJ
BOOKLIFT 2
CEN/JHJ
BLRO1 THERMOPAK 3-WA-3168 4DD49 1 100BHP
CEN/JHJ
1 94634
BLR02 IBR 16-400 1 100BHP
CEN/JHJ 155194
ELEVATOR 4
CEN/JHJ
ESCALATOR 6
CEN/JHJ
BLR
CERTIFICAT
E EXPIRES
12/10/05
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JULIA IDESON
400 MC KINNEY', 77002
Type of Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
AHU 6178C08079 61778C08079 1 CEN/JIB
AHU U76C05080 U76C05080 1 CEN/JIB
AHU 8U76C05080 8U76C05080 1 CEN/IJIB
AHU 8U76C05081 8U76C05081 1 CEN/IJIB
AHU U76C05079 U76C05079 1 CEN/JIB
AHU U78D05120 U78D05120 1 CEN/IJIB
AHU U78D05117 U78D05117 1 CEN/IJIB
AHU U78D05119 U78D05119 1 CEN/IJIB
AHU 12-U78C05078 12-U78C05078 1 CEN/IJIB
AHU U78P05121 U78P05121 1 CEN/JIB
AHU U78P05122 U78P05122 1 CEN/JIB
AHU 8-U78005118 8-U78005118 1 CEN/IJIB
AHU U78C7070 U78C7070 1 CEN/JIB
AHU 12U78D05122 12U78D05122 1 CEN/JIB
AHU 8-U78C07071 8-U78C07071 1 CEN/JIB
AHU 8-U78D05123 8-U78D05123 1 CEN/JIB
AHU 12-U78C05078 12-U78C05078 1 CEN/IJIB
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Building Equipment List for
JULIA IDESON
400 MC KINNEY, 77002
Type of Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
BLR 211-20-W 211-3458 1 CEN/JIB | 950BHP
CH TRANE F5-31C32B6 36EGWA-UP-78| 1 CEN/JIB
WP PACO 1 CEN/JIB
WP PACO 1 CEN/JIB
WP PACO 1 CEN/JIB
WP PACO 1 CEN/JIB
CT MARLEY 1 CEN/JIB
WP PACO 1 CEN/JIB
BURGLAR N/A N/A N/A 0 CEN/JIB N/A N/A
ALARM
PANEL
FIRE 1 CEN/JIB
ALARM
PANEL
BOILER 1 CEN/JIB 110440
CERTIFIC
ATE EXP
12/10/05
ACTIVE
ELEVATOR 2 CEN/JIB
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Building Equipment List for
901 Smith

Type of Age of

Equipment Manufactur er Modéel No. Serial No. Qty. L ocation Equipment
15yrs/

Generator — Spectrum Detroit Fair

100 KW Diesel 100GS60 384980 1 Roof Top Condition
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Building Equipment List for
3102 Center Street, Library Resource Center

Type of Age of
Equipment Manufactur er Model No. Serial No. Qty. L ocation Equipment
25yrs/
Storm Water 4D- Bad
Pump Marathon Electric |182TDR628DEW 344064 1 Basement condition
25yrs/
Storm Water 4D- Bad
Pump Marathon Electric |182TDR628DEW 344065 1 Basement condition
30 yrs/
Roof Top Unit — Fair
20 Ton Carrier 1 Roof Top Condition
20yrs/
Fair
Boiler Burnham 890B-WI 7731100 1 Basement Condition
30yrs/
Fair
Elevator Amtech 1 Basement Condition
20yrs/
Bad
Water Heater 1 Basement Condition

Page 59 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade
Expanded Features

PDF Unlimited Pages
omplete
ExHIBIT"E”
NORTH DISTRICT EQUIPMENT LIST -DETAILED BY FACILITY
Building Equipment List for
HPD US Custom Hooks Airport
9103 Boudreaux Rd. Tomball
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equipment

Maintained by Houston Airport System Personnel
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Building Equipment List for F102-Court Bldg
A1N2 \Mact | alka Hniietnn BPlawany
Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Gas Furnace Trane TUE100A960HI| K365K452G 1 Ceiling Good 1995
Gas Furnace Bryant 373LAV060115 154409649 1 Ceiling Good 1995
Gas Furnace Bryant 373LAV060115 1594A09657 1 Ceiling Good 1995
Condenser Trane TTAO60C300A0 | KB33IXRPFF 1 Outside Good 1995
Condenser Bryant 597CNO060-A 2593E03329 1 Outside Good 1995
Condenser Coleman BRCS0601BE 020806142 1 Outside Good 1995
Wall mount Amana  |PTCO93A35AB| 0001115769 1 | Cascaderoom | Good | 1995
A/C unit
Ice Machine Manitowoc 5320 991121307 1 | Apparatus floor | Good 1995
Water heater- -
gas N/A N/A N/A 2 N/A Ceiling 1995
Oven GE JBS03BH2WH MF139356P 1 Kitchen Good 1995
Refrigerator | Westinghouse | MRTISNREWI BA70605801 4 Kitchen Good 1995
Hose dryer Cicul-Air DL-6-T 12331 1 | Apparatusfloor | Good 1995
Exhaust fan Broan N/A N/A 3 Restrooms Good 1995
Wallmotnt A7Cl Barg WA121-A05 |158H0U1927246-01| 1 | Radiotower | New | 1995
Wallmount A%l Barg WA121-A05 |158M041367991-01| 1 | Radiotower | New | 1995
Drinking | \yectingh WIICO05 8017069323 | 1 | A fl Good | 1995
fountain estinghouse pparatus floor 00
Gas heater Reznor PA16137 AQD3IK6N15694 | 1 | Apparatus floor | Good 1995
Gas heater Reznor PA16137 AQD3IK6N15691| 1 | Apparatus floor | Good 1995
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Building Equipment List for F102-Court Bldg
4102 West L ake Houston Pkwy
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Generator ONAN 45EM 1950587630 | 1 1995
Elect. Furnace American TWHO02U814- | 030405637 1 Ceiling Good 1995
Standard OAD
Elect. Furnace American TWHO02U816- N/A 1 Ceiling Good 1995
Standard OAD
Elect. Furnace N/A N/A N/A 1 Ceiling Good 1995
Elect. Furnace N/A N/A N/A 1 Ceiling Good 1995
Refrigerator | Westinghouse |MRT18NREWI [BA70704105| 1 Kitchen Good 1995
Cook top Roper N/A N/A 1 Kitchen Good 1995
Dishwasher GE GSD640L-02WB | GD703563B | 1 Kitchen Good 1995
Exhaust fan Brons N/A N/A 4 Restroom Good 1995
Elect. Water N/A N/A N/A 1 Restrooms | Good | 1995
heater
Condenser Trane TTR730B100A0 | E0529265 1 Outside Good 1995
Condenser Trane TWR730A100A1 | E21205704 1 Outside Good 1995
Condenser Trane TWR724A100A0 | E29288407 1 Outside Good 1995
Condenser Trane TWR718A100A0 | E12214569 1 Outside Good 1995
Drinking 416y Tayl RWMSA-1 (016676565790 1 | A hall | Good 1995
fountain alsey Taylor - nnex court ha 00
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Complete
Building Equipment List Kingwood HPD
3915 Rustic Woods Dr.
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Drinking Sunroc NWCAS | 98116094 | 1 Public Area 1998
Fountain Good
Drinking :
Fountain Sunroc NWCA8 98116024 1 Office Area Good 1998
A/C unit Trane N/A D30144553D 1 Good 1998
A/C Unit Trane N/A D30144541D 1 Good 1998
A/C Cond Unit Trane N/A | D33233069 | 1 Fair 1998
A/C Co#”zd Unit Trane N/A | D19286360 | 1 Fair 1998
i Fair
A/C C;gd Unit Trane N/A | D04228116 | 1 1998
A/C i‘i”d Unit Trane N/A | D30204739 | 1 Fair 1998
A/C Cﬁgd Unit Trane N/A | D30204734 | 1 Fair 1998
i Fair
A/C i%”d Unit Carrier N/A | 2698E18328 | 1 1998
AHU 1 Snyder General N/A MCCO50N53| 1 Fair 1998
AHU 2 Snyder General N/A 89061928 1 Fair 1998
Fair
AHU 3 Snyder General N/A 89061927 1 1998
AHU 4 Snyder General N/A 89071320 1 Fair 1998
AHU 5 Snyder General N/A 89713204 1 Fair 1998
Fair
AHU 6 CARRIER N/A 1 1998
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Building Equipment List for F103
2907 High Valley & Kingwood
Type of Manufacturer| Model No. Serial No. Qty. Location Notes | Age of

Equipment equipment

Gas Furnace Goodman 207742C HW8200SP 1 Ceiling Good 1995

Gas Furnace Goodman 207742C HW8200SP 1 Ceiling Good 1995

Oven GE BP24BOBWH RV105650 1 Kitchen Good 1995
Refrigerator | Westinghouse | MRT18NREWI BAT0605101 1 Kitchen Good 1995
EMS room,

Water heater 3 Dorm, Ceiling Good 1995
Package A/Cunit|  Marvair U200 AN Gaoe1 1 Dorm Good | 2003
Parkage A/C unit|  Bard WA121-A05 | PONORTAS g Raio Tower | New | 2005
Parkage A/C unit|  Bard WAL21-A05 158'\'04%%7641'15' 1 | RadioTower | New | 2005

Condenser Goodman CM48-1EC 911054048 1 outside Good 1995
Condenser Goodman CK18-I1B 0008555492 1 outside Good 1995
Exhaust fan Brons N/A N/A 4 Restrooms Good 1995
Drinking :

. Halsey Taylor |  WMB8A-3 06TD9523KO1 | 1 Kitchen Good 2001
Fountain
Gas heater Reznor F165=PA16137 |AQJ3IK6NK53184| 1 | Apparatus floor | Good 1995
Gas heater Reznor F165=PA16137 |AQJ3IK6NK53182| 1 | Apparatus floor | Good 1995
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Building Equipment List for
Fire Station #54 -Closed
2500 Fuel Storage Rd.
Type of Manufacturer Model No. Serial No. Qty. Location |Notes |Age of
Equipment equipment

Facility Closed.
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Complete
Building Equipment List for F101
1863 Kingwood
Type of Manufacturer| Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
1
Furnace Goodman HCC100N54R 910617194 Main restroom | Good 1995
Furnace Goodman HCCO50N53R 910614168 1 | EMT restroom Good 1995
Condenser Goodman CM48-1EC 910775346 1 Outside Good 1995
Condenser Carrier 38CKC018320 2397E11023 1 Outside Good 1995
Package unit Marvair AVPSBACAIOM- LG30633 1 Dorm Good 1995
10008BI
Package unit Bard WA121-A05 | POMPHI™ | | Radio Tower | Good | 1995
Package unit Bard WA121-A05 | POMPRIO™ 1 | Radio Tower | Good | 1995
Ice Machine . 5320 990920826 1 | Apparatus floor | Good 1995
Manitowoc
Oven GE JBS05-0Y 2UH ST1397676 1 Kitchen Poor 1995
Refrigerator Gibson N/A N/A 4 Kitchen Good 1995
Water heater N/A N/A N/A 1 Restroom Good 1995
Elec. water EMT room,
hedter N/A N/A N/A 2 Dorm restroom Good 1995
Exhaust fan N/A N/A N/A 4 | Restrooms, | o041 1995
ceiling type Kitchen,
Ice machine Good 1995
FD“”k".‘g Halsey Taylor | WMS8-A-3 020031932G91 | 1 Kitchen Good | 1995
ountain
Gas heater Reznor PA16137 AQD31K6N15692] 1 | Apparatus floor | Good 1995
Gas heater Reznor PA16137 AQD31K6N15690] 1 | Apparatus floor | Good 1995

Page 66 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
¥
C

Click Here & Upgrade

Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for F101
1863 Kingwood
Type of Manufacturer| Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Generator Onan 30EV K900357518 1 1995
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Complete
Building Equipment List for F104
910 Forrest Cove
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Furnace York P2MPD12- |EGBM263763 | 1 Mech. room Good 1995
NO0480IA
Furnace - cool Samsung AS18AORCF N/a 1 Watch office | Good 2003
Condenser Trane TTB024C100A1 | NIGUNY6AF | 1 Outside Good 1995
A981P2J-

Condenser Samsung US18AORCF X30009E 1 N/A Good 1995
Package unit Marvair AVPfggéI:AM- LG30624 1 Dorm Good 1995
Ice Machine Manitowoc 5320 990120677 1 Kitchen Good 1995

: RGB508- :
Oven Hotpoint BQWIWH RS149877P 1 Kitchen Good 1999

Refrigerator Magic Chef |CTB1925DRW | 11860697WW | 4 Kitchen Good 1995

Water heater-gas N/A N/A N/A 1 Mech. room Good 1995
Water heater- N/A N/A N/A 1 | Dormbathroom | Good | 1995
Exhaust Fan- N/A N/A N/A 3 Restrooms | Good | 1995

ceiling
Drinking h Offi d 1995
fountain EBCO PLF3CM-D001 | 9215096876 | 1 Watch Office Goo
Heater Reznor MPA16137 Aggg’ |I§ L- 1 | Apparatus floor | Good 1995
Heater Reznor MPA16137 | ASF3IK526811 1 | Apparatus floor | Good 1995
GENERATOR ONAN GGDB-4046520| B00058235 1 Good 1995
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Building Equipment List for FO65
11531 FM 1960 E.
Type of Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment equipment
A/C unit York N/A N/A 1 Outside Poor 1984
. URGF- |C4804BTRACG- . ,
A/C unit Ruud 131075CKR 46921804 1 Outside Fair 1992
A/C unit York N/A N/A Outside Poor 1984
1
Hose dryer Circul-Air D612-A 93072000 2 Apparatus floor Far 1984
Cook top Wedlls N/A N/A 1 Kitchen Good 1984
Vent hood N/A N/A N/A 1 Kitchen Good 1984
Oven Maytag 9512XUB 17339612CT 1 Kitchen Good 1996
Refrigerator GE TBE17DCB N/A 3 Kitchen Fair 1998
Ice Machine Manitowoc 5320 000220787 1 Mech. room Good 2000
Gas heater A.O. SMITH BT197830 N/A 1 Mech. Room Good 1984
Exhaust fan A.O. SMITH N/A N/A 4 Restrooms Good 1984
Dravo 278466

Heater Hastings GB-200X 278464 2 | Apparatusfloor | Good 1984
Exhaust fon N/A N/A N/A 2 | Apparatus floor | Good | 1984
Generator ONAN 45 GENSET | G830670826 1 1984
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Building Equipment List for HPD Lake Patrol
22619 W. Shorewood Dr.

Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Vent Hood N/A Thermador vohorse | 1 N/A N/A | 1992

Commercial
Generator Onan Techstar 55G L9000360123 | 1

Drinking

Fountain N/A N/A N/A 1 Inside Broken 1990

Drinking 1 ' Broken

Fountain N/A N/A N/A Inside 1990

A/C
WINDOW | Airtemp BED18E7AB DNSIS36- 1 1 | Classroom Fair 1990
71161
UNIT
Package Unit Carrier 500SS060S311 329640623 1 Roof Good 1990
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Building Equipment List for
WILLOWBOOK HPD STOREFRONT
12932 WILLOWCHASE
Type of Manufacturer Model No. Serial No. Qty. Location |Notes |Age of
Equipment equipment
RTU Carrier 50QJ004 NA 2 ROOF
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Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Condenser Carrier N/A N/A 1 Outside Good 1999
Condenser Carrier 38CMC060300 0399E02096 1 Outside Good 1999
Condenser Carrier 38CMC0481300 0399E032257 1 Outside Fair 1999
Condenser Carrier 38CMC060300 0399E02091 1 Outside fair 1999
AHU Furnace | Carrier #1 58PAV111-20 1599A 07657 1 Mech. room | Good 1999
AHU Furnace | Carrier #2 58PAV111-19 1599A 07658 1 Mech. room | Good 1999
AHU Furnace | Carrier #3 58PAV111-18 1599A 07656 1 Mech. room | Good 1999
AHU Furnace | Carrier #4 58PAV111-29 1099F04625 1 Mech. room | Good 1999
Water heater | A.O. SMITH 200-GAL 1 Kitchen Good 1999
Cook top Wells H636 0-15622 1 Kitchen Good 1999
Refrigerator GE TXB185YBNRWW RV800116 4 Kitchen Good 1999
Hosedryer | Circul-Air D612 11126899 1 Aﬂ'i’(?gftus Good | 1999
Drinking ELKAY EHFSASLE 990744308 1 |A floor | Good | 1999
fountain pparatus floor | Goo
Drinking ELKAY EHFSAS-1E 990724312 1 |A floor | Good | 1999
fountain - pparatus floor | Goo
Exhaust fan N/A N/A N/A 2 Roof Good 1999
Heater #5 Reznor F165-E-S EAYB66M4N34667X| 1 |Apparatus floor | Good 1999
Drinking ELKAY N/A N/A 1 |Apparatus floor | Good | 1999
fountain
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Complete
Building Equipment List for FO96
7409 Willowchase
Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Heater #4 Reznor F165-ES EAB66M4N36667X | 1 |Apparatus floor | Good 1999
EAB66M4-N32667X
Heater #6 Reznor F165-ES 1 |Apparatus floor | Good 1999
Heater #7 Reznor F165-ES EA366M-4N30667X | 1 |Apparatus floor| Good 1999
Ice Machine Manitowoc QD03224 990264311 1 |Apparatus floor| Good 1999
Generator Onan 65GGHB K980828417 1 Good 1999
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Equipment List for
Water Control 1828 Rankin Rd

Equipment Name Equip # Location Seria # Model Weight | Rating Size/Cap. Manufacture Age | Condition
CHILLER WENL MFC OUTSIDE YARD CGAACC604 TRANE Beow
Average

AIRHANDLING | WENL INSIDE MECH. CCDBO6C TRANE 1985 | Good

UNIT MAHU #1 RM. 30G

AIRHANDLING | WENL ROOF 50CH006620 CARRIER 1985 | Good

UNIT MRTU

CHWP INSIDE MECH 138317 3/1.5/10 126 GFM 1985 | Good

RM

PNEUMATIC INSIDE MECH 341980 FFEX2 1985 | Good

AIR COMP RM

CONDENSOR OUTSIDE M102L8 TTA060C 5TON TRANE 1998 | Excellent

UNIT#1N NORTH KFF 400A0

CONDENSOR OUTSIDE M102L8 TTA060C 5TON TRANE 1998 | Excellent

UNIT#2S SOUTH KFF 400 AO

PNEUMATIC INSIDE MECH 30T 2-5T2NLE5 INGERSOLL Beow

AIR COMP RM 622364 RAND Average

VACCUM PUMP INSIDE MECH 30T 2V 25505 INGERSOLL | 1985 | Good

RM 621314 RAND

HOT WATER INSIDE MECH ML87- BTC 179 830 86 GAL A.O0. SMITH 1985 | Good

HEATER PUMP RM 0111018

HOT WATER INSIDE MECH BELL &

HEATER PUMP RM GOSSETT

Water Fountain #1 Front L obby WMBA1 Below Halsey Taylor | 1985 | Below
Average Average

Water Fountain #2 Hallway Wall mount Good Halsey Taylor | 1985 | Good

Water Fountain #3 Rear Hallway Wall mount Good Halsey Taylor | 1985 | Good
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Building Equipment List for Police Academy
Building “A” Administration
17000 Aldine Westfield
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Air Handler Carrier 7.5HP 39EB21 1 Outside Good
N/A 1978
Fresh AIrInGKe | penn ventilation N/A N/A | 1 Outside Good | 1978
Exhaust fan N/a N/A N/A 2 Outside Good 1978
Hot water Bell & Gossett | 9181, % hp 1 Good | 1978

circulation pump
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Building Equipment List for Police Academy
Building “B” Technological Application/Museum
17000 Aldine Westfield
Type of Manufacturer | Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Air Handler AHU | Carrier 7.5HP 39ED12 1 Good
Bl N/A Outside 1978
Fresh Air intake fan P.e”r? N/A 1 Outside Good 1978
Ventilation
1/40HP,
Exhaust fan 03HP N/A 3 Good 1978
pHuor;I‘[’)V&ter cireulation | gy & Gossett | 9181, % hp N/A 1 Good | 1978
ArHandler AHU T carrier | 3%EB325 1 A | 1| outsde | Good | 1978
HP
Air Handler AHU . 39E026, .
B3 Carrier 10HP N/A 1 Outside Good 1978
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Building Equipment List for Police Academy-
Building “C” Gymnasium
17000 Aldine Westfield
Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Chiller #1 Good 1978
6-fan motor Carrier 30GT-08065A | 1-HP 1 00
Chiller #2 Carrier 30GA085610 | 75HP | 1 Good | 1978
2-fan motor
Chiller #3 Carrier 30GA085610 | 75HP | 1 Good 1978
2-fan motor
AHU Air handler Carrier #1 39ED15, 5HP 1 Good 1978
AHU Air handler Carrier #2 39ED15, 3HP 1 Good 1978
_ . 39BA050,
AHU Air handler Carrier #3 3/4HP 1 Good 1978
AHU Air handler Carrier #4 39ED15, 5HP 1 Good 1978
AHU Air handler Carrier #5 39EB08, 5HP 1 Good 1978
Air .
Quincy FF325-5HP 2 Good 1978
Compressors
Boiler Immersion
Horizontal Seller Commodore C80-40 1 Good 1978
Boiler Hamilton HE1255 400-GAL 1 Good 1978
Chiller water Weinman 25KH15, 15HP 1 Good 1978
pump #1
Chiller water Weidman 25KH15, 15HP 1 Good 1978
pump #2
Chiller water Aurora 90-8882-1,15hp 1 Good 1978
pump #3
Hot W;tir PUMPI \Weinman 25KH15, 15HP 1 Good 1978
Hot W‘;fgr pump Aurora 98-12262.15hp 1 Good | 1978
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Building Equipment List for Police Academy-
Building “C” Gymnasium
17000 Aldine Westfield
Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
. A011659CHK-
Fountain Pump Aurora 100, 7.5 HP 1 Good 1978
(1)-1/40
Exhaust fan N/A (3)-1/4 4 Good 1978
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Building Equipment List for Police Academy
Building “D” Academy
17000 Aldine Westfield
Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
AHU Air Good
handlers Carrier #2 1-HP 1978
AHU Air
handlers Carrier #3 1-HP Good 1978
AHU Air
handlers Carrier #4 1-HP Good 1978
AHU Air
handlers Carrier #5 1-HP Good 1978
AHU Air
handlers Carrier #13 1-HP Good 1978
AHU Air
handlers Carrier #15 1-HP Good 1978
AHUD Air Carrier 39ED12 3-HP 1 Good | 1978
handler #6
AHUD Air .
handler #11 Carrier 39ED12 3HP 1 Good 1978
AHUD Air Carrier 39ED15 5-HP 1 Good | 1978
handler #7
AHUD Air .
handler #16 Carrier 39ED15 75HP 1 Good 1978
AHUD Ar Carrier 39BA0G0AL 15HP 1 Good | 1978
handler #8
AHUD Alr Carrier 39BA0B0AL2 3HP 1 Good | 1978
handler #1
AHUD Ar Carrier 39BA0G0AL2 15HP 1 Good | 1978
handler #9
AHUD Air .
handler #10 Carrier 39BA060A12 1.5HP 1 Good 1978
Air handler .
AHUDL Carrier 39BA060D12 3 HP 1 Good 1978
Air handler .
AHUD14 Carrier 39BA030A12 1 HP 1 Good 1978
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Building Equipment List for Police Academy
Building “D” Academy
17000 Aldine Westfield
Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Exhaust fan Ya HP 1 Good 1978
Generators Onan 450em 15R/14213F 1 Good 1978
Time Clock 6400 N/A N/A 1 Good 1978
Fire Alarm Simplex 2001-8001 N49743 1 Good 1978
Elevator Houston Elevator N/A M26JG295 1 Good 1978
A/C heating York 02EE048A06C 1 Good 1978
AUt Auto Sprinkler N/A N/A 1 Bldg-C Good | 1978
Sprinkler Corp.
Commercial Wascomat 30CG N/A 4 Good | 1978
Dryers
Commercial Wascomat w123 N/a 2 Good | 1978
Washers
Auto Lawn Hall Sprinkler
Sprinkler Corp. N/A N/A 9 Good 1978
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Building Equipment List for Police Academy
Building “E” Indoor Pistol Range
17000 Aldine Westfield

Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Heater Marathon GMIFC-85C8 LHP, 5HP, 1
Exhaust fan #1 10HP 1978
Good
Heater Marathon GMIFC-85C8 12HP, 5HP,
Exhaust fan #2 10HP 1 Good | 1978
Heater
Exhaust fan #3 Marathon GMIFC-85C8 5HP, 5HP, 1 Good 1978
10HP
Heater
Exhaust fan #4 Marathon GMIFC-85C8 5HP, 5HP, 1 Good 1978
10HP
Exhaust fans 5HP 4 Good 1978
A/C heating Carrier 48DL048BB 5Ton 1 Good 1978
A/Cheating Carrier 48DD12D 10 Ton 1 Good 1978
A/C UNIT Carrier 50D5012610 10 Ton 1 Good 1978
A/C UNIT Carrier 50TJ012601BA 10 Ton 1 Good 1978
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Building Equipment List for Police Academy-
Building “F” Garage
17000 Aldine Westfield

Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
A/C Heating Zone Air NODMAI15K- | 14100 BTU 1
50S Inside Good 1978
Exhaust fan N/A 1/120h|;P N/A 2 Outside Good | 1978
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Building Equipment List for Police Academy
Building “G” Drivers Training
17000 Aldine Westfield
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
1 Good

A/C unit Goodman CE60-1FB 5Ton 1978
Air Handler w/ JAnitrol AG0-10 N/A | 1 Good | 1978

heat strip
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Building Equipment List for Police Academy-
Outdoor Pistol Range
17000 Aldine Westfield
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
A/C unit Goodman CE601-FB 5Ton 1 Good
1978
Air Handler w/ & gman A0-10 N/A 1 Good | 1978
heat strip
A/C L\J’Xi‘{‘do"" Airtemp BED18E7A-A| 18000 BTU | 3 Good | 1978
ﬁ‘rﬁtc Window Carrier SIDVE212351| 15Ton | 1 Good | 1978
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Building Equipment List for FO74-Remodeled in 1995
460 Aldine Bender
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
Gas Furnace Carrier
58WAV091- 16 4993A17539 | 2 Mech. Room Good 1995
Gas Furnace Carrier 58WAV136-20 5093A20430 | 1 Mech. Room Good 1995
Condenser Carrier 38AK008500 0494G00124 | 1 Outside Fair 1995
Condenser Carrier 149E05194 38TDA060300] 1 Outside Fair 1995
State
Water heater 100-gal SBF100199NETI N/A 2 Mech. room Good 1995
Ice machine Manitowoc 5320 990920436 1 Kitchen Good 1999
Gas Cook top Thermador N/A N/A 1 Kitchen Good 1995
Vent hood N/A N/A N/A 1 Kitchen Good 1995
Oven-double Kitchenaid N/A N/A 1 Kitchen Fair 1995
Refrigerator Gibson GRT19DRAWD | LA33310818 | 4 Kitchen Fair 1995
Hose dryer Circul-Air D612 D6120053 2 Apparatus floor Fair 1995
Gas Furnace Carrier 58WAV091-16 |019UA15857 | 2 Mech. room Good 1995
Condenser Carrier 38AK008500 0994G00082 | 1 Outside Good 1995
Exhaust Fan N/A N/A N/A 3 Roof Good 1995
Drinking 94260555 .
Fountain Sunroc CSW 13 94260054 2 Apparatus floor Fair 1995
LF24-200A-1 6394860771
Heater Lennox o 6394860910 2 Apparatus floor Good 1995
Exhaust fan-roof N/A N/A N/A 2 Apparatus floor Fair 1995
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Building Equipment List for FO74-Remodeled in 1995
460 Aldine Bender
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment

Exhaust fan-roof | N/A N/A N/A | 4| Kiehen Meeh ) g | 1905
Exhaust fan-roof N/A N/A N/A 2 Restrooms Fair 1995

Generator ONAN 45 GENSET C820615370 | 1 1995
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Building Equipment List for FO63- Remodeled in 2000
5626 WillClayton
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
0097800
Chiller Mammoth 25757-04-01 RMZONE Roof Good 2000
Ice Machine Manitowoc S320 99-521351 Lounge Good 2000
Oven Amana AOGO2750E | 0003203306 Kitchen Good 2000
Cook top Thermador N/A N/A Kitchen Good 2000
Vent hood Thermador PH14305 N/A N/A Roof Good 2000
Hose dryer Circul-Air D633 100111341099 Apparatus floor | Good 2000
W";]'L;‘e‘;””t GE AZ22E15D38MI| GV643416 Cascade room | Good | 2000
Gas water heater | Rheem Ruud G100-200 URNS%Q%O' Mech. room Good 2000
Refrigerator Magic Chef | CTB1925DRW |10278712WH Kitchen Good 2000
Exhaust fan roof N/A N/A N/A Elec. room, Good 2000
top generator, main
Exhaust fan N/A N/A N/A Restroom, EMT, | 004 | 2000
ceiling Boiler room
6099C44108-
Heater Lennox LF24-150A-3 4416440449 Apparatus floor Good 2000
Drinking SCWT14AQ-1F | 981020723 Lounge
fountain Halsey Taylor | sowT14AQ-1G | 990913461 Hall way Good | 2000
Generator Onan GGFC L990029595 Good 2000
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Type of Manufacturer Model No. Serial No. |Qty. Location Notes Age of
Equipment equipment
GCS16-953-200-
A/C unit Lennox 3G 5689C01444 | 1 Outside Fair 1991
A/C unit Lennox GCSlg?S?’-ZOO- 5689C1442 | 1 Outside Fair 1991
Cook top Wells H636 014563 1 Kitchen Good 1991
Vent hood N/A N/A N/A 1 Kitchen Good 1991
Oven GE N/A N/A 1 Kitchen Good 1991
Refrigerator GE TBFPIGALB | AD311999 | 1 Kitchen Good 1991
Ice Machine Manitowoc 200 N/A 1 Kitchen Good 1991
Water heater | AOSMITH | BTio7880 | MMolot™ | g Elect. room Good | 1991
Hose dryer Circul-Air D612 D6120378 | 2 Apparatus floor Good 1991
Wall mount unit Amana PTC154A35AB | 0002156726 | 1 Cascade room Good 1991
Wall mount unit GE AZ25E15E3BM1| DG313671 | 1 Cascade room Good 1991
Exhaust fan Brons N/A N/A 3 Restrooms Good 1991
Drinking fountain| Halsey Taylor RWM13A-1 01665920212E' 3 Afgﬁgﬁgﬁ I]I;)I?r, Good 1991
Heater Hastings GF-200 gggggg 2 Apparatus floor Fair 1991
Septic System | STAHLIN | STO1HPL- 1 191003-A | 1 | Eastsideof station | Far | 19912
Exhaust fan N/A N/A N/A | 2 | APRARLSBOOL | Good | 1901
Exhaust fan N/A N/A N/A | 4 | Meoh-Room Blec | goog | 1901
Generator Onan GGFC L990029595 | 1 1991
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5900 Teague
Type of Age of
Equipment | Manufacturer Model No. Serial No. Qty. Location Notes |Equipment
Water heater State SBF100199 C97209971 | 100 gl. 7yrs
Self contained Carrier 43D0112D N/A 1 Roof Top 10 yrs.
Self contained Carrier 39EP08 N/A 1 Roof Top 10 yrs.
Self contained Carrier 8DD028 N/A 1 Roof Top 10 yrs.
Self contained Carrier 48DD016 N/A 1 Roof Top 10 yrs.
Self contained Carrier D894175 N/A 1 Roof Top 10 yrs.
Unknown
Window Unit Emerson 24GD44H0 N/A 1 Mechanic Shop approx. byrs
Unknown
Window Unit| Westinghouse AHI12EE2TI N/A 1 Gas House approx. byrs
Unknown
Window Unit| Comfort Aire 123Al N/A 1 Gas House approx. 5yrs
Unknown
Window Unit Carrier 51QFF318351 N/A 1 Gas House approx. 5yrs
Unknown
Window Unit Emerson 12GJ44H N/A 1 Gas House approx. 5yrs
Water
Fountain Sunroc NSF10-002 99484371 1 Unknown
Water
Fountain Sunroc NSF10-002 00091002 1 Unknown
Out of
Refrigerator Ewave EWR121W KE 38430199 1 1 Service
Refrigerator Kenmore 504.866111 880102707 1 Unknown
Out of
Ice Maker Scotsman AC-125-5-A5-1A 743308 1 1 Service
Water
Fountain Elkay EHFASLE 001113466 1 Unknown

*NOTE* #1in Notes Column indicate — Equipment in the process of being replaced in current
remodel.
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Building Equipment List for
Northwest Police Station Complex — P043
6000 Teague
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equipment
Condenserl Carrier 38AE016500 2694F03188 1
Condenser 2 :
Carrier 38AKS01501 91997G00051. 1
Condenser 3 Carrier 38AKS00851 169G00031 1
Air Handler Carrier 40RMO008600HC 3897F96468 1 OUTSIDE
Air Handler Carrier 40RM28B500TC 3797F94713 1 OUTSIDE
Package Unit Carrier 505504301 4295G40096 | 1
Fackage Unit Carrier 2897G40006 | 5055048311 | 1
Boiler Teledyne Laars PH715 INOIKLACKXX 1
Circulating Bell Gosset i i 1
Pump
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Building Equipment List for
Teague Communication Site

5820 Teague
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equipment
Wall Ac Eubank \W24cf00b1f00a 01-hp71014 1 Wall mount 2001
Wall AC Eubank \W24cf00b1f00a 01-hp71012 1 Wall mount 2001
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Building Equipment List for
FIRE STATION #4
2020 Hollister & Hammerly
Type of Manufacturer Model No. Serial Qty. Location|{Notes |Age of
Equipment No. equipment
Hose Dryer Circul Air 004000086 NA 1 ':‘Ef:)agft“ Fair  |1986
. . 1 Apparatu |__.
Hose Dryer Circul Air 11D210 NA Fair  |1986
s Floor
Condenser Carrier #1 38AK5008501 3997G00005 1 Outside |Good |1999
Condenser York # 2 NA NA 1 Outside |Fair |1986
Heater State 100 GAL NA 1 Mech — \Good 1986
Room
P3HUE30N130 [EDHM5681 Mech
AHU Furnace York #1 06A 90 1 Room Good [1999
P2UGD20N090 MERM 169 Mech :
AHU Furnace Borg & Warner 01A 303 1 Room Fair 1981
Borg & P2JGD20N09 Mech :
MER16317 Fair  |1986
AHU Furnace Warner 001A 1 Room !
Cooktop Wells H-636 013867 1 Kitchen |Fair |1986
Oven Magic Chef 9522XUP 167134912F 1 Kitchen |Good |2001
Refrig Whirlpool ET20NKXD10 |EF1920067 1 Kitchen |Fair 1992
Refrig GE NA NA 2 Kitchen |Good
Refrig Whirlpool NA NA 1 Kitchen |Good
Microwave Amana RFS11MP2 NA 1 Kitchen |Good (1999
Heater Modine 180011051184 |PA250SC 1 ':‘Ef:)ag?t“ Good 1986
Ice Machine Manitowoc QY0324A 00360764 1 Good (1986
Beds Murphy 11 Good
Drinking Fountain Halsey Taylor Wall Mount 2 Good |1998
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9455 W. Montgomery Rd
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Air Vehicle Maintenance
Compressor #1 Quincy QT15 6052716 Good 1996
Air Compressor .
s Quincy QT15 6052716 Rm #1954 Good | 1996
Chiller McQuay PEHO079  |55C81140-00 CP. Good | 1996
Air Handler #4 McQuay LSLI1ILA | 3500797 Rm# 1619 Good | 1996
Air Handler #5 McQuay LSL111LA 35C83798' Rm# 2815 Good | 1996
Air Handler #6 McQuay LSLI11LA N/A Good 1996
Air Handler #7 McQuay Lstitita | 0P Room #1813 | goog | 1996
Air Handler #8 McQuay LSL128XL | 35C0082-04 Room #1862 Good 1996
Air Handler #9 McQuay LSL128XL 35C82801' Room#1731 | Good | 1996
Air Handler #10 McQuay LSL134LA 35C82802' Room #2714 | Good | 1996
Air Handler #11 McQuay LSL134AL 35C81029' Room #2742 Good | 1996
Air Handler #12 McQuay LSL117a 35C81030' Room#1903 | Good | 1996
Generator Battery
orcor Kohler D-202865 N/A Good | 1996
Generator Battery Kohler D-292865 N/A Good | 1996
charger
Boiler #1 Seller C-50-W | 100726-B Room #1630 Good | 1996
Boiler #2 Seller C-50-W | 100726-A Rm #1630 Good | 1996
Boiler Instrument Seller N/A N/A Good | 1996
controls 00
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9455 W. Montgomery Rd
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Gas Burner Sellers C-50-w 100726 1 Rm #1630 Good 1996
1 Rm #1630
Gas Burner Seller C-50-W 100726 Good 1996
Juaiable A Envirotex CFR-11 FP3-4 | 1 Rm #1604 Good | 1996
Juariable A | Envirotex CFR-11 FP5-1 | 1 Rm #1611 Good | 1996
Juaiable A Envirotex CFR-11 FP32 | 1 Rm #1060 Good | 1996
wariable AT Envirotex CFR-11 FP4-3 | 1 Rm #1060 Good | 1996
Luanable AT | Envirotex CFRI1 | FP245s | 1 Rm #2016 Good | 1996
wariable AT Envirotex CFR-11 FP4-48 | 1 Rm #2808 Good | 1996
Juaiable AT | Envirotex CFR-11 FP2-49 | 1 Rm #2808 Good | 1996
Juaiable A Envirotex CFR11 | FP4-46 | 1 Rm #2080 Good | 1996
Juaiable A Envirotex CFR-11 FP4-47 | 1 Rm #2808 Good | 1996
V\éﬁ::?]te”%lg;i(;s Envirotex CFR-11 FP250 | 1 Rm #2007 Good | 1996
V\é?diztél%?;;s Envirotex CFR-11 FPa51 | 1 Rm #2802 Good | 1996
oanable AT | Envirotex CFR-11 FP3-6 | 1 | RM#1071 | goog | 199
Juariable A Envirotex CFR-11 P27 | 1 Rm #1082 Good | 1996
Juariable A Envirotex CFR-11 FP38 | 1 Rm #1849 Good | 1996
Juariable A | Envirotex CFR-11 P59 | 1 Rm #1815 Good | 1996
wariable AT Envirotex CFR-11 FP3-10 | 1 Rm #1815 Good | 1996
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Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
wariable AT Envirotex CFR-11 FP4-11 | 1 Rm #1832 Good | 1996
oanable AT | Envirotex CPR11 | FP213 | R L Good | 1996
Juaiable A Envirotex CFR-11 FP3-12 | 1 Rm #1832 Good | 1996
Juariable A | Envirotex CFR-11 FP45 | 1 Rm #1610 Good | 1996
Juaiable A Envirotex CFR-11 FP5-15 | 1 Rm #1850 Good | 1996
V\éﬁ::?]te”%lg;i(;s Envirotex CFR-11 FPa-14 | 1 Rm #1850 Good | 1996
Luanable AT | Envirotex CFRA1 | FP2-16 | 1 Rm#1850 Good | 1996
oanable AT | Envirotex CFR-11 | FP217 | 1 | Rm#1738 Good | 1996
Juaiable AT | Envirotex CFR-11 FP5-18 | 1 Rm #1701 Good | 1996
V\S?L::?g%?)i(;s Envirotex CFR-11 FP5-19 | 1 Rm #1701 Good | 1996
Juaiable A Envirotex CFR-11 FP4-20 | 1 Rm #1702 Good | 1996
V\éﬁ::?]te”%lg;i(;s Envirotex CFR-11 FP5-21 | 1 Rm #1702 Good | 1996
V\é?diztél%?;;s Envirotex CFR-11 FP2-22 | 1 Rm #1747 Good | 1996
V\éﬁ::?]te”%gi:es Envirotex CFR-11 FP4-23 | 1 Rm #1750 Good 1996
Juariable A | Envirotex CFR-11 FP5-25 | 1 Rm #1702 Good | 1996
Juariable A | Envirotex CFRA1 | FP224 | 1 Rm #1754 Good | 1996
Luanable AT | Envirotex CFR11 | FP226 | 1 Rm #1756 Good | 1996
oanable AT | Envirotex CFRA1 | FP5-27 | 1 Rm #1758 Good | 1996
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Building Equipment List for North Police Substation

9455 W. Montgomery Rd

Type of
Equipment

Manufacturer

Model No.

Serial
No.

Qty.

Location

Notes

Age of
equipment

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-28

Rm #1760

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP6-33

Rm #1713

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-32

Rm #1719

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-44

Rm #1719

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-30

Rm #1717

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-29

Rm #1717

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP2-31

Rm #1850

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP5-36

Rm #1776

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP5-34

Rm #1870

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP5-35

Rm #1775

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-37

Rm #1776

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP5-38

Rm #1729

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP5-39

Rm #1770

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11

FP3-41

Rm #1728

Good

1996
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Building Equipment List for North Police Substation

9455 W. Montgomery Rd

Type of
Equipment

Manufacturer

Model No. | Serial | Qty. _
No. Location

Notes

Age of
equipment

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP4-40 1 Rm #1769

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP2-43 1 Rm #1768

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP3-42 1 Rm #1768

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP6-63 1 Rm #2729

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP6-62 1 Rm #2729

Good

1996

Variable Air
Volume
Boxes

Envirotex

1 Rm #2707

CFR-11 FP3-55

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP4-54 1 Rm #2707

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP3-53 1 Rm #2707

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP5-52 1 Rm #2710

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP5-57 1 Rm #2710

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP5-56 1 Rm #2710

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP5-58 1 Rm #2710

Good

1996

Variable Air
Volume
Boxes

Envirotex

CFR-11 FP5-59 1 Rm #2072

Good

1996
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Building Equipment List for North Police Substation
9455 W. Montgomery Rd

Type of Manufacturer Model No. Serial Qty. ] Notes Age of
Equipment No. Location equipment
oanable AT | Envirotex CFR11 | FP561 | 1 Rm #2721 Good | 1996
oanable AT | Envirotex CFR11 | FP6-67 | 1 Rm #2703 Good | 1996
Juarable A | Envirotex CFRA1 | FP565| 1 Rm #2703 Good | 1996
V\S?J:ite”%gi(;s Envirotex CFR-11 | FP4-64| 1 Rm #2073 Good | 1996
oanable AT | Envirotex CFRA1 | FP4-72| 1 Rm #2749 Good | 1996
oanable AT | Envirotex CFR11 | FP5-71| 1 Rm #2750 Good | 1996
V\éf‘dm'%gigs Envirotex CFR11 | FP368| 1 Rm #2078 Good | 1996
Juarable A | Envirotex CFR-1 | FP4-69 | 1 Rm # 2751 Good | 1996
oanable AT | Envirotex CFR-11 | FP475 | 1 Rm #2745 Good | 1996
oanable AT | Envirotex CFR-11 | FP4-73 | 1 Rm #2749 Good | 1996
Juarable A | Envirotex CFR11 | FP2-74 | 1 Rm #2746 Good | 1996
Juarable A | Envirotex CFR11 |FP3-77 | 1 Rm #2074 Good | 1996
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9455 W. Montgomery Rd
Type of Manufacturer Model No. | Serial | Qty. _ Notes Age of

Equipment No. Location equipment
Variable Air .

Volume Boxes Envirotex CFR-11 FP6-78 1 Rm #2733 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP5-79 1 Rm #2733 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP4-76 1 Rm #2732 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP5-80 1 Rm #1926 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP4-81 1 Rm #1911 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP5-83 1 Rm #1949 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP5-82 1 Rm #1940 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP4-84 1 Rm #2090 Good 1996
Variable Air .

Volume Boxes Envirotex CFR-11 FP4-85 1 2946 Good 1996
%%3\','629 Baltimore Aircoil |  3341-2  |94601242| 1 By dock Good | 1996
(%%Sé'er;g Baltimore Aircoil |  3341-2  |94601242| 1 By dock Good | 1996

Compressor 0357-3T-
dp PR100-230 95-00- 1 Rm #1954 Good 1996
ryer
55N
Compressor 0356-3T-
dryer PR75 9501-4N 1 Rm #1964 Good 1996
Power door 1 1996
Car wash N/A N/A N/A V.M Good
Overhead
door N/A N/A N.7A 14 Good 1996
Manual
M“gg;ﬁg;f‘)' Challenger N/A N/A 1 C. PLANT Good 1996
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Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
MOtggnCtg:‘”o' Challenger B-8924-1 | MCCA | 1 R #1602 Good | 1996
Motor control|  Challenger B-89241 | MCCB | 1 Rm # 1602 Good | 1996
Auto transfer Kohler M-340 DPI 1 Rm #1600 Good 1996
switch
Auto transfer
ik Kohler M-340 DPI2 1 RmM #1600 Good 1996
Auto transfer Kohler M340 DP3 1 Rm #1600 Good 1996
switch
Auto transfer
. Kohler M-340 DP4 1 Rm #1600 Good 1996
switch
Auto transfer Kohler M-340 DP5 1 RmM #1600 Good 1996
switch
Emergency
cergen Kohler 600ROZO71 | 363876 | 1 Good 1996
Emergency Kohler 600ROZO71 | 363877 | 1 Good 1996
Generator
Generator
i N/A N/A N/A G. Room Good 1996
NI-CAD
Battoins N/A N/A N/A Rm #1823 Good 1996
UPS Lithonia Emergency |5 o4q0008c| 3879311 4 Rm #1823 Good | 1996
system 1
Fire Control Nibco NIBCO | F-60-70 | 1 Rm #1623 Good 1996
Valves
951-
Fire Pump ITT/Bell Gossett 8100 84948-01-| 1 Rm #1623 Good 1996
1
Fire Pump | ITT/Bell Gossett | 3367A  [X093) g RM #1632 Good | 1996
Fire Pump Bell Gossett 8100 951- 1 Rm #1632
84948-01- Good 1996
1
Fire hose Bell Gossett A0051-C | Flre& Good | 1996
Croker
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Building Equipment List for North Police Substation
9455 W. Montgomery Rd

Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
Fire Detector Simplex 1 NPS Good 1996
Fire Panel . H99927-

Systom Simplex 4100 o 1 NPS Good 1996

Firealarm

pull station Simplex 2099-9821 N/A 1 NPS Good 1996

horn
Sprinkler 1 NPS Good | 1996
heads
Exhaust fan Carnes VEDK-06F2 | S|y Roof Good | 1996
Exhaust fan Carnes LSBA24P5 3707f431' 1 AHU #8 Good | 1996
Exhaust fan Carnes VEBK-06K3 370761;’ 1- 1 Roof Good 1996
377431

Exhaust fan Carnes LCABA24M2 031 1 B.R. WALL Good 1996
Exhaust fan Carnes LGBA-30P2 | 3774312 | 1 AHU #10 Good | 1996
Exhaust fan Carnes LABK2451 370734331' 1 C.P. ROOF Good | 1996
Exhaust fan Carnes LGVA-24P2 | 377432 | 1 #11 Good 1996
Exhaust fan Carnes VEBK15L1 370704831' 1 Roof Good | 1996
Exhaust fan Carnes TAD24609A7 1 PLENUM Good 1996
Exhaust fan Carnes VEBKOSKA 370704931' 1 Roof Good 1996
Exhaust fan Carnes VEBK?21P1 370714031' 1 Roof Good | 1996
Exhaust fan Carnes VEDKO6F2 370704231' 1 Roof Good | 1996

. Roof

Exhaust fan Carnes vesksmy | 3775 Good | 1996

Exhaust fan Carnes VEBK15K2 370714231' 1 Roof Good | 1996

Page 101 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

4
¥ ppr

Click Here & Upgrade

Expanded Features

Unlimited Pages

Complete
Building Equipment List for North Police Substation
9455 W. Montgomery Rd

Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
Exhaust fan Carnes veskioLy | ST g Roof Good | 1996
Exhaust fan Carnes VEDKosF2 | ST g Roof Good | 1996
Exhaust fan Carnes VEBK1sLL | ST g Roof Good | 1996
Exhaust fan Carnes VEDKosr2 | STESL | Roof Good | 1996
Exhaust fan Carnes VEBK10K2 | ST Roof Good | 1996
Exhaust fan Carnes VEDKosr2 | STESL | Roof Good | 1996
Exhaust fan Carnes VEDKosF2 | 3781y Roof Good | 1996
Exhaust fan Carnes VEBKOsK4 | ST ROOF Good | 1996
Exhaust fan Carnes veskiaLl | ST g ROOF Good | 1996
Exhaust fan Carnes VEBK10k3 | STESL | ROOF Good | 1996
Exhaust fan Carnes VEBK10K2 | ST ROOF Good | 1996
Exhaust fan Carnes VEBK1oL1 | 37T ROOF Good | 1996
Exhaust fan Carnes VEDKogF2 | 37811 g ROOF Good | 1996
Exhaust fan Carnes VEDKosF2 | 3781 g ROOF Good | 1996
Exhaust fan Carnes veBkasTI | 370 g ROOF Good | 1996
Exhaust fan Carnes VEBK36T1 | STTHL ROOF Good | 1996
Exhaust fan Carnes VEBK3eTI |34 ROOF 1996

021 Good

Exhaust fan Carnes VEBK36TI | 377431 1 ROOF Good 1996
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9455 W. Montgomery Rd
Type of Manufacturer Model No. | Serial | Qty. _ Notes Age of
Equipment No. Location equipment
Exhaust fan Carnes VEBK36TI1 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VEBK24RI | 377431 1 ROOF Good 1996
Exhaust fan Carnes VEBK10K2 | 377431 1 ROOF Good 1996
Exhaust fan Carnes veskaap | ST ROOF Good | 1996
Exhaust fan Carnes VEBKosr2 | 3| ROOF Good | 199
Exhaust fan Carnes PW12 23279-2 1 ROOF Good 1996
Exhaust fan Carnes PW11 1 ROOF Good 1996
Exhaust fan Carnes VEBK10K2 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VEBKO6F2 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VEBK3651 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VEBK3651 | 377431 | 1 ROOF Good 1996
Exhaust fan Carnes VEBK15M1 | 377431 1 ROOF Good 1996
Exhaust fan Carnes PW12 23279-1 1 ROOF Good 1996
Exhaust fan Carnes VEBK1gk1 | 37T ROOF Good | 1996
Exhaust fan Carnes veskiokz |38 ROOF Good | 1996
Exhaust fan Carnes VIBKOSKA |AHU #4 1 ROOF Good 1996
Exhaust fan Carnes VIBK15L1 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VIBKI15L1 | 377431 1 ROOF Good 1996
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Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
Exhaust fan Carnes VIBKO6K4 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VIDK15L4 37072031' 1 ROOF Good 1996
Exhaust fan Carnes VEBK?2451 370734131' 1 ROOF Good | 1996
VIBK24X16IN| 377431-
Exhaust fan Carnes L20S 076 1 ROOF Good 1996
Exhaust fan Carnes VEBKOBKA | ST ROOF Good | 1996
Exhaust fan Carnes VVBK10R1 370734431' 1 ROOF Good | 1996
O”té{ge arr N/A LGBA-24P2 1 AHU #9 Good 1996
Gate/Fence N/A 0222'3303'240' $27-6-5-2 1 S. Exit Good 1996
Gate/Fence N/A 0222'3808 -240- 5312'6'5' 1 N. Entrance Good 1996
Cell dfjors A- Folgers KR-3 N/A 8 Rm # 1832 Good 1996
Hot water 500NGOOA- | 04958471
o PV b 05 1 Rm #1630 Good 1996
Hot water PV.I 500N600A-TP | 049984711 Rm #1630 Good | 1996
heater 2
Hot water SB652-12-1FE-|K 9536859
ey State ANSE y 1 Rm #1903 Good 1996
Hot water .
heater State N/A N/A 1 Paint shop Good 1996
Ceiling fan McQuay SCB-301B N/A 1 C. Plant Good 1996
Ceiling fan McQuay SCB-301B N/A 1 Rm #1601 Good 1996
Ceiling fan McQuay SCB-301B N/A 1 Rm #1921 Good 1996
Ceiling fan McQuay scB3018 |00 g Rm #1814 Good | 1996

Page 104 of 392


http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade

Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for North Police Substation
9455 W. Montgomery Rd
Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
Ceiling fan McQuay SCB-301B N/A 1 Rm #2940 Good 1996
Ceiling fan McQuay SCB-301B N/A 1 Rm #2810 Good 1996
Hot water Bell Gossett 100-859 | 106189 | 1 Rm #1903 Good | 1996
circ.pump
Water
Condenser |  Bell Gosset 00 | "R cT Good | 1996
pump
Water circ.
oump Bell Gossett B&O 60  |1961205 | 1 Rm #1630 Good 1996
Condenser 7-01224-
wir. Pump Bell Gossett 160 02-2 1 C.T. Good 1996
Water 7-01224-
. Good
Chiller Bell Gossett 100 01-2 1 C.P. 1996
Water Chiller | Bell Gossett 100 | O cT. Good | 1996
Hgm‘;ter Bell Gossett 11586 | 1961205 Boiler room Good | 1996
Hot waler Bell Gossett  |60-1-5-AA-AB 1915460 1 Boiler room Good 1996
pump 65
Hot water 72K00713
heater Snyder General | UHHO044B | "7 1 V.M Good 1996
Hotwater | o der General | UHHo44B) | /2K0071) 4 V.M. Good | 1996
heater 0-00
Hot water 7ZK0071
heater Snyder Generd UHHO044BJ 0-00 1 V.M Good 1996
Hotwater | o der General | UHHo44B) |72K00710 4 V.M. Good | 1996
heater -00
Hot water 7ZK0071
heater Snyder General UHHO044BJ 0-00 1 V.M. Good 1996
Gas heater Reznor 130 N/A 1 Paint shop Good 1996
Exhaust fan Carnes VIBK15L1 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VIBKI15L1 | 377431 1 ROOF Good 1996
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Complete
Building Equipment List for North Police Substation
9455 W. Montgomery Rd
Type of Manufacturer Model No. Serial Qty. _ Notes | Age of
Equipment No. Location equipment
Exhaust fan Carnes VIBKO6K4 | 377431 1 ROOF Good 1996
Exhaust fan Carnes VIDK15L4 37072031' 1 ROOF Good| 1996
Exhaust fan Carnes VEBK?2451 370734131' 1 ROOF Good | 1996
VIBK24X16IN| 377431-
Exhaust fan Carnes L 20S 076 1 ROOF Good 1996
Exhaust fan Carnes VEBKOGKA | S7T81 1 g ROOF Good | 1996
Exhaust fan Carnes VVBK10R1 370734431' 1 ROOF Good | 1996
O”té{ge arr N/A LGBA-24P2 1 AHU #9 Good | 1996
Gate/Fence N/A 0222'3303'240' $27-6-5-2 1 S. Exit Good| 1996
Gate/Fence N/A 0222'3808 -240- 5312'6'5' 1 N. Entrance Good 1996
Cell dfjors A- Folgers KR-3 N/A 8 Rm # 1832 Good | 1996
Hot water 04958471
o PV 500NGOOA-TP| ™) 1 Rm #1630 Good 1996
Hot water PV.I 500N600A-TP |049984711 4 Rm #1630 Good | 1996
heater 2
Hot water SB652-12-1FE- |K9536859
ey State ANSE y 1 Rm #1903 Good | 1996
Hot water .
heater State N/A N/A 1 Paint shop Good 1996
Ceiling fan McQuay SCB-301B N/A 1 C. Plant Good 1996
Ceiling fan McQuay SCB-301B N/A 1 Rm #1601 Good 1996
Ceiling fan McQuay SCB-301B | N/A 1 Rm #1921 Good 1996
Ceiling fan McQuay scB3018 |00 Rm #1814 Good | 1996
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Building Equipment List for North Police Substation
9455 W. M ontgomery Rd
Type of Manufacturer Model No. Serial Qty. _ Notes Age of
Equipment No. Location equipment
Ceiling fan McQuay SCB-301B N/A 1 Rm #2940 Good 1996
Ceiling fan McQuay SCB-301B N/A 1 Rm #2810 Good 1996
Hot water Bell Gossett 100-859 | 106189 | 1 Rm #1903 Good | 1996
circ.pump
\Water
Condenser Bell Gossett 100 782254 1 CT Good 1996
pump
Water circ.
oump Bell Gossett B&O60  [1961205 | 1 Rm #1630 Good 1996
Condenser 7-01224-
wir. Pump Bell Gossett 160 02-2 1 C.T. Good 1996
Water r
. Bell Gossett 100 01224- 1 C.P. Good 1996
Chiller
01-2
Water Chiller | Bell Gossett 00 || 1 cT. Good | 1996
Hgm‘;ter Bell Gossett 11586  |1961205 Boiler room Good | 1996
Hot water 191546 .
Bell Gossett 60-1-5-AA-AB Good
oump 065 1 Boiler room 1996
Hot water 72K0071
heater Snyder General UHHO044BJ 3-00 1 V.M Good 1996
Hotwater | o der General | UHHo44B) |/4K007L 4 V.M. Good | 1996
heater 0-00
Hot water 7ZK0071
heater Snyder Generd UHHO044BJ 0-00 1 V.M Good 1996
Hotwater | o der General | UHHo44B) |72K007L1 4 V.M. Good | 1996
heater 0-00
Hot water 7ZK0071
heater Snyder General UHHO044BJ 0-00 1 V.M. Good 1996
Gas heater Reznor 130 N/A 1 Paint shop Good 1996
Gas heater Reznor 130 N/A 1 Paint shop Good 1996
Back flow
oreventer Watts 009 72088 1 Tower Good 1996
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Building Equipment List for North Police Substation
9455 W. Montgomery Rd
Type of Manufacturer Model No. Serial | Qty. L . Notes Age of
! ocation :
Equipment No. equipment
Back flow
preventer Watts 009 70221 1 B. Room Good 1996
Back flow
preventer Watts 009 55540 1 Car wash Good 1996
Chemical
Feeder UILTON Al151191 N/A 1 C. Plant Good 1996
Variable speed| ooy 2001  |CG4499001 Rm #1609 Good | 1996
drive 1
Variable speed G4499-
drive Graham 2001 ool 1 Rm #2815 Good | 1996
Variable speed| ooy 2001 G4499-1 Rm #2813 Good | 1996
drive 002
Variable speed| o0 2001 G4499-1 Rm #1862 Good | 1996
drive 003
Variable speed| o0 2001 |G449001 Rm #1731 Good | 1996
drive 4
Variable speed G4499-
drive Graham 2001 003 1 Rm #2714 Good 1996
Variable speed| ooy 2001  |CG4499001 Rm #1903 Good | 1996
drive 4
Variable speed 175H908
drive Graham 2001 i 1 Rm #2742 Good | 1996
Wet steam DP-
Sussman Automatic CV750 2017- 2 Locker room Good 1996
saunas
W95
Dry Steam Sussman Automatic 1 NPS Good 1996
Saunas
Smoke
removal Carnes VVBK30V1 | 377431 1 Jail Good 1996
system
Hydraulic . Unit
Elevator Schindler HG96986 | N/A | #1 Good 1998
Hydraulic , Unit
Elevator Schindler HG96987 | N/A | 4 Good | 1998
Hydraulic . Unit
Elevator Schindler HG96988 N/A #3 Good 1998
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ACRES HOMES
8501 W. MONTGOMERY, 77088

Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment Equipment
EMS JCI METASYS 1 ACR
RTUO1 SZ
RTU CARRIER A601131 50DA008520| 1 ACR 75 TON
50DD034500 RTUO02 SZ
RTU CARRIER M596170 FA 1 ACR 30 TON
BURGULAR
ALARM PANEL| RADIONICS D7212B1 1 ACR
FIRE ALARM
PANEL 1 ACR
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Building Equipment List for FO56
5820 E. Little York Rd.
Type of Manufacturer | Model No. Serial No. | Qty. Location Notes Age of

Equipment equipment
Refrigerator GE N/A N/A 2 Kitchen Fair 1995
Refrigerator Penncrest N/A N/A 1 Kitchen Poor 1995

Refrigerator Gibson N/A N/A 1 Kitchen Fair 1995

. . ED22Z- . ,
Refrigerator Whirlpool RXXO1 SB2417954 1 Kitchen Fair 1995
Oven Magic Chef 9522xub  |17928223AL | 1 Kitchen Good 1998
Cook top N/A N/A N/A 1 Kitchen Poor 1998
Water heater Rheem 50-ga; 1 Mech. room Good 1998
P3HUES-
AHU Furnace York ON3006A ENHM92732 | 1 Mech. room Good 2000
P3HUC20N-

AHU Furnace York ONOS001C EGHM696486 1 Mech. room Good 2000
Hose dryer Circul-Air ULG N/A 1 Apparatus floor Fair 1985
Hose dryer Circul-Air ULG N/A 1 Apparatus floor Fair 1985

Window Unit | Westinghouse | 856371003 | 9208567891 | 1 Watch Office Good 1992

Condenser York H4CEO09A35 | NAJM001148 | 1 Outside Good 2000
Condenser York HIRA060525A WNHP376868 | 1 Outside Good 2000
Drink fountain ELKAY N/A N/A 2 Inside Good 2000
Exhaust fans
449 1 Good 2000
Heater Carrier N/A N/A p | Apparatusfloor, | oo | g9
Radio tower
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Building Equipment List for FO56
5820 E. Little York Rd.

Type of Manufacturer | Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Ice Machine Manitowoc QYO0324A 990860734 1 Apparatus floor Good 2000

12.5]C-
Generator ONAN 3CR/112 0272371349 1 2000
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Complete
Building Equipment List for FO67-Remodeled in 1997
1616 W. Little York
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
Condenser York #1 HACEQ090A25A | NEEM058994 | 1 Outside Good 1997
Condenser York #2 H11504B506A | EACMO48744 | 1 Outside Good 1997
Window Unit Airtemp B3D46E2A-D |BM9518080410 | 1 EMS room Good 1997
Water Heater | Rheem-Rudd 100-Gal N/A 1 Mech. Room Good 1997
AHU Furnace York 2453%2&) ENYM-203316 | 1 Mech. Room Good 1997
AHU Furnace York oavEe | EFEM263898 | 1 | Mech.room | Good | 1997
Oven Amana AOGD2750E 000320336 1 Kitchen Good 1997
Cook top Thermador N/A N/A 1 Kitchen Good 1997
Refrigerator Frigidaire |MRTISDNEWO | BA62011143 | 1 Kitchen Good 1997
Refrigerator Frigidaire N/A N/A 3 Kitchen Good 1997
Hose dryer Circul-Air L976916 N/A 1 Apparatus floor Fair 1997
Generator ONAN 15.0JC 0570188153 1 1997
Heater Lennox LF24125AV 6396F64203 1 Apparatus floor Fair 1997
Exhaust fan N/A N/A N/A 1 N/A N/A 1997
Drink fountain Sunroc NFS10NO005 034601254 1 1997
Exhaust Fan Brons N/A N/A 3 Restrooms Good 1997
Vent Hood Thermador N/A N/A 1 Kitchen Good 1997
; Exhaust N/A N/A N/A 1 | Apparatus floor | Good 1997
an ceiling type
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Equipment List for
ACRES HOMES Multi-Service Center 6719 West Montgomery

Equi pment Name Equip # Location Seria # Model Weight Rating Size/Cap. Manufacture Age | Condition
CHILLER AHMSC YARD 5vD0185100 | ALR MCQUAY 1991 | Good
MFC 115C
COMPRESSOR (1) | AHMSC CHILLER 25 HP 3PH 460V | 39RLA,
MCOMP #1 214 LRA
COMPRESSORS AHMSC CHILLER 35 HP 3PH 460V | 56 LRA,
(©) MCOMP #1 283 RLA
CONDENSER FAN | AHMSC CHILLER 1HP 3PH 460V | 20FLA,
MOTORS(8) MACCU #1 9.9LRA
CRANK CASE AHMSC CHILLER 1PH
HEATERS (4) MCH #1 115V
EVAPORATOR AHMSC CHILLER 1PH
HEATER (1) MEH #1 115V
CHILLER AHMSC YARD 5vD0183700 | ALR MCQUAY 1991 | Good
MFC 115C
COMPRESSOR (1) | AHMSC CHILLER 25 HP 3PH 460V | 39RLA,
MCOMP #2 214 LRA
COMPRESSOR (3) | AHMSC CHILLER 35 HP 3PH 460V | 56 RLA,
MCOMP #2 283 LRA
CONDENSER FAN | AHMSCM | CHILLER 1HP 3PH 460V | 210 FLA,
MOTOR (8) ACCU #2 99LRA
CRANKCASE AHMSC CHILLER 1PH 115V
HEATERS (4) MCH #2
EVAPORATOR AHMSC CHILLER 1PH 115V
HEATER (1) MEH #2
CHILLED WATER | AHMSCM | CHILLER | FA606048063 | TEFC 15 HP 3PH 1760 RPM | PEERLESS 1991 | Good
PUMP MOTOR MOTOR #1 245T 230/460
CHILLED WATER | AHMSCM | CHILLER | FA606048063 | TEFC 15 HP 3PH 1760 RPM | PEERLESS 1991 | Good
PUMP MOTOR MOTOR #2 245T 230/460
AIRHANDLER AHMSC 249 3VE00706-04 | LSL 114 1991 | Good
MAHU # DV
2A1
BLOWER MOTOR | AHMSCM | AHU # 7.5HP PT #6- 3PH 1755 FR5213T | CENTURY
MOTOR 2A1 355802- | 230/460 | RPM
01
BELTS(2) AHMSCM | AHU A-69
BELT #2A1
FILTER(4) AHMSCM | AHU# 37x40
FIL 2A1
AIRHANDLER AHMSCM | RM 249 3VE00705-00 | LML 7.5HP MCQUAY 1991 | Good
#253 AHU 1085N BLOWER
MOTOR
BLOWER MOTOR | AHMSCM | AHURM 7.5HP PT# 6- 3PH 1755 FRS213T | CENTURY
MOTOR 249 355802- | 230/460 | RPM
01
BELTS(2) AHMSC M A-77
BELT
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ACRESHOMES M ulti-Service Center 6719 West M ontgomery
Age | Condition
Equipment Name Equip# Location Serid # Model Weight | Rating Size/ Cap. | Manufacturer
FILTERS (2) AHMSC M 46 x 41
FIL
AIRHANDLER AHMSC 253 3VE00704-00 | LML MCQUAY 1991 | Good
MAHU 106EH
#252
BLOWER MOTOR | AHMSCM | AHU 252 | 3HP PT #6- 3PH 1755 FRS213T | CENTURY
MOTOR 355802- | 230/460 | RPM
01
BELTS(1) AHMSCM | AHU 252 A-65
BELT
FILTERS (2) AHMSC AHU 252 48x41
MFIL
AIRHANDLER AHMSCM | 253 3VE00703-06 | LSL MCQUAY 1991 | Good
AHU #251 103Ccv
BLOWER MOTOR | AHMSCM | AHU # 1HP PT #8- 3PH 1745 FRW143T | CENTURY
MOTOR 251 349220- | 230/460 | RPM
01
BELTS(2) AHMSCM | AHU# B-68
BELT w1l
FILTERS (2) AHMSC AHU# 20x20
MFIL w1l
AIRHANDLER AHMSC 122 EVE 00242- LSL 106 MCQUAY 1991 | Good
MAHU 06 Ccv
#1K1
BLOWER MOTOR | AHMSCM | AHU # 3HP E200 3PH 1745 FR S18T CENTURY
MOTOR 1K1 3ER 230/460 | RPM
B114
BELTS(1) AHMSC AHU A-51
MBELT #1K1
FILTERS (2) AHMSC AHU 41 x43
MFIL #1K1
AIRHANDLER AHMSC 171 3VE00487-00 | LML MCQUAY 1991 | Good
MAHU 106 EH
#IN1
BLOWER MOTOR | AHMSCM | AHU 5HP E201 3PH 1745 FRA184T | CENTURY
MOTOR #IN1 230/460 | RPM
BELTS(2) AHMSC AHU A-62
MBELT #IN1
FILTERS (2) AHMSC AHU 48x41
MFIL #IN1
AIRHANDLER AHMSCM | 242 3VEQ00702-00 | LML MCQUAY 1991 | Good
AHU #2N1 111EH
BLOWER MOTOR | AHMSCM | AHU 7.5HP PT # 6- 3PH 1755 FR5213T | CENTURY
MOTOR #2N1 355802- | 230/460 | RPM
01
BELTS(2) AHMSC AHU A-81
MBELT #2N1
FILTERS (2) AHMSC AHU 61x41
MFIL #2N1
AIRHANDLER AHMSC 242 3VE00702-00 | LML MCQUAY 1991 | Good
MAHU # 111 E
2N1
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ACRES HOMES Multi-Service Center 6719 West Montgomery

Age | Condition
Equipment Name Equip # Location Seria # Model Weight Rating Size/ Cap. Manufacturer
BELTS(2) AHMSC AHU A-81
MBELT #2N1
FILTER (2) AHMSC AHU# 61x41
MFIL 2N1
AIRHANDLER AHMSC 246 3VE00489-04 | LSL MCQUAY 1991 | Good
MAHU 114DV
BLOW MOTOR AHMSCM | AHU# 15HP PT 8- 3PH 1745 FRP1455 | CENTURY
MOTOR 2A3 349 230/460 | RPM
221-0
BELTS(1) AHMSCM | AHU SL 500
BELT #2A3
FILTERS (2) AHMSC AHU 20x20x2
MFIL #2A3
AIRHANDLER AHMSCM | 202 3VE00488 LML108 MCQUAY 1991 | Good
AHU # EH
2W1
BLOWER MOTOR | AHMSCM | AHU 7.5HP PT #6- 3PH 1755 FRS2313T | CENTURY
MOTOR 2W1 355802- | 230/460 | RPM
01
BELTS(2) AHMSCM | AHU A-77
BELT 2W1
FILTERS (2) AHMSC AHU 45x41
MFIL 2W1 Rall
AIRHANDLER AHMSC 202 3VE0070-00 LML 1991 | Good
MAHU # 117 EH MCQUAY
2W2
BLOWER MOTOR | AHMSCM | AHU E-301 3PH 1750 FR S215T
MOTOR #2W2 10HP SER. 230/460 | RPM CENTURY
BH3
BELTS(1) AHMSCM | AHU # 4L 380
BELT 2W2
FILTERS (6) AHMSC AHU # 16x20x2
MFIL 2W2
AIRHANDLER AHMSC 202 3VE00701-00 | LML MCQUAY 1991 | Good
AHU 108
#2W3 EH
BLOWER MOTOR | AHMSCM | AHU 7.5HP PT #6- 3PH 1755 FRS213T CENTURY
MOTOR #2W3 355802- | 230/460 | RPM
01
BELTS(2) AHMSCM | AHU A-77
BELT #2W3
FILTERS (2) AHMSC AHU
MFIL #2W3
AIRHANDLER AHMSCM | Rm. 140 3VE00486-00 | LML 1991 | Good
w1 AHU 122EH
PNEUMATICAIR | AHMSC Rm. 119 16x41- 30 3SA3E 30 gal. CurtisToledo | 1991 | Good
COMPRESSOR #1
PNEUMATICAIR | AHMSC Rm. 119 16x41-30 3SA3E 30 gal. CurtisToledo | 1991 | Good
COMPRESSOR #2
ELECTRIC HOT AHMSC Rm. 119 MJ90- DVE 120 ga A.O. SMITH 1991 | Good
WATERHEATER 0178506-810 120 810
P P

Page 115 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

PDF
omplete

Click Here & Upgrade
Expanded Features
Unlimited Pages

Equipment List for
ACRES HOMES Multi-Service Center 6719 West Montgomery

Age | Condition
Equipment Name Equip # Location Seria # Model Weight | Rating Size/ Manufacturer
Cap.
Water Fountain # 1 Front BFC- Poor Halsey Taylor | 1991 | Poor
Lobby 8F8
Water Fountain # 2 Front HBW8 Good Halsey Taylor | 1991 | Good
Lobby A-2

Water Fountain # 3 Room 211 BFC- Good Halsey Taylor | 1991 | Good
8FS

Water Fountain #4 Room 211 HBW- Good Halsey Taylor | 1991 | Good
8A-2

Water Fountain #5 WIC Area BFCOF Good Halsey Taylor | 1991 | Good
S

Water Fountain # 6 Daycare BFC- Good Halsey Taylor | 1991 | Good
8FS

Water Fountain #7 Daycare BFC- Good Halsey Taylor | 1991 | Good
8FS

Water Fountain # 8 Daycare BFC- Below Halsey Taylor | 1991 | Below
8FS Average Average

Water Fountain # 9 Daycare HBW8 Good Halsey Taylor | 1991 | Good
A-A
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Building Equipment List for
Northline HPD Storefront
392 West Little York

Type of Manufacturer Model No. Serial No. Qt Location Notes |Age of
Equipment y. equipment
Condenser Unit Rudd UAKA-060CAZ |5722M010105868 1 ROOF 1/01
B";ﬁ‘:age AC York DAEOGOA25A  |NDHMO048296 1 ROOF 3/99
Bﬁ:age AC York DAEOGOA25A  |NDHMO048295 1 ROOF 3/99
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Building Equipment List for
Aldine WIC
5180 Aldine Mail Route

Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of

Equipment equipment
Condenser Rudd UAKA-060CAZ  |2/22MO101058| 4 Roof 1/2001
Unit 68
B"ﬁ‘:age AC York DACEOBA25A  |NDHMO048296 1 Roof 3/1999
B"ﬁ‘:age AC York DACEOBA25A  |NDHMO048295 1 Roof 3/1999
Refrigerator Gibson MRTI5CNBW  |BA43704018 1 Room 4 9/1994
Refrigerator Frigidaire R22CW10 WA23601117 1 Break Room N/A
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Type of |Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment
15 BHP
146583
RENEWAL
2/5/04
4407ABP DUE
BLR 624-WT 624-WT/4407 ABP SCE 12/31
HPU NPH304M4CRETA| 48510149837 SCE
HPU AHSLD1W1015302 | 85-F-TAJ68856B SCE
HPU HW093 HW93 SCE
BURGLAR
ALARM
PANEL |RADIONICS D7212B1 SCE
FIRE
ALARM
PANEL SCE
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Building Equipment List for
Building Special Pump Small Utilities
7330 N. Wayside
Type of Manufacturer Model No. Serial No. Qt Location Notes |Age of
Equipment y. equipment
Compact AC Sun AV30H-1-080  |K9780868 1 Back of
Unit mobile trailer
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Complete
Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment

Wall A/C Unit UBANK N |02A-P71004| 1 | 13505 Agueduct Rd. Good | 1999
Wall A/C Unit UBANK N |02A-P71002| 1 | 13505 Agueduct Rd. Good | 990
Wa"F,ALJ/nSpHeat SUN HVB24105C | Fooaipag | 1 | 8203COLETO | Fair | 1990
Wa"F,ALJ/nSpHeat SUN HVB24105C | Fooatoos | 1 | 8203COLETO | Fair | 1990

Wall ISACJ/nSpHeat SUN HVB24105C | Foodlo4c 1 5830 Ei:lagtéle York Fair 1990
Wall ISACJ/nSpHeat SUN HVB24105C | F904125G 1 5830 Ei:lagtéle York Fair 1990
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Building Equipment List for FO90-Temp Trailers
16525 Park Row Dr.
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Wall package unit Sun ACV036115C | B8908600C First Bldg Fair 2000
Wall package unit Sun ACV036115C | D890855C Back of bldg Fair 2000
. GTS18H- .
Refrigerator GE BMERWW MF823017 4 Kitchen Good 2000
Stove Hotpoint R8526C2WW | VA151458R | 1 Kitchen Fair 2000
Water heater Ruud 40-gal N/A 2 2000
Drinking fountain Sunroc N/A N/A 1 Apparatus barn Good 2000
2000
Heater Advanced | oep 1450 5 56001134457 | 1 Ceiling New
products
Exhaust fan wall Broan N/A N/A 1 Kitchen Fair 2000
mount
Exhaust fan wall Broan N/A N/A 1 Restrooms Fair 2000
mount
Ice Machine Scotsman CME306 N/A 1 Apparatus floor Good 2000
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Building Equipment List for FO66
5800 Teague
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Condenser Carrier 38AK5016510| 880F12323 1 Outside Good 2003
Hose dryer Circul-Air 4977022 N/A 1 Apparatus floor Broken 1973
Hose dryer Circul-Air 4977022 N/A 1 Apparatus floor Fair 1973
Water heater RUDD 100-Gal N/A 1 1998
Boiler Ra Pac 1112 9303106784 | 1 Mech. room Good 1993
AHU Furace | Carrier WY | 7245268000 | 1 Mech. room Fair 1973
OWE- . .
Oven Maytag 5500ACB N/A 1 Kitchen Fair 1998
Cook top Wells H636 015454 1 Kitchen Fair 1998
Refrigerator Gibson N/A N/A 2 Kitchen Good 1998
Refrigerator GE N/A N/A 1 Kitchen Fair 1998
Refrigerator | Magic Chef | CT>02" |11035840Ww | 1 Kitchen Good | 1993
Exhaust Fan N/A N/A N/A 2 1993
Heater Lennox LF24-250A1 | 6393A58774 | 1 Apparatus floor Good 1993
Heater Lennox LF24-260B1 | 6393A58774 | 1 Apparatus floor Good 1993
fD“”k'.”g Halsey Taylor | TI14AQIG | 990913460 | 1 Inside Good 1999
ountain
30.0EK-
Generator ONAN 3R/12223 0972500400 | 1 1993
Ice Machine Manitowoc GYO0204A | 921263861 1 1993
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Complete
Building Equipment List for FO77
10155 Kempwood Dir.

Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Air Handler Lennox N/A 5890C08509 | 1 Mech. room air 1990
Air Handler Lennox N/A 5890C08851 | 1 Mech. room Fair 1990
Air Handler LENNOX G1234-110-7 N/A 1 Mech. room Fair 1990

Condenser Lennox —split N/A N/A 1 Mech. Room Fair 1990

system

Condenser Le”glosi‘eﬁp"t HS18-513-54/ 5190B05613 | 1 Mech. Room Fair | 1990
Water heater State 100-gal N/A 1 Mech. Room Fair 1990
Refrigerator Magic Chef 4 Kitchen Fair 1990
Cook top Wells N/A N/A 1 Kitchen Fair 1990
Oven Magic Chef 9522UXB (17073622AN | 1 kitchen Fair 1990
Hose Dryer Circul-Air D612 D6120363 2 Apparatus floor Fair 1990
Water heater | A.O.SMITH | 40-GAL N/A g | Westside Meoh gy 1990
Air Handler Lennox N/A 5890B16436 | 1 Mech. room Fair 1990
Condenser Lennox HS18-413-2Y | 5190B06538 | 1 Capt.’s room Fair 1990

Heater Modine BA400AC | 1510210290 | 1 Apparatus ceiling Fair 1990

Drinking

fountain 2 Apparatus floor 1990
Ice Machine Manitowoc BY0324A | 950760561 1 Lounge Poor 1990
Vent hoods Broan N/A N/A 4 | Wetehoffice, CPUS | eair | 1090
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Building Equipment List for FO77
10155 Kempwood Dr.

Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Vent hood N/A N/A N/A 1 Kitchen 1990
Generator Onan 45EM- F900329158 | 1

L20190S 1990
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Building Equipment List for
HILLENDAHL
2436 GESSNER ROAD, 77080
Type of | Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment
AHU 398A060027 712800909 1 HIL
AHU CARRIER |40 RM 028 B500GC| 3396F21722 1 HIL
8BHP 191194
RENEWAL
2/5/04 3817 ABP
BLR WG350 72693 3918 ABP | 1 HIL DUE 12/31
BURGLAR
ALARM
PANEL RADIONICS D9112B1 1 HIL
FIRE
ALARM
PANEL 1 HIL
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Building Equipment List for FO05
2020 Hollister & Hammerly
Type of Manufacturer Model No. Serial No. | Qty. _ Notes | Age of
Equipment Location equipment
Hose Dryer Circul Air 004000086 N/A 1 | Apparatusfloor | Fair 1986
Circul Air 11D210 N/A 1 | Apparatusfloor | Fair 1986
Hose Dryer
Condenser Carrier #1 38AK5008501 |3997G00005 | 1 Outside Good 1999
Condenser York #2 N/A N/A 1 Outside Fair 1986
Heater State 100 gal N/A 1 Mech room Good 1986
AHU Furnace York #1 PSHUESON | EDHMS68190 1 Mech. room Good 1999
13006A
AHU Furnace | Borg & Warner P2UGDiONOQOOl M 5:522'\3/,' 16 1 Mech room Fair 1981
AHU Furnace | Borg & Warner PZ‘]GD?NOQO(H MER169317 | 1 Mech room Fair 1986
Cooktop Widlls H-636 013867 1 Kitchen Fair 1986
Oven Magic Chef 9522XUP 167134912F | 1 Kitchen Good 2001
Refrig Whirlpool ET20NKXD10 | EF1920067 | 1 Kitchen Fair 1992
Refrig. GE N/A N/A 1 Kitchen Good 1992
Refrig Whirlpool N/A N/A 2 Kitchen Good 1992
Heater Modine 180011051184 PA250SC 1 | Apparatusfloor | Good 1986
Ice Machine Manitowoc QY0324A 00360764 1 | Apparatusfloor | Good 1986
Drinki ng Halsey Taylor Wall mount 1 Good 1998
Fountain
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Building Equipment List for
RING
8835 LONG POINT ROAD, 77055
Type of |Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
BURGLAR
ALARM
PANEL |RADIONICS D7212B1 1 RIN
FIRE
ALARM
PANEL 1 RIN
131304
CERTIFICAT
E 8324 ABP
DATED
2/5/04 EXP
BLR 9324 ABP 1 RIN 12/31
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Building Equipment List for FO49
1212 Gessner
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Furnace Janitrol N/A N/A 1 Mech. room Poor 1983
Water heater Ameri Standard 40-gal N/A 1 Mech. room Poor 1983
Refrigerator Frigidaire 1 Dorm Fair 1983
Condenser Lennox HS17513-51 | 5183A2388 1 Outside Poor 1983
Condenser Goodman CKL60-3 |0404598267 | 1 Parking rear | Good 2004
Cook top Whirlpool N/A N/A 1 Kitchen Fair 1983
Oven Tappan N/A N/A 1 Kitchen Poor 1983
. : 7972
Hose dryer Circul-Air DL555 17974 2 Apparatus floor Poor 1983
Vent hood Kenmore  |2335167812 N/A 1 Kitchen Poor 1983
Drinki_ng Halsey Taylor 1 Apparatus floor Fair 1983
fountain
: GU125- ,
Furnace Janitrol SAREY 890100137 1 Near kitchen Good 1983
Wall fan Dayton 4C007DRM (17G96963334; 1 Generator room Good 1983
Wm%?]\?,: A/C Sears N/A N/A 1 Capt.’s room Poor 1983
Ice machine Manitowoc BY0324A 951763535 1
Heater Carrier 46W100128 |17LN349495 | 1 Apparatus floor Fair 1983
Generator Onan 20GGDB | L980843317 | 1
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Building Equipment List for
Gessner HPD Storefront
1331 Gessner

Type of Manufacturer Model No. Serial No. Qt Location |Notes |Age of
Equipment y. equipment
AC Unit , OUTSIDE
condenser Carrier 38AK008501 2395G00011 1 YARD
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Complete
Building Equipment List for FO50-Remodeled in 2004
4420 Bingle Rd.
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment

Hose dryer Circul-Air D633 111500400 1 Apparatus floor Good 2004
Refrigerator Magic Chef CTB192DRW | 11935910WW | 1 Kitchen Good 2004
Refrigerator Magic Chef N/A N/A 3 Kitchen Good 2004
Oven Amana AOGD27SOE 0003203319 1 Kitchen Good 2004
Cook top Thermador N/A N/A 1 Kitchen Good 2004
Water heater State 50-GAL N/A 1 Good 2004
Condenser Carrier 48TFDO005501YA | 0801G20402 | 1 Outside Good 2004
Condenser Carrier 48 TFD008501ba 0801G3008 1 Outside Good 2004
Condenser Trane YCH103-C3LOAA N/A 1 Outside Good 2004
Condenser Bard WA121A05 N/A 1 Outside Good 2004
Condenser Bard WA121A05 N/A 1 Outside Good 2004
E)ﬂggj”ng Harley Taylor | SCWT14AQIG | 990913460 | 1 | Apparatusfloor | Good | 2004
Heater Lennox CF24150A 6000G34213 1 Apparatus floor | Good 2004
Heater Lennox CF24150A 6000G34214 1 Apparatus floor | Good 2004
Heater Lennox LF24125A6 S6001L19152 | 1 Apparatus floor | Good 2004
Exhaust fans N/A N/A N/A 2 2004
Ice Machine Manitowoc QY0324A 000767052 1 2004
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Complete
Building Equipment List for FO50-Remodeled in 2004
4420 Bingle Rd.
Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Condenser Bard WAZIAQ0 | S0BOLISTS0- |y ) Communication | o0y | o04
01 room

Condenser Bard WAZIAQ0 | 190BOLLSTSA0- |y | Communication | o0y | 5oo4
01 room

Generator Onan GGHE-4955744 B010211094 1 2004
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Building Equipment List for
COLLIER
6200 PINEMONT, 77092

Type of| Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipm Equipment
ent

AHU CCB88231CFOCO | CC8B831CFOCO | 1 COL

AHU CCB8831CF0CO | CC8831CFOCO| 1 COL

CH CGAAO0804RES | 1CC3CA161CV | 1 COL

BURGL

AR
ALARM

PANEL| RADIONICS D9912B1 1 COL

FIRE
ALARM

PANEL COL
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Building Equipment List for FO13
2215W. 43" & W.T.C Jester
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
Refrigerator GE TBX16APGRAD RG755692 1 Kitchen Fair 1993
Oven Magic Chef 90HA4KW 17C235582445| 1 Kitchen Fair 1993
Cook top N/A N/A N/A 1 Kitchen Poor 1993
Refrigerator Gibson N/A N/A 3 Kitchen Fair 1993
Window unit Whirlpool AC1052 V51125640 1 | Watch Office | Fair 1993
Hose Dryer Circul Air D 612 L976907 1 | Apparatusfloor| Poor 1993
Water hester State 50-Gdl N/A 1 Mech. room Fair 1993
Furnace Lennox G2004E753 5892300880 1 Mech. room Poor 1993
Furnace Lennox G2004E753 5892300879 1 Mech. room Poor 1993
Condenser Carrier 38AK 008501 1897G00255 | 1 Outside Good 2001
Generators Onan 50CCK-365/8390R | 047479412 1 1993
IceMachine | Manitowoc DYO032YA 001163214 1 | Apparatusfloor| Fair 1993
Exhaust fan N/A N/A N/A 1 Main bath 1993
Eg&ﬂ‘t‘;”r? Sunroc N/A N/A 1 | Bykitchendoor| Fair | 1993
Vent Hood Rangaire H518-100/H845 | 09921201621 | 1 Kitchen Poor 1993
Hesater Trane N/A N/A 1 | Apparatusfloor| Good 1993

Page 134 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade
Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for
Northwest WIC
8532 Hammerly
Type of Manufacturer Model No. Serial No. Qt Location Notes |Age of
Equipment y. equipment
E?I‘i’tf top AC Trane TCCOB0F300BA  |H27163789 1 ROOF 13 YRS
Sr‘]’i‘t’f top AC Trane TCCOB0F300BA  |H27163577 1 ROOF 13 YRS
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Building Equipment List for FO38
1120 Silber
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Condenser Lennox HS17-953-3Y | 9206002112 | 1 Outside Fair 1995
Furnace Lennox 2 Mech. room Poor 1995
Water Heater Maytag 50-Gal 1 Fair 1995
Refrigerator Gibson 4 Lounge Fair 1995
Cook top Thermador 1 Kitchen Poor 1995
Oven Amana AOGD2750E |0003203205 | 1 Kitchen Fair 1995
. , D633-00664 -
Hose Dryer Circul-Air D633 D653-0065 2 Apparatus floor Fair 1995
Heater Lennox LF24-125A-1 |6393L24220 | 1 Apparatus Floor Fair 1995
Drinking | 4 ey Taylor N/A N/A | 1 | Apparatusfloor | Fair
Fountain Xy 18y pp
Fans N/A N/A N/A | 2 | Mainbath Capt. )y
room
Vent hood N/A N/A N/A 1 Kitchen Fair 1995
Ice Machine Manitowac BY0324A  |950261565| 1 | Apparatusfloor | Fair 1995
Generator Onan 12.5)C-3CR/1075 | 0774837088 | 1 Fair
: W24C
Wall A/C unit Eubank FOOBLFO0A 01H-P71014| 1 Good 2004
: W24C
Wall A/C unit Eubank FOOBLFO0A 01H-P71012| 1 Good 2004
Wall A/C unit Eubank V24A00AIFDPNT| 036P50633 | 1 Good 2004
: V24A00
Wall A/C unit Eubank AIEOPNT 030P51212 | 1 Good 2004
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Building Equipment List for Houston Emergency Center
5320 N. Shepherd Dr.

EQUIPMENT | MANUFACTURER | Model # ‘ Serial # Qty. | Notes |Age of equip.
FREGDRIVE YASKAWA C21-B70B 4W0187057990001 1 Good 2002
FREGDRIVE YASKAWA C21-B70B 4W0187058000001 1 Good 2002
FREGDRIVE YASKAWA C21-B70B 4W018705797001 1 Good 2002
UPS LIEBERT UDA63227A36H502 L1-02901 1 Good 2002
UPS LIEBERT UDA6227A36 L1-02899 1 Good 2002
UPS LIEBERT UDA62227A36 L1-02900 1 Good 2002
UPS LIEBERT USDAG63152A LR51263 1 Good 2002
UPS LIEBERT UDA63152A36 LR51263 1 Good 2002
UPS LIEBERT UDA63227A36 C254580L1-02896 1 Good 2002
UPS LIEBERT UDA63227A368502 C254580/L1-02897 1 Good 2002
UPS LIEBERT UDA63227A36 C254580/L1-02898 1 Good 2002
UPS LIEBERT UDA63152A36 L1-03082 1 Good 2002
UPS LIEBERT UDA63152A36 L1-03081 1 Good 2002
AHU AIRFLOW CCT20C4-UD P25AD229 1 Good 2002
AHU AIRFLOW CCT-20C4-UD P25AD230 1 Good 2002
AHU AIRFLOW CCT-30C4-UD P25AD235 1 Good 2002
AHU AIRFLOW CCT-30C4-UB P25AD233 1 Good 2002
AHU AIRFLOW CCT20C4-UB P25AD231 1 Good 2002
AHU AIRFLOW CCT20C4-UB P25AU232 1 Good 2002
AHU AIRFLOW CCT30C4-UB P25AD234 1 Good 2002
AHU AIRFLOW CCT30C4-UB P25AD236 1 Good 2002
AHU AIRFLOW CM65-6KA-CXD 2100D10629 1 Good 2002
AHU AIRFLOW CMA40-CFC-CXX 2020D10629 1 Good 2002
AHU AIRFLOW CMA40-CFC-CX5 201D10629 1 Good 2002
AHU AIRFLOW CMA40-CFC-CX5 2040D10629 1 Good 2002
AHU AIRFLOW CM65-CKA-CXD 2090D10629 1 Good 2002
AHU TRANE BCHB0241DF P01G799628 1 Good 2002
AHU TRANE BC8B0361 T01G799608 1 Good 2002
AHU TRANE DCHBO0712 T01T799568 1 Good 2002
AHU AIRFLOW CM15-CFC-CX5 2000D10629 1 Good 2002
AHU AIRFLOW CM15-CFC-CX5 1990D10629 1 Good 2002
AHU TRANE BC8B07021 TO1T799558 1 Good 2002
AHU AIRFLOW CM40-CF3-CX5 2060D10629 1 Good 2002
AHU AIRFLOW CMA40-CFC-CX5 2050D10629 1 Good 2002
AHU AIRFLOW CM65-CK8-CXD 2080D106029 1 Good 2002
AHU AIRFLOW CMA40-CFC-CX5 2030D10629 1 Good 2002
AHU AIRFLOW CM65-CKA-CX5 2070D10629 1 Good 2002
FANUNIT KRUEGER QFC5 01-679636-C 1 Good 2002
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Building Equipment List for Houston Emergency Center
5320 N. Shepherd Dr.
EQUIPMENT MANUFACTURE Model # Serial # Qty. Notes Age of equip.
AHU TRANE B2HB0361 T01G799598 1 Good 2002
FREGDRIVE YASKAWA C21-B70B 4W0187057980001 1 Good 2002
AHU TRANE MCCAO66GAY K01D44438B 1 Good 2002
FANUNIT KRUEGER QFC-5 01-679636-C15 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C11 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C10 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C12 1 Good 2002
FANUNIT KRUEGER QFC-5 01-679636-C13 1 Good 2002
FANUNIT KRUEGER QFC-5 01-679636-C14 1 Good 2002
FANUNIT KRUEGER QFC-3 01-679636-C1 1 Good 2002
FANUNIT KRUEGER QFC-5 01-679636-C2 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C3 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636C4 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C5 1 Good 2002
FANUNIT KRUEGER CFC-5 01-679636-C6 1 Good 2002
FANUNIT KRUEGER QFC-4 01-679636-C7 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C8 1 Good 2002
FANUNIT KRUEGER QFC-6 01-679636-C9 1 Good 2002
CHILLWATER PUMP TACO TA0824B2H1A2LD 1 Good 2002
CHILLWATER PUMP TACO TA1024B2JLB2LO 1 Good 2002
CHILLWATER PUMP TACO TA0824B2H1A2LO 1 Good 2002
CONDENSOR
WATER PUMP TACO TA1042B2J1B2LO 1 Good 2002
CONDENSOR
WATER PUMP TACO TA0824B2H1A2LO 1 Good 2002
CONDENSOR
WATER PUMP TACO TA1024 1 Good 2002
CHILLER TRANE CVHE450 L01G09788 1 Good 2002
CHILLER TRANE CVHE450 L01G09784 1 Good 2002
CHILLER TRANE CVHE450 L01G09783 1 Good 2002
Compressor Craftmans 1036652173 CPF620 1 Good 2002
WATER HEATER MAXIM 72P125A-MXG 0801104852 1 Good 2002
WATER HEATER | DURAWAH (MAXIM) 460P125A-E 0801104851 1 Good 2002
Dorm Pump US Electric Motors C53A 3 Good 2002
PUMP (FIRE) AURORA 01-355784 481-BF 1 Good 2002
Jockey Pump Aurora 8VJ143TTD/R5524AA 01-355808 1 Good 2002
AHU TRANE MCCAO006GA K01G06067C 1 Good 2002
OUTSIDE AIR
HANDLER TRANE MCCAOQ030G K01D52591B 1 Good 2002
AHU TRANE MCCAO50HCE K01D44448B 1 Good 2002
AHU TRANE MCCAO50HCE K01D44452B Good 2002
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Building Equipment List for Houston Emergency Center
5320 N. Shepherd Dr.

EQUIPMENT | MANUFACTURE Model # Serial # | Qty. | Notes | Age of equip.
OAHU TRANE MCCAOQ010GAY K01D52585B 1 Good 2002
COOLING TOWER MARLEY NC830363CM 206372-Al1 1 Good 2002
COOLING TOWER MARLEY NC830368CM 206372-A2 1 Good 2002
COOLING TOWER MARLEY NC830368CM 206372-A3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-6796363-C82 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C11-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C17-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C14-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C16-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C10-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C15-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C9-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C2-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C12-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C4-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C3-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C5-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C13-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C7-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C6-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C1-2 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C24-3 1 Good 2002
FAN UNIT KROEGER QFC-7 01-679636-C24-4 1 Good 2002
FAN UNIT KROEGER QFC-8 01-679636-C24-5 1 Good 2002
FAN UNIT KROEGER QFC-9 01-679636-C24-6 1 Good 2002
FAN UNIT KROEGER QFC-10 01-679636-C24-7 1 Good 2002
FAN UNIT KROEGER QFC-11 01-679636-C24-8 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C2-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C9-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C8-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C12-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C14-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C16-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C19-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C17-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C18-3 1 Good 2002
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Building Equipment List for Houston Emergency Center
5320 N. Shepherd Dr.

EQUIPMENT MANUFACTURE Model # Serial # Qty. Notes |Age of equip.
FAN UNIT KROEGER QFC-6 01-679636-C11-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C10-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C13-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C15-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C4-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C5-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C20-3 1 Good 2002
FAN UNIT KROEGER QFC-6 01-679636-C6-3 1 Good 2002
FAN UNIT KROEGER QFC-5 01-679636-C7-3 1 Good 2002

AHU N/A MCCAO006BBK R01044445B 1 Good 2002

AHU N/A MCCAOQ666AY K01D44442B 1 Good 2002

Ice Machine Kitchen Aide KVIS155HBL3 EM0337817 1 Good 2002
Ice Machine Kitchen Aide KUIS155HBL3 EMO033378 1 Good 2002
Drinking Fountain Halsey Taylor HACS8F8LQID 010828328 1 Good 2002
Drinking Fountain Halsey Taylor HACS8F8LQID 010828326 1 Good 2002
X-Ray Machine |L-3 Communications SYS-215 151461 1 Good 2002
X-Ray Machine |L-3 Communications SYS-208 151692 1 Good 2002
Chemical Feeder | Advantage Controls MCFB-2E GH-860 1 Good 2002
Back Flow Wilkins 375 L02069 1 Good 2002
Back Flow Wilkins 375 L03065 1 Good 2002
Water Softener H.W.P. Systems N/A 934790020000001C0D 1 Good 2002
Drinking Fountain Halsey Taylor HACS8F8LQ 010828323 1 Good 2002
Drinking Fountain Halsey Taylor HACS8FSLQID 010828322 1 Good 2002
Rain Bird Rain Bird ESP-40MC N/A 1 Good 2002
Gates HY Security HRG220ST N/A 2 Good 2002

Gate HY S ECURITY 222 SS ST N/A 1 Good 2002

Ice Maker Kitchen Aide KUISIS5HBL3 EM0238244 1 Good 2002

Ice Maker Kitchen Aide KUISIS5HBL3 EM0242152 1 Good 2002

Refrigerator Kitchen Aide KSRS27IKBL02 SM0236694 1 Good 2002

Refrigerator Kitchen Aide KSRS271KBL02 SM0236687 1 Good 2002

Refrigerator Kitchen Aide KSRS27IKBLO2 SM0236670 1 Good 2002

Refrigerator Kitchen Aide KSRS271KBL02 SM0236691 1 Good 2002

Refrigerator TRUE T-72 1-3762704 1 Good 2002

Refrigerator TRUE T-72 1-3762645 1 Good 2002

Refrigerator GE 6TS186BRER MG775470 1 Good 2002
PDU-1A Liebert 1250373 80423 1 Good 2002
PDU-1B Liebert 1254733 80423 1 Good 2002
PDU-1C Liebert 1254755 80423 1 Good 2002
PDU-1D Liebert 1254757 80423 1 Good 2002
PDU-2B Liebert 1254734 80423 1 Good 2002
PDU-2A Liebert 1254735 80423 1 Good 2002
PDU-4A Liebert 1254739 80423 1 Good 2002
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Building Equipment List for Houston Emergency Center
5320 N. Shepherd Dr.

EQUIPMENT MANUFACTURE Model # Serial # Qty. Notes Age of equip.
PDU-3B Liebert 1254737 80423 1 Good 2002
PDU-3A Liebert 1254738 80423 1 Good 2002
PDU-4B Liebert 1254740 80423 1 Good 2002
PDU-2D Liebert 1254758 80423 1 Good 2002
PDU-2C Liebert 1254756 80423 1 Good 2002

ATS ASC07000 7ADTBB32000N5XC 1 Good 2002
ATS ASC07000 7ADTBB32000N5XC 1 Good 2002
ATS ASC07000 7ADTBB31600N5XC 1 Good 2002
ATS ASC07000 7ADTBB31600N5XC 1 Good 2002
ATS ASC07000 7ATBBC3260N5XC 1 Good 2002
ATS ASC07000 7ATBBC3260N5XC 1 Good 2002
FM200 Chemtron G25011 Good 2002
FM200 Chemtron AA163733 Good 2002
FM200 Chemtron 11163726 Good 2002
FM200 Chemtron G25C10 Good 2002
FM200 Chemtron G-25018 Good 2002
FM200 Chemtron AA163731 Good 2002
FM200 Chemtron AA163730 Good 2002
FM200 Chemtron G25249 Good 2002
FM200 Chemtron Micro 1002 Good 2002
Cylinder Chemtron AA181896 Good 2002
JLG LIFT JLG 41AM 900019785 1 Good 2002

GENIE LIFT GENIE 1930 GS30-52968 Good 2002

Breathing
Apparatus Work Mask 5-978-1 2 Good 2002
Hydraulic Elevators Schindler 321-A- 511131-B-B-02 1 Good 2002
Hydraulic Elevators Schindler 321-A 511131-A-B-01 1 Good 2002
Fire Alarm Simplex- 4100 841-731 H03010-1602 W 1 Good 1995

Generator
Mustang Caterpillar 8DM01382 SR4B 1 Good 2001

Generator
Mustang Caterpillar 8DM01381 SR4B 1 Good 2001

Vesda laser B74091 VLS-3-4
scanner B74090 VLS-304 2 Good 1997

GAS MONITOR YOKOGAWA AHO1AF0005 1 Good 2002
FREGDRIVE YASKAWA C21-B80B 4W0187058020001 1 Good 2002
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Building Equipment List for
Near North HPD Storefront
1335 W. 43"
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equip
ment

Facility is maintained through lease,

which isWingate’s Reali

ty 713-866-6745.
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Building Equipment List for
OAK FOREST
1349 WEST 43%° STREET, 77018

Type of | Manufacturer | Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
AHU 38E8-1051-A 38E8-1051-A 1 OAK
10 BHP
176657
RENEWAL
2/5/04
#3815ABP
BLR 42X 5134T2 3815 ABP | 1 OAK DUE 12/31
BURGLAR
ALARM
PANEL | RADIONICS | D7212B1 OAK
FIRE
ALARM
PANEL OAK
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Building Equipment List for FO31
222 W. Crosstimbers
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Condenser Carrier #1 38AK5008501 | 39978G0004 | 4 Outside Good 1999
Condenser Ruud #2 oléoA(I:fA\Az ggg%gég 1 Outside Good 1990
Water heater Maytag #1 50-Gal N/A 1 Mech. room Good 2002
Water heater Maytag #2 50-Gal N/A 1 Mech. room Good 2002
AHU Furnace | Carrier #1 | > )" 00" [1206A03522| 1 | Mech.room | Good | 1999
AHU Fumace | Carrier#iz | *OV/2YO9 | 4705000449 | 1 | Mech.room | Good | 1999
AHU Furnace N/A N/A N/A 2 Mech. room Poor 1982
Cook top Wells H636 12976 1 Kitchen Good 1982
Oven Magic Chef 9522XUB [178011571G| 1 Kitchen Fair 2000
Refrigerator Magic Chef  |CTB1925DRW| 11723774WS | 1 Kitchen Good 2001
Refrigerator Magic Chef N/A N/A 3 Kitchen Good 2001
Hose Dryers Circul-Air N/A N/A 2 Apparatus floor Fair 1982
Drink fountain Halsey Taylor | SCWT4A2Q | 960439594 1 Apparatus floor Good 1992
Drink fountain Halsey Taylor N/A N/A 1 Apparatus floor Fair 1982
Generator Onan 45EM 810560838 1 Good 1982
Heater Sterling CB200 C8113929 1 Apparatus floor Good 1982
Heater Sterling CB200 C8113929 1 Apparatus floor Good 1982
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Building Equipment List for
Old Fire Station # 31
522 Crosstimbers
Manufacturer Model No. Serial No. Qty. Location Notes |Age of
equipment
Goodman CT536-1 901224307 1 Driveway poor 1990
Goodman 901223165 1 Driveway poor 1990
Goodman 2 upstairs i(r:]antset ?
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Building Equipment List for FO62
1602 Seamist
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Oven Tappan 11-1159-10-03 | DF12000680 | 1 Kitchen Poor 1968
Water hester State 50-gal N/A 1 Mech. room Good 2000
AHU Furnace Lennox G81-220vV4 |5880K03794 | 1 Mech. room Poor 1968
AHU Furnace L ennox G81-220v4  |5880K03794 | 1 Mech. room Poor 1968
Hose dryer Circul-Air SPOL555 9542 1 Apparatus floor Poor 1968
Hose dryer Circul-Air SPOL555 9540 1 Apparatus floor Poor 1968
Condenser Carrier 38AK008501 [4097G00153 | 1 Outside Good 1997
Drinking SUNROC | NSFION-005 | 034601257 | 1 Good 2000
fountain
AJ31H-

Heater Reznor XL140-3 3N59105 2 Apparatus floor Good 1968
Exhaust fan 2 No Access 1968
Generator Onan 15JC3R/6613R | 127A00356 | 1 1968

Ice Machine Manitowoc QY0324A 000361452 1 2000
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Complete
Building Equipment List for
Heights HPD Storefront -Office
910 N. Durham
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equipment

LEASED FACILITY

Building Equipment List for
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Complete
Fire Marshalls Office
2931 West 12"
Type of Manufacturer Model No. Serial No. Qty. Location Notes |Age of
Equipment equipment
Chief fire marshal indicated that landlord handles all maintenance issues.

Building Equipment List for FO11
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Complete
460 T.C. Jester & Larkin
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Furnace Goodman GM-5 940987137 1 Dorm Fair 1994
Furnace Goodman GM-5 940087137 | 1 Locker Room Fair 1994
Furnace Goodman GM-5 940987137 | 1 Lounge Fair 1994
Furnace Goodman GM-5 940987137 | 2 Mech. Room Fair 1994
Condenser Goodman #2 CKL49-IL | 049730439 | 1 Back of station New 2004
Condenser Goodman #4 CKL42-IL |04080714B | 1 Back of station New 2004
Condenser Goodman #3 CKL60-1 | 303471010 | 1 | NexttoMech.room | New 2003
Condenser Goodman CKLG60-I 0407702676| 1 | Nextto mech.room | New 2004
Water hester RHEEM 91 Gal N/a 1 Mech. room Fair 1994
Refrigerator GE N/A N/A 4 Lounge Area Fair 1994
Cooktop Wdlls H-636 N/a 1 Kitchen Fair 1994
Oven GE N/A N/A 1 Kitchen Good 2002
Hose Dryer Circul -Air N/A N/A 2 Apparatus floor Fair 1994
AJC window Trane N/A N/A > | Breahingroom | Fair | 1994
Heater Reznor N/A N/A 2 Apparatus floor Fair 1994
Generator Onan PM 3500 56177 1 1994
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Building Equipment List for FO11
460 T.C. Jester & Larkin
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Ice Machine Manitowac BR0O200AS N/A 1 Kitchen Fair 1994
Drinking
Fountain Halsey Taylor N/A N/A 2 Apparatus floor Good 1994
Drinking
Fountain Halsey Taylor N/A N/A 1 Hall by EMS FAIR 1994
Fans N/A N/A N/A 6 FAIR
Heater Reznor N/A N/A 1 INSIDE FAIR | 1994
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Building Equipment List for
PW&E Northeast Quadrant
718 & 802 E. Burress Complex
Type of | Manufacturer Model No. Serial No. | Qty. Location Notes Age of

Equipment Equipment
Split System

Carrier 38EN060530 N/A 1 Rooftop 1
Split System Carrier 38CKB036005 N/A 1 Rooftop 1
Split System

Carrier 38CKB036500 N/A 1 Rooftop 1
Split System Carrier 53BA-024K N/A 1 Rooftop 1
Split System

Bryant 566DEX240000AA N/A 1 Rooftop 1
Split System Carrier 39FD10 N/A 1 Rooftop 1
Window Unit| Westinghouse WAS18EP2K1 N/A 1 |Maintenance Bldg
Window Unit Kenmore 1068721890 N/A 1 | Maintenance Bld Unknown
Window Unit Emerson 18LH4EH-A N/A 1 | Maintenance Bld Unknown
Split System | Cutler Hammer 517A120 N/A 1 |Maintenance Shop Unknown
Window Unit| Westinghouse WAHO086P12 N/A 1 Guard Station
Split System Carrier 40HQO060310 N/A 1 Rooftop 1
Split System Ruud N/A N/A 1 Rooftop 1
Split System Carrier 5055-18301 N/A 1 Rooftop 1
Split System Eubank P924CF N/A 1 Rooftop 1
Split System Trane BTA048D300A1 N/A 1 Rooftop 1
Split System York N/A N/A 1 Rooftop 1
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Building Equipment List for
PW&E Northeast Quadrant
718 & 802 E. Burress/Southeast Quadrant Complex
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment Equipment
Split System
Comfort Maker N/A N/A 1 Rooftop 1
Split System
Comfort Maker N/A N/A 1 Rooftop 1
Split System Intertherm 53BA-036C 1 Rooftop 1
Split System York N/A N/A 1 Rooftop 1
Split System Trane BTD724A100B N/A 1 Rooftop 1
Split System Singer N/A N/A 1 Rooftop 1
Split System | Weather King 3211-1-40A N/A 1 Rooftop 1
Water
Fountain Sunroc SW8 RR656325 1 Unknown
Refrigerator | General Electric TBF165GC 388938 1 Unknown
Water
Fountain Halsey Taylor WMBA-1 016136459E3 | 1 Unknown
Hot Water
Heater Sand Hog PV3010RT8FO M92697962 1 Unknown
Hot Water
Heater N/A N/A N/A 1 Unknown
Hot Water
Heater N/A N/A N/A 1 Unknown
Hot Water
Heater Slate PRV30NORT6F JP2610720 1 Unknown
Hot Water
Heater Sand Hog CV101M51KO L85775330 1 Unknown

*NOTE* #1 in Notes Column indicate — Equipment is scheduled to be replaced in the upcoming
CIP project with a child water loop system and BAS system currently being compiled. Work is
projected to beginin FY06.
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Building Equipment List for FO58-Remodeled in 2004
10413 Fulton
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Wall A/C & WA-121A05XXY |158n031868357- 1 Radio Room Good 2004
Heater unit Bard 01
Wall A/C & WA-121A05XXY |158n03189-360-| 1 Radio Room Good 2004
Heater unit Bard 01
A/C GNEIET| Carrier  |4TMDO00B-50BA|  4603G2488 | 1 Roof Good | 2004
AJC&heater | oy | 48TMDOO0G-A- 1 1403650370 | 1 Roof Good | 2004
unit 501BA
Refrigerator GE GTSl\E/BVI—\IE MFR- MF822999 1 Kitchen Good 2004
Refrigerator GE GTSl\?\n\?MFR' N/A 1 Kitchen Good 2004
Refrigerator GE GTSl\?\n\?MFR' N/A 1 Kitchen Good 2004
. GTS18HBM- :
Refrigerator GE FRWW MF820956 1 Kitchen Good 2004
Range DCS N/A N/A 1 Kitchen Good 2004
Gas heater 50-Gal STATE PR650NBRT H03308034 1 Mech. room Good 2004
Ice Machine Manitowoc QYO0324A 000563153 1 Apparatus floor | Good 2004
Heater Lennox LF24-150A-3 | 6398E04151 | 1 Apparatus floor | Good 2004
Exhaust fan Broam L-100 N/A 1 Capt.’s bath Good 2004
Exhaust fan Broam L-100 N/A 1 Locker room Good 2004
Exhaust fan Broam L-100 N/A 1 Laundry room Good 2004
Exhaust Broam L-100 N/A 1 Main bath Good | 2004
fan ceiling
Wall ?00312: Waer| ey E2FSTLB-1A | 030613286 | 1 | Apparatus floor | Good | 2004
Vent hood Thermador Ph14805 20040019-1 1 Kitchen Good 2004
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Building Equipment List for FO58
10413 Fulton
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
GENERATOR ONAN 5.0CCK |H790439809| 1 Good 2004
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Building Equipment List for
MOODY
9525 IRVINGTON BLVD, 77076
Type of | Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
10 BHP
420-LOR-B8319 176925 CERT
BLR 420-LOR-B ABP 1 MOO EXP 03/03/07
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 1 MOO
FIRE
ALARM
PANEL MOO
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Building Equipment List for Independence Heights HPD
803 Crosstimbers Rd.

Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Airhandler Trane TWO06D150A1 | K06879841 | 1 | Conference Room Fair 1989

Drinking :

Fountain Halsey Taylor HAC-BFS-Q 950330972 1 Hallway Fair 1989

Drinking :

Fountain Halsey Taylor HAC-BFS-Q 950330972 1 Hallway Fair 1989

Water Heater Bradford 6-gall N/A 1 Kitchen Fair 1989
Condenser A/C : .
Unit Trane TTR060100A2 J3276895 1 Outside Fair 1989
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Complete
Building Equipment List for FO30-Built in 1976
6702 Irvington
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Furnace Lennox 681-220V  |5876A00087 | 1 Mech. Room Fair 1977
Furnace Lennox 681-220V 587500089 1 Mech. room Fair 1977
A/C Condenser Carrier 38aks-008-501 | 1796000223 | 1 Back of station Fair 1996
A/C Condenser Carrier 38A;<081'008' 1497600045 | 1 Back of station Good 1997
Refrigerator Whirlpool 1 Kitchen Poor 1976
Refrigerator Amana TR206-L CC34201359' 1 Kitchen Poor 1976
Refrigerator Tappan 2 Kitchen Good 1997
Cook top Toastmaster N/A N/A 1 Kitchen Poor 1977
Oven GE K PZ485 BB OA- 526741180 | 1 Kitchen Good 2000
. , 11691 :
Elec. hose dryer Circul-Air DL-6-T 11690 2 Apparatus floor Fair 1977
SBT1002660N-
Gas water heater State ET9ASMEE F90236077 | 1 Mech. room Good 1990
Heater Modine PA225A 01010574R | 1 Apparatus floor Poor 1977
Heater Modine PA225A 01011074R | 1 Apparatus floor Poor 1977
Elec. heater Bryant 5311 N/A 1 Watch office Good 1977
Elec. heater Brynat 5311 N/A 1 Capt.’s bath Good 1977
Exhaust fan Jenna-Air N/A N/A 1 Watch office Good 1977
Exhaust fan Jenna-Air N/A N/A 1 Capt.’s room Good 1977
Exhaust fan Jenna-Air N/A N/A 1 Mop room Good 1977
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Building Equipment List for FO30-Built in 1976
6702 Irvington
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of

Equipment equipment

Exhaust fan Dayton N/A N/A Main bath Good 1977

Exhaust fan Dayton N/A N/A Apparatus floor Good 1977

Vent hood Thermador N/A N/A Kitchen Poor 1977

Wate;f()ou%'fr walll | jalsey Taylor  |WM14AO-11 | 680339954 Apparatus floor | Good 1999

Wate;f()ou%'fr walll |\ paisey Taylor | WM14A | 1025145 Apparatus floor | Poor 1977

Ice Machine Scotsman CMEfXGAS' 533857-05R Apparatus floor Fair 1977

Generator ONAN 30EK A760994793 1977
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Complete
Building Equipment List for FO15
5306 N. Main & Dunbar
Model No. Serial No. Qty. _ Notes Age of
Location equipment
CT227NS 97070172 1 Kitchen Good 2000
H 636 0-15323 1 Kitchen Good 2000
N/A V549222 1 Kitchen Good 2000
TBX185ABK- .
RWW VT549299 1 Kitchen Good 2000
N/A N/A 1 Kitchen Good 2000
100Gal N/A 1 Mech. room Good 2000
TUE10-A948K2 | N32325MIG 1 Mech. room Good 2000
TUE100-
Furnace Trane AQ4BK 2 N323FM1G 1 Mech. room Good 2000
TUE100-
Furnace Trane AQIBK? N3235B22G 1 Mech. room Good 2000
TUE100-
Furnace Trane AQIBK? N3155W02G 1 Mech. room Good 2000
Furnace Trane TUEéLIggAQ- N3232ER1G 1 Mech. room Good 2000
Furnace Trane TU4%E’2049' N3232E8IG | 1 Outside Good | 2000
TTA090- .
Condenser Trane A300CC N293K80AH | 1 Outside Good 2000
TTAQ090- .
Condenser Trane A300CC N293L3GAH 1 Outside Good 2000
TTAQ090- .
Condenser Trane A300CC N291T47AH 1 Outside Good 2000
TTAQ090- .
Condenser Trane A300CC N29ZMHMAH | 1 Outside Good 2000
Hose Dryer Circul -Air D 612 11000998 1 Apparatus floor Good 2000
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Complete
Building Equipment List for FO15
5306 N. Main & Dunbar
Type of Manufacturer | Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Drinking Fountain ELKAY MB20 980127688 2 Apparatus floor Good 2000
Vent hood N/A N/A N/A 1 Kitchen Good 2000
Ice machine Manitowoc QY0204A | 980964529 1 Apparatus floor Good 2000
Gas heaters Reznor Fo5-E-8 |AXCGEOMLINGY | Maintenance room | g, 2000
020X Gear room

Exhaust fan N/A N/A N/A p | Apparatusfloor | qo0q | 5000
Heaters Reznor 2 Apparatus floor Good 2000
Exhaust fan N/A N/A N/A 3 Restrooms Good 2000
Generator Onan 65KW C980713321 1 2000
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Building Equipment List for
HEIGHTS LIBRARY
1302 HEIGHTS BLVD, 77008
Type of Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment
AHU 398A060027 712800909 1 HEI
AHU 39BA1001VD26 712702764 1 HEI
BURGLAR

ALARM
PANEL RADIONICS D7212B1 1 HEI

FIRE
ALARM
PANEL 1 HEI

193417
RENEWAL
2/5/04
#8482ABP
BLR 8482 APB 1 HEI DUE 12/31
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Building Equipment List for
Old Fire Station #15
402 Tabor

Type of Manufacturer Model No. Serial No. Qty. Location |Notes |Age of

Equipment equipment
Range Maytag Maytag 31000PAW 3537364824 1 KITCHEN|GOOD (2000

Fridge Roper RT18DKXJWOX |EK311752 1 KITCHEN|GOOD (2000

Window unit Comfortaire RE243K0 QL1800241 1 OFFICE |GOOD |2001
Window unit Comfortaire RE243K0 QL1800241 1 UPSTAIRS|GOOD {2001
Window unit Comfortaire RE243K0 QL1800241 1 UPSTAIRS|GOOD {2001
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Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes| Age of
Equipment equipment
A/C & Heater Trane YCH103C- |M43101212D West side of station| Good 1998
Unit 3LOAA 1
Refrigerator Magic Chef  |CT81925QRW|11723949W6| 1 Kitchen Good 1998
Refrigerator Westinghouse N/A N/A 3 Kitchen Good 1998
Generators Onan 20GGDM  [L980843319| 1
Oven Viking VGD027055 |9701283439 | 1 Kitchen Good 1998
Cooktop Thermador N/A N/A 1 Kitchen Good 1998
H e‘étr:'/‘;hose Circul-Air D 633 1067-0697 | 1 | Apparatusfloor | Good| 1998
Gas water heater|  State-50 gal SBIII- 2%65' 697433851 | 1 Mech. room Good 1998
Heater Lennox LF24-125A-2 |6397F04066 | 1 Apparatus floor Good 1998
Wall mount :
fountain Halsey Taylor | WK14A30 | 970557353 | 1 Hall by kitchen | Good 1998
Exhaust fan Broam 360A N/A 1 Main bath Good 1998
Exhaust fan Broam 360A N/A 1 Captain bath Good 1998
Vent hood Thermador N/A N/A 1 Kitchen Good 1998
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Building Equipment List for FO34
3100 Laura Koppe
Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Furnace York P3USB30NI9031B| EWMOS5081 1 Mech. room Poor 1989
Furnace York P3USB30NI9031B| EWMOS5089 1 Mech. room Poor 1989
A/C Condenser H2CA090258 | NKUM432ga | 1 | Westsideof | | 1qgg
York station
A/C Condenser Ruud UAWC-075CAS | 4860G23926355 | 1 Wii;tf:)drf of | Good | 1998
Refrigerator GE TBX18ALO0G SA541489 1 Kitchen Fair 1989
Oven Magic Chef 3522XUB 17155336AP 1 Kitchen Good 2001
14562 :
Cook top Wells H636 14578 2 Kitchen Good 1989
. , D6120354 :
Elec. Hose dryer Circul-Air D612 D612036 2 | Apparatus floor | Fair 1989
Water Heater Maytag HX75NQRS E01327699 1 | Mech.room | Good 2001
Heater Reznor F250 AMJAM3 1 | Apparatus floor | Fair 1989
Heater Reznor F250 N/A 1 | Apparatus floor | Fair 1989
ALG316-
Heater Reznor XL45-3 8N41074 1 | Locker room | Good 1989
Heater Reznor XL30-5 AM131G8N52178 | 1 Storage room | Good 1989
Elec. heater Reznor XL30-5 AM13168N52179 | 1 Elec. room Good 1989
Water cooler wall :
Halsey Taylor N/A N/A 2 Lounge Fair 1989
mount
Bath Exhaust Gear room, Main
fan N/A N/A N/A 2 bath Good 1989
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Building Equipment List for FO34
3100 Laura Koppe
Type of Manufacturer Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Exhaust fan N/A N/A N/A 2 HP Good 1989
Exhaust fan N/A N/A N/A 1 | Capt’sbath | Good | 1989
ceiling mount
Vent hood Custom made 1 Kitchen Good 1989
Ice Maker Manitowoc QY0324A 990860739 1 Good 1989
Generator Onan 45 GENSET D890224468 1 Good 1989

Page 165 of 392


http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade
Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for
Facilities Annex
3018 Berry Rd.
Type of Manufacturer Model No. Serial No. Qty. Location |Notes |Age of
Equipment equipment
. ATTIC in
Air Handler Goettl/York |HDA100NH5R 971007065 1 HOUSE
Condenser York H2CA060366A MNTM417405 1 OUTSIDE
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Equipment List for
Facilities Administration 3026 Berry Road
Equipment Equip Location Serial # | Model Weight | Rating | Size/Cag Manufacture Age Condition
Name #
CONDENSING | FBM BEHIND CARP. | 53B951 | 53BA0 INTERTHER 1997 Good
UNIT CuU OFFICE 201925 | 60C M
FBM CARPENTRY 88010 SGH130 CONSOLIDA | 1990 Good
AHU AHU SHOP 4216 NS5RS TE
FURNACE
CONDENSING | FBM PARKING LOT | 3398G4 | UAWB- RUDD 1990 Below
UNIT Cu 287- 100-CAS Average
2248
AHU FBM OVERHEAD FPBB 98504398 DUCANE 1998 Excellent
FURNACE CU PAINT SHOP 125A5 37
FBM OVERHEAD 8801042 | SGH130 CONSOLIDA | 1990 Excellent
AHU Cu STORE 17 NS 5RS TE
FURNACE
CONDENSING | FBM OFFICE 980343 | CK 49- JANITROL 1996 Good
UNT CU 528 3B GOODMAN
AHU FBM ATTIC 337276 HGA CONSOLIDA | 1988 Good
FURNACE AHU EO03 120D12A TE
WATER FBM STAIR ATTIC TT2940 | SF8 SUNROC 1996 Good
FOUNTAIN WF 3
237F24W INDEECO
OVERHEAD UNIT CARPENTRY 03060 T3C 2000 Excellent
SHOP #1 SHOP
HEATER #1
INDEECO
OVERHEAD UNIT CARPENTRY 237F24W | T3C 2000 Excellent
SHOP #2 SHOP 03060
HEATER #2
237F24W INDEECO
OVERHEAD UNIT CARPENTRY 03060 T3C 2000 Excellent
SHOP #3 SHOP
HEATER #3
237F24W INDEECO
OVERHEAD UNIT PAINT SHOP 03060 T3C 2000 Excellent
SHOP #4
HEATER #4
WATER CARPENTERS HACA HALSEY
FOUNTAIN UNIT SHOP FSO TAYLOR 2000 Excellent
#1
PAINTERS HACA HALSEY
WATER UNIT SHOP FSO TAYLOR 2000 Excellent
FOUNTAIN #2
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Equipment List for
Equi pment Name Equip # Location Serid # Model Weight Rating Size/ Manufacturer Age Condition
Cap.
CHILLER NSHC MECH RM | 3991J03152 | 30HS070- CARRIER 1996 Good
MFC D600
CONDENSER NSHC M ROOFTOP CARRIER 1996 Good
ACCU
CHILLER NSHC MECH. 55C ALRO85C MC QUAY 1996 Good
MFC RM 8189701
AIRHANDLER NSHC 35C01619- LML 114EH MCQUAY 1996 Excellent
MAHU 00
#2
BLOWER MOTOR NSHCM | AHU #2 75HP CAT #E300 3PH 1755 RPM FR CENTURY
MOTOR 230/460 5213T
BELTS (2) NSHCM | AHU #2 A-62
BELT
FILTER NSHC AHU #2
MFIL
AIRHANDLER NSHC M 35C01859- LML 111EH MCQUAY 1996 Excellent
AHU #3 00
BLOWER MOTOR NSHCM | AHU#3 75HP 6-355802-01 3PH 1755 RPM FR CENTURY
MOTOR 230/460 S213T
BELTS(2) NSHCM | AHU#3 AT9
BELT
FILTER NSHCM | AHU #3
FIL
AIRHANDLER NSHC M 35C01618- LML 114 EH MCQUAY 1996 Excellent
AHU #1 00
BLOWER MOTOR NSHCM | AHU#1 75HP 6-355802-01 3PH 1755 RPM FR CENTURY
MOTOR 230/460 S213T
BELTS(2) NSHCM | AHU#1 A-56
BELT
FILTERS NSHC AHU #1
MFIL
OUTSIDE AIR NSHC M MCQUAY
AHU #1
OUTSIDE AIR NSHC M RM 130 35C01862- LSL104CV MCQUAY
AHU #2 06
CONDENSING NSHC M FE2508E2FI | 49118 IMPDIA 209 TACO-001 1996 Excellent
WATER PUMP PUMP#1 F2LOA 84 GPM
CONDENSING NSHC M NSHC M F1194 EM3311T 3PH 1760 FR BALDOR
MOTOR MOTOR PUMP#1 75HP 230/460 213T
CONDENSING NSHC M NSHC M FE 49118 IMPDIA 209 TACO-001 1996 Excellent
WATER PUMP PUMP#2 | PUMP#2 2508E2FIF2 84 GPM
LOA
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NORTHSIDE HEALTHCENTER 8523 ARKANSAS

Equipment Name | Equip # | Location | Serial # | Model Weight | Rating Size/ Manufacturer | Age | Condition
Cap.
CONDENSING NSHCM | NSHCM F1194 EM3311T 3PH 1760 FR213T BALDOR
MOTOR MOTOR | PUMP#2 | 7.5HP 230/460
BOILER NSHC M 77095 F650-W-GI 950158 | 1PH 120V BRYAN 1996 | Excellent
GFB
HOT WATERPUMP | NSHCM FE1508E2D1E2 | IMPDIA 71 GPM TACO 003 1996 | Excellent
PUMP#1 LOA 8.0 60 HEAD
|_—|'
HOT WATER NSHC M NSHC 36G548X EM3211T 3HP 1760 FR 182T BALDOR
MOTOR MOTOR MPUMP 56651 RPM SUPER
#1
HOT WATERPUMP | NSHCM FE1508E201E2 | IMPDIA 71 GPM TACO 003 1996 | Excellent
PUMP#2 LOA 8.0 60 HEAD
|_—|'
HOT WATER NSHC M NSHC M 36 EM 3211 T 3HP 1760 FR182T BALDOR
MOTOR MOTOR PUMP #2 G548X56 RPM SUPER
6S1
AIRHANDLER NSHC RM 130 2-8107-02 | MLT-81 MzZD2 THERMAL 1996 Good
AHU #7
AIRHANDLER NSHC RM 132 971466- LML 222C1 MCQUAY 1996 Excellent
AHU #8 050
HOT WATER NSHC RM 134 MH96- BT80 230 75 GAL A.O. SMITH 1996 Good
HEATER 0572 472-
230
BOILER NSHC OUTSIDE 74-27675 WGB-750 AJAX 1957 Good
MECH RM
H.W.P. NSHC OUTSIDE P63CIA2 F105 U.S 1957 Good

MECHRM | 978

AIRHANDLER NSHC RM 114 35C01620 | LSL 103CV MCQUAY 1957 | Good
-06
WATER FOUNTAIN MENS & NWCAS8 EXCELL SUNROC 1996 | Excellent
#1 WOMENS STAINLESS ENT
RESTROO
M
LOBBY
WATER FOUNTAIN NEAR SUNROC 1996 | Excellent
#2 ROOM 230 NSW8T EXCELL
ENT
NEAR
WATER FOUNTAIN ROOM 230 EXCELL SUNROC 1996 | Excellent
#3 ENT
WATER FOUNTAIN wIC EBFSA81B EXCELL ELKAY 1996 | Excellent
AREA ENT
WATER FOUNTAIN CHEST EBFSA81B EXCELL ELKAY 1996 | Excellent
CLINIC ENT
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Building Equipment List for

DIXON

8002 HIRSCH ROAD, 77016

Type of
Equipment

Manufacturer

Model No.

Serial No.

Qty.

Location

Notes

Age of
Equipment

BURGLAR
ALARM
PANEL

RADIONICS

D7212B1

DIX

FIRE ALARM
PANEL

DIX
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Building Equipment List for FO39-Remodeled in 1997
5810 Pickfair
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Cook top Thermador FSP11 9611150660 1 Kitchen Fair 1997
Oven Viking VGDO0270SS 9610236915 1 Kitchen Good 1997
Hose Dryer Circul-Air D633 10380197 1 Apparatus floor | Good 1997
Refrigerator Tappan MRT18NREWI | BA70312468 | 2 Kitchen Good 1997
Refrigerator Tappan MRT18NREWI | BA70312468 | 2 Kitchen Good 1997
Water heater Maytag 50-Gal N/A 1
A/C UNIT Janitrol PG0902004B-REV | 91156535 1 Outside Fair 1997
Drink fountain Halsey Taylor WW14A3Q 960830344 1 Kitchen God 1997
Exhaust fans #1 Lennox LF24150A 6396J00352 | 1 Apparatusfloor | Good 1997
Exhaust fans #2 Lennox N/A N/A 1 | Apparatusfloor | Good 1997
Ice Machine Manitowoc QY 0324A 960862302 | 1 |Apparatusfloor | Good 1997
Generator ONAN 5.0CCK 0474753180 1
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Equipment List for
KASHMERE Multi-Service Center 4802 LOCKWOOD

Equi pment Equip # Location Serid # Model Weight Rating Size/Cap. | Manufacture | Age | Condition
Name
Rooftop Unit | KMSCMRTV | ADMIN Y2 94975 50ME024 2 COMP CARRIER 1984 | Below Average
#1 AREA 620CC
Rooftop Unit | KMSC COMM. 0483G61942 50C0008600 | 1 COMP CARRIER 1984 | Below Average
MRTV #2 RM.
Rooftop Unit | KMSC W..C 0394336 50MEO02 2 COMP CARRIER 1984 | Below Average
MRTV #3 AREAS 4620 PA
Rooftop Unit | KMSC DAY 0394632 50DPO1 1 COMP CARRIER 1984 | Below Average
MRTV #4 CARE 6600 PC
AREAS
Rooftop Unit | KMSC SENIORS 0983G 63129 | 50CD 1 COMP CARRIER 1984 | Below Average
MRTV #5 L LEVEL 008600
Rooftop Unit | KMSC SENIORS 0394633 50DPO 1 COMP CARRIER 1984 | Below Average
MRTV #6 ULEVEL 16600PC
Hot Water Mech Rm AK82-19770- | BT 197824 1.00 A.O.SMITH | 1984 | Below Average
Heater 824 GAL
Water Near BFC-7F Below Halsey 1984 | Below Average
Fountain # 1 Restrooms Average Taylor
Front
L obby
Water Near BL3013 Good Halsey 1984 | Good
Fountain # 2 Restrooms Taylor
Front
Lobby
Water Near Good Halsey 1984 | Good
Fountain# 3 Restrooms Taylor
Front
L obby
Water Next to BFC-7F Good Halsey 1984 | Good
Fountain# 4 WIC area Taylor
Water Next to BL3013 Below Halsey 1984 | Below Average
Fountain #5 WIC area Average Taylor
Waer Next to Wic WM14A4 Good Halsey 1984 | Good
Fountain # 6 area Taylor
Water Daycare BFC-7F Good Halsey 1984 | Good
Fountain# 7 Taylor
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Building Equipment List for
KASHMERE GARDENS
5411 PARDEE STREET, 77026
Type of | Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment
AHU CP227 CP227 KAS
AHU CP723 887202 KAS
CH 30BG040510 V489430 KAS
BURGLAR
ALARM INACTIVE,DI
PANEL | RADIONICS D7212B1 KAS SPOSAL UNK
FIRE
ALARM
PANEL KAS
DUCT
HEATERS KAS
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Equipment List for
BARC - KENNEL 2700 Evella

Equipment Equip# | Location Serial # M odel Weight | Rating | Size/Cap| Manufacture | Age Condition
Name

N. MECH K89G CAN NOT
AHU #4 UNIT#4 | RM 21271 READ TRANE 1990 Good
AHU UNIT #1 742132 FKS185 TRANE 1990 Excellent

S MECH K89G 110100
AHU UNIT #3 | RM. 21270 AOO0O0SEO TRANE 1990 Excellent

8
JgaD CGACD12
CHILLER UNIT #1 | OUTSIDE | 71000 1 RAN
LL603HW TRANE 1990 Good

BOILER UNIT #1 | OUTSIDE RAYPAK 1990 Good
WATER NEAR POOR HALSEY 1990 Poor
FOUNTAIN #1 QUARINT TAYLOR

INE
WATER NEAR B BELO HALSEY 1990 Poor
FOUNTAIN #2 WARD W TAYLOR

FRONT AVER

HALLWA AGE

Y
WATER FRONT HALSEY 1990 Poor
FOUNTAIN #3 LOBBY GOOD TAYLOR
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Equipment List for
BARC ADMINISTRATION 2700 Evella

Equipment Name Equip # Location Seria # Model Weight Rating | Size/Cap.| Manu- | Age Condition
facture
CHILLER UNIT #1 ROOFTOP E192 30GA02560 CARRI | 2004 Excellent
288 0 ER
ROOFTOP Excellent
AHU UNIT #1 CARRI | 2004
ER
OUTSIDE
BOILER UNIT #1 MECH RM. 722 WGB-400 AJAX 1972 Bdow
5945 Average
HOT WATER OUTSIDE
HEATER MECH RM 19422 RRV30 STAT 1972 Bdow
1329 NORTO E Average
WATER NEAR GOOD HALS | 1981 Good
FOUNTAIN #1 RESTROOMS EY
TAYL
OR
KENNEL | 2700
BARC NEW Evella
781897 OUTSIDE 0904F19018 | 30GTN 090- CARRI | 2005 Excellent
CHILLER YARD EE6-HL ER
218050 OUTSIDE 0402218050 | H91262 RAY 2005 Excellent
BOILER YARD PAK
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Building Equipment List for FO43-Remodeled in 1998
7330 N. Wayside
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
A/C & heater Trane YCH103C- | 1 Roof Good 1998
3LOAA
Refrigerator Gibson MRT186GRGWD [BA809-5576 | 4 Kitchen Good 1998
Oven Viking VGO00270BK 9610284107 | 1 Kitchen Good 1998
Cook top Thermador N/A N/A 1 Kitchen Good 1998
E'Sfygrose Circul-Air D633 10850398 | 1 | Apparatusfloor | Good | 1998
RUNGO029-

Gas water heater Ruud 9D01370 P50-6-A 1 Mech. room Good 1998
Exg‘e?ﬁf];fa” Groam N/A N/A 1 Main BATH | Good | 1998
Exg‘eﬁﬁf];fa” Groam 676-L1676F-6 N/A 1 Capt.’s bath Good 1998
Vent hood Thermador PH14535 1 kitchen Good 1998
Water cooler Elkay FO700-3-1E | 041020882 | 1 | Apparatus floor | Good 1998
Free standing
Ice Machine Manitowoc QYO0324A 97116305 1 Apparatus floor | Good 1998
Generator ONAN 20GGDB L 990847740 1 1998
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Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Cooktop Wells H636 0-18945 1 Kitchen Fair 1980
Refrigerator Magic Chef N/A N/A 2 Kitchen Good 1998
Refrigerator GE TBX18AGB N/A 1 Kitchen Poor 1998
Refrigerator GE N/A N/A 1 Kitchen Poor 1998
Waterheater State 100 gal NA |1 | M Goog | 1908
oom
Furnace/AHU Carrier 58GS1003 L9C55789 1 | Mechanical Room | Good 1980
Furnace/AHU Carrier 58GS1003 L9C55627 1 | Mechanical Room | Good 1980
Furnace/AHU Carrier 58GS1003 L9C55737 1 | Mechanical Room | Good 1980
Hose Dryer D612 N/A N/A 1 | Apparatus Floor | Good 1980
Hose Dryer D612 N/A N/A 1 | Apparatus Floor | Good 1980
Condenser Carrier 4799G00042 N/A 1 OUTSIDE Fair 1999
Condenser Carrier 38cc048510 K970964 | 1 Outside Fair 1980
Drinking N/A N/A N/A | 2 Kitchen Good
Fountain 1-Broken
Heater N/A N/A N/A 1 Apparatus Floor Fair 1980
Generator Onan 45EM G790433690| 1 1980
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Building Equipment List for

LAKEWOOQOD
8815 FELAND STREET, 77028
Type of | Manufacturer Model No. Serial No. Qty. [ Location Notes Age of
Equipment Equipment
RTU LENNOX | LGC180H2B52Y | 5604K04253 1 LAK
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 1 LAK
FIRE
ALARM
PANEL LAK
5BHP
59243
RENEWAL
2/5/04 #8332
ABP DUE
BLR 8332 ABP 1 LAK 12/31
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Building Equipment List for North East Police Substation
8333 Ley Rd.
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
1
A/C UNIT AAON 18770 98EDGP60 Roof Good 1998
1
A/C UNIT AAON 18771 98EKG N505 Roof Good 1998
1
A/C UNIT AAON 18772 98EKGC96 Roof Good 1998
1
A/C UNIT AAON RK-07-3-FO | 98EKGF135 Roof Good 1998
1
A/C UNIT AAON 18773 98BKGJ603 Roof Good 1998
1
A/C UNIT AAON RK153EO 98EKG 1103 Roof Good 1998
1
A/C UNIT AAON 18787 98EKGE45 Roof Good 1998
AHU York GTO615A  |ELFS257150 | 1 Roof Good | 1998
FURNACE
Exhaust fan Carnes VEBK122L1 27709-005 1 Roof Good 1998
Exhaust fan Carnes VEBK 12L1 277091-004 | 1 Roof Good 1998
Exhaust fan Carnes VEBK 10L1 277091-003 1 Roof Good 1998
Exhaust fan Carnes VEBK12L1 277091005 1 Roof Good 1998
Exhaust fan Carnes VEBKO6F3 277091-012 1 Roof Good 1998
Exhaust fan Carnes VEBK 21L1 277091-008 | 1 Roof Good 1998
Exhaust fan Carnes VEBKO6F3A 277091-011 1 Roof Good 1998
Exhaust fan Carnes VEBKI10LAINA20 | 277091-001 1 Roof Good 1998
Exhaust fan Carnes VEBK20L2AIN- | 579091 002 | 1 Roof Good | 1998
A205P
Exhaust fan Niederman N-24 522511021 1 Roof Good 1998
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Building Equipment List for North East Police Substation
8333 Ley Rd
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment

Exhaust fan Niederman N1-24 522511022 | 1 Roof Good 1998
Exhaust fan Cames | VEIS3P | a77001-009] 1 Roof Good | 1998
Exhaust fan Carnes VPEIﬁITIEIO- 277091-010 1 Roof Good 1998
Exhaust fan Carnes VEBK30P2 | 277091-010| 1 Roof Good 1998
Exhaust fan Carnes  |VEBKS30P2IN| 277091-010f 1 Roof Good 1998
Exhaust fan Carnes VEBK18PI |277091-007| 1 Roof Good 1998
Smoke EXNAUS | carnes VRBK2IKI | 277001-013| 1 Jail roof Good | 1998
Smoke ExNalst | cames | VRBK2LKI (277001013 aenicle | Good | 1998
Smoke ExhaUst | cames | LGBA2056 | 277002 aenicle | Good | 1998
SMOKe EXRAUSE | Gares LGA2052 | 277092 cte | Good | 1998
Smoke EXRAUSL | canes | LG73A24P2 | 277002 aenicle | Good | 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
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Building Equipment List for North East Police Substation
8333 Ley Rd.
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of

Equipment equipment
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998
Fan powered box Titus DTFC Ceiling Good 1998

Variable Air . 0

volume box Titus Ceiling Good 1998

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box

Variable Air Titus Ceiling Good | 1998

volume box
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Building Equipment List for North East Police Substation
8333 Ley Rd.

Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Variable Air Titus Ceiling Good | 1998
volume box
Variable Air . -
volume box Titus Ceiling Good 1998
Variable Air Titus Ceiling Good | 1998
volume box
Variable Air Titus Ceiling Good | 1998
volume box

Hot water boiler Lochinvar RWN225PM |  A984469 Room137 Good 1998
Hot water tank | Lochinvar RNAO0504 | K973190 Room137 Good 1998
Water softener Alamo Room137 Good 1998
Generator Kohler 350 kw East side of bldg Good 1998
Condenser-split | oo | 38AE-16-500 | 2694F03188 Good 1998
system
Condenser-split | - iy 38AK-5012- 15997G00051 Good | 1998
system 501
Condenser-split : 38AK-5008-
system Carrier 501 1697G00031 Good 1998
L568751- 06150L-
Generator Onan 75 6005A 16TT Good 1998
Water heater | AO.SMITH |BT365A-670 | 07088 Good | 1998
" 3F0002
, PHO715IN09-
Hot water boiler Teledyne KIACXX C99B00511 Good 1998
, 40R-008-
AHU Furnace Carrier B60OHC 3897F96468 Good 1998
AHU Furnace Carrier ORME2S" | 3793F04713 Good | 1998
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Equipment List for
Northeast - WIC 9421 Mesa Road

Equipment Equip # | Location Serial # Model Weight Rating | Size/Cag Manufacture | Age Condition
Name
NFYM
RTU UNIT ROOFTOP 035941 D2CE YORK Excellent
#1 076A25C
NGHMO09
RTU UNIT ROOFTOP 6119 DYCE YORK Good
#2 120A 25A
WATER BACK HAC-AFS GOOD HALSEY 1990 Good
FOUNTAIN #1 HALLWAY TAYLOR
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Type of Manufacturer | Model No. Serial No. Qty. | Location | Notes| Age of
Equipment equipment
A/C heating unit Ruud RKKA-  [IR6219A0AAF08-| 1 | Dorm Unit | Good 2004
A085CL-13E 0210281
A/C heating unit Ruud RKKA- IR6219A0AA- Chief’s
AOS5CLI3E | F030213305 | ' |room, Dorm| 00| 2004
Refrigerator GE TBX18DFCRI| VR-509385 1 Kitchen Poor 1993
Refrigerator GE TBX18DFCRI| VR-509294 1 Kitchen Poor 1993
. GTS181- .
Refrigerator GE BMBRWW FD502754 1 Kitchen | Good 2002
: GTS181- ,
Refrigerator GE BMBRWW FD502808 1 Kitchen Good 2002
13569 .
Cook top Wells H636 13572 2 Kitchen Good 1985
Oven Magic Chef 9522XUB 17801154AG 1 Kitchen Good 2000
A D6120099 Apparatus
Elec. hosedryer |  Circul-Air D612 D6120100 2 floor Good 1985
PR650N-

Gas water heater State RRT5W A01130216 1 | Elec. room | Good 2000
Heater Hastings GF200X 280736 1 Aﬂfgg?tus Good | 1985
Heater Hastings GF200X 280732 1 Aﬂfgg?tus Good | 1985

Exhaust fan Broam 360-A N/A p | Watehoffice, cooq | 1085
ceiling bath
Water cooler Sunroc RPRIO-3 K159641 | 1 | APPAMWS | go0q | 1996
wall floor
Exhaust fan Dayton N/A N/A 1 Roof Good 1985
Exhaust fan Broam 360-A N/A 1| C®LS ) Good | 1985
ceiling bath
Exhaust fan Dayton N/A N/A 2 |ROOL MM | Good | 1985

Page 184 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade
Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for FO45
4910 McCarty
Type of Manufacturer | Model No. Serial No. Qty. [Location| Notes Age of
Equipment equipment
Vent hood N/A N/A N/A 1 Kggg?”' Good 1985
Ice Machine Manitowoc | GOC402A 5911263915 1
Generator Onan 45.0EM-3R D840705916 1
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Building Equipment List for FO78
15100 M emorial Dr.
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Ice Machine Scotsman CM250AE |885705-036 | 1
1987
Generator Onan 45 GENSET | J850782056 | 1 1987
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Building Equipment List for
KENDALL
14330 MEMORIAL DRIVE, 77079
Type of | Manufacturer | Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
AHU RCV40062121 RCV40062121 1 KEN
AHU PVC2000624 PCV2000524 1 KEN
18 BHP
155270
LICENSE
RENEWAL
2/5/04 DUE
BLR WG-750D 84-36741 8321ABP| 1 KEN 12/31
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 1 KEN
FIRE
ALARM
PANEL N/A N/A N/A KEN N/A
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Building Equipment List for FO57-Remodeled in 1999

13602 M emorial Dr.

Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Heater Trane YCH103CL N/A 1 Roof Fair 1999
Water heater Stater 50-Gal N/A 1 Mech. room Fair 1999
Refrigerator Gibson MRT186RGWO|BA80905-499 | 4 Lounge Good 1999
Cook top Thermador Professional 1 Kitchen Good 1999
Oven Amana |AOGO2750E 9810275354 | 1 Kitchen Good 1999
Hose dryer Circul-Air D633 10860398 1 Apparatus floor Good 1999
Vent hood Thermador 2 Kitchen Good 1999
Cook top N/A PH14805 98120005 1 Kitchen Good 1999
Heater Lemox  |LF24-150A-3 |6098L00913 | 1 W‘f atf'odne oF | Good | 1999
Heater Lennox LF24-150A-3 | 6098L00912 1 | Eastside of station | Good 1999
Exhaust fan N/A N/A N/A 1 Apparatus floor Good 1999
Watch office,
Exhaust fan | Greenheck N/A N/A 3 |Capt.’sbath, Main| Good 1999
bath
Ice Machine Manitowoc QY0324A 971160306 1 Generator room 1999
D“”k”.‘g Halsey Taylor N/A N/A 1 Apparatus floor Good 1999
Fountain
Generator Onan 20GGDB L980843318 1 1999
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Building Equipment List for Mount Patrol K-9
300 North Post Oak
Type of Manufacturer Model No. Serial No. | Qty. _ Notes Age of
Equipment Location equipment
Package Unit #2 Goodman PGBO60100 |9609833929 | 1 Outside Fair 1990
Package Unit #1 BARD 49\W6 149M958647| 1 Outside Fair 1990
Package Unit 2A Eubanks \W60C520B1F00Al 97DP20001 | 1 Outside Fair 1990
Package Unit 1A Eubanks N/A N/A 1 Outside Fair 1990
Drinking
Fountain Halsey Taylor SJBQIF 981121803 | 1 Hallway Old 1990
Drinking Oasis N/A N/A | 1 Inside Broken | 1990
Fountain
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Building Equipment List for FO02
5880 Woodway & Bering
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Condenser Carrier split 38AKS014-510 1201F70787 1 |South side Fair 2000
system condenser area
Condenser Carrier 38KAS042-501 | 4796G00080 | 1 M'dd'eaf:a”denser Fair 1996
Condenser Goodman CK60-3C 0004408974 | 1 |North Z‘gft smaller|  pair 2000
Furnace York Twin EBYMO17798| 2 |North mech room Fair 1992
P3UCD20N0910A
Twin :
Furnace York PRUCB30N12206A ELAMA407449 | 2 |South mechroom | Fair 1992
Single . :

Furnace York P3UCD20N09101A EBYMO017774 | 1 |South westsingle | Fair 1992
WTR HTR AOSMITH 100 GAL 1 Mech room Poor 1992
GE, frigidaire, .

Refrigerator magic chef, 5 Lounge Falrr/ Poo 1992
hotpoint
Cooktop : Fair/Poo
A-Burners Weélls H-636 014796 1 Kitchen r 1992
Oven-built-in Maytg\gle‘f]"“b'e CWES5800ACB | 17085823UQ | 1 | Kitchen bysink | Good 2000
. : D612 D6120391 Fair/Poo
Hose Dryers Circul Air D612 D6120390 2 | Apparatus floor . 1992
Appr. motor Modine 15081020691 PAE2005 > North west corner Eair 1992
Ppr- Modine 15181020690 N/A South east corner
Drinking . Upstairs hall way :
Fountain Halsey Taylor Built in N/A 2 Kitchen Fair 1992
Watch office,
Ceiling Fans N/A Broan .140HPR 3 Cpt.’s room, Fair 1992
Main bath
Ii)\(bgfn Jenn Wall Mount ¥ Horse 2 East wall area Fair 1992
Ice Machine Manitowoc QY0324A 990864417 1 Kitchen Fair 1999
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Complete
Building Equipment List for
Marston Building
820 Marston
Type of Manufacturer Model No. Serial No. Qt Location |Notes |Age of
Equipment y. equipment
Water Fountain El Kay - - 1 old
Liquid ,
Chiller Carrier 1 Old
Outdoor Carrier 567C0-2R CO |- 1 old
Use
Split System Carrier 38AE-012-500 [2190F17921 Old
Split System Carrier 38AE-012-500 |0990F06362 Old
Water Fountain Halsey Taylor - 1 Good
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Building Equipment List for
CARNEGIE
1050 QUITMAN, 77009
Type of Manufacturer Model No. Serial No. |Qty.| Location Notes Age of
Equipment Equipment
AHU TRANE CC3841AE080 081D19459 1 CAR AHU01 MZ
AHU TRANE CCBB31AE080 | 081D19460 | 1 CAR AHU02 MZ
QUINCY/
CD HANKINSON 1 CAR
CH CARRIER 30GB125650 93F30369 1 CAR
BELL AND
WP GOSSET 1 CAR
BELL AND
WP GOSSET 1 CAR
EMS JCI 1 CAR
BURGULAR
ALARM
PANEL RADIONICS D7212B1 1 CAR
FIRE
ALARM
PANEL CAR

Page 192 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

4
¥ ppr

Click Here & Upgrade
Expanded Features

Unlimited Pages

Complete
Building Equipment List for FO09
702 Hogan & Freeman
Type of Manufacturer Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
Condenser Goodman #1 CE60-1EB 901104281 | 1 Outside Fair 1990
Goodman #2 CE60-1EB 901104280 | 1 Outside Fair 1990
Condenser
Condenser | Weatherking #3 |  10AJA6001 675;‘2'\3810' 1 Outside Good | 2000
Boiler Ajax WG-450 23094-3X 1 |Lower mech. room | Poor 1969
Water heater 40 Ga N/A N/A 1 N/A N/A N/A
Hose Dryer Circul-Air L976923 N/A 1 N/A Fair 1969
Hose Dryer Circul Air L976915 N/A 1 N/A Fair 1969
AHU Furnace Janitrol N/A N/A 1 |Upper mech. Room| Fair 1990
AHU Furnace | Janitrol N/A N/A 1 | Uppermech by | 1900
Room
AHU Furnace Rudd UBHA24J20MLBA |TM23934234 | 1 |Upper mech. Room| Fair 1993
Generator Onan 12.5)C 0470225046 | 1 OUTSIDE Good 1990
Cook top Wdls H-636 015040 1 Kitchen Good 1990
Refrigerator Kenmore 1067697260 E90614048 | 1 Kitchen Fair 1990
Refrigerator GE ‘N/A N/A 1 kitchen Fair 1990
Refrigerator Whirlpool N/A N/A 1 Kitchen Fair 1990
Refrigerator GE TBF17AFD GR625250 Kitchen Fair 1990
Oven WIF JKP27BOD RD619516Q | 1 Kitchen Good 2000
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Building Equipment List for FO09
702 Hogan & Freeman
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Heater #1 Modine HS720  |5HO037 1 Apparatus floor Poor 1969
Heater #2 Modine HS720 N/A 1 Apparatus floor Poor 1969
FD“”k”.‘g EIKAY EWAS83 | 820824273 | 1 Dinning Area Fair 1982
ountain
Exhaust Fan N/A N/A N/A 2 Apparatus floor N/A N/A
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Complete
Building Equipment List for HPD STOREFRONTS,
Wesley House
1410 Lee
Type of

Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
A/C Condenser York H2CE120A 258 NBDMO01336 1 QOutside Good

Furnace York K320120A33B NADS002425 1 Mechanical Room Good
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Building Equipment List for FO06
3402 Washington & Larkin
Type of Manufacturer | Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Furnace Lennox (G81-85-110 | 5876C01742 1 South side of Fair
station 1977
Condenser Goodman CKL60-3 | 0310095011 | 1 O“t;'gr%gg fuel | Good | 2003
Split system Mech room north :
Furnace Lennox HS10513VIY 5177C05303 2 side by lounge Fair 1977
Condenser Ruud RAWD- ~16530£100213608| 1 |Outside - north side | Good | 2001
10CA2969
Water heater State 100-gd N/A Fair 1977
. Not
Refrig N/A N/A N/A 4 Lounge ours N/A
Oven G'Eo'ag’#b'e JKP2780D1BB | MD609849Q | 1 Kitchen Good | 1998
Cooktop —4-) s H 636 0-15490 1 Kitchen Fair 1990
burner
. . DL6T 11028 ;
Hose Dryer Circul Air DL6T 11029 2 Apparatus floor Fair 1977
Modine / Poor 1977
Floor heater Lennox LF250A-4 6398B14441 2 Apparatus floor Good 1998
2 main bath, Eair
Fans Nutone N/A % HP 4 |1 Chief’sroom, 1977
Poor
1 Apparatus floor
Vent Hood Trade wind Thermador N/A Kitchen Fair 1977
45.0EM- . .
Generator Onan 3R/19057 A850744265 1 Outside Fair 1977
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3402 Washington & Larkin
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Cooktop Wells H-636 13789 1 Kitchen Fair 1989
Refrigerator GE N/A N/A 2 Kitchen Fair 1989
Refrigerator GE TBF16AJB AV400719 1 Kitchen Fair 2000
Refrigerator Magic Chef CTB1925 11934735WW | 1 Kitchen Fair 1993
Oven GE JKP27BODIBB | AD6629640 | 1 Kitchen Good 2002
Condenser Trane BT0900300MB | B08196731 1 Outside Fair 1989
Condenser Trane BTA0900300MB | B07196634 1 Outside Fair 1989
Water heater Maytag 50 Gal N/A 1 Mech. Room Good 1999
AHU Furnace #1 Trane GUEBA-14A | 274-56-1-B | 1 Mech. Room Poor 1989
AHU Furnace #2 Trane GUEBA-14A | 274-36-1-B 1 Mech. Room Fair 1989
AHU Furnace #3 Trane GUEBA-14A | 271-36-1-B 1 Mech. Room Fair 1989
AHU Furnace #4 Trane GUEBA-14-A | 274-36-1-B | 1 Mech. Room Fair 1989
Hose Dryer Circul Air D612 D6120256 1 Apparatus floor Fair 1989
Hose Dryer Circul Air D612 D6120254 1 Apparatus floor Fair 1989
Gas heater Trane GC|\£04004BAC' A87B07592 1 Apparatus floor | Good 1989
Exhaust fan N/A N/A N/A 1 Apparatus floor Good 1989
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Complete
Building Equipment List for FO06
3402 Washington & Larkin
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Ice Machine Manitowoc BDO0802A | 920562465 1 Apparatus floor |Good 1989
Drinking sunroc MSF4-002 | 00183379 | 1 Lounge room Good 2000
Fountain
Vent hood N/A N/A N/A 1 Kitchen Good 1989
Generator Onan 45.0EM | A870863086 | 1 Outside Good 1989
Exhaust fan N/A N/A N/A 3 Restroon Good 1989

Y hp motor
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Equipment List for
West End MSC - 170 Heights Blvd.

Equipment Equip | Location Serial # Model Weight | Rating Size Manufacture | Age | Condition
Name # /Cap.
BLDG. 1 76179
AlIR UNIT | MECHRM | 9338 39EB26 CARRIER 1975 | Good
HANDLER #1
BLDG. 1 159SF 38AH -034
CONDENSOR | UNIT | ROOFTOP | 43155 600 AA CARRIER 1995 | Excellent
#1
BLDG. 2
AlIR UNIT | MECHRM | 762 397148 | 39ED10 CARRIER 1975 | Good
HANDLER #2
BLDG 2 4994 38AK9014-
CONDENSOR | UNIT | ROOFTOP | F24876 600 CARRIER 1995 | Excellent
#2
BLDG 3 76189
AlIR UNIT | MECHRM | 7043 39ED10 CARRIER 1975 | Good
HANDLER #3
BLDG 3 4994F 38AKS014-
CONDENSOR | UNIT | ROOFTOP | 24877 600 CARRIER 1995 | Excellent
#3
76209
AlIR UNIT | BLDG 4 7044 39ED21 CARRIER 1975 | Good
HANDLER #4 MECH RM
BLDG 4 159SF43175 | 38AH-034-
CONDENSOR | UNIT | ROOFTOP 600AA CARRIER 1995 | Excellent
#4
SBT
HOT WATER BLDG 3 J9269 100200 STATE Good
HEATER MECH RM | 2079 NET
9ASMEF
WATER BELOW HALSEY 1975 | Below
FOUNTAIN BLDG. #1 AVERAGE TAYLOR Average
#1
CHILDRENS
WATER HALSEY 1975 | Good
FOUNTAIN BLDG. #1 GOOD TAYLOR
#H2
HALSEY 1997 | Excellent
WATER BLDG. #2 WSAF EXCELLENT TAYLOR
FOUNTAIN SQ18
#3
WATER BLDG. #3 BELOW HALSEY 1975 | Below
FOUNTAIN AVERAGE TAYLOR Average
#4
WATER
FOUNTAIN BELOW HALSEY 1975 | Below
#5 AVERAGE TAYLOR Average
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Equipment List for
West End MSC - 170 Heights Blvd.

Equipment | Equip Location Serial # | Model | Weight Rating Size Manuf | Age Condition
Name # /Cap. | acture
WATER
FOUNTAIN GOOD HALSE | 1975 Good
#6 Y

TAYL

OR
WATER BELOW
FOUNTAIN BLDG. #4 AVERAGE HALSE | 1975 Below Average
#7 Y

TAYL

OR
WATER HALSE Good
FOUNTAIN GOOD Y
#8 TAYL

OR
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Equipment List for
West End Health Clinic 190 Heights Blvd.

Equipment Equip # | Location Serial Model Weight | Rating Size/Caj Manufacture Age | Condition
Name #
MECH RM 2198F45 | 30HXA161
CHILLER UNIT #1 | OUTSIDE 929 R600 CARRIER 1998 Excellent
MECH RM
BOILER UNIT #2 | OUTSIDE 54482 WNG 1500 AJAX 1999 Excellent
MECH RM
CWP OUTSIDE 12731 4.4 ABB AURORA 1998 Excellent
MECH RM
HWP OUTSIDE
MECH RM MA97-
HOT WATER UNIT #1 | OUTSIDE 06195 BTC 154964 A.O. SMITH 1999 Excellent
HEATER 32964
HOT WATER MECH RM E8851 SBT 75155
HEATER UNIT #2 | OUTSIDE 5254 NEBF STATE Good
CONDENSING ROOF 2297F46 | 781897 CARRIER 1998 Excellent
UNIT #2 694
AHU #1 ROOF 2098F43 | 781897 CARRIER 1995 Excellent
856
AHU #2 ROOF 2098F43 | MF1897 CARRIER 1995 Excellent
856
5194T
AHU #3 ROOF 62643 MF781897 CARRIER 1995 Excellent
AHU #4 ROOF 5194T MF7818197 CARRIER 1995 Excellent
62645
AHU #5 ROOF MF781897 CARRIER 1995 Excellent
AHU #6 ROOF 39NXH MF781897 CARRIER 1995 Excellent
409
AHU #7 ROOF 39NX MF781897 CARRIER 1995 Excellent
H11
39NX
AHU #8 ROOF HO07 MF781897 CARRIER 1995 Excellent
AHU #9 ROOF CARRIER 1995 Excellent
AHU #10 ROOF CARRIER 1995 Excellent
WATER NEAR MENS & GOOD HALSEY 1975 Good
FOUNTAIN #1 WOMENS TAYLOR
RESTROOM
WATER OUTSIDE POOR HALSEY 1975 Poor
FOUNTAIN #2 CHEST TAYLOR
CLINIC
WATER WESTSIDE HALSEY 1975 Good
FOUNTAIN #3 ENTRANCE GOOD TAYLOR
WATER WEST SIDE BELOW HALSEY 1975 Below
FOUNTAIN #4 ENTRANCE AVERAG TAYLOR Average
E
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Equipment List for

LA NUEVA CASA DE AMIGOS HEALTH CENTER

1809 NORTH MAIN

Equipment Name Equip # Location | Serial # Model Weight | Rating Sizel Manufacturer Age | Condition
Cap.
CHILLER LNCDA 2P RTAA2404X 1COB TRANE 1995 | Excellent
MFC FLOOR KO1A EX
DECK
COMPRESSOR LNCDAM | CIRCUI | UA5SM3 | CHHBO70TN | 88A 460 TRANE
COMP#1 T#1 115 HOND
COMPRESSOR LNCDAM | CIRCUI | UA5M3 | CHHBO70TN | 88A 460 TRANE
COMP#2 T#1 120 HOND
COMPRESSOR LNCDAM | CIRCUlI | UA5M3 | CHHB100TN 460 TRANE
COMP T#2 130 HON119A
CONDENSOR LNCDA M TRANE
ACCU #1
CONDENSOR LNCDAM | CIRCUI | SC3PH 10-186302-0 15HP | 1140 FR CENTURY
MOTOR (10) MOTOR T#1 460V RPM P56Y MAGNETER
CONDENSOR LNCDAM | CIRCUI | SC3PH 10-186302-0 15HP | 1140 FR CENTURY
MOTORS(7) MOTOR T#2 460V RPM P56Y MAGNETER
CHILLED WATER LNCDAM | 10#L59 | 1954635 | 3E 10-375 175 420 BELL & 1995 | Good
PUMP PUMP#1 BFS P.SI GPM GOSSETT
CHILLED WATER LNCDAM | 10#L59 | 1954635 | 3E10-375 175 420 BELL & 1995 | Good
PUMP PUMP#2 BFS P.SI GPM GOSSETT
CIRCULATING LNCDA M ID#Y10 | R349B 15HP 1770 FR 259 U.S. ELECTRIC
PUMP MOTOR MOTOR Y230R0 RPM T
#1 08F
CIRCULATING LNCDA M |D# R349B 15HP 1770 FR 259 USELECTRIC
PUMP MOTOR MOTOR Y10Y23 RPM T
#2 0TO08F
DOMESTIC HOT LNCDA M 0196870 | 500 P300A- PART 300 PVI INDUSTRY 1995 | Good
WATER HWH 37 TP #98204 GAL
-1
WATER LNCDA B- 150 HBR- 1 %2 CENTURY COR 1995 | Good
CONDITIONING MWCE 502310-
EQUIPMENT 95
BOILERS (2) LNCDA M 24875& | 120 RITE ENG. 1995 | Good
GFB 24874
HOT WATER LNCDA M 1954725 | 1-*%RC I.D. 1800 196 BELL & 1995 | Good
PUMP PUMP#1 159 RPM GPM GOSSETT
HOT WATER LNCDA M 1954726 | 1-¥%BC I.D. 1800 196 BELL & 1995 | Good
PUMP PUMP#2 159 RPM GPM GOSSETT
AIRHANDLER LNCDA M A-021- L4L483A TRANE 1995 | Good
AHU #1 0200
BLOWER MOTOR LNCDAM | AHU#1 | 3PH E455 15HP 1750 FR CENTURY
MOTOR 230/460 RPM 5254T
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Equipment List for

LA NUEVA CASA DE AMIGOS HEALTH CENTER
1809 NORTH MAIN

Equipment Name Equip # L ocation Serial # Model Weight | Rating | Size/Cap.| Manufacture Age | Condition
AIRHANDLGER LNCDA M L42483A 1995 | Good
AHU #2 B-025-0200
TRANE
BLOWER MOTOR LNCDA M AHU #2 3PH 230/460 | E455 PART 1750 FR CENTURY
MOTOR 6- S254T
362662
-01
BELTS LNCDA M AHU #2 5V x670
BELT
FILTER LNCDA M AHU #2
FIL
AIRHANDLER LNCDA M L4L 483 B B-021-0200 TRANE 1995 | Good
MOTOR #3
BLOWER MOTOR LNCDA M AHU #3 E-301 7-355804- 10HP 1750 FR CENTURY
MOTOR SERIES 01-05 S215T
CODE BN7
BELTS LNCDA M AHU #3 BX59
BELT
FILTER LNCDA M AHU #3
FIL
AIRHANDLER LNCDA L4L 483A C-021-0200 TRANE 1995 | Good
MAHU #4
BLOWER MOTOR LNCDA M AHU #4 SERIAL# CAT. E455 1750 FR CENTURY
MOTOR BN 11-03 6- RPM S254T
362662-01
BELTS LNCDA M AHU #4 B79
BELT
FILTERS LNCDA A AHU #4
FIL
AIRHANDLER LNCDA L4L483B A-014-0200 TRANE 1995 | Good
AHU #5
BLOWER MOTOR LNCDA M AHU #5 SERIAL# CAT. E 300 75HP | 1755 FR CENTURY
MOTOR BN 11-01 6- RPM S213T
355802-01
BELTS LNCDA M AHU #5 A50
BELT
FILTERS LNCDA M AHU #5
FIL
AIRHANDLER LNCDA L4L83C A-012-0200 TRANE 1995 | Good
MAHU #6
BLOWER MOTOR LNCDA M AHU #6 SERIAL CAT E300 75HP | 1755 FR CENTURY
MOTOR #BN 9-14 6- RPM 6213T
355802-01
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Equipment List for
LA NUEVA CASA DE AMIGOS HEALTH CENTER
1809 NORTH MAI
Equipment Name Equip # Location Serid # Model Weight | Rating Sizel Manufacturer Age | Condition
Cap.

BELTS LNCDA M AHU #6 BX42

BELT
FILTERS LNCDA AHU #6

MFIL
AIR HANDLER LNCDA M L4L483C B-010-0200 TRANE 1995 | Good

AHU #7
BLOWER MOTOR | LNCDA M AHU #7 | SERIAL CAT.E201 | 50HP | 1220 FR CENTURY

MOTOR #BN9-01 6- RPM A1842

355645-02

BELTS LNCDA M AHU #7 BX42

BELT
FILTERS LNCDA AHU #7

MFIL
DOMESTIC HOT M10534 BELL & 1995 | Good
WATER PUMP GOSSETT
BOILER #1 24875 MODEL 120 RITE 1995 | Good
BOILER #2 24874 MODEL 120 RITE 1995 | Good
WATER 15" FLOOR
FOUNTAIN #1 ACROSS EBFSA8-1A GOOD ELKAY 1995 | Good

FROM

ELEVATOR

15" FLOOR
WATER ACROSS EBFSA8-1A GOOD ELKAY 1995 | Good
FOUNTAIN #2 FROM

ELEVATOR

15" FLOOR
WATER ACROSS EBFSA-8- GOOD ELKAY 1995 | Good
FOUNTAIN #3 FROM 1A

ELEVATOR
WATER 2\° FLOOR EBFSA-8- ELKAY 1995 | Good
FOUNTAIN #4 ELEVATOR 1A GOOD
WATER 2"° FLOOR GOOD ELKAY 1995 | Good
FOUNTAIN #5 ELEVATOR
WATER 3*° FLOOR EBFSA-8-
FOUNTAIN #6 ELEVATOR 1A GOOD ELKAY 1995 | Good
WATER 3*° FLOOR EBFSA-8- GOOD
FOUNTAIN #7 ELEVATOR 1A ELKAY 1995 | Good
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Complete
Building Equipment List for HPD S.W.A.T
1500 W. Dallas
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
Drinking Halsey Taylor WMBAI 016309975K5 | 1 Kitchen Fair 1989
Fountain
Airhandler#2 Goodman CCPE481FB5 3861426 1 Outside Fair 1989
Drinking Halsey Taylor |SK8QIF 981121803 1 Hall way Fair
Fountain 1989
Drink fountain Oasis N/A N/A Inside Broken 1989
Condenser #1 Trane TTA180B300CA |[K304LHKAH | 1 Outside Fair 1989
Condenser #2 Trane TWE180B300BC [KI1163W9D6H | 1 Outside Fair 1989
Airhandler #1 Goodman ACPE481FB5 | 9410110243 1 Outside Fair 1989
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HPD POLICE MEMORIAL
100 MEMORIAL

Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
EquipOment equipment
: AZ22EO- 1 Office Area Fair 1990
Wall Unit GE 9D3BMZ RV625869
WAL A/C N/A N/A N/A | 1 Inside Fair | 1990

Page 206 of 392


http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade

Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for
PW&E Quadrant
100 Japhet/Northside Service Center
Type of | Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment Equipment
Roof Top
Package N/A N/A N/A 1 Roof 1
Roof Top
Package N/A PGDB70F16 N/A 1 Roof 1
Roof Top
Vent Fans N/A N/A N/A 1 Roof 1
Package AC
Roof Unit York N/A N/A 1 Roof 1
Roof Top AC
Unit N/A N/A N/A 1 Roof 1
Roof Top AC
Unit N/A SFCBB504LA N/A 1 Roof 1
Roof Top AC
Unit N/A SFCB252LA N/A 1 Roof 1
Split Cent.
AC Heat
Unit N/A N/A N/A 1 Trailer
AC Units N/A N/A N/A 1 Trailer Unknown
AC Window
Unit N/A N/A N/A 1 Trailer Unknown
Window Unit|  Frigidaire FA8056M7A1 JK2224503 1 Trailer Unknown
Window Unit|  Friedrich ZQ07A10B LCCK02756 | 1 Trailer Unknown
Water
Fountain Sunroc NSF10 96460055 1 Break room Unknown
Refrigerator Whirlpool EHT201PKNR1 504121172 1 Break room Unknown
Water
Fountain Halsey Taylor SCWT1440 040925933 1 Unknown
Hot Water
Heater Glashield 27-G-125-A-G 88145257 1 | Equipment room Over 20 yrs.

*NOTE* #1 in Notes Column indicate — Currently being replaced. Work to start in the April 2005
and to include a BAS system.
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Building Equipment List for FO19
1811 Gregg & New Orleans
Type of Manufacturer | Model No. Serial No. Qty. Location Notes Age of
Equipment equipment
Furnace Carrier 58GA250-3A 07A00565 1 Mech. room Poor 1979
Furnace Carrier 58GA250-3-A N/A 1 Mech. room Poor 1979
Furnace Carrier 58GAS0-3A D7AV0588 1 Merch. room Poor 1979
Furnace Carrier 58GA250-3A N/A 1 Merch. room Poor 1979
oo | carier | 32 4005600181 | 1 | Back of station | Fair | 1995
A/C Condenser Carrier 38AKS012-501| 5296600089 1 Back of station Fair 1996
Refrigerator Gibson MRTI9GNBW?2| LA43907631 1 Kitchen Fair 1990
OVEN Magic Chef 9522XUB 18167780EL 1 Kitchen Good 1981
Cook top Wells H-636 15492 1038 2 Kitchen Fair 1998
Generator Onan 45.0EM-3R | F780329240 1 1979
E'egéy':rose Circul-Air DL-6-T 11961 1 | Apparatus floor | Good | 1979
Elec(:jtrr)ilzrhose Circul-Air DL-6-T 11946 1 | Apparatusfloor | broken| 1979
Water Heater Rel%’g gglud G100-200 [URNG0998601195 1 | Chiefsroom | Good | 1999
Heater Lennox LF24-200-E 6396MO3560 ! Apparatus floor | Good 1996
Heater Lennox LF24-200-4 6398B14429 1 Apparatus floor | Good 1998
Vent hood Thermador N/A N/A 1 Kitchen Poor 1979
Exhaust Fan N/A N/A N/A 2 Roof mount Good 1979
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Complete
Building Equipment List for FO19
1811 Gregg & New Orleans
Type of Manufacturer | Model No. Serial No. Qty. Location Notes Age of
Equipment equipment
Exhaust Fan Capt.’s room
Ceiling mount N/A N/A N/A 2 Watch Office Good 1979
Exhaust Fan N/A N/A N/A 1 |Maintenance room| Good 1979
Water Cooler | Halsey Taylor HWM-14-A 1162970 1 Hallway Fair 1979
Water Cooler | Halsey Taylor WM14A-3Q 960231295 1 Kitchen Good 1996
Water Cooler | Halsey Taylor WW-14-A 1162971 1 Apparatus floor Fair 1979
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Equipment List for

LYONS HEALTH CENTER 5602 LYONS AVENUE

Equipment Equip # | Location Serial # | Model Wei | Rating Siz§ Manufacture | Age Condition
Name ght
CHILLER YARD W88609 | 30GB-100-650 CARRIER 1988 Good
8
CwpP RM 202 ARMSTRON 1974 Good
G
BOILER RM 202 7629264 | WGB1050 AJAX 1974 Poor
HWP RM 202 11-AZAB BELL & 1974 Good
GOSSETT
HOT WATER RM 202 AT761- 100199ET4 VULCRAFT 1974 Good
HEATER 832
AIR HANDLER RM 805 YORK 1974 Good
#1
AIR HANDLER RM 805 YORK 1974 Good
#2
AIR HANDLER ROOFTOP CARRIER 1974 Excellent
#3
AIR HANDLER ROOFTOP CARRIER 1974 Excellent
#4
AIR HANDLER ROOFTOP CARRIER 1974 Excellent
#5
AIR HANDLER ROOFTOP CARRIER 1974 Excellent
#6
WATER ACROSS EBFSA-8-1A GOOD ELKAY 1974 Good
FOUNTAIN #1 FROM RM
411
WATER MAIN HCWC 8 BELOW SUNROC 1974 Below
FOUNTAIN #2 LOBBY AVERAG Average
E
WATER WEST END POOR SUNROC 1974 Poor
FOUNTAIN #3 LOBBY
WATER OUTSIDE EBFSA-8-1A ELKAY 1974 Good
FOUNTAIN #4 LOUNGE GOOD
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Complete
Building Equipment List for FO27-New Station
6515 Lyons Avenue
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
GTS8JB
Refrigerator GE PBRWW N/A 1 Kitchen Good 2004
: GTS185BP :
Refrigerator GE BRWW N/A 1 Kitchen Good 2004
Fud & Well | Eecoisoo  |14618810001 | 0870043 | 1 | WatchOffice | Good | 2004
Cook top Thermador N/A N/A 1 Kitchen Good 2004
Oven Magic Chef  [921122XWB 26‘;5;;\163 1 Kitchen Good 2004
E'efjtrr;/‘érhose Circul-Air D 612 1090798 | 1 Apparatus floor | Good 2004
Ice Machine scotman | “MESOAS| 795750.07E | 1 Kitchen Good | 2004
Unit Heater Trane ool AT Fossaaraz | 1 Mech.room | Good | 2004
: GPNDOOSA
Unit Heater Trane AF_200DE FO3634742 | 1 Mech. room Good 2004
: GPNDOOSA
Unit Heater Trane AF_ 200DE F03634745 1 Generator room Good 2004
GPNDO003
Heater Trane AAE2000E N/A 1 Apparatus Floor Good 2004
GPNDOOSA
Heater Trane AF 200DE N/A 1 Apparatus floor Good 2004
GPNDOOSA
Heater Trane AF_ 200DE N/A 1 Apparatus floor Good 2004
GPNDOOSA
Heater Trane AF_200DE N/A 1 Apparatus floor Good 2004
GPNDOOSA
Heater Trane AF 200DE N/A 1 Apparatus floor Good 2004
GPNDOOSA
Heater Trane AF 200DE N/A 1 Apparatus floor Good 2004
Fire Alarm SFP-1024 1 Watch Office Good 2004
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Building Equipment List for FO27-New Station
6515 Lyons Avenue
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
5.0CCK3CR-
Generator Onan 8300R 0374769174 1 2004
AHU Furnace Traner TUD140C9 | 311310xil 1 Mech. room Good 2004
TUD140C96-
AHU Furnace Trane OK?2 32537HRIG 1 Mech. room Good 2004
TUD140C96-
AHU Furnace Trane OK?2 325212BIG 1 Mech. room Good 2004

AHU Furnace Trane TUDO060C936 | 3284R2LIG 1 Mech. room Good 2004

Furnace Trane N/A  [N/A 1 | communication | gog | 2004
room

Furnace Trane Good 2004
2TTR2024A- ,

A/C Condenser Trane 1000A 3265864F 1 Back of station Good 2004
2TTR2060B- ,

A/C Condenser Trane 1000AA 32643IN2F 1 Back of station Good 2004
2TTR2060B- ,

A/C Condenser Trane 1000AA 324473X2F | 1 Back of station Good 2004

A/C Condenser | Trane 2TTROABA- |1 AWAKIF | 1 | Backofstaion | Good | 2004

1000AA
2TTR2036A- ,
A/C Condenser Trane 1000AA 32645F63F 1 Back of station Good 2004
2TTR2018A- :
C Cond T
A/C Condenser rane 1000AA 3101Y5A3F| 1 Eadt of station | Good 2004
2TTR2018A- ,

A/C Condenser Trane 1000AA 3232Y453F 1 East of station, Good 2004
Furnace Trane N/A N/A 1 Ceiling Good 2004
Furnace Trane N/A N/A 1 Ceiling Good 2004

: GTS18BP- .

Refrigerator GE BRWW 2F516787 1 Kitchen Good 2004
. GTS18JBP- .

Refrigerator GE BRWW 2F516628 1 Kitchen Good 2004
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Building Equipment List for FO27-New Station
6515 Lyons Avenue
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Gas water heater | AO. SMITH | BTN200100 |V1G0%250%7| g Moproom | Good | 2004
Water cooler wall
mount Elkay EHFSAS8IF | 030920913 1 Apparatus floor Good 2004
Water cooler wall
mount Elkay EHFSAS8IF | 040211456 1 Apparatus floor Good 2004
Vent hood Thermador PUIG005 | 81040025 1 Kitchen Good 2004
Exhaust fan N/A N/A N/A 1 Roof Good 2004
Exhaust fan N/A N/A N/A 2 Roof Good 2004
Exhaust fan N/A N/A N/A 1 Capt.’s room Good 2004
Exhaust fan N/A N/A N/A 1 Generator room | ood 2004
Exhaust fan N/A N/A N/A 1 Apparatus floor | gg0d 2004
Ice Machine Scotsman M EfSGAS 722750-07E| 1 | Apparatusfloor | Good 2004
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Building Equipment List for
Old Fire Station #27
6302 LYONS

Type of Manufacturer Model No. Serial No. Qt Location |Notes |Age of
Equipment y. equipment
Window Unit 1
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Equipment List for
FIFTH WARD MSC 4014 MARKET

Age | Condition
Equi pment Equip # Location | Serial # Model Weight | Rating Size/ Manufacturer
Name Cap.
CHILLER FWMSC YARD R591291 | 30GB125620 CARRIER 1984 | Good
MFC
AIR FWMSC MECH. 7601013 | MZ-100-D DUNHAN BUSH | 1972 | Good
HANDLER MAHU #1 RM. 8
BLOWER FWMSCM | AHU #1 3PH 1745 FR213T | TECO AMERICA
MOTOR MOTOR 230/46 | RPM
0
BELTS(2) FWMSCM | AHU #1 B68
BELT
FILTERS (6) FWMSCM | AHU #1 20x20x2
FIL
FILTERS (3) FWMSCM | AHU #1 16x20x2
FIL
AIR FWMSCM | MECH. 7601013 | M2-100-D DUNHAM 1972 | Good
HANDLER AHU #2 RM 87 BUSH
BLOWER FWMSCM | AHU #2 3PH 1745 FR213T | TECO AMERICA
MOTOR MOTOR 230/46 | RPM
0
BELTS(2) FWMSCM | AHU #2 B68
BELT
FILTERS (8) FWMSCM | AHU #2 20x20x2
FIL
FILTERS (2) FWMSCM | AHU#2 16x20x2
FIL
CHILL FWMSCM | MECH 0740743 | OT00754 A.O. SMITH
WATER PUMP RM. 4 BELL &
PUMP GOSSETT
AIR FWMSCC | MECH 344197 FT x2 BARBER COL
COMPRESSO AIRC RM.
R
AIR FWMSCM | MECH. 7601015 | HAH -48-C DUNHAM 1972 | Good
HANDLER AHU #4 RM 40
BLOWER FWMSCM | AHU #4 3PH 1760 FR CENTURY
MOTOR MOTOR 230/46 | RPM S1827
0
BELT (1) FWMSCM | AHU #4 B63
BELT
FILTERS (4) FWMSCM | AHU #4 16x25x2
FIL
AIR FWMSCM | MECH. 7601014 | HAH-32-C DUNHAM 1972 | Good
HANDLER AHU #5 RM 45 BUSH
BLOWER FWMSCM | AHU #5 1%HP 3PH 1730 FR145T | U.S ELECTRIC
MOTOR MOTOR 230/ RPM
460
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FIFTH WARD MSC 4014 MARKET

Equi pment Equip # Location Seria # Model Weight | Rating Size/Cap. | Manufacture Age | Condition
Name

FWMSC M
FILTERS (2) FIL AHU#5 20x25x2
BELT (1) FWMSCM | AHU #5 B55

BELT
AIR FWMSCM | AHU #3 7601014 | VAH-80-C DUNHAM 1972 | Good
HANDLER AHU #3 48 BUSH
BLOWER FWMSCM | AHU #3 5HP 3PH 1745 RPM FR CENTURY
MOTOR MOTOR 230/46 S184T

0

BELTS(2) FWMSC AHU #3 B63

MFIL
FILTER (8) FWMSCM | AHU #3 16x20x2

FIL
HOT WATER FWMSCM | HOT WATER 2HP 3PH 1730 RPM FR BELL & GOSSE
PUMP MOTOR PUMP 208 14572
MOTOR 230/46

0

HOT WATER FWMSCM | MECH RM 161123 1D172563 21T BELL & GOSSE | 1972 | Good
PUMP PUMP B09
BOILER FWMSCM | BOILER RM 75- WGB-1250 110V 1290 LB/HR | 129 SQ AJAX 1972 | Good

GFB 28932 FT
HOT WATER FWMSC BOILER RM 0975- G268-100-4 100 RHEEM 1999 | Good
HEATER MHWH 00840 GAL
HOT WATER FWMSCM | HOT WATER 1.75A M09181 1/12 1PH 115V 1725 BELL & GOSSE
PUMP MOTOR PUMP HP RPM
MOTOR
HOT WATER FWMSCM | BOILER RM. SERIES | ID 106189 BELL & GOSSE 1999 | Good
PUMP PUMP #100
WATER NEAR MENS ESRA-3 GOOD ELKAY 1972 | Good
FOUNTAIN #1 & WOMENS

RESTROOM

WATER EASTSIDE OF ESRA-3 GOOD ELKAY 1972 | Good
FOUNTAIN #2 BLDG
WATER EASTSIDE OF ESRA-3 GOOD ELKAY 1972 | Good
FOUNTAIN #3 BLDG.
WATER EASTSIDE OF ESRA-3 GOOD ELKAY 1972 | Good
FOUNTAIN #4 BLDG
WATER WESTSIDE ESRA-3 BELOW ELKAY 1972 | Bdow
FOUNTAIN #5 OF BLDG. AVERAGE Average
WATER ESRA-3 GOOD ELKAY 1972 | Good
FOUNTAIN #6
WATER Bdow
FOUNTAIN #7 ESRA-3 GOOD ELKAY 1972 | Average
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Equipment List for
Age Condition

Equi pment Equip # Location | Serial # Model Weight Rating Size/ Manufacturer
Name Cap.
AIR AHMSC Rm. 246 | 3VC00707- LSL 1.5hr. MCQUAY
HANDLER 06 104 CH blower
2A2 motor
ELECTRIC AHMSC Rm. 252 | BN1098 ELD 50 gal RHEEM 1991 Excellent
HOT WATER RH0598C 52-3
HEATER 10701
CHILLER JPMFC YARD V882799 30GB- | 2COMPS 6 FANS | CARRIER 1990 | Good

045-

630AA
CHILLER JPM PUMP | 134 BB FR#F TACO 1990 Below Average
WATER 2510
PUMP
CHILLED JPM 134 F688 EM 366 3PH 1760 BALDOR
WATER MOTOR 5T 230/460 | RPM
PUMP
MOTOR
HOT WATER JPM 134 F88255 910 SBT 100 TURBO | STATE 1990 | Good
HEATER MHWH 100 GAL.

199

NET8F
RECIRCULAT | JPM PUMP | 134 SERIES BNFF BELL & 1990 | Good
ING 100/106197 m88 GOSS
PUMP
RECIRCULAT | JPM JPM MO09- 1/12HP1 | 1PH 1725 BELL &
ING MOTOR PUMP 181 75A 115v RPM GOSS
PUMP
MOTOR
AIR JPMAHU MECH 2088T 10559 | 39EB CARRIER 1990 | Good
HANDLER #1 RM 11
BLOWER JPM AHU #1 FR# 735 HP 3PH 1755 CENTURY
MOTOR MOTOR 5213T 230/460 | RPM
BELTS(3) JPM BELT | AHU#1 AX33 BROWNING
FILTERS (3) JPM FIL AHU #1 24x24x2
AIR JPM AHU 134 2988T10560 39EB1 CARRIER 1990 | Good
HANDLER #2 1
BLOWER JPM AHU #2 | FR4 S213T G-355 75HP 3PH 1755
MOTOR MOTOR 802-01 230/460 | RPM
BELTS(3) JPM BELT | AHU #2 AX33 BROWNING
FILTERS (3) JPM FIL AHU #2 24x24x2
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Equipment List for

JOHN PEAVY SENIOR CENTER 3814 MARKET

Equi pment Equip # Location | Serial # Model Weight Rating Sizel Manufacturer
Name Cap.
AIR JPM AHU MECH 882938910 39BA0 CARRIER 1990 Good
HANDLER #3 RM. 50D12
BLOWER JPM AHU #3 P14GP | 1.5HP 3PH 1725 SXE
MOTOR MOTOR 200N- 230/460 | RPM RELIANCE
VN

AHU #3

BELT (1) JPM AP51
MBELT

FILTER (1) JPM MFIL | AHU #3 20x25x2

Front BFC- Little Halsey Taylor | 1990 Good
Water Entrance 7F-2 Rusty
Fountain# 1 Good
Water Rear BFC- Little Halsey Taylor | 1990 Good
Fountain #2 Entrance 7F-2 Rusty

Good
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Building Equipment List for
TUTTLE
702 KRESS STREET, 77020

Type of Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment

AHU CARRIER 28CX1624HA1071] 741252548 1 TUT

BURGLAR
ALARM
PANEL RADIONICS D7212B1 TUT

FIRE
ALARM
PANEL TUT
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Building Equipment List for FO17
2805 Navigation
9-Employees Per Shift
Type of Manufacturer | Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
G1105E- 1
Furnace Lennox 1650-6 588110068B Dorm Unit Poor 1993
G1105E-
Furnace Lennox 165V6 5882A00683 1 Lounge Area Poor 1993
Furnace Rud | UGPH- FO50302F460006001| 1 | Capt’sroom | Good | 2000
07EAYER '
A/C Lennox 10ACB307P 5897009091 1 Dorm unit Fair 1997
Condenser
A/C H59-311- . .
Condenser Lennox 11P 58518IL847 1 | Dormunit Fair 1983
A/C Goodman CKL60-1 0211410891 1 Lounge Area | Good 2002
Condenser
A/C UAKA-018JAIl| 58811240110719 1 Capt.’s room | Good 2000
Condenser Ruud
Refrigerator Gibson RT19F5WX3A | LA1140483-G 1 Kitchen Poor 1983
Refrigerator | Hotpoint CTF17EBC 6H514456 3 Kitchen Good 1984
Refrigerator GE N/A N/A 1 Kitchen Fair 1993
Heater N/A N/A N/A 1 N/A Poor 1983
Cook top .
- 1983
Range Lang 435-1 A325432 1 Kitchen Poor
E";ﬁy FO%e | Circul-Ai D2-6-T 12413 1 | Apparatus floor | Fair | 1983
Water heater | Reem Ruud G100-200 |URNG1048 G02313| 1 Mech. room Good 1998
Water heater |  State PRGSO HCC131870 | 1 | Mech.room | Good | 1987
NRRTSW '
Heater N/A N/A N/A 1 Poor 1983
Heater N/A N/A N/A 1 Poor 1983
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Building Equipment List for FO17
2805 Navigation
Type of Manufacturer | Model No. Serial No. Qty. Location Notes | Age of
Equipment equipment
Heater N/A N/A N/A 1 Poor 1983
Generator Onan 30/EK E810571070 1
Water Cooler Halsey Taylor N/A N/A 1 | Appartaus floor | Poor 1983
wall mount
Water
: Sunroc NS-F4-002 00183380 1 | Apparatus floor | Good 1983
fountain
Vent Hood | Custom made N/A N/A 1 Kitchen Poor 1983
Exhaugt fan N/A N/A N/A 2 |Apparatus floor | Poor 1983
Exhaust fan N/A N/A N/A 1 Capt.’s room Poor 1983
Exhaust fan N/A N/A N/A 1 Lounge Fair 1983
Ice Machine Manitowoc QY0324A 990863012 1 Good 1983
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Building Equipment List for FO41-Remodeled in 1999
805 Pearl
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment equipment
A/C & heating Trane YCD103C3LOAB| N461032820 | 1 Roof unit Good 1999
unit
Refrigerator Gibson MRT18GRWO |BABO180713| 4 Kitchen Good 1999
Oven Amana AOGO02750E | 9810275370 | 1 Kitchen Good 1999
Cook top Thermador 1 Kitchen Good 1999
E'z‘iygose Circul-Air D633 10870398 | 1 | Appaatusfloor | Good | 1999
Gas water heater State STB5065NEO | K98487282 | 1 Mech. room Good 1999
Ceiling exhaust Capt.’s room,
fan Greeheck N/A N/A 2 Main bath Good 1999
Heater Lennox LF24-125A-3 | 6098K40053 | 1 Apparatus floor Good 1999
Water cooler Halsey Taylor |SCWF14AQ-1P | 980945857 1 Kitchen Good 1999
Vent hood Thermador PH14535 98120811 1 Kitchen Good 1999
Generator Onan 20GGDB L990847741 | 1
|ce machine Manitowoc QY 0324A 981262665 | 1 Kitchen Good 1999
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Building Equipment List for
PLEASANTVILLE
1520 GELLHORN STREET, 77029
Type of | Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
RTU LENNOX | LGC180H2B52Y | 5604K04237 1 PLE
BURGLAR
ALARM
PANEL | RADIONICS D9412 1 PLE
FIRE
ALARM
PANEL PLE
7 BHP
89428
LICENSE
RENEWAL
2/5/04
#8322 ABP
BLR GWA301X 85286 8332 ABP | 1 PLE DUE 12/31
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Building Equipment List for FO44
675 M axey Rd
Type of Manufacturer Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
2CG180H-
A/C & heater |VVT System York|24025A NCAM116122| 1 Roof Fair 1990
RCF Magic Chef  |CTB1925GRW | 1107603025 | 4 Kitchen Good 2000
Oven GE JK28BOFBB |RFG51360Q | 1 Kitchen Good 2004
Cook top Wells H636 HTb130 1 Kitchen Good 2004
Cook top Wells H636 0-15491 1 Kitchen Good 2004
Elec. hose dryer Circul-Air DL-6-T 11587 1 Kitchen Good 2004
Elec. hose dryer Circul-Air DL-6-T 11592 1 Apparatus floor Good 1987
SBF100-
Gas water heater 50-GAl 199NET] C97209920 1 Elec. room Good 1999
Elec. wall RCG1PAT- .
heater Bryant 5311 3670142 1 Watch office Good 1990
Elec. wall Bryant 5311 NA | 1 | Captsbah | Good | 1990
heater
Heater Modine Al75A U1010174R | 1 Apparatus floor Fair 1976
Heater Modine Al75A U1011174R | 1 Apparatus floor Fair 1976
Heater Modine Al75A U1011174R | 1 Apparatus floor Fair 1976
Heater Modine Al75A U1010174R | 1 Apparatus floor Fair 1976
Wall mount N/A N/A N/A 1 | Apparatus floor | Fair 1976
Exhaust fan
Celling exhaust N/A N/A N/A 1 | Watch office, bath | Good | 1976
Ceiling exhaust N/A N/A N/A 1 Capt’sbath | Good | 1976
Exhaust fan roof| 404 N/A N/A | 1 Roof Good | 1976
mount
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Building Equipment List for FO44
675 M axey Rd
Type of Manufacturer | Model No. | Serial No. | Qty. Location Notes Age of
Equipment equipment
Water cooler Sunroc NSW-14 | 0218504E 1 Apparatus floor Good 1976
Vent hood Thermador N/A N/A 1 Kitchen Poor 2002
Ice Machine Scotsman QYO03324A | 990864427 1 Apparatus floor Fair 1976
Generator Onan 30.0EK-5R | 0975936021 | 1 Good 1976
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Equipment List for East Freeway HPD Store Front
12001 A East Freeway

Type of Manufacturer Model No. | Serial No. | Qty. _ Notes Age of
Equipment Location equipment
A/C Package W60CS1081F-
Unit Eubank 00G 01BPA00S3 | Outside Good | 2003
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Equipment List for
HUNTING BAYOU WIC 11430 1-10 East Freeway Suite 340

Equipment Equip # Location Serial # Model | Weight Rating | Size/Cag Manufacture | Age Condition
Name
CONDENSING OUTSIDE | 930201- CE48- JANITROL 1997 Excellent
UNIT BACK 9105 1GC
FURNACE INSIDE MCNS042 | N2AHO YORK Good

CLOSET 816 14

A06A

HOT WATER INSIDE ELJ309 | 120V 30 A.O.SMITH | 1995 Good
HEATER CLOSET 10 GAL
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Building Equipment List for FO53-Portable Bldg.
13349 Vicksburg
Type of Manufacturer | Model No. Serial No. | Qty. Location Notes | Age of
Equipment equipment
Wall A/C unit Sunroc AV35H110C E972962B 1 Dorm Good 2000
Wall A/Cunit | Marvair ?g&i%ﬁggl" EK13301 | 1 Lounge Good | 2000
Refrigerator Magic Chief |CTB1925DRW | 11860691WW | 1 Kitchen Good 2000
Range GE JBP21G51WH | RH2028736 1 Kitchen Fair 2000
Elﬁgatvv;ter GE GEAOMGA |GEO0599181282| 1 Bath room Good 2000
E'ﬁg'a ;’(‘e’?ter Rheem 81V40D 0397131538 | 1 Dorm Good | 2000
Heater Lennox LF24-150A-3 | 6398B14320 1 Apparatus floor | Good 2000
Water cooler | Halsey Taylor 1 Lounge Good 2000
Exhaust fan Nutone 8070N N/A 1 Lounge bath Good 2000
Exhaust fan Broam N/A N/A 1 Dorm Good 2000
Vent hood N/A N/A N/A 1 Kitchen Fair 2000

Ice Machine Manitowoc QY0324A 990863015 1 Apparatus floor Fair 2000

GENERATOR ONAN S0DGCA 980834712 1 Good 2000
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EXHIBIT“E”
SOUTH DISTRICT EQUIPMENT LIST--DETAILED BY FACILITY
Building Equipment List for
Fire Station #75
1995 S. Dairy Ashford

Equipment | Manufacturer Model Serial # Qty. | Location Notes | Condition | Age

Service
Exhaust Fan | Green Heck B6W756 FF15 1 Wall Mount | Area Fair

Service
Exhaust Fan | Green Heck 6W706 FF17 1 Wall Mount | Area Fair
A/C Wall Service
Unit General Electric A222E15D3BM2 | GZ637450 1 Wall Mount | Area Fair 9 yrs
A/C Wall Service
Unit Carrier 52SQ314301AA | 4996E62915 | 1 Wall Mount | Area Fair 9yrs
Free Stand 27C406
Stove Magic Chef 31D7W 440387 1 Kitchen Fair 9 yrs
Refrigerator | COHITE MRT18GEWO BA60715165 |1 Kitchen Fair 9 yrs
Space
Heater Honey Well F-75X NAT GAS | 234567 1 Apparatus Fair 9 yrs
Space
Heater Honey Well F-75X NAT GAS | 234566 1 Apparatus Fair 9yrs
Air Mechanical | 10HP 3
Compressor | Baldor M3313T F183 1 Room PHASE | Fair 9 yrs
Vehicle Lift Rotary SM122-110 NHQOOA0027 | 1 Apparatus Fair 9 yrs
Vehicle Lift Rotary SM122-110 NHQOOAO0033 | 1 Apparatus Fair 9 yrs
Refrigerator | Gibson RT17F3WGG 0147712460 1 Kitchen Fair 8 yrs
Water
Fountain Halsey Taylor BUILTIN N/A 1 Kitchen Fair 9 yrs
A/C Unit
(window) Friedrich KS1ZJ10BA LBFR18903 1 Wall Mount Fair 9 yrs

45,0em- Rear Of

Generator Onan 15r/22963m J810592919 1 Bldg. Fair 8 yrs
Air Mechanical
Compressor | Champion VRI-6UP 001379 1 Room Fair 9yrs
A/C Unit Breathin
(window) General Electric AZB768DAALDI | TL3255454 1 Apparatus | g Room | Fair 8 yrs
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Conditio
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes n Age

A/C Unit General Breathing 8

(window) Electric AZZ1E1503CV6 | TS885003 1 Apparatus | Room Fair yrs
9

Hose Dryer | Circul Air D612 D6120019 1 Apparatus Fair yrs
9

Hose Dryer | Circul Air D612 D6120021 1 Apparatus Poor yrs
Space DRAVO 9

Heater HASTINGS GB-200X 277313 1 Apparatus | Nat. Gas Fair yrs
Space DRAVO 9

Heater HASTINFS GB-200X 242964 1 Apparatus | Nat. Gas Fair yrs
Water 9

Fountain Halsey Taylor N/A N/A 1 Lobby Fair yrs
Water Rear of 9

Fountain Halsey Taylor N/A N/A 1 bldg. Fair yrs
Double 9

Oven Magic Chef N/A N/A 1 Kitchen Fair yrs
9

Microwave Menu Master FS15 971093744 1 Kitchen Fair yrs
9

Stove Top Wells H-336 SH544 1 Kitchen Fair yrs
9

Stove Top Wells H-336 SH5950 1 Kitchen Fair yrs
9

Stove Top Wells H-336 SH947 Kitchen Fair yrs
9

Stove Top Wells H-336 SH5988 1 Kitchen Fair yrs
General 9

Refrigerator | Electric N/A N/A 1 Kitchen Fair/Poor yrs
9

Refrigerator | Magic Chef N/A N/A 1 Kitchen Fair/Poor yrs
9

Refrigerator | Gibson N/A N/A 1 Kitchen Fair/Poor yrs
9

Refrigerator | Gibson N/A N/A 1 Kitchen Fair/Poor yrs
Water Mechanical | Nat. Gas 9

Heater State SBO0199NET1 | G96179941 |1 Room 100 gal. Fair yrs
Mechanical 9

A/C Unit Carrier 48DJD008630 2092G17323 | 1 Room Poor yrs
Mechanical 9

A/C Unit Carrier 48EG008C R297402 1 Room Poor yrs
CRL3-0350- Mechanical 9

Condenser Copeland TFD-970 99G15893B |1 Room 00H16868B | Poor/Fair yrs
Carrier Class 9

A/C Unit Weather Maker | 48BEG008C R2Q7424 1 Room Poor yrs
CRK3-0325- Class 9

Condenser Copeland TFD-970 97A111227H | 1 Room Poor yrs
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LANDSCAPE NOT 20
SPRINKLE TORO 137-06-01 8961 1 | RM.1005 WORKING | YRS FAIR
UNIT TEATER REZNOR XL105-3-E |ALF62J5N36914| 1 | RM.1032 Yzlgs FAIR
DOMSWATER
BOOSTER TACO BB2008 B5SE2EL 1 1 | RM.1040 CARRIER IS | 20 GOOD
REBUILDING| YRS
PUMP#1
DOMSWATER
BOOSTER TACO BB2008 B5SE2GL 1 1 | RM.1040 CARRIER IS | 20 GOOD
REBUILDING| YRS
PUMP#2
DOMESTIC-
WATER CARRIERIS| 20
BOOSTER PUMP TACO BB2008 B5SE2GL 1 1 | RM.1040 REBUILDING| YRS GOOD
#3
FIRE JOCKEY 20
PUMP BURKS 3104ES7M 470740 1 | RM.1040 YRS GOOD
PATTERSON 20
FIRE PUMP PUMP 4X3ME 86P1710693-L3 | 1 | RM.1040 YRS GOOD
UNIT TEATER REZNOR XL-105-3-E |ALF62J5N36913| 1 | RM.1040 Yzlgs FAIR
SIMPLEX 20
SYSTEMS SIMPLEX 4594-1A X43849HG 1 | RM.1146 YRS FAIR
NEEDS 20
FIRE SYSTEM NOTIFIER 4800 7880 1 | RM.1146 MORE YRS FAIR
REPAIRS
CARRIER 20
AHU #1-1 CORP 39ED29 07877138 1 | RM.1262 YRS GOOD
DOMES-WATER 20
HEATER #6 A.O.SMITH |CAT DSE-30-9| SJ861657843 1 | RM.1530 YRS GOOD
CARRIER 20
AHU #1-2 CORP 39ED29 0786T 38550 1 | RM.1632 YRS GOOD
CARRIER 20
AHU #1-3 CORP 39ED29 0786T38552 1 | RM.1727 YRS GOOD
DOMES-WATER 20
HEATER #7 A.O.SMITH |CAT DSE-30-9| SJ861657843 1 | RM.1735 |[NOT IN USE YRS FAIR
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WA'II'NESRTHAI’E\I;TER CHRONOMITE S-60l 53821 1 | RM.1738 |NOT IN USE 20 FAIR
410 LAB YRS
WA'II'NESRTHAI’E\I;TER CHRONOMITE S-60I 53823 1 | RM.1788 |NOT IN USE 20 FAIR
49 LAB YRS
EXHA;J_ ﬂ- FAN PENN Z-10TD 1 | RM.1805 YZISS FAIR
EXHA;J_T; FAN PENN Z-10TD 1 | RM.1836 N/A
| \’>IVS/A-I\-1"A\ENRT CH R(I)_i(éM ITE S-60I 53824 1 | RM.1918 YZISS FAIR
HEATER #8
wi ND(;V;/ UNIT I(EELEEN(I:E'IBQE AJEV\%) 07 TT264569 1 |PARKING Yzlgs BAD
wi ND(;V;/ UNIT I(EELE EN(I:E'FQ I(': AJEV\%) 07 TT264811 1 ROOF YZISS BAD
FODURI\I#KIIH (j# 5 SUNROC RPR-10-3 P018261J 1 HAL\I(' WA YZISS GOOD
FODLIJ? ll:}ll'ﬁll NG#l SUNROC RPR-10-3 P018251J 1 LOBBY Yzlgs GOOD
= ODURI\II ¥KII H (j# > SUNROC RPR-10-3 P018221J 1 LOBBY YZISS GOOD
FOlDLJITJI ¥§II m (3# 3 SUNROC RPR-10-3 P018271J 1 LOBBY YZISS GOOD
= ODURI\II ¥KII H (j# 4 SUNROC RPR-10-3 P018243J 1 LOBBY YZISS GOOD
AHU #2-1 CA(‘:%F;\,IIE R 39ED29 0786T38555 1 | RM.2262 Yzlgs GOOD
FODURI\I#KIIH (3# v SUNROC 480WCRC 1 | RM.2347 YZISS GOOD
FODURI\I#KIIH (j# 6 SUNROC 480WCRC 1 | RM.2566 YZISS GOOD
EX HAl;_SlT FAN PENN Z-12TD 1 | RM.2595 N/A
AHU #2-2 CA(‘:%F;\,IIE R 39ED29 0786T 38557 1 | RM.2622 YZISS GOOD
AHU # 3-1 C%%T:E R 39ED29 0786138560 1 | RM.3262 YZISS GOOD
EX HA[;_SlT FAN PENN Z-12TD 1 | RM.3292 YZISS FAIR
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= ODURI\II ¥KII H (j# 9 SUNROC RPR-10-3 P018226J 1 | RM.3445 Yzlgs GOOD
FOBEI'II'\X(I :\IN(#Ef 10 SUNROC RPR-10-3 P018278J 1 | RM.3446 Yzlgs GOOD
FOBEI'II'\X(I :\IN(#Ef 11 SUNROC RPR-10-3 P018273J 1 | RM.3446 Yzlgs GOOD
(D:II;SE;I Zci Hgs%?ﬁH 37CE STCKO0581145TJ| 1 | RM.3464 Yzlgs GOOD
(D:IESEEI ZC; ng\ﬁz?ﬁH 37CE STCKO0583068TJ| 1 | RM.3464 Yzlgs GOOD
DOMESTIC STATE
WATER INDUS.INC Cv30LM514 887610605 1 | RM.3464 N/A
HEATER #5
VSIA_\S:IF EHléNﬁ?l WASCATOR W1242862100 8.50826E+14 1 | RM.3464 Yzlgs GOOD
= ODLIJ? ll:}ll'ﬁll H(; 3 SUNROC RPR-10-3 P018279J 1 | RM.3466 Yzlgs GOOD
RO((:)OI\/IM E%TE R3_ 1 L ICESIEE T FH245A 108882A 1 | RM.3553 Yzlgs GOOD
R O%OMM E%TE R3_ 2 L ICESIEE T FH376C 1088828 1 | RM.3553 Yzlgs GOOD
U.p.S. i;(STEM EM EIE'NP(SWER EP48T12-75 347-03-3486 1 | RM.3553 Yzlgs GOOD
U.P.S. ?{ST EM [EM EIE.NP(;).WER UPS4(L)133%T480- 347-01-3386 1 | RM.3623 ngs GOOD
AHU #3-2 CA(‘:%F\I;,IIE R 39ED29 0786T 38562 1 | RM.3632 Yzlgs GOOD
FOBEI'II'\X(I :\IN(#Ef 12 SUNROC 480WCRC 1 HAL\I(' WA Yzlgs GOOD
AHU #4-1 CA(‘:%F\I;,IIE R 39EB19 0786T 38563 1 | RM.4262 Yzlgs GOOD
AHU #4-3 CA(‘:%F\I;,IIE R 39ED11 0786T38567 1 |KITCHEN Yzlgs GOOD
(D:II;SE;I ZC; Hgs%?ﬁH 37CE STCKO0581143TJ| 1 | RM.4331 Yzlgs GOOD
(D:IESEEI chr ng\ﬁz?ﬁH 37C6 STCKO0581146TJ| 1 | RM.4331 Yzlgs GOOD
Vﬁ/:kgl-lrEIIQN#? > WASCATOR W1242862100 8.50826E+14 1 | RM.4331 1 YR| GOOD
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Type of
Equipment Manufacturer | Model No. Serial No. Qty. |Location Notes Age |Condition
CARRIER 20
AH.U #4-2 CORP 39EB19 0786T 38564 1 | RM.4622 YRS GOOD
LIGHTING
FIXTURES 1ST SLEENCI:E.FQI(‘: 1st-FLOOR Yzlgs GOOD
FLOOR
LIGHTING
GENERAL 2nd- 20
FIXTURES 2 nd GOOD
FLOOR ELECTRIC FLOOR YRS
LIGHTING
GENERAL 3rd- 20
FIXTURES 3rd GOOD
FLOOR ELECTRIC FLOOR YRS
LIGHTING
FIXTURE 4th SLEENCI:E.FQI(‘: 4th-FLOOR Yzlgs GOOD
FLOOR
LIGHTING 4-LIGTHS
FIXTURE V.B.M SLEENCI:E.FQI(‘: BLDG. POLE NOT YZng GOOD
. LANDS.PARK. WORKING
GENERATOR # |STEWERT/STE|GEN.E432HEJ| |EC-DD-20456- 20
1 VENS -611 02 1 | MC YD YRS GOOD
GENERATOR # |STEWERT/STE|GEN.E432HEJ 20
5 VENS 611 IC-873-01 1 | MC YD YRS GOOD
GENERATOR # |STEWERT/STE|GEN.E432HEJ 20
3 VENS 611 DD-20685-03 1 | MC YD YRS GOOD
STEWERT/STE|GEN.E432HEJ 20
GENERATOR #4 VENS 611 DD-20685-01 1 | MC YD YRS GOOD
GENERATOR # |STEWERT/STE|GEN.E432HEJ 20
5 VENS 611 DD-20685-02 1 | MC YD YRS GOOD
EXHAUST FAN ZURN- 20
11 CLARAGE LS 3/4 1 |.2SROOF YRS FAIR
EXHAUST FAN GREENHECK GB-10-4 1 | .2S-ROOF 20 FAIR
1-2 YRS
EXHAUST FAN LOREN COOK| 120R-38-R 1 | .2S-ROOF 20 FAIR
1-3 YRS
EXHAUST FAN LOREN COOK| 135R-5-B-R 1 | .2S-ROOF 20 FAIR
1-4 YRS
EXHAUST FAN GREENHECK GB-14-5 1 | .2S-ROOF 20 FAIR
1-9 YRS
EXHAUST FAN 20
1.10 GREENHECK | GB-18-10 1 | .2S-ROOF YRS FAIR
EXHA[{_SST FAN LOREN COOK| 120R-2B-R 1 | 2W-ROOF Yzlgs FAIR
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EXHAUST FAN GREENHECK FB-8-4 1 | 2W-ROOF 20 FAIR
1-6 YRS
EXHAUST FAN GREENHECK GB-10-4 1 | 2W-ROOF 20 FAIR
1-7 YRS
EXHAUST FAN GREENHECK GB-10-4 1 | 2W-ROOF 20 FAIR
1-8 YRS
HOT WATER CLEAVER- 20
BOILER # 1 BROOKS CB-700-100A L-80580 1 | RM.5324 YRS GOOD
HOT WATER CLEAVER- 20
BOILER # 2 BROOKS CB-700-100A L-80579 1 | RM.5324 YRS GOOD
DOMEST- HOT PVI- 10
WATER INDUSTRY 140N250A PG 68658245 1 | RM.5324 YRS GOOD
HEATER # 1
DOMEST- HOT PVI- 10
WATER INDUSTRY 140N250A PG 68658244 1 | RM.5324 YRS GOOD
HEATER # 2
TEMPERED 10
WATER A.O. SMITH | .BT-65-924 |AH84-01323-Z99| 1 | RM.5324 GOOD
YRS
HEATER
HOT WATER 20
PUMP # 1 AURORA 344A 86-07208-1 1 | RM.5324 YRS GOOD
HOT WATER 20
PUMP # 2 AURORA 344A 86-07208-2 1 | RM.5324 YRS GOOD
BOILER
CIRCULATING E(E)Eéé} M98551-B68 1 | RM.5324 Yzlgs GOOD
PUMP # 1
BOILER
CIRCULATING E(E)Eléé} M98551-B68 1 | RM.5324 Yzlgs GOOD
PUMP # 2
TEMPERED BELL & 4
WATER GOSSET M98551-B68 1315528 1 | RM.5324 MONT| GOOD
CIRCULA-PUMP HS
ELEVATOR FAN|INTERNATION 20
COIL UNIT R2 AL 16HXL16-S2 1 | RM.5334 YRS GOOD
ELEVATOR FAN|INTERNATION 20
COIL UNIT R1 AL 12HXL165-2 1 | RM.5513 YRS GOOD
JOHNSON 20
AIR DRYER #1 CONTROL A-4210-1 1 | RM.5514 YRS GOOD
JOHNSON 20
AIR DRYER #2 CONTROL A-4210-1 1 | RM.5514 YRS GOOD
AR QUINCY AIR 20
COMPRESSOR # 350 -321497 |FFJ350-1353-984| 1 | RM.5514 GOOD
1 COMP. YRS
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AIR
QUINCY AIR i . 20
COM PRSSSOR # COMP. 350-321497 RM.5514 YRS GOOD
CHILL WATER 20
PUMP # 1 AURORA 411 1 | RM.5514 YRS GOOD
CHILL WATER 20
PUMP #2 AURORA 411 1 | RM.5514 YRS GOOD
CHILL WATER 20
PUMP # 3 AURORA 411 1 | RM.5514 YRS GOOD
CHILL WATER 20
PUMP #4 AURORA 411 1 | RM.5514 YRS GOOD
UNIT ;' ZEA TER REZNOR XL45-3-E | ALF62J5N36907| 1 | RM.5514 Yzlgs GOOD
CIRUIT
CHILLER #1 CA(‘%:\I;IIE R 30GB125610 X596862 1 ROOF BOARD Yzlgs GOOD
PROBLEM
CIRUIT
CHILLER #2 CA(‘%:\I;IIE R 30GB125610 X596863 1 ROOF BOARD Yzlgs GOOD
PROBLEM
CARRIER 20
CHILLER #3 CORP 30GB125610 X596866 1 ROOF YRS GOOD
CARRIER ONE BAD 20
CHILLER #4 CORP 30GB125610 X596861 1 ROOF COMRESSOR! YRS GOOD
AIR COOLED LIEBERT 20
COND. CORP. CDF-349 1 ROOF YRS GOOD
EXHAUST FAN LOREN COOK| 270-R-98-R 1 ROOF 20 FAIR
4-1 YRS
EXHAUST FAN ACRU-B120- 20
4.0 LOREN COOK ROB 1 ROOF YRS FAIR
EXHAUST FAN 20
43 GREENHECK GB-8-4 1 ROOF YRS FAIR
EXHAUST FAN 20
4 GREENHECK GB-8-4 1 ROOF YRS FAIR
EXHAUST FAN 20
45 GREENHECK | GB-18-10 1 ROOF YRS FAIR
EXHAUST FAN ACRU165R- 20
16 LOREN COOK 6B-R 1 ROOF YRS FAIR
EXHAli_S;— FAN GREENHECK | CUBE-14-3 1 ROOF Yzlgs FAIR
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SHHAUST FAN| GREENHECK | GB-145 1| ROOF Jo| FAIR
EXHAUST FAN | LOREN [ ACRULOOR: 1 | RrooF Jos| FAIR
EXHAUST FAN|  LOREN | ACRUIBOR: 1| Roor Jo| FAIR
SHAYST PAN GREENHECK | GB-94 1| ROOF Jo| FAIR
EXHAUST FAN | LOREN [ ACRULSOR: 1| Roor Jos| FAIR
EXHAUST FAN | LOREN [ ACRULSOR: 1 | Roor Jos| FAIR
HAYS T PAN GREENHECK| LB-10-4RB 1| ROOF Jo| FAIR
FARAYST PAN | GREENHECK | LB-104RB 1| ROOF Jo| AR
HHAYST PAN| GREENHECK | LB18-5-R4 1| ROOF Jo| FAIR
SHHAYST PAN| GREENHECK | LB-18-5-R4 1| ROOF Jo| FAIR
FHRAYUST PAN | GREENHECK | GB-10-4-B1 1| ROOF Jo| AR
HAYST PAN| GREENHECK | GB-10-4-B1 1| ROOF Jo| FAIR

LIGHTING
FOBEI'II'\IAﬁ:\INi 15| SUNROC PoR-8 L A0evMB YZF?S eooD
coomiNe | DESTERY | as0wcRe 1| 128V.MB Jos| Goop
EX H,\A\/l'\J/IS:I' , FAN LC%F\(’)E}L\' 90W-10P-S 1 BAT VMB YZF(e)s FAIR
SHAEST PAN | GREENHECK | sPN-24-R2 1| CARS Jo| FAIR
XA OST PAN GREENHECK | SPN-24-R2 1| CARS Jo| FAIR
S AN | GREENHECK | sPN-24-R2 1| CARW Jo| FAIR
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EX H\? lI\J/IS:I'leAN GREENHECK| GW120-B 1 CAR.W YZF\C’)S FAIR
EX H'\A‘/l'\J/ISTl FAN GREENHECK | GB-30-15 1 ROOF VM YZF\C’)S FAIR
EX H'\A‘/l'\J/ISTZ FAN GREENHECK | GB-30-15 1 ROOF VM YZF\C’)S FAIR
EX HQ\XAS'_I':% FAN GREENHECK | GB-30-15 1 ROOF VM YZF\(’)S FAIR
EX H'\A‘/l,\J/IST 4 FAN GREENHECK | GB-30-15 1 ROOF VM YZF\C’)S FAIR
EX H'\A‘/l'\J/ISTS FAN GREENHECK | GB-30-15 1 ROOF VM YZF\C’)S FAIR
EX H'\A‘/l'\J/ISTe FAN GREENHECK | GB-30-15 1 ROOF VM YZF\(’)S FAIR
EX H\A/\'\ljS-'IiOFAN GREENHECK GB-10 1 ROOF VM YZF\C’)S FAIR
UI\AH/'I(': (\&/I\H/IEQ\-; 1 CA(‘:%F\I;,IIE R 48L.DT006610| 0886G99951 1 ROOFVM TOO OLD YZF\C’)S GOOD
UI\AH/'I(': (\&/I\H/IEQ\-; > CA(‘:%F\I;,IIE R 481.DT006610 1686614732 1 ROOFVM | TOO OLD YZF\C’)S GOOD
ur\ﬁ/TC 3 . U E;‘L 3 CA(‘:%F\I;,IIE R 48L.DT006610| 1686G14733 1 ROOF VM TOOOLD YZF\C’)S GOOD
U’\A“/.IC.: (\&/HEQ‘-; 4 CA(‘:%F;\,IIE R 481.DT006610 1 ROOF VM TOOOLD YZF\(’)S GOOD
UQI/'(I': %/HIEAL 5 CA(‘:%F\I;,IIE R 48L.DT006610| 0886G99956 1 ROOF VM TOOOLD YZF\C’)S GOOD

AIR DRYER # 3 HAQISIIQISDON 80 100 092112504SIN 1 ROOF VM N/A

AlIR 20
COM PRESSOR #| CHAMPION | R40061727 1 GARAGE YRS GOOD

AIR 20
COM PRESSOR #| CHAMPION | R40001728 1 GARAGE YRS GOOD
UN I\-/I-MH EA IER REZNOR XL140-3-12 | ALF62J7N36915 | 1 GARAGE YZF\(’)S GOOD
UN I\-/I-MH EA '2I'ER REZNOR XL140-3-12 | ALF62J7N36921 | 1 GARAGE YZF\C’)S GOOD
UN I\-/I-MH EA -3r ER REZNOR XL140-3-12 | ALF62J7N36918 | 1 GARAGE YZF\C’)S GOOD
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UN{/T.MH.BE'ﬂER REZNOR | XL140-3-12 | ALF62J7N36916 | 1 | GARAGE YZF(e)s GOOD
NUMEATER | REZNOR | XL140-3-12 | ALF62J7N36917 | 1 | GARAGE o | Goop
NUMETER | REZNOR | XL140-3-12 | ALF62J7N36914 | 1 | GARAGE o | Goop
NG EATER | REZNOR | XL140312 | ALF62J7N36919 | 1 | GARAGE V| GooD
UN{/T.MH.BE'gER REZNOR | XL140-3-12 | ALF62J7N36922 | 1 | GARAGE YZF(e)s GOOD
NU T ER | REZNOR | CEEXL105 | ALF62JEN36906 | 1 | GARAGE o | Goop
UN\'/TM'_*BE'_“lBER REZNOR | CEEXL105 | ALF62J5N36904 | 1 | GARAGE YZF(e)s GOOD
UN\'/TM'_*BE'_“lTlER REZNOR | XL45-3E | ALF62J/N36704| 1 | GARAGE YZF(e)s GOOD
= N |GREENHECK | PBU-30 1 | ROOFVM Jo| FAIR
Ay TN |GREENHECK | PBU-30 1 | ROOFVM Jo| FAIR
=L TN |oREENHECK | GB-144 1 | ROOFVM Jo| FAIR
EXHAVUSSL FAN| GREENHECK|  GB-8-4 1 | ROOFVM YZF(e)s FAIR
EXHAVUSS_TS FAN| GREENHECK| GB-8-4 1 | ROOFVM YZF(e)s FAIR
EXHA\bJsg FAN| GREENHECK|  GB-9-4 1 | ROOFVM YZF(e)s FAIR
A AN | GREENHECK | GB-104 1 | ROOFVM Jo| AR
ONIT EATER | REZNOR | XL753 | ALFISN36911 | 1 | GARAGE o | Goop
ONIT REATER | REZNOR | XL753 | ALFIN36%08 | 1 | GARAGE o | Goop
UN'TVHSE,J;“TER REZNOR XL75-3 | ALFJBN36909 | 1 | GARAGE YZF(e)s GOOD
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UNITVgl_EfTER REZNOR XL75-3 ALFJ5N36910 | 1 | GARAGE YZF(e)s GOOD
UNITVgl_EéA\TER REZNOR XL75-3 ALFJ5N36912 | 1 | GARAGE YZF(e)s GOOD
uN|TVgI_EéATER REZNOR May-83 | ALFJSN36913 | 1 | GARAGE YZF(e)s GOOD
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Equipment List for
Fire Station # 69
1102 W. Belt & Valley Forge
Equipment Manufacturer | Model # Serial # Qty. | Location | Condition | Age
Waitch
Exhaust Fan Broan 1 Office Poor
Chief's
Exhaust Fan Broan 1 Restroom Poor
7
Refrigerator Gibson MRT186RGWO BAB0905567 1 Kitchen Good yIs.
7
Refrigerator Gibson MRT186R6GWO0 1 Kitchen Good yIs.
7
Refrigerator Gibson MRT186R6GWO0 1 Kitchen Good yrs.
7
Refrigerator Gibson MRT186R6GWO0 1 Kitchen Good yIs.
25
Cook Top Wells H-636 12567 1 Kitchen Fair/Poor yrs.
25
Cook Top Wells H-636 12627 1 Kitchen Fair/Poor yrs
25
Double Oven Magic Chef 9825VLV 26657W063WH 1 Kitchen Poor yIs.
7
Ice Machine Scotsman 1 Fair/Poor yIs.
Apparatus 25
Hose Dryer Circulair DL6T 12081 1 Room Fair/Poor yIS.
Apparatus 25
Hose Dryer Circulair DL6T 12085 1 Room Fair/Poor yIs.
Behind
apparatus 5
A/C Unit Trane TTAO080A300CC | R11LOAAH 1 room Good yIs.
450EM- Generator 25
Generator Onan 3R/18864M (G790433691 1 Room Fair yrs.
Air Kellogg- Generator 27
Compressor American B311UB 879655 1 Room Fair/poor yrs.
Right side 27
A/C unit Trane RAUA1003C C79D24130 1 of station Poor yIs.
Right side 7
Water Heater | Maytag 50 Gal. | HX50NQRT5W B02143355 1 of station Fair yIs.
Right side 25
A/C Unit Trane MO8B K79F60602 1 of station yIs.
MCCAOQ066A Right rear 7
Air Handler Trane VOBBA K98H76464 1 of station Fair/Poor yIs.
1
Water Heater State GS650YBRT L04A164825 1 Good yr.
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Building Equipment List for
ROBINSON-WESTCHASE
3223 WILCREST, 77042

Type of | Manufacturer Model No. Serial No. Qty. Location Notes Age of

Equipment Equipment
CH 30GB-075-650AA 1 ROB

BURGLAR

ALARM

PANEL | RADIONICS D7212B1 1 ROB

FIRE
ALARM
PANEL 1 ROB
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Building Equipment List for
Fire Station # 60
2925 Jeanneatta & Clarkcrest
Equipment Manufacturer Model # Serial # Qty. | Location | Condition | Age
Manitowoc Series Apparatus
Ice Machine 320 BY0324A 950760559 1 Room Fair/Poor
Apparatus
Hose Dryer Cirulair SPDL555 9549 1 Room
Apparatus
Hose Dryer Cirulair SPDL555 9551 1 Room
Apparatus Apparatus
Heater Lennox LF24150A1 6395M57374 | 1 Room 10
Drinking Apparatus
Fountain Sunroc NSF4-002 00451732 1 Room Fair/Poor
Single Magic
Oven Chef 1 Kitchen Fair/Poor
Cook top 1 Kitchen Fair/Poor
Vent Hood General Electric 1 Kitchen Poor
Microwave General Electric JE1860WB002 | SA908368K 1 Kitchen Good 4 yrs.
Refrigerator Hotpoint 1 Kitchen Fair/Poor
Refrigerator Westinghouse MRT18NREW1 | BA7005106 1 Kitchen Fair/Poor 8 yrs.
Refrigerator Gibson 1 Kitchen Fair/Poor
Refrigerator Frigidaire Elite 1 Kitchen Poor
Captain’'s
Exhaust Fan Nutone 1 Restroom Fair/Poor
Onan Electric 15RJC- Generator
Generator Plant 3R8/1562P 17C939691 1 Room Fair/Poor
Generator
Water Heater 1 Room Poor
Mechanical
Heat Unit Lennox G12Q5-137-3 5880M04879 | 1 Room Poor
Mechanical
Heat Unit Lennox G12Q5-137-3 5880M04752 | 1 Room Poor
Behind
A/C Unit Lennox HS21-651-1P 5896J28602 |1 station Fair
Behind
A/C unit Lennox HS21-651-1P 5896K29112 |1 station Fair
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Building Equipment List for HPD STOREFRONTS
Clarkcrest
8940 Clarkcrest
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
A/C Furnace Lennox Wethered 1 Roof Bad
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Building Equipment List for
Fire Station #28
3100 Chimney Rock-Delores
Equipment Manufacturer | Model Serial # Qty Location Notes Condition | Age
Water
Fountain N/A N/A N/A 1 Apparatus Fair 9 yrs.
Wash Mech.
Machine N/A N/A N/A 1 Room Fair 4 yrs.
Refrigerator Tappan MRT18GRWO | BA607150920 | 1 Kitchen Poor 9 yrs.
Refrigerator Tappan N/A N/A 1 Kitchen Fair 5 yrs.
NRT18NREW
Refrigerator | White W 1 BA70504210 1 Kitchen Fair 8 yrs.
18
Stove Top Wells H-636 N/A 1 Kitchen Fair yIs.
18
Oven N/A N/A N/A 1 Kitchen Poor yIs.
7
Microwave Menu master N/A N/A 1 Kitchen Fair yIs.
Water 18
Fountain N/A N/A N/A 1 Kitchen Paoor yIs.
Mechnical
Ice Machine Manitowoc N/A N/A 1 Room G103892 | Good 4yrs.
SBT100199NE Mechnical
Water Heater | Turbo T SF F87312639 1 Room Good 6 yrs.
Mechnical 18
A/C Unit Super Saver Carrier N/A 1 Room Fair VIS.
Mechnical 18
A/C Unit Super Saver Carrier N/A 1 Room Good VIS.
Mechnical 18
A/C Unit Super Saver Carrier N/A 1 Room Good VIS.
18
A/C Unit Super Saver Carrier N/A 1 Mechnical Good VIS.
18
Heater Hastings N/A N/A 1 Apparatus Good VIS.
18
Heater Hastings N/A N/A 1 Apparatus Good yIS.
Generator 20
Clothes Dryer | Kenmore N/A N/A 1 Rm. Poor VIS.
Generator G00511 18
Generator Onan N/A N/A 1 Rm. 4 Good VIS.
Hose Dryer
Washer Ssirculair N/A N/A 1 Apparatus Poor 18yrs.
Hose Dryer Circulair N/A N/A 1 Apparatus Fair 18yrs
18
Hose Dryer Circulair N/A N/A 1 Apparatus Fair VIS.
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Building Equipment List for
JUNGMAN
5830 WESTHEIMER, 77057
Type of Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
AHU CARRIER 40RR016510 K493992 1 JUN
AHU CARRIER 40RR016510 K493998 1 JUN
AHU CARRIER 40RR016510 K493996 1 JUN
BURGLAR
ALARM
PANEL RADIONICS D7212B1 1 JUN
FIRE
ALARM
PANEL 1 JUN
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Equipment List for
METROPOLITIAN MULTI-SERVICE CENTER 1475 WEST GRAY

Equi pment Equip # Location | Serial # Model Weight | Rating Sizel Manufacturer Age | Condition
Name Cap.
ROOFTOP MRTU #1 0487G5 50CD004650 POOL PAK 1995 | Good
UNIT 2349 NA SWHP-

941101P | 190-12E
COMPRESSO M COMP RTU #1 3PH 3TON
R(1) 460V
COND. FAN M MOTOR | RTU#1 1PH
MOTOR (1) 460V
BLOWER M MOTOR | RTU#1 1PH
MOTOR (1) 460V
ROOFTOP M RTU #2 X69527 50DP012600 YORK 1995 | Good
UNIT 3 NBCM
WESTSIDE D1PA0O2 | 010392

4 AOUD
COMPRESSO M COMP RTU #2 3PH 10
R(2) 460V TON
COND. FAN M MOTOR | RTU#2 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU#2 1PH
MOTOR (1) 460V
ROOFTOP MRTU #3 0787661 | 50CVv008600 CARRIER 1987 | Good
UNIT 834 VA
COMPRESSO MCOMP RTU #3 3PH
R 460V
COND. FAN M MOTOR | RTU#3 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU#3 1PH
MOTOR (1) 460V
ROOFTOP MRTU #4 N79598 50DF028 620 | 3PH CARRIER 1987 | Good
UNIT 5 NA 460 V
COMPRESSO M COMP RTU #4 3PH 25 CARRIER
R(2) 460V | TON
COND. FAN M MOTOR | RTU #4 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU #4 1PH
MOTOR (1) 460V
ROOFTOP MRTU #5 N-94349 | 50DPO 14600 | 3PH CARRIER 1987 | Good
UNIT N79434 460V

9
COMPRESSO M COMP RTU #5 3PH 10
R(1) 460V TON
COND. FAN M MOTOR | RTU #5 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU#5 1PH
MOTOR 460V
ROOFTOP MRTU #6 N79598 50 DFO28 3PH CARRIER 1987 | Good
UNIT 4 620 460V
COMPRESSOR | MCOMP RTU#6 3PH 25 CARRIER
%) 460V TON
BLOWER M MOTOR | RTU #6 1PH
MOTOR (1) 460V
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Equipment List for
METROPOLITIAN MULTI-SERVICE CENTER 1475 WEST GRAY

Age | Condition

Equi pment Equip # Location | Seria # Model Weight | Rating Size/ Manufacturer
Name Cap.
ROOFTOP M RTU #7 X69824 | 500P016 600 | 3PH CARRIER 1987 | Good
UNIT 9 460V
COMPRESSOR | M COMP RTU #7 3PH

460V
COND. FAN M MOTOR | RTU #7 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU #7 1PH
MOTOR 460V
ROOFTOP M RTU #8 Y69546 | 50DF024620 20TON | CARRIER 1987 | Good
UNIT 6 AA
COMPRESSOR | M COMP RTU #8 3PH

460V
COND. FAN M MOTOR | RTU #8 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU #8 3PH 5HP
MOTOR (1) 460V
ROOFTOP M RTU #9 Y695 50DF024620 20TON | CARRIER 1987 | Good
UNIT 468 AA
COMPRESSOR | M COMP RTU #9 3PH
(1) 460V
COND. FAN M MOTOR | RTU#9 1PH
MOTOR (2) 460V
BLOWER M MOTOR | RTU#9 1PH
MOTOR (1) 460V
ROOFTOP M RTU 0787G6 | 50Cv008600 | 3PH CARRIER 1987 | Good
UNIT #10 1833 VA 460V
COMPRESSOR | M COMP RTU 3PH
(1) #10 460V
COND. FAN M MOTOR | RTU 1PH
MOTOR (2) #10 460V
BLOWER M MOTOR | RTU 3PH
MOTOR (1) #10 460V
ROOFTOP POOL RTU#1 | 195587 | CD5069VH | 3PH WITT 1995 | Good
UNIT PACK Jo4 460V

CONSENS
OR
ROOFTOP RTU #1 CARRIER 1987 | Good
UNIT
HOT WATER DSE-65-9 5087- DSE-65-9 65 GAL. | A.O. SMITH 1987 | Good
HEATER 19716
Y3
HEAT PUMP MMSC R695875 | 38 CARRIER 1987 | Good
#1 AQO16
600

HEAT PUMP MMSC T696663 | 38AQ01 CARRIER 1987 | Good
#2 6 600
HOT WATER MMSC 5876096 | G25640 400 Pv1 1987 | Good
HEATER 1 0ATP GAL
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Equipment List for

METROPOLITIAN MULTI-SERVICE CENTER 1475 WEST GRAY

Age | Condition
Equi pment Equip # Location Serial Model Weight | Rating Size/ Manufacturer
Name # Cap.
WATER POOL EBFSA-18 BELO ELKAY 1987 | Below Average
FOUNTAIN #1 AREA w
AVER
AGE
LOUNGE EBFSA-18 ELKAY 1987 | Good
WATER GOOD
FOUNTAIN #2
BETWEE BFC- 7FS GOOD HALSEY 1987 | Good
WATER N ROM TAYLOR
FOUNTAIN #3 133 & 134
WATER HALLWA
FOUNTAIN #4 Y BFC-7FS GOOD HALSEY 1987 | Good
ACROSS TAYLOR
FROM
WORKOU
T ROOM
WATER HALLWA HALSEY 1987 | Good
FOUNTAIN #5 Y BFC-7FS GOOD TAYLOR
ACROSS
FROM
WORKOU
TRM
WATER NEXT TO HALSEY 1987 | Good
FOUNTAIN #6 PAY BFC-7FS GOOD TAYLOR
PHONE
WATER DAYCAR BELO HALSEY 1987 | Below Average
FOUNTAIN #7 ELOBBY BFC-7FS w TAYLOR
AVER
AGE
ACROSS
WATER FROM RM BFC-7FS GOOD HALSEY 1987 | Good
FOUNTAIN #8 144A TAYLOR
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Fire Station #3
3735 W. Alabama & Cummins
Equipment Manufacturer | Model Serial # Qty. Location Notes Condition | Age
Air Compressor | Turbo VRV5-8 R0027042 1 Apparatus Good lyr
Ice Machine Manitowoc S320 000221215 1 Apparatus Good 1yr
Water Fountain Elkay N/A N/A 1 Apparatus Good lyr
Water Fountain | Elkay Handicap | N/A N/A 1 Apparatus Good 1yr
Heater Lennox N/A N/a 1 Apparatus Good 1yr
Heater Lennox N/A 6393L24222 |1 Apparatus Good 1yr
DCs-
Stove Top Thermador RS364GD 02C0054C 1 Kitchen Good 1yr
Stove Hood Thernador PHI4806 99000028 1 Kitchen Good 1yr
Microwave Amana RFS12MPS | 0103204162 | 1 Kitchen Good 1yr
JIrs181BMB
Refrigerator General Electric | RWW FD502789 1 Kitchen Good lyr
Refrigerator General Electric | N/A N/A 1 Kitchen Locked | Good lyr
Refrigerator General Electric | N/A N/A 1 Kitchen Locked | Good lyr
Refrigerator General Electric | N/A N/A 1 Kitchen Locked | Good lyr
Generator
Generator ? N/A N/A 1 Room Locked | Good lyr
Mechanical
A/C Unit ? N/A N/A 1 Room Locked | Good lyr
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Building Equipment List for
LOOSCAN
2510 WILLOWICK DRIVE, 77027
Type of | Manufacturer | Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
AHU CU#1 RA1003E| 1 LOO
AHU CU#154-42965 | 1 LOO
9BHP 53267
RENEWAL
02/5/04 #3812
BLR 7-GB16 53267 3812 ABP| 1 LOO ABP DUE 12/31
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 1 LOO
FIRE
ALARM
PANEL N/A N/A N/A LOO N/A
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Building Equipment List for
Fire Station #16
1700 Richmond
Ty'pe of Manufacturer Model | Serial # Qty. | Location Notes | Condition | Age
Equipment
387AE012 Needs
A//C Unit Carrier 500 L897114 1 Outside servicing Fair
387AE012
A//C Unit Carrier 500 L897115 1 Outside Good
Needs
Apparatus fan
Hose Dryer Circulair 692L 11971 1 Room motor Bad
Needs
Apparatus electric
Hose Dryer Ciculair 692L 11952 1 Room cord
Needs
450EM3R Generator exhaust
Generator Onan 118869M A790385500 1 Room pipe Good
Needs
sight
Apparatus glass,
Compressor Century 11 234112N3 3QT436557 1 Room service
Apparatus Not
Furnace Carrier 1 Room working Old
Water Apparatus Not
Fountain 1 Room working Old
58GA2503 Mechanical
Furnace Carrier A 07A00469 1 Room Fair
58GA2503 Mechanical
Furnace Carrier A 1 Room Fair
Apparatus
Furnace Carrier 1 Room Old
SBT10019 Mechanical 15
Water Heater State ONETIF D93126073 1 Room yrs.
Ice Machine Ice-O-Matic 1 Fair
Refrigerator Magic Chef 1 Kitchen Locked
Refrigerator General Electric 1 Kitchen Locked
Refrigerator Kenmore 1 Kitchen Locked
Refrigerator General Electric 1 Kitchen Locked
Stove Top Wells H630 012500 1 Kitchen
LED
FEB75502 display
Double Oven Frigidare 68 NF72100423 1 Kitchen broken Fair
Microwave Menamaster FS11 9612146319 1 Kitchen Fair
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Building Equipment List for
South Central Police Station (McNair),
2202 St. Emanuel

Type of i
Eylai Cent Manufacturer Model Serial # Qty. Location Note;( Age
quip Condition
10
Air conditioning GOODMAN PG120250-3BREVC 9204045297 1 Roof Fair Years
KL399785294 2
Window Unit AIRTEMP B3J12E2A-Y 9 1 Good Years
SRXVBL1155 2
Window Unit AIRTEMP HCB12ATXSI11AG M 1 Good Years
10
Air conditioning GOODMAN PG090200-3BREVC 9204078193 1 Roof Poor Years
10
Air Conditioning GOODMAN PG0OP02200-3BREV-C 9206070816 1 Roof Poor Y ears
10
Air conditioning GOODMAN PG0900200-3BREV-C | 9204078192 1 Roof Poor Years
STAT COURIER 10
Water Heater 510 CV101SMS8KO0 J94923313 1 Mech. Room Poor Years
RU099730725 8
Water Heater RUUD PEP10-1 8 1 Mech. Room Fair Years
RU069830262 8
Water Heater RUUD PEP10-1 6 1 Mech. Room Fair Years
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BUILDING EOUIPMENT LIST

FIRE MUSEUM
2403 MILAM
Equipment | Manufacturer | Model Serial # Qty. | Location Notes | Condition | Age
Refrigerator Kenmore 7685610 E74341912 1 Kitchen Good
Oven Whirlpool RDE1300G2 | M92530039 1 Kitchen Good
Microwave Sharp 1 Kitchen Good
Stove Top &
Vent Whirlpool V20 1 Kitchen Good
Hot Water RV1M0880903
Heater Pacemaker RP10P41 46 1 Kitchen Good
Furnace Nothurp EF2122 235101 1 Rest room Good
Not
Display hooked
Furnace Janitrol 1 entrance up
A/C Unit Heil CA5536VKO02 | L990420147 1 Outside Good
BTC030B100
A/C Unit General Electric Co 218810U14 1 Outside Good
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Complete
Building Equipment List for
George R. Brown Police Station
1001 Avenida de las Americas, 77010
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Desk Area

Leased — GRBC Handles Everything Except Changing Light Bulbs Around
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Complete
Building Equipment List for HPD STOREFRONTS
Near town
802 Westheimer
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age

AJC Unit Lennox 12ACB36-4P 5899K 32037 1 Outside Good
AJC Unit Lennox 12ACB36-4P 5899532028 1 Outside Good
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Building Equipment List for
MONTROSE
4100 MONTROSE BLVD, 77006
Type of | Manufacturer | Model No. Serial No. Qty. Location Notes Age of Equipment
Equipment
AHU 2487500862 1 MON
CH 30GB070 1 MON
BURGLAR
ALARM
PANEL | RADIONICS | D7212B1 1 MON
FIRE
ALARM
PANEL 1 MON
ELEVATOR 1 MON
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Building Equipment List for
Fire Station #7
1402 Elgin & Austin
Equipment | Manufacturer | Model | Serial # Qty. | Location Notes | Condition | Age
A/C
(window) EK1253
Unit Friedrich 3A JHKS00435 | 1 Watch Office Fair 5yrs
M-
GGHE-
Auto Power 563409 Generator
Generator Generator 1 K030572120 |1 Room Good 2 yrs
IceMachine | Manitowoc S320 N/A 1 Mechanical Good 5yrs
A/C Unit N/A N/A N/A 1 Mechanical Fair 36 yrs
Water Locker Room
Heater Turbo State CMSF9 | 7104 1 Closet Good 5yrs
Water
Fountain Halsey Taylor N/A N/A 1 Lounge Good 36 yrs
Stove Top Wells H-636 0-15448 1 Kitchen Good 8 yrs
Stove Top Wells H-636 0-15446 1 Kitchen Good 8 yrs
General JKP278
Oven Electric 0 D6629690 1 Kitchen Good 4 yrs
Whirlpool D ET20DK
Refrigerator shift XVW02 | E92728387 1 Kitchen Good 16 yrs
MRT18
GRGW
Refrigerator Gibson ®) BA80905526 | 1 Kitchen Good 7yrs
Refrigerator Hot Point E Shift | N/A N/A 1 Kitchen Fair 23yrs
Refrigerator Gibson N shift N/A N/A 1 Kitchen Fair 23yrs
Hose Dryer N/A N/A N//A 1 Apparatus Fair 23yrs
Hose Dryer N/A N/A N/A 1 Apparatus Fair 23yrs
Heating Unit | N/A N/A N/A 1 Apparatus Fair 23yrs
Clothes
Washer N/A N/A N/A 1 Apparatus Poor 9yrs
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Building Equipment List for
CLAYTON HOUSE
5300 CAROLINE, 77004
Type of Manufacturer Model No. Serial No. |Qty.| Location Notes Age of
Equipment Equipment
AHU RCV600460 1 CLH
AHU RCV600459 1 CLH
CH 09DC04450 7287214 1 CLH
BURGLAR
ALARM
PANEL |RADIONICS D7212B1 1 CLH
FIRE
ALARM
PANEL CLH
ELEVATOR 1 CLH ELEV-CLAII
AHU 40RS008520 6416415 1 CLG
AHU 40RS014540 71111243 1 CLG
AHU 40RS008520 6416414 1 CLG
CH CARRIER RAS-103A 9J-05027 1 CLG
FIRE
ALARM
PANEL 1 CLG
ELEVATOR 1 CLE ELEV-CLAI
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Equipment List for
RIVERSIDE HEALTH CENTER 3315 Delano

Equi pment Equip # Location Serid # Model Weight Rating Size/Cap. | Manufacture Age | Condition
Name
Rooftop A/IC | RTU #1 ADMINI 0195G30272 | 48HJD CARRIER 2005 | Excellent
STRATIO 0081
N
Rooftop A/IC | RTU #2 LOBBY 4994F25106 | 48TJD SERIE CARRIER 2005 | Excellent
016 S610
YA
Rooftop A/IC | RTU #3 CHEST 2495F54076 | 48TJD SERIE CARRIER 2005 | Excellent
016 S610
YA
Rooftop A/IC | RTU #4 ST.D 4894F23717 | 48TJD SERIE CARRIER 2005 | Excellent
016 S
610
YA
Rooftop A/IC | RTU#5 AUDITO | 4994G30623 | 48HJD 621 CARRIER 2005 | Excellent
RIUM 008
Rooftop A/IC | RTU#6 WELL 4894F23710 | 48TJD SERIE CARRIER 2005 | Excellent
CHILD 016 S610
YA
Rooftop A/IC | RTU #7 DENTAL | 2095G30261 | 48HJD 631 CARRIER 2005 | Excellent
008
Rooftop A/IC | RTU #8 CHEST 96JHGN365 | 12254 RH-20-3- AAON 2005 | Excellent
EO-232
OAOTE
000HO0000
B
Hot Water MECH MA 100 GAL | AMERICAN Good
Heater RM. 199100
Water Next to EWA-14 Good Elkay 1975 | Good
Fountain # 1 Room 239
Childrens Next to Good Elkay 1975 | Good
Water Room 239
Fountain #2
Water Front EWA - 14 Good Elkay 1975 | Good
Fountain #3 Lobby
Entrance
Childrens Front Good Elkay 1975 | Good
Water Lobby
Fountain #4 Entrance
Water Next to EWA -14 Good Elkay 1975 | Good
Fountain #5 Front
Reception
Desk
Water Next to EBFSAS- Good Elkay 1975 | Good
Fountain # 6 Front 1A
Reception
Desk
Water Near EWA - 14 Good Elkay 1975 | Good
Fountain # 7 Room 114
Water Near Poor Elkay 1975 | Poor
Fountain #8 Room 114

Page 260 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

4
¥ ppr

Click Here & Upgrade
Expanded Features
Unlimited Pages

Complete
Building Equipment List for
FLORES
110 N. MILBY, 77003
Type of Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
39LF06BA-
AHU CARRIER CLECMNT9 3804F59983 1 FLO
39LF12BA-
AHU CARRIER CYECHJ19 3804F59976 1 FLO
39LF12BA-
AHU CARRIER CHECHJA9 3804F59979 1 FLO
19BHP
209948CE
RTIFICA
TE
EXPIRED
BLR 63 8718453 1 FLO 12/05/03
CH 09RP27-3-64 8120102180 1 FLO
WP TFCO FI1207E2CAHILOB|  297552-11 1 FLO
WP TFCO FI1207E2CAHILOB|  297552-11 1 FLO
WP TFCO FI11206E2BAHILOB 257882-12 1 FLO
WP TFCO FI11206E2BAHILOB 297552-12 1 FLO
WP RBI 33DW0750NASSO 100333349 1 FLO
BURGLAR
ALARM
PANEL FLO
FIRE
ALARM
PANEL FLO
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Complete
Building Equipment List for HPD STOREFRONTS
Ripley House,
4401 Navigation
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
RCHA-
Furnace Rheem 60A1GH24G M0497 1 Electrical Room Good
A/C Unit Carrier 38CK060570 0302E02526 1 Roof Good
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Buildina Eauipment List for

Fire Station #20

6902 Navigation & M. Garcia
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
HX50NQR Boiler
Water Heater | Maytag T C03213508 |1 Room Fair 3 yrs.
Boiler Ajax WGB4505 | 81974 1
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Buildina Eauioment List for
Fire Station # 18
619 Teleohone & Lockwood
Equipment Manufacturer | Model Serial # Qty. Location Notes Condition | Age
Water 28
Fountain Halsey Taylor N/A N/A 1 Apparatus Fair yrs
7
Ice Machine Manitowoc S320 990621539 1 Apparatus Fair yrs
28
Hose Dryer Circul-Air Corp. | N/A N/A 1 Apparatus | G103590 | Fair yrs
28
Heater Duncun N/A N/A 1 Apparatus Fair yrs
7
Stove Top Thermador N/A N/A 1 Apparatus Good yrs
7
Stove Hood Thermador N/A N/A 1 Kitchen Good yrs
7
Microwave Amana RFS12MPS P1324704M 1 Kitchen Good yrs
7
Oven Amana A0GD2750E 01D8267798 1 Kitchen Good yrs
Magic Chef D 4
Refrigerator shift CTB1925DRM | 11935935WW | 1 Kitchen Good yrs
Magic Chef A
Refrigerator shift N/A N/A 1 Kitchen Good 4yrs
Magic Chef B
Refrigerator shift N/A N/A 1 Kitchen Good 4yrs
Refrigerator Magic Chef N/A N/A 1 Kitchen Good 4yrs
Generator
Generator N/A N/A N/A 1 Room L ocked 7yrs
Generator 28
A/C unit N/A N/A N/A 1 Room Locked yrs
Universa 28
Water Fountain | Commercial N/A N/A 1 Apparatus Good yrs
Exterior of 28
A/C Unit York HACE09A25C | NHKM092675 1 bldg. Good yrs
Exterior of 28
A/C Unit York HACE09A25C | SHKM092676 1 bldg. Good yrs
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Equipment List for
Magnolia Multi-Service Center and Health Center 7037 Capital
Equi pment Name Equip # Location Serid # | Model Weight Rating Size/Cap. | Manufacture Age Condition
CHILLER MMSCM BACK T29748 | 30GA10 CARRIER 1981 Below Average
FC#1 YARD 3 5620
COMPRESSORS MMSCM FC#1 3PH
@) COMP 460
FAN MOTORS MMSCM FC#1 MARATHON
@) MOTOR
BELTS(2) MMSCM FC#1 3R3VX
BELT 1060
CHILLER MMSCM BACK X290 30GA10 CARRIER 1981 Below Average
FC#2 YARD 650 5620
COMPRESSORS MMSCM FC#2 3PH
@) COMP 460
FAN MOTORS MMSCM FC#2 213T 75HP 1760 3PH208 WEGMOTOR
2 MOTOR 1189 RPM 230460V
BELTS(2) MMSCM FC#2 3R3VX
MOTOR 1060
CHILL WATER MMSCM BACK BB300871B5 190GPM | TACO 1981 Good
PUMP PUMP #1 YARD B2DO
MOTOR MMSCM PUMP #1 3N732 3HP 1750 FR182T DAYTON
MOTOR RPM
CHILL WATER MMSCM BACK BB300871B5 190GPM | TACO 1981 Good
PUMP PUMP #2 YARD B2DD
MOTOR MMSCM PUMP #2 939000761 3PH230/ | 3PH230/ | FR182T BALDOR
MOTOR 460 460
SUB WATER MMSCM PUMP BB250876B5 128GPM | TACO 1981 Good
PUMP PUMP #5 ROOM B2EO
MOTOR MMMSCM SUB R102M 3PH230/ | 1715 FR184T us
MOTOR PUMP #5 460 RPM ELECTRIC
SUB WATER MMMSC PUMP A416250224 84GPM FRB5 TACO 1981 Good
PUMP MPUMP #2 ROOM
MOTOR MMMSCM SUB M3108SPEC 3HP 1740 FR182T MAGNETEK
MOTOR PUMP #2 RPM
SUB WATER MMMSC PUMP 42BH 40GPM FRAS5 TACO 1981 Below Average
PUMP MPUMP #1 ROOM
MOTOR MMMSCM SUB IDE35 R102M 15HP 1745 FR1457 DAYTON
MOTOR PUMP#1 | 8U07U RPM
116
AIR MMMSCM PUMP A416250224 2Y2X2% | QUINCY 1982 Good
COMPRESSOR AIRC ROOM
MOTOR MMMSCM AIR W 882 M3108SPEC 3412388 | 1725 FR56 BALDOR
MOTOR COMP 72 RPM
FAN COIL UNIT MMMSC 2\P 42BH 3PH CARRIER 1981 Good
MFCU #1 FLOOR 480V
CENTER
WING
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Equipment List for
Magnolia Multi-Service Center and Health Center 7037 Capital

Equi pment Equip # Location Seriad | Model Weight Rating Size/Cap. | Manufacture Age | Condition
Name #
FAN COIL MMMSC | 2"° FLOOR 42BH 3PH CARRIER 1981 | Good
UNIT MFCU#2 | LOBBY 480V
FAN COIL MMMSC | 2"° FLOOR 42BH 3PH CARRIER 1981 | Good
UNIT MFCU#3 | CENTER 480V

WING
FAN COIL MMMSC | 2"° FLOOR 42BH 3PH CARRIER 1981 | Good
UNIT MFCU#4 | CENTER 480V

WING
FAN COIL MMMSC | 2"° FLOOR 42BH 3PH CARRIER 1981 | Good
UNIT MFCU#5 | CENTER 480V

WING
FAN COIL MMMSC | 2"° FLOOR 42BH 1PH CARRIER 1981 | Good
UNIT MFCU#6 | CENTER 120V

WING
FAN COIL MMMSC | 2"° FLOOR 42BH 3PH CARRIER 1981 | Good
UNIT MFCU#7 | CENTER 480V

WING
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #8 CENTER

WING
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #9 CENTER

WING
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #10 CENTER

WING
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #11 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42CE 1PH 120 V CARRIER 1981 | Good
UNIT FCU #12 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #13 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42CE 1PH 120 V CARRIER 1981 | Good
UNIT FCU #14 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #15 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #16 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #17 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #18 CLINIC
FAN COIL MMMSCM | 2"° FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #19 CLINIC WING
FAN COIL MMMSCM | AUD., 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #20 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM | AUD.,CONF. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #21 & STAGE-1%"

FL.
FAN COIL MMMSCM | AUD., 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #22 CONF. &

STAGE-1%

FL.
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Equipment List for

Magnolia Multi-Service Center and Health Center 7037 Capital

Equi pment Equip # Location Seri Model Weight Rating Size/Cap. | Manufacture Age | Condition
Name a #
FAN COIL MMMSCM AUD., 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #23 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM AUD., 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #24 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM AUD., 42CE 1PH 120V CARRIER 1981 | Good
UNIT FCU #25 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM AUD., 42CE 1PH 120V CARRIER 1981 | Good
UNIT FCU #26 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM AUD., 42CE 1PH 120V CARRIER 1981 | Good
UNIT FCU #27 CONF. &

STAGE-1%

FL.
FAN COIL MMMSCM 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #28 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #29 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15FL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #30 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15 FL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #31 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #32 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15 FL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #33 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15 FL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #34 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15 FL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #35 CENTER

DAY CARE

LOUNGE
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Equipment List for

Magnolia Multi-Service Center and Health Center 7037 Capital

Equi pment Equip # Location Serial | Mode Weight Rating Size/Cap. | Manufacture Age | Condition
Name #
FAN COIL MMMSC 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #36 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSC 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #37 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSC 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #38 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSCM 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT FCU #39 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSC 15TFL. 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #40 CENTER

DAY CARE

LOUNGE
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #41 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #42 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #43 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #44 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #45 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #46 CLINIC

WING
FAN COIL MMMSC 15 FLOOR 42BH 3PH 480V CARRIER 1981 | Good
UNIT MFCU #47 CLINIC

WING
EXHAUST MMMSC 12UCOLB 1PH 860 1/6HP COOK Good
FAN MEXF #1 2 120V CFM
EXHAUST MMMSC 21UR5B 1PH 2550 1/2HP COOK Good
FAN MEXF #2 120V CFM
EXHAUST MMMSC 15UCZB 1PH 1300 1/6 HP COOK 1981 | Good
FAN MEXF #3 120V CFM
EXHAUST MMMSC 12UC0O12B | 1PH 730 1/6 HP COOK 1981 | Good
FAN MEXF #4 120V CFM
EXHAUST MMMSC 7UC15D 1PH 125 1/20HP | COOK 1981 | Good
FAN MEXF #5 120V CFM
EXHAUST MMMSC 7UC15D 1PH 140 1/20HP | COOK 1981 | Good
FAN MEXF #6 120V CFM
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Equipment List for
Magnolia Multi-Service Center and Health Center 7037 Capital

Age | Condition

Equi pment Equip # Location Seria Model Weight Rating Size/ Manufacturer
Name # Cap.
EXHAUST MMMSC GEM10N 1PH 75 CFM COOK 1981 | Good
FAN MEXF #7 120V
EXHAUST MMMSC GEM10N 1PH 75 CFM COOK 1981 | Good
FAN MEXF #8 120v
EXHAUST MMMSC GEM10N 1PH 75 COOK 1981 | Good
FAN MEXF #9 120V CFM
EXHAUST MMMSC GEM10N 1PH 75 COOK 1981 | Good
FAN MEXF #10 120v CFM
EXHAUST MMMSC GEM10N 1PH 75 CFM COOK 1981 | Good
FAN MEXF #11 120v
EXHAUST MMMSC DARK GEM10N 1PH120V | 125CFM | 1J20HP | COOK 1981 | Good
FAN MEXF #12 ROOM
EXHAUST MMMSC KILN RM. 12uc2B 1PH120V | 1050 1/6 HP COOK 1981 | Good
FAN MEXF #13 CFM
EXHAUST MMMSC LOUNGE GEM10N 1PH120V | 75CFM COOK 1981 | Good
FAN MEXF #14 1022
EXHAUST MMMSC MEETING GEM10N 1PH120V | 75CFM COOK 1981 | Good
FAN MEXF #15 1043
EXHAUST MMMSC MEETING GEM10N 1PH120V | 75CFM 1/2HP COOK 1981 | Good
FAN MEXF #16 1091
EXHAUST MMMSC MEETING GEM10N 1PH120V | 75CFM COOK 1981 | Good
FAN MEXF #17 2085
EXHAUST MMMSC MEETING GEM10N 1PH120V | 75CFM COOK 1981 | Good
FAN MEXF #18 2076
EXHAUST MMMSC ADMIN GEM10N 1PH120V | 75CFM COOK 1981 | Good
FAN MEXF #19 2088
SUPPLY MMMSCM KITCHEN 21EBS 3PH440V | 2170CFM | 1/2HP COOK 1981 | Good
FAN SF#20
OUTSIDE MMMSCM OUTSIDE TRE24 2555 COOK 1981 | Good
AIR OA #1 X30.3 CFM
OUTSIDE MMMSCM OUTSIDE TRE24 1955 COOK 1981 | Good
AIR OA #2 X24.3 CFM
OUTSIDE MMMSCM OUTSIDE TRE14 710 CFM COOK 1981 | Good
AIR OA #3 X16.2
Water Ist Floor Below Halsey Taylor | 1981 | Below Average
Fountain #1 Average
Water Near 1% Bdow Halsey Taylor | 1981 | Below Average
Fountain #2 Floor Average

Restrooms
Water BFC-7FS Good Halsey Taylor | 1981 | Good
Fountain #3
Water 2" Floor Good Halsey Taylor | 1981 | Good
Fountain # 4 Restrooms
Water 2" Floor Good Halsey Taylor | 1981 | Good
Fountain #5 Restrooms
Water 1% Floor Excellent Halsey Taylor | 1993 | Excellent
Fountain # 6 Health

Clinic near

Nutritionist
Water Daycare Good Halsey Taylor | 1981 | Good
Fountain # 7
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Building Equipment List for
STANAKER
611 S'SGT. MACARIO GARCIA, 77011
Type of | Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
AHU 21CV K86A86623 1 STA
AHU CC0B06/GA R86A86624 1 STA
AHU CC0803 K86A86625 1 STA
AHU CCOBDG/GA K86A86626 1 STA
7 BHP
146584
RENEWAL
2/5/04 3828
ABP DUE
BLR WG300 WG300/3828 ABP| 1 STA 12/31
CH TRANE CGABC503AE10F3 J85L.82989 1 STA
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 STA
FIRE
ALARM
PANEL STA
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Complete
Building Equipment List for
Fire Station #42
8675 Clinton & Mississippi
Equipment Manufacturer Model Serial # Qty Location Notes Condition | Age
MD908550
Microwave General Electric JE1860WB002 | K 1 Kitchen Fair 3 yrs
DF9500007
Double Oven | Tappan 115769 9 1 Kitchen Poor 4 yrs
Stove Top Wells H-636 12589 1 Kitchen Fair/Poor
Stove Top Wells H-636 12590 1 Kitchen Fair
GTS181BMBR
Refrigerator General Electric ww DD504695 |1 Kitchen Fair
Refrigerator General Electric N/A N/A 1 Kitchen Locked | Fair
Refrigerator General Electric N/A N/A 1 Kitchen Locked | Fair
Refrigerator Magic Chef N/A N/A 1 Kitchen Locked | Fair
Ice Machine | Manitowoc S320 990920827 | 1 Apparatus Fair
Space 011818208 Not
Heater N/A BA200A 0 1 Apparatus | Working | Poor
Space 011810201 Not
Heater N/A BA200B 80 1 Apparatus | Working | Poor
Hose Washer | ROTO JET RTJ3 3381 1 Apparatus Poor
Hose Dryer Circulair DL6T 12324 1 Apparatus Poor
Hose Dryer Cirulair DL6T 12326 1 Apparatus Poor
450EM3R2251 | 180052369 Electrical
Generator Onan 8M 4 1 Room Fair/Poor
Air COMMANDAI Electrical
Compressor | Champion R 96472A 1 Room Fair/Poor
A/C Unit Captain’s
(window) Hampton Bay HBQO75 N/A 1 Room Poor
A/C Unit 0996G0085 Rear Of
(window) Carrier 38AKS008501 | 2 1 Station Fair
A/C Split 0980P0360 Rear Of
Systems Carrier 38BA09540 8 1 Station Poor
KGATWO0401H | 1196A2225 Mechanic
Heating Unit | Carrier Sl 7 1 al Room Fair/Poor
3496A1449 Mechanic
Heating Unit | Carrier 58PAV11120 2 1 al Room Fair/Poor
3496a1448 Mechanic
Heating Unit | Carrier 58PAV11120 1 1 al Room Fair/Poor
1396A0528 Mechanic
Heating Unit | Carrier 58PAV11120 4 1 al Room Fair/Poor
Mechanic
Water Heater | State Select E00225470 | 1 al Room Fair
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Equipment List for
TRI-COMMUNITY SENIOR CENTER
9525 CLINTON DRIVE

Equi pment Equip # Location | Serial # Model Weight Rating Sizel Manufacturer Age Condition
Name Cap.
ROOFTOP MRTU #1 NAVM DISS1 YORK 1987 Good
UNIT 043722 80

G2652

88
COMPRESS | MCOMP RTU #1 208-
ORS 230-3-
2 60
ROOFTOP MRTU #2 NNTM DICGO YORK 1987 Good
UNIT 460028 60N08

2A15A
COMPRESS | MCOMP RTU#2 | 208-230-3-60 | 208-
OR (1) 230-3-

60
ROOFTOP MRTU #3 NNTM DICGO YORK 1987 Good
UNIT 460026 60N08

225A
COMPRESS | MCOMP RTU #3 208-
OR (1) 230-3-

60
ROOFTOP MRTU #4 NAVM D2CGO0 YORK 1987 Good
UNIT 055044 36

Bdow

COMPRESS RTU #4 208- 1987 | Average
OR (1) 230-3-

60
ROOFTOP MRTU #5 NAVM DICG YORK 1987 Good
UNIT 048725 120

N1G52

5A
COMPRESS RTU #5 208-
ORS (2) 230-3-

60
Water Near Good Halsey Taylor | 1987 Good
Fountain # 1 Clinic

Area
Water Near Halsey Taylor | 1987 Good
Fountain #2 Kitchen
Area
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Building Equipment List for
Gulfgate W.I.C. Center
7550 Office City Dr., 77012
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased — Building Owner Handles Everything
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Building Equipment List for
Eastside Patrol (Magnolia Police Station),
7525 Sherman
Type of Manufacturer Model Serial # Qt
\ Yo L . Notes /
ation " Age
Equipment 0cation | ;5 ndition 9
12
Emerg. Generator ONAN 175DGFB C960602153 1 Outside Fair Y ears
NJ92-0038394- Mech. Rm. 4
DomWater Heater A O SMITH EDLJ20913 913 1 140 Good Years
12
ACCU.1A YORK H2CE120A46B NHAM 150004 1 Roof Fair Years
12
ACCU.1B YORK H2CE120A46B NHAM 150015 1 Roof Fair Years
12
ACCU.2 PAYNE 569BPX 090000ACAA 2888E17869 1 Roof Fair Years
12
ACCU.3 YORK H1DAO18S06A EBAM039395 1 Roof Fair Years
12
Air Conditioner YORK 02CE180E03646A NHAM 146785 1 Roof Fair Y ears
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P Building Equipment List for
Fire Station #22
7825 Harrisburg
Equipment | Manufacturer | Model Serial # Qty | Location Notes Condition
A/C Window
Unit White WACO053T7A2B | JK81628526 1 Watch Office Fair
Water Apparatus
Fountain Halsey Taylor 1 Room Poor
Generator
Generator Onan 125JC3CR125 06070188141 1 Room Poor
Generator
Water Heater | State E91184460 SBT70360NE9 | 1 Room Poor
Ice Machine Manitowoc 450 970822437 1
Space Apparatus Not
Heater Janitrol 681057 15705 1 Room working Poor
Space Apparatus Not
Heater Janitrol 681057 15706 1 Room working Poor
Vend Hood Broan 42000E 1 Kitchen Poor
Cook-top Magic Chef 1 Kitchen Poor
JRP15WOW4W
Cook-top General Electric | W V6671040 1 Kitchen Poor
Refrigerator | White MRT18NREW1 | BA70504216 1 Kitchen Good
JE1860WB
Microwave General Electric | PROFILE GD904485K 1 Kitchen Good
A/C Heat
Unit Lennox GCS10413751V 1 Roof Fair/Poor
A/C Heat Not
Unit Lennox 1 Roof readable | Fair/Poor
A/C Heat Not
Unit Lennox 1 Roof readable | Fair/Poor
Space
Heater Dravo GF200X 242817 1 Building 77 Fair/Poor
A/C Window
Unit Crofft D024E6H 990304Q454 1 Building 77 Fair
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Complete
Building Equipment List for
HPD Dare Program Storage
5959 Corporate Drive, 77036
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
No Longer is in this building
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Equipment List for
ALIEF WIC 6787 Wilcrest Suite A

Equipment Equip # Location Serial # | Model | Weight | Rating | Size/Caj Manufacture | Age Condition
Name
ROOFTOP ROOFTOP | 1384G99 | 50CHO CARRIER Good
UNIT #1 069 0 6500
ROOFTOP #2 ROOFTOP | 3681G19 | 50D808 CARRIER Good
165 658Q
ROOFTOP #3 ROOFTOP | GA3591 | CAN'T CARRIER Good
G21989 | READ
HOT WATER 50 GAL 9042109 | EFR AMERICAN Good
HEATER 935 90- AMERI
ATO 50752 GLASS
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Equipment List for
Fire Station #10
6600 Corporate Dr.

Equipment Manufacturer Model # Serial # Qty. | Location | Condition | Age
Cook Top Wells H-636 013500 1 Kitchen Fair/Poor
Cook Top Wells H-636 013507 1 Kitchen Fair/Poor
Oven General Electric 1 Kitchen Fair
Microwave Litton 1 Kitchen Fair/Poor
Refrigerator General Electric 1 Kitchen Fair/Poor
Refrigerator General Electric 1 Kitchen Fair/Poor
Refrigerator General Electric 1 Kitchen Fair/Poor
Refrigerator Magic Chef 1 Kitchen Fair/Poor
Drinking Fountain | Wall mount 1 Kitchen Fair/Poor
Mechanical
Water Heater May Tag HX50NQRT5W J01118508 1 Room Fair 7 yrs.
Mechanical
Ice Machine Manitowoc S320 980520030 1 Room Good
P2UGD20N1050 | MGMM09237 Mechanical
Heat Unit Borg Warner 1A 4 1 Room Fair/Poor
P2UGD20N1050 | MKMM11616 Mechanical
Heat Unit Borg Warner 1A 7 1 Room Fair/Poor
P2UGD20N1050 | MKMM11609 Mechanical
Heat Unit Borg Warner 1A 6 1 Room Fair/Poor
Left side of
A/C Unit Carrier 38AKJ009501 0400600053 |1 station Fair
4969M4593 Left side of 12
A/C Unit Roud UAKAQ48CAS 7731 1 station Poor yIs.
Electric
Generator Onan 3r19057M F830666607 | 1 Room Fair/Poor
001085AR21 Electric
Compressor Champion 01 1 Room Fair
Apperatus
Hose Dryer Circulair D012 D6120005 1 Room Fair/Poor
Apparatus
Hose Dryer Circulair D012 D6120064 1 Room Fair/Poor
Apparatus
Drinking Fountain 1 Room Fair/Poor
Apparatus
Heat Unit Reznor XLB4003 1 Room Poor
MEKM Right side
A/C Unit York CDHE3825A 122849 1 of station Poor

Building Equipment List for
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Fire Station #76
7200 Cook Road & Sharpview Dr.
Equipment Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
20
Stove Top Wells H-636 013430 1 Kitchen Poor yIS.
20
Stove Top Wells H-636 013433 1 Kitchen Good yrs.
Oven Magic Chef N/A N/A 1 Kitchen Poor 8 yrs.
20
Refrigerator General Electric | N/A N/A 1 Kitchen Fair yIs.
20
Refrigerator General Electric | N/A N/A 1 Kitchen Good yIS.
20
Refrigerator General Electric | N/A N/A 1 Kitchen Good yIS.
20
Refrigerator General Electric | N/A N/A 1 Kitchen Good yIS.
JE1860B | FG900882 6
Microwave General Electric | H U 1 Kitchen New Good mths
20
Heater N/A N/A N/A 1 Apparatus Poor yIs.
20
Heater N/A N/A N/A 1 Apparatus Poor yIs.
20
Heater N/A N/A N/A 1 Apparatus Poor yIS.
20
Heater N/A N/A N/A 1 Apparatus Poor yIs.
98076805 Mechanica
Ice Machine Manitowoc QY0.324A | 52 1 I Fair 4 yrs.
Mechanica 20
A/C unit Janitorol N/A N/A 1 I Good yIs.
H2CBOO | MAYM110
A/C unit York S25C 327 1 Generator Good 5 yrs.
38AKS00 | 2895G003 5 yrs.
A/C Unit Carrier 8-501 58 1 Generator Good
Equipment Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
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P4USB30 | ENYM203
Air Handler York N19031A 410 Generator Poor 3 yrs.
Hose Dryer 20
Washer Retogeto N/A 3686 Apparatus Fair yrs
20
Hose Dryer CircuAir Electric | N/A 85HD2101 Apparatus Good yrs
20
Hose Dryer Circul Air Electric | N/A 85HD2102 Apparatus Good yrs
C3400243
Washer Kenmore 82371100 | 3 Apparatus Poor 20yrs
20
Water Fountain | N/A N/A N/A Apparatus Good yrs
Water Fountain | N/A N/A N/A Kitchen Poor 20
yrs.
Generator Onan 450EM- H8306725 Kitchen Good 20
BRA4- 80 yrs.
26147

Building Equipment List for
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HENINGTON-ALIEF REGIONAL
7979 SOUTH KIRKWOOQD, 77072
Type of Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
AHU TRANE 1 ALF AHU01 MZ OLD
3819/12.5B
HP/GAS
RENEWAL
2/05/04
3819ABP/ 3819 ABP
BLR AJAX WGM-525-D 195867 1 ALF DUE 12/31 OLD
CH TRANE CGABC304D10 J84B0542 1 ALF CHLRO1 OLD
CH TRANE CGABC304D10 J84B0543 1 ALF CHLRO02 OLD
CH CARRIER 1 ALF CHLRO3 NEW
BELL AND CHW
WP GOSSET 1510 1237485 1 ALF PUMPO1 OLD
BELL AND CHW
WP GOSSET 1510 270908 1 ALF PUMPO02 OLD
BELL AND CHW
WP GOSSET 1 ALF PUMPO3 NEW
EMS JCI 1 ALF NEW
BELL AND HW
WP GOSSET 1510 70956 1 ALF PUMPO1 OLD
BELL AND HW
WP GOSSET 1 ALF PUMPO02 OLD
AHU 1 ALF AHU02 MZ| NEW
FIRE ALARM
PANEL ALF
BURGLAR
ALARM PANEL RADIONICS D7212B1 ALF
Blr
CERTIFICATE
EXPIRES 5/9/04
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Complete
Building Equipment List for
Fire Station # 73
9640 Wilcrest & Bissonnet
Equipment | Manufacturer Model Serial # Qty | Location | Notes Condition | Age
7
Ice Machine | Manitowoc N/A 990920437 |1 Mechanical Good yIsS.
450EM3R1190 | B83064871 22
Generator McGraw-Edison 57M 8 1 Mechanical Good yrs
Air G0116102 22
Compressor | Champion Pt#P-3106B ACS3303430 1 Mechanical | 2 Good YIS.
Water SBF100199NE 22
Heater Turbo Sandblaster | T1 D95250837 |1 Mechanical Good yrs
Water 22
Fountain Haley Taylor N/A N/A 1 Kitchen Good yrs
15
Refrigerator | Magic Chef N/A N/A 1 Kitchen Good yrs
19
Refrigerator | General Electric N/A N/A 1 Kitchen G096479 Good yrs
22
Refrigerator | General Electric N/A N/A 1 Kitchen Good yIs.
22
Refrigerator | General Electric N/A N/A 1 Kitchen Fair yrs
22
Stove Top Wells H-636 D1366 1 Kitchen Good yrs
22
Stove Top Wells H-636 013368 1 Kitchen Good yrs
22
Microwave Amana RFS11MP2 N/A 1 Kitchen Fair yrs
JRP15WOW4 22
Oven General Electric ww AV6428930 |1 Kitchen Good yrs
GTS181BMBR 22
Refrigerator | General Electric WW FDS02787 1 Kitchen Good yrs
Water 22
Fountain Halsey Taylor N/A N/A 1 Apparatus Poor yrs
22
Heater N/A N/A N/A 1 Apparatus Good yrs
Battery 22
Charger Silver Beauty 8610 N/A 1 Apparatus Poor yrs
Hose 22
Washer Circul-Air Electric N/A N/A 1 Apparatus | G011594 | Poor yrs
22
Hose Dryer Circul-Air Electric N/A N/A 1 Apparatus Good yrs
22
Hose Dryer Circul-Air Eletric N/A N/A 1 Apparatus Good yrs
021063849 12
A/C Unit Goodman PGB090210-3 | 4 1 Outside Good yrs
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Complete
Building Equipment List for
Westwood Mall HPD Storefront
9700 Bissonnet #1254, 77036
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased — Mall Handl

es Everything
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Building Equipment List for
Asian Community HPD Storefront
9146 Bellaire, 77036
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Leased — Stripe Mall Handles Everything
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Building Equipment List for
WALTER
7660 CLAREWOOQOD DRIVE, 77036
Type of |Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
AHU CARRIER | 39THHNA-002-AC | 1402F45558 1 WAL CU#1 MJI115
CH CARRIER 30RANO035E601 1602F4828 1 WAL
WP TACC  |FE1507E2C1EALOA 1 WAL
WP TACO |FE1507E2C1E4LOA 1 WAL
BURGLAR
ALARM
PANEL |RADIONICS D9112 1 WAL
FIRE
ALARM
PANEL WAL
DUCT
HEATERS 1 WAL

Page 285 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

Click Here & Upgrade
Expanded Features

&
2
C

PDF Unlimited Pages
omplete
Building Equipment List for
Fire Station # 51
6902 Bellaire & Bintliff
Manufacture Locatio
Equipment r Model # Serial # Qty. | n Condition | Age
Apparatus
Ice Machine Manitowoc QYO0324A 980161248 1 Room Good
Apparatus
Hose Dryer Circulair D633 1037-0197 1 Room Good
Apparatus
Apparatus Heater | Lennox LF24125A2 6397K03500 |1 Room Good
Appartus
Compressor Ingersoll Rand | 234-11/2N1 398548 1 Room Fair/Poor
Ambulanc
Heater Dayton 1 e Bay Good
Mechanic 8
Water Heater State SBT50 65NEO K98487281 1 al Room Good yIs.
Mechanic
Washer Roper RAX423PQ0 CR5273497 1 al Room Good
Mechanic
Dryer Roper RGX5634KQ3 MR1720110 |1 al Room Good
7
Refrigerator Gibson MRT18GRGWO0 | BA80803322 | 1 Kitchen Good yIS.
7
Refrigerator Gibson 1 Kitchen Good yIs.
7
Refrigerator Gibson 1 Kitchen Good yIS.
7
Refrigerator Gibson 1 Kitchen Good yIs.
Double Oven Amana AOGD2750E 0003203346 |1 Kitchen Good
8
Microwave Menomaster FSP11LW 9601258644 | 1 Kitchen Fair yIs.
Cook Top Thermador 1 Kitchen Fair
Vent Hood Thermador 1 Kitchen Fair
Generator
Generator Onan 2539AA 0774837089 |1 Room Fair
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Building Equipment List for
Fire Station #68
8602 Bissonnet
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes Condition | Age
Air Apparatus Not
Compressor Champion VRV5-8 V15012533 1 Room working | Bad
Apparatus
Hose Dryer Circulair 692L 06330059 1 Room
Water Apparatus Missing
Fountain Halsey Taylor WM14A3 930743855 1 Room thecover | Fair
Refrigerator Gibson MRT17CRAWO | LA33516478 1 Kitchen Fair
Refrigerator Gibson MRT17CRAWO 1 Kitchen Fair
Refrigerator Gibson MRT17CRAWO 1 Kitchen Fair
Stove Top Thermadore 1 Kitchen Fair
Double Oven | Amana AO0GD2750E 0003203283 1 Kitchen Fair
Microwave Menn Master FSPO1LW 9601258653 1 Kitchen Fair
Vent Hood Thermadore 1 Kitchen Fair
A/C Unit Carrier 38AKS012501 | 3600600076 1 Kitchen Fair
A/C Unit York LR49182C EMBM 202963 1 Kitchen Fair
A/C Unit York LR49182C EMBM 361275 1 Kitchen Fair
Generator
Generator Cummins DGOK-5634830 | L030575599 1 Room Fair
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Building Equipment List for
Twelve Oaks W.I.C. Center, 3" floor
6700 Béllaire, 77074
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased — Hospital Handles Everything
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BRAESNER WIC 9632 South Braeswood

Equipment List for

Equipment Equip # Location Serial # | Model | Weight | Rating | Size/Caj Manufactur | Age Condition
Name e
INSIDE 1599 FA4A
FURNACE UNIT #1 CLOSET A13976 N BRYANT 1994 Good
F060
INSIDE H994 C06522
FURNACE UNIT #2 CLOSET 32042 ORTV BRYANT 1994 Good
CONDENSOR UNIT #1 ROOFTOP | 1999E 561 BRYANT 1994 Good
13997 CPO60
E
CONDENSOR UNIT #2 ROOFTOP | 1899 561 BRYANT 1994 Good
E22098 | FCPXO0
60
000 AE
AA
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Buildina Eauioment List for
Fire Station # 82
11250 Braesridae & W. Belfort
Equipment Manufacturer | Model Serial # Qty. | Location | Notes Condition | Age
To high
Space Heater Reznor N/A N/A 1 Apparatus inaccessible | F/P
Space Heater | Reznor N/A N/A 1 Apparatus ! F/P
Apparatus |
Hose Dryer Circulair D612 D6120457 1 Floor ! F/P
Apparatus | "
Hose Dryer Circulair D612 D6120458 1 Floor ! Fair
Space Heater | Reznor F25E ATG66M4N40983 | 1 Gear Room Fair
Storage
Space Heater | Reznor F25E ATG66M4N40984 | 1 Room Fair
PRV40NO Storage 14
Water Heater State LSO A95522960 1 Room 39 Gal-Gas Fair yrs
Mechanical 14
Compressor Champion VR16 R105438 1 Room Fair yrs
GSG6491 Mechanical
Generator Onan 6005A 07054G08RA 1 Room Fair N/A
UAKAQ37 Outside of
A/C Unit RUWD CAZ 5776F270206513 1 bldg Left of station | Fair 2002
58PAV070 Mechanical
Heating Unit Carrier 12 3694A16295 1 Room Fair N/A
A/C Unit K S12J10B Sr. Capt.
(window) Friedrich A LBFR18948 1 Room Fair N/A
A/IC Unit KS12J10B
(window) Friedrich A LBFR18925 1 Dorm Fair N/A
11
Microwave Menu Master FSIOEVP 9402210783 1 Kitchen Fair yrs
JRSA80W5 11
Oven General Electric | BB RP514899Q 1 Kitchen F/P yrs
11
Stove Top Wells H-636 015156 1 Kitchen Poor yrs
11
Stove Top Wdls H-636 015151 1 Kitchen Poor yrs
11
Stove Hood N/A N/A N.A 1 Kitchen Poor yrs
Refrigerator General Electric N/A N/A 1 Kitchen Locked Fair 2002
ET18NKX 1
Refrigerator Whirlpoal ANO3 ED3013607 1 Kitchen Fair yrs
11
Refrigerator Whirlpool N/A N/A 1 Kitchen Locked F/P yrs
11
Refrigerator Whirlpool N/A N.A 1 Kitchen Locked F/P yrs
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Equipment | Manufacturer | Model Serial # Qty. | Location Notes Condition | Age
Mechanical | Right of

Heating Unit Carrier 58PAV11120 | 4194A19871 1 Room Station F/P 18yrs
Mechanical “

Heating Unit Carrier 58PAV11120 | 4194A19872 1 Room ) F/P 18yrs
Mechanical “

Heating Unit Carrier 58PAV11120 | 4194A19917 1 Room “ F/IP N/A
Outside of

A/C Unit Carrier 38AKS00B501 | 2894G000024 1 bldg F/P N/A
Outside of

A/C Unit Carriegr N/A N/A 1 bldg F/P N/a
Mechanical

Space Heater Reznol F25E N/A 1 Room Poor 18yrs
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Complete
Building Equipment List for HPD STOREFRONTS
Fondren Police Station
11168 Fondren
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
RLKA-
A/C Furnace Rheem A060CK 006 5673F10215713 1 Roof Good
TCO180A300E
A/C Furnace Trane A N01103318D 1 Roof Good
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Building Equipment List for
Braeburn HPD Storefront
10101 Fondren, 77071
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased — Building Owner Handles Everything
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Building Equipment List for
PW&E Southwest Quadrant
7101 Renwick
Type of Age of
Equipment | Manufacturer Model No. Serial No. | Qty. Location Notes |Equipment
Computer Room| Web
BAS Carrier 1 1* Floor Based 1yr
Unit Out of
Split System Carrier 38AEQ166601 |90891F50892 | 16 tons Roof Top 1 Service
Unit Out of
Split System Carrier 38AE0166601 | 9089F50892 | 16 tons Roof Top 1 Service
Unit Out of
Split System Carrier 38TH04620DL | 3090E48371 | 8 tons Roof Top 1 Service
Package Unit Trane FSHD?2541L.0030 | 391K72431 |25 tons Roof Top 1
Package Unit Trane FSHD2541.0030 | 391K72434 |25 tons Roof Top 1
Package Unit Trane FSHD?2541.0030 | 391K72430 |25 tons Roof Top 1
Package Unit Trane FSHD2541.0030 | 391K72433 |25 tons Roof Top 1
Package Unit Trane FSHD?2541.0030 | 391K7232 |25 tons Roof Top 1
Split System Carrier 38AE016601 N/A 1 Roof Top 1
Split System Carrier 38AE016601 N/A 1 Roof Top 1
Split System Carrier 38TH048620D N/A 1 Roof Top 1
Self Contained Trane FSHDC254L.0030 N/A 1 Roof Top 1
Self Contained Trane FSHDC254L.0030 N/A 1 Roof Top 1
Self Contained Trane FSHDC254L.0030 N/A 1 Roof Top 1
Self Contained Trane FSHDC254L.0030 N/A 1 Roof Top 1
Self Contained Trane FSHDC254L.0030 N/A 1 Roof Top 1
Window Unit Whirlpool ACR124XA1 N/A 1 Mechanic Shop Unknown
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Building Equipment List for
PW&E Southwest Quadrant
7101 Renwick
Type of Age of
Equipment Manufacturer Model No. Serial No. | Qty. | Location | Notes |[Equipment
Water Fountain Halsey Taylor SCWTBA01G 010739637 1 Unknown
Water Fountain Sunroc NSF10-002 99011947 1 Unknown
036170-09-
Ice Maker U-Line ULNB198B-00 0009 1 2 yrs.
036170-09-
Ice Maker U-Line ULNB198B-00 0024 1 2 yrs.
Ice Maker U-Line B198 98-319982 1 2 yrs.
TBX181ABKRW
Refrigerator General Electric w DU501848 1 1 Over 5yrs.
Refrigerator Hot Point CTA12CTB TZ439595 1 Over 5yrs.
Water Heater State Select P63010RT2 H01418851 1 Syrs.
Elevator Over 20 yrs.

*NOTE* #1 in Notes Column indicate — Equipment is scheduled to be replaced in the
upcoming CIP project. Work is projected to begin in FYO6.
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Equipment List for
SOUTHWEST HILLCROFT WIC 6121 Hillcroft Suites D & E
Equipment Equip # Location Serial # | Model | Weight | Rating | Size/Caj Manufacture | Age | Condition
Name
HOT WATER SUSPEND- | RV019D | PLP RUDD 1997 | Excellent
HEATER ED FROM C 15339 | 10-1
CEILING
IN BATH-
ROOM
FURNACE #1 CEILING CAN'T PLP Good
READ 10-1
FURNACE #2 CEILING CAN'T PLP Good
READ 10-1
FURNACE #3 CEILING CAN'T PLP Excellent
READ 10-1
FURNACE #4 CEILING 9110789 | A48-10 JANITROL Excellent
44
CONDENSOR OUTSIDE CAN'T YORK Good
#1 BACK READ
CONDENSOR OUTSIDE CAN'T YORK Good
#2 BACK READ
CONSENSOR OUTSIDE CAN'T YORK Good
#3 BACK READ
CONDENSOR OUTSIDE 9311054 | CK48- JANITROL 1997 | Excellent
#4 BACK 371 1B
ROOFTOP UNIT #1 ROOF H2716 TCC TRANE Good
UNIT 3789 060 F3
ROOFTOP UNIT #2 ROOF H2716 TCCO06 TRANE Good
UNIT A/C 3577 0 F300
BA
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Building Equipment List for HPD STOREFRONTS
Gulfton Area
5980 Renwick
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
A/C Furnace York D2CEQ36A25B HHYM977191 1 Roof Good
4011M 4996526
A/C Unit Rudd UAHEQO36JAS 4 1 Roof Good
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Building Equipment List for
Southwest Police Station
4503 Beechnut

Type of Notes /

Equipment Manufacturer Model Serial # Qty. | Location | Condition | Age
10

Air Conditioning YORK HCE180A25B NNCM 109874 1 Roof Fair Years
10

Air Conditioning CARRIER 38CKB060500 2396E20556 1 Roof Fair Y ears
600,000 Input 10

Boailer WEIL-MCLAIN J5 Series 3 480,000 Output 1 Mech. Room Fair Y ears
10

Air Handler CARRIER 40RR-016-540 3690F33334 1 Mech. Room Fair Years
K2EUOB60A06 10

Fan Coil Unit YORK A NFDS007290 1 Fair Years
75ENTL31701 10

Emerg. Generator ONAN A (880136493 1 Fair Y ears
IAD 10

Air Conditioning CARRIER 50SS-048-301 4595G40640 1 Building Fair Years
IAD 10

Air Conditioning GOODMAN CM60-1EB 910742189 1 Building Fair Years
IAD 10

Window Unit EMERSON 1 Building Fair Years
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Building Equipment List for
Braeswood Communication Site
60 Braeswood @ Chimney Rock, 77096
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of

Equipment Equipment
Wall Unit [Marvair 2

Generator 1

Building Equipment List for

Page 299 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

PDF
omplete

Click Here & Upgrade
Expanded Features
Unlimited Pages

Fire Marshall Office/Arson

60 Braeswood Square, 77096

Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Hot Water
Heater Rheem 81Vv52DC RH110D625441 1 1999
RTU Carrier 50TJ-006-511BA 3000G24218 1 |On Roof 1999
RTU Carrier 50TJ-005-511YA 3300G24169 1 |On Roof 1999
RTU Carrier 50TJ-005-511YA 3000G24170 1 |On Roof 1999
RTU Carrier 50TJ-007-521BA 0500G21389 1 |On Roof 1999
RTU Carrier 50TJ-004-511YA 1600G21044 1 |On Roof 1999

Building Equipment List for
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MEY ER
5005 W. BELLFORT STREET, 77035
Type of | Manufacturer Model No. Serial No. |Qty.[ Location Notes Age of
Equipment Equipment
AHU 494D039602 F1926 1 MEY
CU#3
38BA008450/
CU#3
AHU 494D039602 F1926 1 MEY 1185G17669
6BHP 58051
CERTIFICATE
EXPIRED
BLR WG-250 145889P | 1 MEY 05/23/04
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 MEY
FIRE
ALARM
PANEL MEY
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Building Equipment List for
Fire Station # 33
7100 Fannin & S. Braeswood
Equipment | Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
Water
Fountain Halsey Taylor OVLSEROG 030816999 | 1 Apparatus Good 1yr
Water
Fountain Halsey Taylor OVLSEROG 030616501 | 1 Apparatus Good lyr
Water
Fountain Halsey Taylor OVLSEROG 030816999 | 1 Apparatus Good 1yr
Lawn
Space Maint
Heater Brasch H32401240TK2 | 0300209 1 room Good 2 yrs
A/C Unit 0404B2465 Clean
(Window) Carrier XHC101D 7 1 Rom Good 1yr
Hose Dryer | Circul-Air D612 91125899 1 Apparatus Good 1yr
Hose
Washer Circul-air RTJ-5 27500104 1 Apparatus Good lyr
Compressor | Champion R1011/2 HP R0036924 | 1 Apparatus Good
Space
Heater Brasch H32401240TK2 | 0300210 1 Apparatus Good 2yrs
Space
Heater Brasch H32401240TK2 | 0300207 1 Gear Dorm Good 2 yrs
Space
Heater Trane N/A N/A 2 Apparatus Good 1yr
Exhaust
Removal
Systems Air-Vacuum N/A N/A 2 Apparatus Good lyr
Ice Machine | Manitowoc S420 040121373 | 1 Kitchen Good 1yr
General GTS183BPBR
Refrigerator | Electric BS VFS25307 |1 Kitchen Good 1yr
General
Refrigerator | Electric N/A N/A 1 Kitchen Locked | Good ly
General
Refrigerator | Electric N/A N/A 1 Kitchen Locked | Good lyr
General
Refrigerator | Electric N/A N/A 1 Kitchen Locked | Good lyr
Double 1333703IA
Oven Viking VGDOZ71SS N 1 Kitchen Good lyr
393120080 lyr
Stove Top Thermador PSC3625/02 91 1 Kitchen Good
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Building Equipment List for
Fire Station # 33
7100 Fannin & S. Braeswood
Serial
Equipment Manufacturer Model # Qty | Location | Notes | Condition | Age
031015
Disposable Insinkerator 555SS-1 056228 | 1 Kitchen Good lyr
Stove Hood Captiveair 5424NDI 231200 |1 Kitchen Good 1yr
A/C Unit 1603B2
(window) Carrier HXC101D 0758 1
E03050 Generator
Generator Cummins GGHH5622355 5827 1 Room Good lyr
100
gallon
Water 0202T2 Generator | electri
Heater Ruud HE119-199N 785N 1 Room c Good lyr
4203A4 Mechanica
Heating Unit | Carrier 588TA110 19983 1 | Room Good 2 yrs
4203A4 Mechanica
Heating Unit Carrier 1669 1 | Room Good 2yrs
4203A4 Mechanica
Heating Unit Carrier 1979 1 | Room Good 2yrs
4103A4 Mechanica
Heating Unit Carrier 1957 1 | Room Good 2yrs
4003A4 Mechanica
Heating Unit Carrier 58STA090 2458 1 | Room Good 2yrs
030020 36036000
Space Heater | Brasch H32401240TK2 8 1 81 Good 2yrs
302574 Generator
Exhaust Fan Cook 100W10DH 447 1 Room Good 2yrs
3903E2 Rear Of
A/C Unit Carrier 38ckc0605570 2302 1 Station Good 2yrs
360360 Rear Of
A/C Unit Carrier 38ARZ008 0081 1 Station Good 2yrs
3103E1 Rear of
A/C Unit Carrier 38CKC048560 9533 1 Station Good 2yrs
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Building Equipment List for
Ben Taub Hospital W.I.C. Center
1504 Taub Loop #3182003, 77030
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased -- Hospital Handles Everything
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Equipment List for
CENTRAL LABORATORIES 1115 SOUTH BRAESWOOD

Equipment Equip # L ocatio Serial # Model Weight | Rating | Size/ Manufacturer Age | Condition
Name n Cap.
AIR CL MAHU | BASE- ACME Poor
HANDLING | #1 MENT
UNIT
BLOWER CLM AHU#1 | 7774 M 4307 40 HP 1725 FRAME | BALOOR
MOTOR MOTOR RPM 36411-144
BELTS (6) CLM AHU #1 B 128

BELT

ROLLER

FILTERS CL MFIL AHU #1 20” WIDT
AIR CLMAIR | BASE- 30T- 2-T2NLE TYPE30 | INGERSOLL Good
COMPRESS | C#1 MENT 445699 5S RAND
OR
MOTOR CLM AIR C#1 AM5-1845 TYPE 1730 FR184T | AJAX

MOTOR TDR RPM
BELTS CLM AIRC A-78

BELT #1
AIR CLM BASE- 30T — 2-ST2NLES-S TYPE30 | INGERSOLL
COMPRESS | AIRC #2 MENT 445700 RAND
OR
MOTOR CLM AIRC ATO00504 5HP 1710 FR184T | A.O. SMITH

MOTOR #2 RPM
BELTS(3) CLM AIRC A-78

BELT #2
VACUUM CL M VAC | BASE 30T- 2-2v5503-K TYPE INGERSOLL Good
PUMP #1 -MENT 446533 30 RAND
MOTOR CLM VAC#1 | GO29v0O | 3N 556B 3HP 1740 FR182T | DAYTON

MOTOR 8Vv158 RPM

R138M

BELTS(3) CLM VAC #1 A-78

BELT
VACUUM CL M VAC | BASE- 30T- 2-2V55 D3K TYPE INGERSOLL
PUMP #2 MENT 446534 30 RAND
MOTOR CLM VAC#2 | 36 B0O1- M 3211T 3HP 1725 FR182T | BALDOR

MOTOR 107 RPM
BELTS(3) CLM VAC #2 A-78

BELT
HEATING CLM BASE- 512E C64-30790-2 TYPE HEAD | 1740 RRM AURORA 1965 | Good
WATER PUMP#1 MENT 22x3x12 oJrP FEET
PUMP 90
MOTOR CLM PUMP# | 3715043 | 1044 10HP 1500- FR.256 U

MOTOR F1 1800

RPM

HEATING CLM BASE- SIZE C64-30790-1 TYPE HEAD | 1700 PPM| AURORA 1965 | Good
WATER PUMP#2 MENT 22x3x12 oJrP FEET
PUMP 90
HEATING CLM BASE- 2K3011 | 2KB2A 50 FT 150 G.P.M| WEINMAN 1965 | Good
WATER PUMP#3 MENT 6K41BA | NO723 HD.
PUMP 67 706
MOTOR CLM PUMP 6-32246 | R207 CODE | 1745 FR 184T | COULD

MOTOR #3 5-03 #H260 | RPM CENTURY
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Equipment List for
CENTRAL LABORATORIES 1115 SOUTH BRAESWOOD

Age | Condition
Equipment | Equip # Location | Serid Model Weight Rating | Size/ Cap. | Manufacturer
Name #
EXHAUST CLMEXF | 1% 1272 DESCL 1 TYPE 2820 5/8 TYPE CLARAGE Good
FAN #36 FLOOR CL 23 LSFH RPM LSFH
MOTOR CLM EXF#36 | 1843 uvD 208-230 1725/1 | 1HP¥%HP MARATHON
MOTOR 56T17D537A 460 V 425
L R.P.M
BELT (1) CLM EXF #36 41 300
BELT
EXHAUST CLMEXF | 1% 1272 SERIES 2510 DESCL 1 | 1765 1TYPE CLARAGE Good
FAN #17 ROOF CL-14 RPM LSFH
MOTOR CLM EXF #17 3PH 2N866 Q YaHP 1725/1 | FRF56 DAYTON
MOTOR 208- 425
220/490 RPM
\
BELTS(1) CLM EXF #17 41.280
BELT
EXHAUST CLMEXF | 1% 1272 SERIES 2510 DES1CL 1765 TYPE CLARAGE Good
FAN #16 ROOF CL1 1 RPM LSFH
MOTOR CLM EXG#16 | 144340 | HVF145 1% HP 1745 FR 145T MARATHON
MOTOR 3 TTDR 7029 RPM
DDF1IW
BELT (1) CLM EXF #16 280
BELT
EXHAUST CLMEXF | 1% 1272 SERIES 2510 DEC 1765 TYPE CLARAGE Below Average
FAN #15 ROOF CL2 1CL1 RPM LSFH
MOTOR CLM EXF#15 | CAT PV 1HP 1725 FR 56-70 MARATHON
MOTOR K004 H56T170530 RPM
7ALO
BELT (1) CLM EXF #15 4L 300
BELT
EXHAUST CLMEXF | 1% 3778 SERIES 2600 SIZE 1 1765 TYPE CLARAGE
FAN #40 ROOF CL2 RPM LSFH
AIR CL M AHU | BASE- ACME
HANDLING | #1 MENT
UNIT
CLM
MOTOR MOTOR AHU #1 208- 14 ALL-86 40 HP 1725 FR 36411- BALDOR
220 RPM 1444
440
CLM AHU #1 B128
BELTS(6) BELT
FILTER CLM AHU #1 20”
FILTER ROLLER
W/METAL
LIC
FRAMES
AIR CL M AIR BASE- 30T- 2-5T 2NLES- TYPE 30 INGERSOLL
COMPRESS | C#1/LAB. MENT 445699 | S RAND
OR
MOTOR CLM AIRC#1 | TYPE AM5 3PH 203- 1730 184T AJAX
MOTOR LAB TDR 230/460 RPM
BESB
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Equipment List for
CENTRAL LABORATORIES 1115 SOUTH BRAESWOOD

Age | Condition
Equi pment Equip # Location | Serial # Model Weight | Rating Size/ Manufacturer
Name Cap.
BELTS(3) CLM AIRC# AT8
BELT 1LAB
AIR CLMAIR | BASE 30T- 2-5T 2NLES- TYPE INGERSOLL
COMPRESS | C#2/LAB | MENT 445700 S 30 RAND
OR
MOTOR CLM AIRC 5HP AT 00504 3PH 1710 FR184T | A.O. SMITH
MOTOR #2 LAB 203- RPM
230/46
0
BELTS(3) CLM AIRC AT8
BELT #2/LAB
CHILL CLM BASE- WEINMAN 1965 | Good
WATER PUMP#1 MENT
PUMP
MOTOR CLM PUMP CAT. 6-32117705 60 HP 1770 FR GOULD
MOTOR #1 0684 RPM 364TS CENTURY
CHILL CLM BASE- WEINMAN 1965 | Good
WATER PUMP MENT
PUMP
MOTOR CLM PUMP CAT. 6-321177-05 60 HP 1770 FR GOULD
MOTOR #2 0684 RPM 364TS CENTURY
CHILL CLM BASE- 730156 6AE B6 GPM 6AE- WEINMAN 1965 | Good
WATER PUMP#3 MENT 53 301-
PUMP 6010
MOTOR CLM PUMP 3471 037 F 75HP | 3PN FR184T | 1/5 ELECTRICAL
MOTOR #3 D/P06 230-
PO91R 460
AIR CL M AIR 104217- | 370-7 3Ya HONEYWELL 1970 | Below Average
COMPRESS | C#l L X6x4
OR (2
MOTOR CLM AIRC 37B01 CATM SERIE | 1725 FR213T | BALDOR
MOTOR #1 x54 3311T S678 RPM
BELTS(3) CLM BP 75
BELT
WATER CLM HWH | BASE- 97835 90N 500 AS STEA 500 160 PS1 | NICKELSHIELD
HEATER MENT 490 M15PS | GALS.
1
CONDENS CLM BASE- 78- LHK5-EF AURORA 1965 | Poor
ATE PUMP#2 MENT 07890-2
WATER
PUMP
MOTOR CLM CLM HUD 26 BFFTW 5HP 1740 FR184T | MARATHON
MOTOR PUMP 18477 RPM
#2 RD70
CONDENS CLM BASE- 67612 CAT # 630F DUNHAM
ATION PUMP MEMT BUSH
PUMP
JET PUMP CLM BASE- Z9CAT | 8-151993-20 | Y2HP 3450 FRC56J | CENTURY 1965 | Good
PUMP MENT B511 RPM
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MOTOR CLM CLM 2J184T DEW 1% 1730 FR184C | MARATHON
MOTOR PUMP DR334 HP RPM
#1
SUMP CLM BASE- S074051 | TYPEVCS HTD 100 FMC HYDROPY 1965 | Poor
PUMP PUMP#3 MENT 109 N-SC4 20 GPM
MOTOR CLM CLM 2J1847D | DEW 1%HP | 1730 FR184C | MARATHON
MOTOR PUMP R 344 RPM
#3
SUMP CLM S07405 | TYPE 100 HTD 20 | FMC HYDROPY 1965 | Poor
PUMP PUMP#4 110 VCSN GPM
SC4
MOTOR CLM CLM 2J DEW 1%HP | 1730 FR 184V | MARATHON
MOTOR PUMP 1847DR RPM
#4 344
DIESEL CLM BASE- G166 10 AM0005 TYPE ROPER Good
PUMP PUMP#1 MENT 482 1
MOTOR CLM PUMP SPEC CAT M3108 % HP 3PH FR 56 BALDER
MOTOR #1 34-1238- 203/23
8 ov
DIESEL CLM M BASE- E94885 18 AMO1 TYPE ROPER Good
PUMP PUMP#2 MENT 1
MOTOR CLM PUMP SPEC CAT M3108 % HP 3PH FR 56 BALDOR
MOTOR #2 34-1238- 203/23
8 ov
AIR CL M AHU | BASE- ACME 1965 | Below
HANDLING | #2 MEMT Average
UNIT
MOTOR CLM AHU #2 | 3279103 1HP 1725 FR WESTING-
MOTOR RPM TB56 HOUSE
BELT (1) CLM AHU #2 AP42
BELT
FILTERS CL M FIL AHU #2
AIR CL M AB BASE- SERIES TYPE DESIG | 60 CLARAGE
BLOWER MENT 8356 AL MS NV FAN CORI
BELT
AIR CL AHU BASE ACME 1965 | Below Average
HANDLER #11 MENT
M19
MOTOR CLM AHU ID 51A5 3HP 1725 FR LELAND
MOTOR #11 85559- RPM M213 FARADAY
M730
BELT (1) CLM AHU 2680
BELT #11
FILTERS CL M FIL AHU
#11
AIR CLM BASE ACME 1965 | Below Average
HANDLER AHU#3 MENT
RM 12
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Age | Condition
Equi pment Equip # Location | Serial # Model Weight | Rating Size/ Manufacturer
Name Cap.
MOTOR CLM AHU #3 LELAND
MOTOR FARADA
BELT CLM AHU #3 AP 42
BELT
FILTERS CLMFIL | AHU#3
AIR CL M AHU | 2% ACME 1965 | Below
HANDLER #8 FLOOR Average
MOTOR CLM AHU #8 WAGNER
MOTOR
BELTS(2) CLM AHU #8 B60
BELT
FILTERS ROLL
AIR CL M AHU | 2% THERMAL 1965 | Below
HANDLER #L1 FLOOR Average
EM.S
MOTOR CLM AHU # ID# T249R02 60HP | 1780 FR364T | USELECTRIC
MOTOR L1 F216- RPM
50T11
BELT (5) CLBELT | AHU CP75
#L1
FILTERS CL FIL AHU # ROLLE
(PRE) (20) L1 R AND
24x24x1
AIR CL M AHU | 2% THERMAL 1965 | Below
HANDLER #L2 FLOOR Average
EM.S.
MOTOR CLM AHU# | 0540542 | AT00504 3PH END FR184T | A.O. SMITH
MOTOR L2 60 208 TEFC
230/46
0
BELT (1) CLM AHU # B58
BELT L2
FILTERS (2) CLMFIL | AHU 24x24x2
#L2
AIR CL M AHU | 2% 1-462-03 | CM P211-V THERMAL
HANDLER #L3 FLOOR
EM.S.
MOTOR CLM AHU # 6-323411-03 | 20HP | 1750 FR256T | BOUND
MOTOR L3 RPM CENTURY
BELTS(3) CLM AHU # BP53
BELT L3
FILTERS (3) CLMFIL | AHU# 20x25x2
L3
FILTERS(10) | CLMFIL | AHU# 16x20x2
L3
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Equi pment Equip # Location | Serial # Model Weight | Rating Size/ Manufacturer Age | Condition
Name Cap.
AIR CLMAHU | 37 ACME 1965 | Below
HANDLER #9 FLOOR Average
MOTOR CLM AHU #9 215-65056- SHP 1750/11 | TYPE WAGNER

MOTOR 03 450 RP1

RPM
BELTS(2) B61
FILTERS ROLL
TYPE

AHU #5 CL AHU 1 15552 AV 117 RECOLD 1965 | Below

#5 FLOOR Average
AHU #11 CL AHU BASE 102-02 MT 122 W THERMAL 1965 | Below

#11 MENT 40300 Average
EXHAUST 2510 1965 | Good
FAN #14
EXHAUST 1272C7 2510 1965 | Below
FAN #13 Average
EXHAUST 1272CL 2510 1965 | Below
FAN #12 Average
EXHAUST 1272CL 2510 1965 | Below
FAN #3 Average
EXHAUST 1272CL 2510 CLARAGE 1965 | Below
FAN #4 Average
EXHAUST 1272CL-4 | 2510 CLARAGE 1965 | Below
FAN #5 Average
EXHAUST 1272CL-7 | 2510 CLARAGE 1965 | Below
FAN #6 Average
EXHAUST 2510 CLARAGE 1965 | Below
FAN #7 Average
EXHAUST CLEX ROOF 1272CL-6 | 2510 CLARAGE 1965 | Below
FAN #8 Average
EXHAUST 1272CL-9 | 2510 CLARAGE 1965 | Below
FAN #9 Average
EXHAUST 1272CL-5 | 2510 CLARAGE 1965 | Below
FAN #10 Average
EXHAUST 2510 CLARAGE 1965 | Below
FAN #11 Average
EXHAUST 1965 | Below
FAN #12 Average
EXHAUST 2510 CLARAGE 1965 | Below
FAN #23 -32 Average
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CENTRAL LABORATORIES

1115 South Braeswood
Equipment Name Equip # Location Seria # Model Weight Rating Size/Cap. Manufacture Age Condition
WATER STD BACK SRC-A POOR SUNROC 1965 Poor
FOUNTAIN #1 HALLWAY
WATER STD WAITING BELOW SUNROC 1994 Beow
FOUNTAIN #2 ROOM AVERA Average
GE
FRONT LOBBY HCWCS8 POOR SUNROC 1994 Poor
WATER
FOUNTAIN #3
WATER NEXT TO ROOM SRC-A POOR SUNROC 1965 Poor
FOUNTAIN #4 197
WATER ACROSS FROM GOOD HALSEY 1965 Good
FOUNTAIN #5 ROOM L109 TAYLOR
WATER NEAR ROOM SRC-A BELOW HALSEY 1965 Beow
FOUNTAIN #6 L119 AVERA TAYLOR Average
GE
WATER OUTSIDE BELOW HALSEY 1965 Beow
FOUNTAIN #8 ADMIN AREA AVERA TAYLOR Average
GE
WATER OUTSIDE BELOW HALSEY 1965 Beow
FOUNTAIN #9 ADMIN AREA AVERA TAYLOR Average
GE
WATER NEXT TO ROOM SRC-A POOR SUNROC 1965 Poor
FOUNTAIN #10 208
WATER
FOUNTAIN #11 BASEMENT SCR-A GOOD SUNROC 1981 Good
WATER
FOUNTAIN #12 GOOD HALSEY 1965 Good
BASEMENT TAYLOR
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Fire Station #37
3828 Aberdeen
Equipment | Manufacturer | Model Serial # Qty | Location | Notes Condition | Age
Apparatus
Ice Machine Mantowac S320 00020786 1 Room Good
Apparatus | Needs
Furnace Reznor US100F GA1SN54 1 Room service Bad
Water Apparatus
Fountain 1 Room Fair
Gas Stove Frigid ire FGF335CFTA VF80218677 |1 Kitchen Very old Bad
Microwave Kenmore 5658962690 AEZM?209 1 Kitchen Good
Refrigerator Gibson MRT18GRGWO0 | BA707A3360 | 1 Kitchen Good
Refrigerator Whirlpool 1 Kitchen Good
Mechanica
Furnace Lennox G81220Vv4 5880M051 1 | Room Very old Poor
Mechanica
Generator Onan LTEU303302C 074798168 1 | Room Fair
Mechanica
Water Heater | Maytag HX50NQRT C03213502 1 | Room Fair
A/C Window
Unit Kenmore 10617792190 E94411055 1 Kitchen Fair
A/C Window Watch Needs
Unit Fredrick KS10H10 90G902309 1 Office cleaning Fair
A/C Unit Carrier 1 Roof Weathered | Bad
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STELLA LINK
7505 STELLA LINK, 77025
Type of | Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment

AHU TRANE MCCB035UA0COUB | KO3K42334A | 1 STE
AHU TRANE MCCB014UAOCOUA| KO03K42616A 1 STE
AHU YORK ESP12G1AS 309077 1 STE

RTAA0804YQO01A3D
CH TRANE 0BFGH U03L02637 1 STE
BELL &
WP GOSSET 1510BF10.125 CQ9454-62K30 | 1 STE
BELL &

WP GOSSET 1510BF10.125 CQ9454-01K30 | 1 STE
AHU TRANE MCCB006UAOCOUA | KO03K42610A 1 STE
AHU TRANE MCCB006UAOCO7A | KO03K42621A 1 STE

BURGLAR
ALARM
PANEL | RADIONICS D9412 1 STE
FIRE
ALARM
PANEL 1 STE
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Building Equipment List for
FIRE STATION #21

10515 S. Main-Willow Bend, 77025

Type of | Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
Ice Machine |Scotsman CME-306AS-1A 383527-09R 1 New
RTU Carrier 48TMD012-501BA 3105-G11571 1 New
RTU Carrier 48TMDO008-501BA 3005G40576 1 New
Generator |Cummins DGDB-5634467 LO3D575735 1 New
Heater ADP SEP-145A-S 5605J06203 1 New
Heater ADP SEP-145A-S 5605J00909 1 New
Air
Compressor |Ingersoll Rand 2340-E 0506170170 1 3-2005
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Building Equipment List for
Health Administration Building
8000 N. Stadium Dr
Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age Condition
1984/
Hot Water BRYAN K350 WTG 59018 1 ROOF/ PM In-house and [24YEAR| FAIR
BOILER PENTHOUSE )
Contract repairs | S OLD
ROOF/ 2001/
W. COOLING EVAPCO ATW 153-41 | MO15731 | 1 COOLING | Contract PM and | 4years Good
TOWER .
TOWER services old
E. COOLING ROOF/ 2001/
' EVAPCO AWT 15341 | MO15730 | 1 COOLING | Contract PM and | 4years Good
TOWER .
TOWER services old
W TOWER E10- ROOF/ 2001/
FAN 41 EVAPCO 6206-2RS-JC 3 |01001412GT| 1 COOLING Contract PM and | 4years Good
02 TOWER services old
W TOWER E10- ROOF/ 2001/
FAN #2 EVAPCO |6208-2RS-JC3|01001412GT| 1 COOLING | Contract PM and | 4years Good
02 TOWER services old
E10- ROOF/ 2001/
E'I OWERFAN| " EyaPcO  |6208-2RS-JC3[00102650GT| 1 COOLING | Contract PM and | 4years Good
02 TOWER services old
E10- ROOF/ 2001/
s O VERFANI EvAPCO | 602-2RS-JC3 |00102650GT| 1 | COOLING | Contract PMand | 4years |  Good
02 TOWER services old
Install
REST ROOM | \iARATHON | ©B-24-10- 777783 1 BUILDING IN-HOUSE PM |year1987 Fair
FAN # 1 0475A ROOF .
and repairs /18 years
Install
REST ROOM GB-24-10- BUILDING .
FAN # 2 MARATHON 04T5A 7777084 1 ROOE IN-HOUSE PM |year1987 Fair
and repairs /18 years
ELEVATOR Install
A/C BUILDING .
CONDENSER | CARRIER | 38AE012600 | Y798611 1 ROOE IN-HOUSE pM |vear1987 Fair
. /18 years
#1 and repairs
ELEVATOR install
3804F58883 BUILDING year2004/
A/C COOLING | CARRIER L40RMO12H 7 1 ROOE IN-HOUSE PM | 1 years Good
COIL #1 and repairs old
SPRAY PUMP EVAPCO 3255K045 115305 1 BUILDING | contractor PM and | 2004/ 4 Good
# 1 ROOF repai years old
pairs
SPRAYPUMP 1 evapco AR04 usss2amo | 1 | BUILDING | contractor PMand| 2004/ 4 | 44
# 2 ROOF repai years old
pairs
ELEVATOR A/C BUILDING Install
CONDENSER #2| GOODMAN CK60-4C | 9907408387 | 1 ROOE 1998/ 7 Good
IN-HOUSE PM |Yyears old
and repairs
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
ELEVATOR BUILDING Install
A/C COOLING | GOODMAN A60-00 9901518674 | 1 IN-HOUSE PM | 1998/ 7 Good
ROOF .
COIL#2 and repairs years old
COMPUTER 1987/
LIEBERT FH125AUAO00 | 128181A 1 7TH FLOOR IN-HOUSE PM | 24years Fair
ROOM A/C #1 .
and repairs old
COMPUTER 1987/
LIEBERT CF66A-C00 123036A 1 7TH FLOOR IN-HOUSE PM | 24years Fair
ROOM A/C #2 .
and repairs old
FAIRBANKS 11STLEVEL 1987/ 18 .
FIRE PUMP 28764 K3M1-01600| 1 IN-House PM and Fair
MOSE.INC GARAGE | contract repairs |Ye@rs old
FAIRBANKS 11STLEVEL .
JOCKY 40089474 | 6801-8-BF | 1 IN-House PM and " Fair
MOSE.INC GARAGE Contract repairs
COND-PUMP PEERLESS ROOF/COOLI 1987/18 .
F21050 AF/BF | 429630 1 IN-House PM and Y| Fair
#1 PUMP NG TOWER | contract repairs | €ars old
COND-PUMP ROOF/COOLI .
" F21050 AF/BF 429629 1 IN-House PM and " Fair
#2 NG TOWER | contract repairs
E.STAIR- IN-H PM and y .
FAN#3 STROBIC AIR | TDJ27T2PIY F-2854-3 1 ROOF ouse an Fair
Contract repairs
W.STAIR- " " " :
EAN#4 TDJ27T2PIY F-2854-2 1 . Fair
y IN-House PM and | 2004/ 1
SMOKE FAN STROBIC AIR | TW36K5 Pl/ZY 7236 1 ouse an Id GOOD
Contract repairs | Y&&' 0
WATER-PUMP 1ST LEVEL .
1 BALDOR JMM2514T | Z211140075| 1 GARAGE . 1987 Fair
WATER PUMP " H13529 A027362025 1 " 2000/4ye Good
#2 3F " ars old
ENERCON 84KTAG1127 .
- IN-House PM and
A/C UNIT# 1 HEAT PUMP VW-01 B 1 1ST FLOOR oo 1987 Fair
pairs
A/C UNIT# 2 " AESCHWO0905 [87ETAV0425 1 " " "
30 9 "
A/C UNIT # 3 " SCEHWO09053 [87TETAG0426 1 " " "
02 2 "
A/C UNIT # 4 " SCEHWO06053 | 87DTAG029 1 " " "
02 30 "
A/C UNIT# 5 " SCEHWO6053| 87DTAG029 1 " " "
02 27 "
A/C UNIT # 6 " SCEHWO04953 |87DTAV0314 1 " " "
02 7 "
A/C UNIT # 7 " SCEHC\;\éO3033 87DTAéV0459 1 " " "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
A/C UNIT # 8 " SCEHW09033 [87FTAV0605 1 " " "
02 6 "
A/C UNII #9 " SCEH(\;;OQOS?’ 87TAVO4263| 1 " " "
A/C UNTI # 10 " SCEH\(/)V206053 87DAT02930| 1 " " "
A/C UNIT # 11 " SCEHWO04153 [87FTAV0472 1 " " "
02 3 "
A/C/ UNIT # 12 " SCEHX\;O“E’?’ 87TAVO4714| 1 " " "
A/C UNIT # 13 " SCEHWO00933 |[86FTAK0665 1 " " "
02 6 "
" WPH18454BLF| 48706- " "
A/C UNIT # 1 TA 156156 1 2ND FLOOR .
" WPH12454BLF| 48706- " " "
A/C UNIT # 2 TA 156155 1 .
A/C UNIT #3 " SCEHWO03033 [87FTAB0459 1 " " "
02 4 "
A/C UNIT # 4 " SCEHWO03033 | 87DTAG029 1 " " "
02 27 "
AJC UNIT #5 " SCEHWO03033 [87FTAB0459 1 " " "
02 1 "
A/C UNIT # 6 " SCEHWO04153 [87GTAV0560 1 " " "
02 2 "
A/C UNIT # 7 " SCEHWO04153 |[86FTAV0665 1 " " "
02 6 "
A/C UNIT # 8 " SCEHWO03653 |[86FTAV0665 1 " " "
02 6 "
A/C UNIT # 9 " SCEHWO03653 |87ETAV0373 1 " " "
02 61 "
A/C UNIT # 10 " SCEHWO01933 |[87FTAB0485 1 " " "
02 5 "
A/C UNIT # 11 " SCEHWO04953 |870TAV0314 1 " " "
02 68 "
A/C UNIT # 12 " SCEHWO01933 |[87FTAB0485 1 " " "
02 5 "
A/C UNIT # 13 " SCEH(\;\;O3653 87ETAéV039O 1 " " "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
A/C UINT # 14 " SCEHWO04953 |87DTAV0314 1 " " "
02 7 "
A/C UNIT # 15 " SCEHWO02333 |87/DTAV0314 1 " " "
02 68 "
A/C UNIT# 16 " SCEHWO03653 |[87FTAV0390 1 " " "
02 B "
A/C UNIT # 17 " SCEHWO04153 [87FTAV0472 1 " " "
02 5 "
A/C UNIT # 18 " SCEHWO04953 |87DTAV0312 1 " " "
02 9 "
A/C UNIT # 19 " SCEHWO04953 |[87BTAV0171 1 " " "
02 0 "
A/C UNIT # 20 " ORSI-15005- 1 991 40374 | 1 " " "
THD "
A/C UNIT # 1 " SCEH\CI)V204153 87BTAéV0175 1 3RD FLOOR " "
A/C UNIT # 2 " SCEHWO04953 |[87FTAV0314 1 " " "
02 0 "
A/C UNIT # 3 " SCHEWO04153 |[87FTAV0473 1 " " "
02 5 "
A/C UNIT # 4 " CSEHWO04153 [87FTAV0472 1 " " "
02 8 "
AJC UNIT #5 " SCEHWO04153 [87FTAV0729 1 " " "
02 B "
A/C UNIT # 6 " SCEHWO04153 [87FTAV0471 1 " " "
02 1B "
A/C UNIT # 7 " SCEHWO04153 |87DTAV0315 1 " " "
02 9B "
A/C UNIT # 8 " SCEHWO03653 [87FTAV0471 1 " " "
02 1B "
A/C UNIT # 9 " SCEHWO03653 |87ETAV0374 1 " " "
02 4 "
A/C UNIT # 10 " SCHEWO03653 |87ETAV0373 1 " " "
02 1 "
A/C UNIT # 11 " SCEHWO03653 |87ETAV0374 1 " " "
02 8 "
A/C UNIT # 12 " SCEH(\;\é03653 87ETA'\5V0372 1 " " "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
A/C UNIT # 13 " SCEHWO04953 |87DTAV0315 1 " "
02 6 "
A/C UNIT # 14 " SCEHWO04153 |87BTAV0175 1 " " "
02 2B "
A/C UNIT # 15 " SCEHWO03653 |[87TETAV0372 1 " " "
02 5B "
" SCEHWO03653 |87ETA03745 " " "
A/C UNIT # 16 02 13 1 )
A/C UNIT # 17 " SCEHWO04153 |87FTA04731 1 " " "
02 13 "
A/C UNIT # 18 " SCEHWO04153 |87TAV04732 1 " " "
02 B "
A/C UNIT # 19 " SCEHWO04153 |[87FTAV0473 1 " " "
02 5 "
A/C UNTI # 10 " SCEHWO04153 [87FTAV0471 1 " " "
02 1B "
SCEHWO01933
A/C UNIT # 1 " 02 87FT¢BBO485 1 4TH FLOOR " "
SCEHWO04153
A/C UNIT # 2 " 02 87GTA9V0560 1 " ) " "
SCEHWO04153
A/C UNIT # 3 " 02 87GT2\V0560 1 " ) " "
SCEHWO04153
A/C UNIT # 4 " 0 87GTA9V0560 1 " ) " "
SCEHWO04953
A/C UNIT #5 " 02 87BT§I;/0171 1 " ., " !
SCEHWO01933
A/C UNIT # 6 " 02 87BTAéV0485 1 " ) " "
SCEHWO03653
AJC UNIT # 7 02 87TA\é0373O 1 " ) " "
SCEHW02330
A/C UNIT # 8 " A 86JC%R1002 1 " ) " "
SCEHWO03653
A/C UNIT #9 " 02 87ET'§‘¥0373 1 " 3 " !
SCEHWO03653
A/C UNIT # 10 " 02 87ETOAI;/0375 1 " ., " !
SCEHW02333
A/C UNIT # 11 " 02 86JC§BRlOOZ 1 " 3 " "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
SCEHW04953
A/C UNIT # 12 " 02 87DTA9V9314 1 " " "
SCEHW04953
A/C UNIT # 13 " 02 87DT7A|;/ 03121 4 " " "
SCEHW04953
A/C UNIT # 14 " 02 87DT§Q’ 0313 4 " " "
SCEHW04953
A/C UNIT # 15 " 02 87BT§|¥ 017 4 " " "
SCEHW04953
A/C UNIT # 16 " 02 87DTA3V0314 1 " " "
SCEHW02333
A/C UNIT # 17 " 02 873(3351003 1 " " "
SCEHW02333
A/C UNIT # 18 " 02 873(3351002 1 " " "
SCEHWO04153
A/C UNIY # 19 " 22 87GTgV0561 1 " " "
SCEHWO04153
A/C UNIT # 1 " 02 87GT1A|;/ 0561 4 | 5TH FLOOR " "
. SCHEWO03653 |g7ETAV0372 . ; .
2 02 > 1 .
. SCEHWO04953 |37BTAV0170 . . )
3 02 B 1 .
. SCEHWO03653 |g7ETAV0373 . ; .
4 02 8 1 .
. SCEHWO03653 |g7ETAV0373 . ; .
5 02 9 1 .
] SCEHWO01933 |g7FTAB9486 " " "
6 02 > 1 .
. SCEHWO01233 | g7TAV00799 . ; ;
7 02 B 1 ;
. SCEHWO04153 |87GTAV0560 . ; )
8 02 0 1 .
. SCEHWO03653 |g7TAV03721 . ; ;
9 02 B 1 .
SCEHWO3653 |g7ETAV0372
10 " 02 3 1 " " "
SCEHWO3653 |g877AV03727
11 " 02 B 1 " " "
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SCEHWO03653 |g7ETAV0371
12 " 02 ! " " "
9B "
SCHEW04153 [g7GTAV0559
13 " 02 8 ! " " "
] SCEHWO04153 |g7GTAV0561 " " "
14 02 6B ! !
SCEHW04153 [37GTAV0560
15 " 02 6 ! " " "
SCEHW04153 [g7GTAV0561
16 " 02 ! " " "
4B "
] SCEHWO04153 |g7GTAV0561 " " "
17 02 6B ! !
] SCEHW04153 [g7GTAV0561 . " "
18 02 6B ! "
SCEHW00493 |g78TAV0319
19 ) 02 4 ! " " "
SCEHW00493 [g77Av03144
20 " 02 B ! " " "
] SCEHW00493 [g7GTAV0561 . " "
21 02 8B ! "
SCEHW04153
A/C UNIT # 1 " 02 87FTA2V9472 1 | 6TH FLOOR " )
] SCEHWO04153 |37GTAV9472 " " "
, 02 N 1 .
] SCEHWO04953 |g7DTAV0313 " " "
. 02 3 1 .
] SCEHWO04153 [g7GTAV0559 . " "
4 02 9 1 ;
] SCEHWO03653 |g7ETAV0373 " " "
5 02 9 1 "
] SCEHWO03653 |g7ETAV0375 " " "
. 02 ) 1 .
] SCEHWO04153 |g7GTAV0561 " " "
7 02 0 1 "
] SCEHWO03653 |g7ETAV0372 " " "
8 02 0 1 "
] SCEHWO01933 |g7FTAB0785 " " "
9 02 9 1 "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age [Condition
SCEHWO03653 |g7ETAV0372
10 " 02 4 ! " " "
SCEHWO03653 |g7ETAV0371
11 " 02 8 ! " " "
SCEHW02333 [363CCR1003
12 " 02 1 ! " " "
SCEHW03653 [g7ETAV0374
13 " 02 2 ! " " "
SCEHW03653 [g7ETAV0375
14 ) 02 3 ! " " "
SCEHWO04953 |37pTAV6314
15 " 02 2 ! " " "
] SCEHWO03653 |g7ETAV0378 " " "
16 02 13 ! "
SCEHW03653 [g7ETAV0374
17 " 02 2 ! " " "
] SCEHWO04153 |g7GTAVO37 . " "
18 02 813 1 "
SCEHWO04153 [g7GTAV0472
19 ) 02 0 ! " " "
SCEHW04953
AIC UNIT # 1 " 02 87OT§V0313 1| 7THFLOOR " "
] SCEHWO01233 |g78TAK0080 " " "
, 02 B 1 "
] SCEHWO03653 |g7ETAV0375 " " "
. 02 B 1 "
] SCEHWO03653 |g7ETAV0375 " " "
4 02 5B 1 "
] SCEHWO03653 |g7FTAV0372 " " "
5 02 5B 1 "
] SCEHWO04953 |g7pTAV0314 " " "
6 02 1B 1 "
] SCEHWO03653 |g7ETAV0374 " " "
7 20 6 1 "
] SCEHWO04153 |g7ETAV0170 " " "
8 02 7B 1 "
] SCEHWO04153 |g7FTAV0471 " " "
9 02 oB 1 "
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
SCEHWO01933 |\g7FTAB0485
10 " 02 A 1 " " "
; SCEHWO04153 |87FTAV0472 ; . .
11 02 6B 1 .
. SCEHW02333 |36JCCR1002 . . .
12 02 11 1 .
. SCEHWO04953 |37BTAV0171 . . .
13 02 1B 1 .
SCEHWO04153 |\g7FTAV0412
14 " 02 B 1 " " "
] SCEHWO04153 |g7FTAV0471 " " "
15 02 58 1 .
SCEHWO01933 \g7FTAV0486
16 " 02 0 1 " " "
SCEHW04953 |g7pTAV0313
17 " 02 ) 1 " " "
] SCEHWO04153 |g7FTAV0471 " " "
18 02 6B 1 .
. SCEHWO03653 |g7ETAV0375 . . .
19 02 7B 1 .
SCEHWO03653 |g7ETAV0374
20 " 02 9 1 " " "
. SCEHWO03653 |g7ETAV0375 . . .
21 02 6B 1 .
CF66A-C00
22 " 123036A | 1 " " "
SCEHW06053
A/C UNIT # 1 " 02 87DT7A|;/ 02711 1 | 8THFLOOR " "
; SCEHWO6053 |g7pTAV0271 ; ; ;
2 02 7B 1 .
; SCEHWO06053 | g7pTAG027 ; . .
3 02 17B 1 "
; SCEHWO04153 |87FTAV0470 ; . .
4 02 9 1 .
] SCEHWO04153 |g7FTAV0473 " " "
5 20 4 1 .
] SCEHWO04153 |g7eTAV0473 " " "
6 20 3 1 .
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
. SCEHWO04953 |37BTAV0170 ) . .
7 02 8B 1 .
. SCEHW02333 |86JCCR1002 . . .
8 02 6 1 ;
. SCEHWO03653 |g7ETAV0377 ) . .
9 02 7B 1 .
SCEHWO06053 |g7ETAV0373
10 " 02 3 1 " " "
SCEHWO03033 |g7FTAB0459
11 " 02 0 1 " " "
SCEHWO03033 |g7FTAV0459
12 " 02 0 1 " " "
] SCEHWO04153 |g7FTAV0471 " " "
13 02 3B 1 .
] SCEHWO04953 |g7FTAV0351 " " "
14 02 08 1 .
. SCEHWO04953 |87BTAV0171 . . .
15 02 B 1 .
SCEHWO03033 |g7FTAV0459
16 " 02 3 1 " " "
. SCEHWO04953 |37BTAV0171 ) . .
17 20 4B 1 .
] SCEHWO01933 |g7FTAB0486 " " "
18 02 1B 1 .
SCEHWO04953 |g7pTAV0313
19 " 02 P 1 " " "
] SCEHWO04153 |g7FTAV0473 " " "
20 02 0B= 1 .
SCEHWO04153 |\g7FTAV0473
21 " 02 0 1 " " "
WEST STAIR 1987/18
PRESSURE TDJ27T12P1Y| F2854-4 | 1 ROOF IN-House PM and Y| Fair
. ears old
FAN#3 Contract repairs
EAST STAIR
PRESSURE TDJ27T12P1Y| F2854-3 | 1 " " "
FAN# 4 .
SUBMERSIBL
E PUMP, oA-16114-15 | 288716X | 1 | 1T FLOOR " "
GARAGE .
WEIL
BASIN WATER 2001/dve
FILTER PUMP 5K38RN44A | TSL061076 | 1 ROOF IN-House PM and Ye| Good
. ars old
. GE Contract repairs
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Equipment |Manufacturer| Model No. | Serial No. |Qty.| Location Notes Age |Condition
WEST STAIR 1987/18
PRESSURE TDJ2712P1Y F254-4 1 1ST FLOOR Fair
" YEARS
FAN # 1
EAST STAIR
PRESSUSE TDJ2712P1Y F253-3 1 " " "
FAN # 2 "
GENERATOR
POWER, 230ROZT77 153383 1 12&5;%%R Contract PM and " Fair
KOHLER repairs
1ST FLOOR
OUTSIDE AIR L-C GEMINJ 6 10 15267 18 TO 8TH IN-House PM and " Fair
FANS, X
FLOOR repairs
DRINKING HALSEY " .
FOUNTAINS TALOR HAC-8FSQ 960544130 3 1ST FLOOR . Fair
" " " 960544153 | 2 2ND FLOOR " "
" " " 960544153 | 2 3RD FLOOR " "
" " " 960544152 2 4TH FLOOR " "
" " " 960544170 2 5TH FLOOR " "
" " " 960544180 2 6TH FLOOR " "
" " " 969544145 2 7TH FLOOR " "
" " " 960544135 2 8TH FLOOR " "
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Building Equipment List for HPD STOREFRONTS

Stella Link
9121 Stella Link
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
V64ANX 03600
A/C Unit Bryant 0AAAF 2447641258 1 Roof Good
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Building Equipment List for HPD STOREFRONTS
Southmore HPD Storefront
3711 Southmore
Type of
Equipment Manufacturer Model Serial # Qty. Location Condition Age
A/C Unit Trane TTGU36C100A1 P2212A5BF 1 Outside Good
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Building Equipment List for
THIRD WARD M.S.C.
3611 Ennis, 77004
Type of | Manufacturer Model No. Serial No. Qty. [ Location Notes Age of
Equipment Equipment
Chiller Carrier 306TN150-K620KA  |4699F63681 1 1999
Package Unit |Carrier 10ACC-036-230-02 (5802357801 1
Air Handler ~ |Temtrol WF-BTZ19 77398 1 1995
Air Handler  |Temtrol WF-DV39 77399 1 1995
Boiler Lochinvar CHNO0990 1994685 1 11-30-99
Hot Water
Heater Lochinvar CNR090-100 WM2781937 1 1999
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Buildina Eauioment List for
Fire Station #25
3902 Scott
Type of : , .
/ Manufacturer Model Serial # | Qty. | Location | Notes | Condition | Age
Equipment
A/C Unit Carrier 38AKS008501 | 3997G00002 1 Outside Good
A/C Unit Carrier 38AKS008501 | 3997G00015 1 Outside Good
30.DEK- Generator
Generator Onan 3R18994L E78026683 1 Room Good
Ice Machine Manitowoc S320 990920824 1 Kitchen Good
Stove Top Wells H636 012025 1 Kitchen Good
Water Fountain Hasley Taylor 1 Kitchen Good
Bad
Microwave Menumaster FSP1165 9410222558 1 Kitchen shape Old
Bad
Refrigerator Kenmore 8607982 E01424070 1 Kitchen shape Old
Bad
Refrigerator General Electric 1 Kitchen shape old
Looks
Refrigerator General Electric 1 Kitchen bad Fair
Apparatus Looks
Water Fountain Hasley Taylor 1 Room bas Fair
Apparatus Looks
Furnace Rezor 1 Room bad Fair
Apparatus Looks
Hose Dryer Circulair 692L 11955 1 Room bad Fair
Apparatus Looks
Hose Dryer Circulair 692L 11953 1 Room bad Fair
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Building Equipment List for
SMITH
3624 SCOTT STREET, 77004
Type of | Manufacturer Model No. Serial No. Qty. [ Location Notes Age of
Equipment Equipment
AHU DV10LC 5829 1 SMI
21 BHP
207084
RENEWAL
2/5/04 7202
72-26376/ 7200 ABP DUE
BLR WGB-900 ABP 1 SMI 12/31
CH 38GB075520 Q595938 1 SMI
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 1 SMI
FIRE
ALARM
PANEL 1 SMI
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Building Equipment List for
Materials Management Warehouse
8272 El Rio, 77054

Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Leased — Building Owner Handles Everything Except Changing Filters and
Minor Plumbing Problems.

They are moving to 8000 N. Stadium Dr. within 2 to 3 months
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Building Equipment List for

Fire Station # 46

3902 Corder & Scott

Equipment | Manufacturer | Model Serial # Qty. | Location Notes | Condition | Age
Microwave Kenmore 22-40191 N/A 1 Kitchen Good
Stove Top Thermador 48GS11 N/A 1 Kitchen Good
Double Oven Amana AQGD2750E 000233234 1 Kitchen Good
Vent Hood Thermadore 1 Kitchen Good
Ice Machine Manitowoc C320 950121644 1 Kitchen Good
Water
Fountain Halsey Taylor 1 Kitchen Good
Refrigerator Gibson MRT196NDWO | LA41907320 | 1 Kitchen Good
Refrigerator Gibson MRT196NDWO 1 Kitchen Good
Refrigerator Gibson MRT196NDWO 1 Kitchen Good
Refrigerator Gibson MRT196NDWO 1 Kitchen Good
48HJD008-
A/C Furnace Carrier B521HE 4094G30551 | 1 Roof Good
48HJD0008-
A/C Furnace Carrier B321HE 4394G20542 | 1 Roof Good
Furnace Lennox LF24-200A-1 G394D8239%5 | 1 Apparatus Room Good
Furnace Lennox LF24-200A-C G0O00M(09008 | 1 Apparatus Room Good
Water Fountain | Halsey Taylor 1 Apparatus Room Good
Hose Dryer Circulair 642L D6330052 1 Apparatus Room Good
Hose Dryer Circulair 642L D6330062 1 Apparatus Room Good
SBF100199NET
Water Heater State 1 094110887 1 Apparatus Room Good
No data
has been
Compressor 1 Apparatus Room painted
150AEM-
Generator Onan 3RM688AA0 0376908944 1 Generator Room
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Building Equipment List for
Warehouse / Purchasing
7131 Cullen Boulevard, 77054
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Outside -

Generator Onan 1 Locked Poor Condition

Building Empty -- Notin Use
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Complete
Building Equipment List for
Holmes Rd. K-9 Trailer (Surplus— Salvage)
3300 Bellfort, 77051
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

No Longer There

Equipment List for
SUNNYSIDE HEALTH CENTER
9314 CULLEN
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Equipment Name Equip # Location Seria # Model Weight Rating Size/Cap| Manufacture Age Condition
ROOFTOP UNIT SSHC DENTAL 0195F27 | 48TJD 024 | SERIES
MRTU 073 610 YA CARRIER 1996 Excellent
#1
COMPRESSOR SSHC RTU #1 TECUM | CARRIER 3PH TECUMSEH
MCOM SEH P031-9971 460 V
P SF 101 A
UF 007-
S7
ROOFTOP UNIT SSHC ADMIN- 0195F27 | 48TJD024 SERIES
MRTU # | TRATION 074 610 YA CARRIER 1996 Excellent
2
TECUM
SEH
SF 101 CARRIER
SSHC uT - PO31- 3PH
COMPRESSOR MCOM RTU#2 007- 57 9971A 460 V TECUMSEH
P
ROOFTOP UNIT SSHC 0195F27 | 48TJD024 SERIES CARRIER 1996 Excellent
MRTU 070 610 YA
#3A
COMPRESSOR SSHC RTU #3A F299 PO31 -
MCOM 8127803 | 9971A
P
ROOFTOP UNIT SSCH CHEST 97AH 13722-RH- 3PU AAON 1996 Excellent
MRTU # GJ49 10-3-FO- 460 V
3B 322
ROOFTOP UNIT SSHCM | AUDITO 3592G 48HJDO1- CARRIER 1996 Good
RTU #5 RIUM 57000 2600
COMPRESSOR SSHCM | RTU#5
(@) COMP
PA485W6V2 AO SMITH
FAN MOTOR
AIR SSHC M | DENTAL 235 HML INGERSOLL R
COMPRESSOR COMP DUPLEX
#1
MOTOR SSHC AIR-
MMOT COMP#1 E2N975 2HP FR 145T| DAYTON
OR
AIR SSHC 235 HML INGERSOLL
COMPRESSOR MCOM DENTAL DUPLEX RAN
P#2
VACUUM PUMP | SSHCM DENTAL DUPLEX Good
VAC #1
MOTOR SSHCM | VAC F-8733- 2N975 1%HP 1735 FR. 145T| DAYTON
MOTOR | PUMP#1 03-077 RPM
CO54
0274
MOTOR SSHCM | VAC F-8733- 70072 2N 1%HP 1735 FR. 145T| DAYTON
MOTOR | PUMP#2 03-C77B | 975 RPM
30
AIRDRIER SSHC M | DENTAL 2ADO077 | 2 1PH INGER-
DRIER 7054 115 SOLL R
VOLT
HOT WATER SSHC MECH.
HEATER AND MHWH | RM BELL GOS
PUMP
HOT WATER SSHCM | MECH BNO0498 150
HEATER HWH RM. RR0198 | ES85-18-G P.S. 85 GAL.| RHEEM 1999 Excellent

Equipment List for
SUNNYSIDE HEALTH CENTER
9314 CULLEN
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Equi pment Equip # Location Serial | Model Weight Rating Size/Cap. | Manufacture Age | Condition
Name #

FILTERS SSHC ROOF-TOP

(24) M FIL 20x20x2

FILTERS (4) | SSHCM ROOF-TOP 25x25x2

FIL
FILTERS (4) | SSHCM ROOF-TOP 16x25x2
FIL

Water Next to Good Halsey Taylor | 1986 | Good
Fountain Room 204

Childrens Next to Good Halsey Taylor | 1986 | Good
Water Room 204

Fountain

Childrens Next to Good Halsey Taylor | 1986 | Good
Water Room 143

Fountain

Water Next to Good Halsey Taylor | 1986 | Good
Fountain Room 143

Page 336 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

&
2
C

Click Here & Upgrade
Expanded Features

PDF Unlimited Pages
omplete
Building Equipment List for
Fire Station #40
5830 Old Spanish Trail
Equipment Manufacturer | Model Serial # Qty. Location Notes Condition | Age
Microwave Amana RFS11MP2 9912191742 1 Kitchen Fair
Vent hood Thermador PH148QS 1 Kitchen Fair
Double Oven | Amana AOGD2750E | 0003203282 1 Kitchen Fair
Cook-top Thermador Professional 1 Kitchen Fair
CTB1925DR
Refrigerator | Magic Chef W 11935885WW 1 Kitchen hall Fair
CTB1925DR
Refrigerator | Magic Chef W 1 Kitchen hall Fair
CTB1925DR
Refrigerator | Magic Chef W 1 Kitchen hall Fair
CTB1925DR
Refrigerator | Magic Chef W 1 Kitchen hall Fair
Water
Fountain Halsey Taylor 1 Kitchen hall Fair
Apparatus
Space Heater | Lennox LF24150A3 6000A 54399 1 Room Fair
Mechanica
Ice Machine Manitowoc S320 981220625 1 Room Fair
Mechanica
Water Heater | State Select 1 Room Fair
Captain
Exhaust Fan Broan L100 1 Room Fair
Apparatus
Compressor Rolair VV5380K 30 9912080 1 Room Fair
Compressor C184T17DB40 Apparatus
Moator Leeson C 1 Room 5HP Fair
48TJD005511
A/C Heat Unit | Carrier YA 2499G20872 1 Roof Fair
48TJD008521
A/C Heat Unit | Carrier BA 1900G34374 1 Roof Fair
Generator
Generator Onan GGHE448407 | 1000153404 1 Room Good
A/C Heat Unit | Bard WA121ADO 158J0014882530 | 1 Radio Room Good
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Building Equipment List for
YOUNG
6330 GRIGGS ROAD, 77021
Type of Manufacturer Model No. Serial No. Qty.| Location Notes Age of
Equipment Equipment
BURGLAR
ALARM
PANEL RADIONICS D7212B1 1 YOU
FIRE
ALARM
PANEL 1 YOU
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Complete
Buildina Eauioment List for
Fire Station #26
7111 Dixie
Equipment | Manufacturer | Model Serial # | Qty | Location | Notes | Condition | Age
14
Hose Dryer CirculAir D633 111460400 | 1 Apparatus Good yrs
6395D571 14
Space Heater | Lennox LF24150A1 02 1 Apparatus Good yrs
13
Ice Machine Sunroc N/A N/A 1 Apparatus Good yrs
A0220901 Mechanical 15
Water Heater | Maytag HX50NQRT5W 2 1 room Good yrs
14
Refrigerator General Electric | GTS181IMRBRWW | SA505406 | 1 Kitchen Good yrs
14
Refrigerator General Electric | GTS181BMBRWW | N/A 1 Kitchen Locked | Good yrs
14
Refrigerator General Electric | GTS181IMBMRWW | N/A 1 Kitchen Locked | Good yrs
14
Refrigerator General Electric | GTS181BMBRWW | N/A 1 Kitchen Locked | Good yrs
15
Stove Hood Vent hood N/A N/A 1 Kitchen Good yrs
14
Stove Top Thermador N/A N/A 1 Kitchen Good yrs
Double Oven Amana AOGD2750E 0002233195 | 1 Kitchen Fair 8yrs
Microwave Amana 1200 0109104377 | 1 Kitchen Good 4yrs
B00006551
Generator Onan GGDB476669 57 1 Kitchen Good 4yrs
A/C /[ Heat 1602G3052
Unit Carrier 48TFD008511BA 6 1 Room Good 3yrs
Z102G3061
A/C/ Heat Unit | Carrier 48TFDOOBAS11BA | 7 1 Roof Good 3yrs
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Complete
Building Equipment List for
Fire Station # 35
5535 Van Fleet & MLK
Equipment Manufacturer | Model Serial # Qty. | Location Condition | Age
Apparatus 3
Compressor | Quincy QT5ST5HP00684 200209110016 | 1 Room Good yrs.
Space Apparatus 3
Heater Lennox LF24125A1 6397K03509 1 Room Good yrs.
Apparatus 3
Hose Dryer Circulair D633 111470400 1 Room Good yrs.
Mechanical 3
Water Heater Maytag HX50NQRT C03213505 1 Room Good yrs.
Water Apparatus 3
Fountain Sunroc NSF8N004 020702658 1 Room Good yrs.
Microwave Amana RFS11MP2 9903275567 1 Kitchen Good 6 yrs.
Cook-top Thermador Pr. Series 1 Kitchen Good 3 yrs.
Vent Hood Thermador 1 Kitchen Good 3 yrs.
General
Refrigerator Electric GTS181BMCRWW MD508735 1 Kitchen Good 3 yrs.
General
Refrigerator Electric GTS181BMCRWW 1 Kitchen Good 3 yrs.
General
Refrigerator Electric GTS181BMCRWW 1 Kitchen Good 3 yrs.
General
Refrigerator Electric GTS181BMCRWW 1 Kitchen Good 3 yrs.
Generator
Generator Onan DGCB5586390 K 020442346 1 Room Good 3yrs.
1588001432942 Radio
A/C Heat Unit Bard WAI121A00 01 1 Building Good 4yrs.
158B001432933 Radio
A/C Heat Unit Bard WAI121A00 01 1 Building Good 4yrs.
A/C Heat Unit Carrier 48TM DO08501BA 3402G11347 1 Roof Good 4yrs.
A/C Heat Unit Carrier 48TM DO06AS01BA 410ZG10249 1 Roof Good 4 yrs.
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Building Equipment List for
Palm Center HPD
5330 Griggs, 77021
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Leased — Palm Center Handles Everything
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Building Equipment List for
MANCUSO
6767 BELLFORT, 77087
Type of | Manufacturer | Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
AHU 40RR012550 W193667 1 MAN
AHU 40RR008520 E995978 1 MAN
AHU 40RR012550 W193662 1 MAN
AHU 40RR012550 P197573 1 MAN
20BHP
193621
RENEWAL
2/5/04 8320
81-33919 WG- ABP DUE
BLR WG-850 850 1 MAN 12/31
BURGLAR
ALARM
PANEL MAN
FIRE
ALARM
PANEL MAN

Building Equipment List for
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Complete
PW&E Southeast Quadrant
2700 Dalton
Type of Age of
Equipment|Manufacturer Model No. Serial No. |Qty. Location Notes | Equipment
2nd floor Electrical
BAS Trane Tracer 15.00.0119 1 Room WEB Base
Sandblaster 99
State SBN100199NE BO04317705 |gcap.
AHU Carrier 40YA018300 4690H02050 | 1 13 yrs.
AHU Carrier FB4AWO060 1792H04949 | 1 13 yrs.
AHU Carrier 39EB11 2592737587 | 1 13 yrs.
AHU Carrier N/A N/A 1 13 yrs.
Boiler N/A 2100-08-WP-1 211A805D 1 13 yrs.
CHW/pump N/A N/A N/A 2 13 yrs.
HW/pump N/A N/A N/A 2 13 yrs.
Split System Carrier 39EB29 N/A 1 Upstairs 13 yrs.
Split System Carrier 2592713588 N/A 1 Upstairs 13 yrs.
Chiller
System Carrier 39EB11 N/A 1 Downstairs 13 yrs.
Split System Carrier 30-GB-100-650 N/A 1 Downstairs 13 yrs.
Wall Unit Carrier 52600314601 N/A 1 | Guard Station #1 13 yrs.
Wall Unit Carrier 5250QB314301 N/A 1 | Guard Station #2 13 yrs.
Wall Unit Carrier 38YC018310 N/A 1 | Guard Station #3 13 yrs.
Wall Unit Carrier 38BQ008620 N/A 1 Fleet Office 13 yrs.
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Complete
Building Equipment List for
PW&E Southeast Quadrant
2700 Dalton
Type of Age of
Equipment Manufacturer | Model No. | Serial # |Qty.| Location | Notes | Equipment
Mechanic
Split System Carrier 2792E08426 N/A 1 Office 13 yrs.
Wall Unit
Carrier 525QB314301 N/A 1 MOC 13 yrs.
Mechanic
Split System Carrier MIM1267A N/A 1 Shop 13 yrs.
Mechanic
Split System Carrier 525QB31401 N/A 1 Shop 13 yrs.
PLFSBWMO-
Water Fountain Oasis 002 92322F3216| 1 2nd Floor 13 yrs.
PLFSBWMO-
Water Fountain Oasis 002 9250365405| 1 2nd Floor 13 yrs.
Water Heater State S5SBN100199NE| B04317705 | 1 2nd Floor 1yr.
036170-09-
Ice Maker U-Line ULN-B198B-00f 0005 1 2 yrs.
2nd Floor
Refrigerator Kenmore 886485282 | E62939979 | 1 | Break Room
2nd Floor
Stove Roper FEB3106W [RH4727504| 1 |Break Room
2nd Floor
Men Locker
Water Heater Eemax SP3512 384095 1 Room lyr
2nd Floor
Men Locker
Water Heater Eemax SP3512 384112 1 Room lyr
2nd Floor
Men Locker
Water Heater Eemax SP3512 384104 1 Room lyr
2nd Floor
Woman
Water Heater Eemax SP3512 384103 1 |Locker Room 1lyr
2nd Floor
Woman
Water Heater Eemax SP3512 383564 1 |Locker Room 1lyr
2nd Floor Men
Water Heater Hubbell CE110 E4515 1 Restroom 13 yrs.
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Complete
Type of Age of
Equipment Manufacturer | Model No. | Serial # |Qty.| Location | Notes | Equipment
2nd Floor
Men
Water Heater Hubbell CE110 E4117 1 Restroom 13 yrs.
2nd Floor
Women
Water Heater Hubbell CE110 E4182 1 Restroom 13 yrs.
2nd Floor
Water Heater Women
Hubbell CE110 E4181 1 Restroom 13 yrs.
1st Floor
Refrigerator Marvel 13CRFT 080894002 | 1 |Break Room
PLFS8WMD-
Water Fountain Oasis 002 9250365407 | 1 1st Floor 13 yrs.
PLFS8WMD-
Water Fountain Oasis 002 9250365421 | 1 1st Floor 13 yrs.
SA9344160-
Water Fountain A.O. Smith DSE-50-45 43 1 1st Floor 13 yrs.
Water Fountain Elkay EZF581A | 030623530 | 1 1st Floor 13 yrs.
Water Fountain Elkay EZF581A | 030714305 | 1 1st Floor 13 yrs.
PLFS8WMD-
Water Fountain Oasis 002 9244315130 1 1st Floor 13 yrs.
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Buildina Eauioment List for
Fire Station # 23
8005 Lawndale & Medina

Equipment Manufacturer | Model | Serial # Qty. Location Notes Condition | Age
Hose Dryer Curculair DL6T 11658 1 Apparatus Poor
Hose Dryer Curculair DL6T 11659 1 Apparatus Paoor
Hose Washer | Curculair RTJ3 2759 1 Apparatus Poor

75UlIE
Space Heater | DNP 2 42D1338012 1 Apparatus Poor
Space Heater | Pane N/A N/A 1 Apparatus Poor
Space Heater | Pane N/A N/A 1 Apparatus Poor

Mechanical
Heating Unit DNP 90VX6 | EDVVM32670 1 Room Poor
Mechanical

Heating Unit DNP 90VX6 | LEFFM30899 1 Room Poor
Air Mechanical
Compressor Worthington N/A 023000076AR201 | 1 Room Poor
Compressor Mechanical
Motor Worthington N/A F443301627 1 Room Poor

150PT

C3R46 Mechanical
Generator Onan 88AA 0175915913 1 Room Poor

S13F1 Mechanical
Water Heater | State 00260 | D94495504 1 Room Poor 13 yrs
Water Sealed
Fountain Sunroc N/A N/A 1 Dormitory wall unit | F/P
Space Heater | DNP N/A N/A 1 Apparatus Poor
Ice Machine Manitowoc S320 N/A 1 Kitchen Good
Refrigerator Whirlpool N/A N/A 1 Kitchen F/P

GRT19

DRAW
Refrigerator Gibson @) LA33108385 1 Kitchen Fair

General

Refrigerator Electric N/A N/A 1 Kitchen Fair
Refrigerator N/A N/A N/a 1 Kitchen Locked Poor
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. Model . . .
Equipment | Manufacturer NoO Serial No. Qty. Location Notes | Condition Age

Water Sealed wall

Fountain Sunroc N/A N/A 1 unit Poor

Stove Top Wells H-636 11374 1 Kitchen Poor
H-

Stove Hood Thermador 6236S | N/A 1 Kitchen Poor

Stove Top Wells H-636 11364 1 Kitchen Poor
9522X

Double Oven | Magic Chef VB 18122423EL 1 Kitchen Good New
38AKS Rear of

A/C unit Carrier 008501 | 1097G00011 1 Station Good
38AKS Rear of

A/C Unit Carrier 008501 | 0996G00167 1 Station Good
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Building Equipment List for
MELCHER
7200 KELLER STREET, 77012
Type of | Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment
7 BHP176926
RENEWAL
2/5/04 3813
ABP DUE
BLR GWA-301SX S2TT3813ABP 1 MEL 12/30
BURGLAR
ALARM
PANEL | RADIONICS D7212B1 MEL
FIRE
ALARM
PANEL MEL
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Building Equipment List for
Property Management Trades & Crafts
2707 Dalton
Type of |Manufacturer Model No. Serial No. |Qty. Location Notes / Age
Equipment Condition
Pressure . Behind Carpenters .
Washer Powerlin 2351B-P 8162 1 Building Poor Condition 30years
Water Heater| Vanguard 6E721 V10988076 1 Behind (_Za_rpenters 40 Gallon
36 Building 15years
Water Heater State PRVS50MBRTOF | L93652787 1 2707 Dalton
10years
30 KW
Generator Onan 30EC4XR8/1786M | 104C781813 | 1 2707 Dalton
Natural Gas Type 25years
Syears
Ice Machine Cornelius XAC630 63A0145B 2 2707 Dalton on
contract
Elevator Otis D1-156 N/A 1 2707 Dalton
1lyears
Exhaust Very old - Need
N/A N/A N/A 6 2707 Dalton Servicing or
Fans ;
Replacing 30years
Chiller Carrier 30GA025630 T190551 1 2707 Dalton
25years
Chiller Carrier 30GA025630 T190550 1 2707 Dalton
25years
Chiller AHU Carrier 39ED18 8139D30021 | 1 2707 Dalton
10years
gh'"er Baldor EC31577 F898 2 2707 Dalton
umps Syears
Boiler Raypak 207594 11188798 1 2707 Dalton
byears
AHU Carrier 39ED10 3881T30023 | 1 2707 Dalton
10years
AHU Carrier 39ED10 3881T30022 | 1 2707 Dalton
10years
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Building Equipment List for
Coleto Communication Site
8203 Coleto, 77017
Type of | Manufacturer Model No. Serial No. | Qty. Location Notes Age of

Equipment Equipment
Poor

Wall Unit [Sun 2 | 8203 Coleto Condition
Poor

Generator |Onan 1 |8203 Coleto Condition
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Equipment List for
Environmental Control

7411 Park Place

Equipment Name Equip # L ocation Serial # M odel Weight Rating Size/Cap| Manufact | Age | Condition
ure
CHILLER PPEHMFC YARD 4694F122812 | 30GT100600 Carrier
KA 1998 | Excellent

AIR HANDLING PPEHMAHU #1 INSIDE M2-2082-02 MLT371-H Thermal 1982 | Good

UNIT MECH.RM.

AIR HANDLING PPEHMAHU #2 INSIDE M2-2182-01 MLT411-H Thermal 1982 | Good

UNIT MECH.RM.

BOILER PPEHMGFB OUTSIDE 151329 WO0824A-CC DRDEX Ray Pac 1982 | Good
MECH.RM

BELTS (2) PPEHMBELT AHU #1 B-136

BELTS (3) PPEHMBELT B-150

CHWP BELL & GOSSETT | OUTSIDE 973664 2% AB 6BF BELL & 1982 | Good
MECH RM GOSSETT

HWP BELL & GOSSETT | OUTSIDE 974719 1% AB53/8 BELL & 1982 | Good
MECH RM BF GOSSETT

HOT WATER STATE OUTSIDE E93748957 SBT 75155 75GAL | STATE

HEATER MECH RM NE9F

ROOFTOP UNIT 1997 | Good

#1

ROOFTOP UNIT 1997 | Good

#2

Water Fountain Next to EWA - 14 Good Elkay 1982 | Good
restrooms

Water Fountain Next to Below Elkay 1982 | Beow
restrooms Average Average
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Building Equipment List for
PARK PLACE
8145 PARK PLACE BLVD, 77017
Type of |Manufacturer Model No. Serial No. Qty. Location Notes Age of
Equipment Equipment
AHU YORK  |CSI217MZFC20X18| CMCM-005261 PAR
AHU YORK  |CSI217MZFC20X18| CMCM-005261 PAR
184388
CERTIFICAT
WEIL- E EXPIRED
BLR MCLAIN LGM-6 1K110C PAR 01/16/05
CH YORK YCAZ44L.D3-46PC PAR
AURORA
WP PUMP 94-13440 3448BF PAR
AURORA
WP PUMP 94-13439 944ABF PAR
BURGLAR
ALARM
PANEL |RADIONICS D7412 PAR 1YR
FIRE
ALARM
PANEL PAR
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Building Equipment List for
Fire Station # 29
4831 Galveston Rd-Adhrens
Equipment Manufacturer | Model Serial # Qty. Location | Condition | Age
Apparatus
Hose Dryer Circulair D633 10660697 1 Room Good
Apparatus
Compressor Black Max B51A24B0V1 T0105791 1 Room Good
Apparatus
Space Heater | Lennox LF24200A1 6396C25059 1 Room Fair/Poor 8 yrs.
Apparatus
Space Heater | Lennox LF24200A1 6396C25056 1 Room
Apparatus
Ice Machine Manitowoc C320 950520005 1 Room Fair/Poor
Water Apparatus
Fountain Halsey Taylor 1 Room Good
A/C Heat Computer
Window Unit | Friedrich Wall Master 1 Room Good
Vent Hood Thermador PH400QS 1 Kitchen
Range Top Thermador 1 Kitchen Fair
Double Oven | Amana A0GD2750E 0003203345 1 Kitchen Fair
Microwave Amana RFS1173 9506300858 1 Kitchen Fair
Refrigerator Gibson GRT19PRAW3 | LA51014470 1 Kitchen Fair/Poor
Refrigerator Gibson GRT19PRAW3 1 Kitchen Fair/Poor
Refrigerator Gibson GRT19PRAW3 1 Kitchen Fair/Poor
Refrigerator General Electric 1 Kitchen Good
Apparatus
Hose Washer | Roto Jet RTJ584 015501188 1 Room Poor
RAWE180CAZ9 | 6698F020312 Behind
A/C Unit Ruud 49 328 1 station Good
Generator
Generator Onan 300EK3R4657G | H760159107 1 Room Good
Generator
Water Heater | State SBF75120NE1 B95536775 1 Room Good
Mechanica
Heat Unit York MZVX090AB EAES014475 1 | Room Good
Mechanica
Heat unit York MZVX090AB ENDS320102 |1 | Room Fair/Poor
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Building Equipment List for
Fire Station #36
7720 Airport Blvd.
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
Apparatus | Needs
Ice machine | Manitowoc S320 981220624 1 Room repair Fair 9 yrs.
Apparatus
Furnace Lennox LF24150A2 6396J05197 1 Room Good 9 yrs.
Apparatus
Furnace Lennox LF24150A2 6396J05177 1 Room Good 9 yrs.
Apparatus
Hose Dryer | Circulair 2467060633 10880398 1 Room Fair
Apparatus
Compressor | Ingersoll Rand | 2475NF 3891175 1 Room Good
Water
fountain Halsey Taylor SWT14AQ1F 981020726 1 Hall Good
Refrigerator
Freezer Gibson MRT18GRGWO | BA80905603 |1 Hall Good
Refrigerator Handle
Freezer Gibson MRT18GRGWO0O | BA80803344 |1 Hall missing | Good
Refrigerator
Freezer Gibson MRT18GRGWO | BA80402641 |1 Hall Good
Refrigerator
Freezer Gibson MRT18GRGWO0 | BA80905523 1 Hall Good
Double Oven | Amana AO0GD2750E 9807290145 1 Kitchen Good 12 yrs.
Cook-top Thermador 1 Kitchen Good
Vent Hood Thermador PH148QS 98110088 <1~ 1 Kitchen Good
Microwave Amana RFSOB 9806257073 1 Kitchen Fair 7 yrs.
Generator
Generator Onan L RG4516005A 6390311298 1 Room Fair
A/C Furnace | Trane TCD121C3LOAA | P1310630D 1 Roof Fair
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Building Equipment List for
FRANK
6440 W. BELLFORT, 77035
Type of Manufacturer Model No. Serial No. Qty. | Location Notes Age of
Equipment Equipment

AHU 83-135-2 548200582 1 FRA

AHU 83-135-2 54811401-80 1 FRA

AHU 83-95-2 5481400928 1 FRA

CU#T7 HS-16-
653V-2G
CU#7
AHU 83-135-2 5481M1491 1 FRA  [51852A23134
BURGLAR

ALARM
PANEL RADIONICS D7212B1 1 FRA

FIRE
ALARM
PANEL 1 FRA
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Building Equipment List for
Blue Ridge Branch Library
7200 W. Fuqua, 77089
Type of | Manufacturer Model No. Serial No. Qty.| Location Notes Age of

Equipment Equipment

Blue Ridge
Chiller Carrier 30GT-060-610KP [1898F40692 1 Library 1999

Blue Ridge
Air Handler |Carrier 269851581 39TS26K-C-V-1 1 Library 1999

Blue Ridge
Air Handler |Carrier 2298F47050 39TH26AK-Q6N-1 | 1 Library 1999
Water Blue Ridge
Heater 1 Library
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Buildina Eauioment List for
Fire Station # 48
11616 Chimnev Rock-Burdine
Equipment Manufacturer | Model Serial # Qty Location Notes Condition | Age
Ice Machine Manitowoc S320 980122325 1 Apparatus Good
Air Compressor | Belair 318 49666 1 Apparatus Good
Hose Dryer Circulair D633 10390197 1 Apparatus Good
SCWT14AQ1
Water Fountain | Halsey Taylor E 980417078 1 Apparatus Fair
Space Heater Lennox LF24125AZ 6397K03507 |1 Kitchen Fair
Microwave Menu Master FSP11LW N/A 1 Kitchen Fair
KGBS276XB 14
Double Oven Kitchen Aide LO FFD5253635 |1 Kitchen Fair yrs
14
Stove Top Thermador N/A N/A 1 Kitchen Fair yrs
14
Stove Hood Thermador PH148QS 97050037 1 Kitchen Fair yrs
MRT18GRG 7
Refrigerator Gibson \We) BA80803354 |1 Kitchen Good yrs
7
Refrigerator Gibson Locked | Good yrs
7
Refrigerator Gibson Locked | Good yrs
7
Refrigerator Gibson Locked | Good yrs
Mechanical
SBT5065NE in rear of 7
Water Heater State Q 697433853 1 bldg. Fair yrs
LRG4251600 Generator 7
Generator Onan 5A 6390911298 1 Room Good yrs
YCH10308L 7
A/C Unit Trane OAA N09100591D | 1 Roof Good yrs
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Building Equipment List for HPD STOREFRONTS
Westbury

5550 Gasmer

Type of
qui%ment Manufacturer Model Serial # Qty. Location Condition
A/C Furnace Goodman PCK0604C 0409733548 1 Roof New
A/C Furnace Goodman PCK0801C 0407770728 1 Roof New
A/C Furnace Goodman PCK0801C 0407770327 1 Roof New
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Buildina Eauioment List for
Fire Station # 59
13925 S. Post Oak & Prudence
Equipment | Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
General
Refrigerator | Electric GTS181BWDRWW | AF505332 1 Kitchen Good
General
Refrigerator | Electric GTS181BWDRWW | AF505331 1 Kitchen Good
General
Refrigerator Electric GTS181BWDRWW | AF505333 1 Kitchen Locked | Good
General
Refrigerator | Electric GTS181BWDRWW | AF505334 1 Kitchen Locked | Good
Stove Top Thermador N/A N/A 1 Kitchen Good
Microwave Amana 1200 N/A 1 Kitchen Good
Stove Hood | Thermador H148QS 200400 1 Kitchen Good
Water
Heater Maytag HX50NQRT C03213503 |1 Utility room Good 2002
Generator
Generator Cummins DGCB5586390 K020442345 | 1 Room Good 2002
A/C Unit Carrier 48TMDO12501BA 0303G40609 | 1 Roof Good
A/C Unit Carrier 48TMDO012501BA 0303G11377 |1 Roof Good
A/C -Heating 15880014329 Communi cat
Unit Bard WA121 251 1 ion Building Good 2002
Apparatus
Hose Dryer Circulair DLT6 11593 1 Floor Good 2002
Water Apparatus
Fountain Halsey Taylor SCWTBAQILG 030212964 | 1 Floor Good 2002
Apparatus
Ice Machine | Manitowoc S320 000520162 1 Floor Good 2002
Apparatus
Space Heater | ADP SEP145A5 56002K47861 | 1 Floor Good 2002
Apparatus
Space Heater | ADP SEP145A5 S6002K47859 | 1 Floor Good 2002
Air 20020911000 Apparatus
Compressor Quincy QT5 QT5 5 1 Floor Moator Good 2002
Air 20020911001 Apparatus | Compre
Compressor Quincy QTS Qt55T5hp00684 5 1 Floor Ssor Good 2002
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Building Equipment List for HPD STOREFRONTS
Hiram Clarke
14723 Hiram Clarke
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
A/C/ Furnace ICP Commercia PADO9LO00A L0002862132 1 Roof Good
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Buildina Eauioment List for
Fire Station # 47
2615 Tidewater & Almeda Rd.

Equipment | Manufacturer | Model Serial # Qty. Location Notes Condition | Age

General
Refrigerator | Electric GTS18HBMERWW | VF741219 1 Kitchen Good lyr

General
Refrigerator | Electric ? ? 1 Kitchen Good 1yr

General
Refrigerator Electric ? ? 1 Kitchen Good 1yr

General
Refrigerator | Electric ? ? 1 Kitchen Good lyr
Stove Hood | Thermador PH148QS 99090005 1 Kitchen Good lyr
Free Stand
Range DCS RGS364G0SS 02j38672c 1 Kitchen Good lyr
Microwave Amana RFS11MP2 9901204942 | 1 Kitchen Good 6 yrs
Water
Fountain Ellkay Ezfstl8 030123543 |1 Apparatus Good lyr
Water
Fountain Blkay N/A N/A 1 Apparatus Good lyr
Ice Machine Manitowoc S320 0004211350 | 1 Apparatus Good lyr
Compressor Ingersoll Rand 2340 3005487 1 Apparatus Good lyr
Apparatus
Heater Lennox LF24150A3 6000A54456 | 1 Apparatus Good lyr

Generator
Generator Cummins DGDB5692568 1040697557 1 Bldg. Good lyr
Right side of
A/C Unit Carrier 38ARZ008 1704G40049 | 1 bldg Good lyr
A/C Unit Carrier 38CK 060570 2404E41114 | 1 “ “ Good lyr
50
gdlon
Water Heater | Maytag HPSONQRT C03213510 1 Laundry Room | gas Good lyr
158M 031859 Communication | Package
A/C Unit Bard WA121 699 1 Bldg Unit Good lyr
158M 031859 Communication | Package

A/C Wall Unit | Bard WA121 702 1 Bldg Unit Good lyr
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Building Equipment List for
VINSON
3100 W. FUQUA STREET, 77045
Type of | Manufacturer | Model No. |Serial No. [Qty.| Location Notes Age of Equipment
Equipment
CU#1 CMA48-
AHU YORK 68-705127-111 1 VIN 25A A-20-H
CU#1 VO-
AHU YORK 68-705127-111 1 VIN 063668
CU#2 C240-
AHU YORK 68-705127-111 1 VIN 25A
CU#2 VO-
AHU YORK 68-705127-111 1 VIN 094345
4 BHP
67812
CERTIFICAT
E EXPIRED
BLR CRANE CO 209 5 1 VIN 10/09/04
BELL AND
WP GOSSET H 63 BF 8509 1 VIN
BURGLAR
ALARM
PANEL RADIONICS D7212B1 VIN
FIRE
ALARM
PANEL VIN
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Equipment List for
SUNNYSIDE MULTI-SERVICE CENTER 4605 Wilmington

Equi pment Equip # Location | Serial # Model Weight Rating Size/Cap. | Manufacture Age | Condition
Name
CHILLER SSMSC- PATIO 2298F46 | 30Gx080 CARRIER 1998 | Excellent
MFC 671 K620
CHILLER SSMSC- PATIO 2298F 30Gx080x CARRIER 1998 | Excellent
MFC 46666 K620
CHILL SSMSCM PATIO 98- 344 ABF AURORA 1998 | Poor
WATER PUMP#1 12730-1
PUMP
CHILL SSMSCM PUMP 5v0182T MARATHON
WATER MOTOR #1 TFR4026
PUMP BNL
MOTOR
CHILL SSMSCM 98- 344ABF AURORA 1998 | Excellent
WATER PUMP#2 PATIO 12730-1
PUMP
CHILL SSMSCM PUMP 5v0182TT MARATHON
WATER MOTOR #3 FR4026
PUMP BNL
MOTOR
AIR SSMSC 3NHO000 | LSL 217 MCQUAY 1986 | Good
HANDLING | MAHV #1 3304 cv
UNIT
MOTOR SSMSCM AHU #1 7.5HP 1745 FRS
MOTOR RPM 213T
BELTS SSMSC AHU #1
MBELT
FILTERS SSMSC M
FIL
AIR SSMSC 3NHO000 | LSL MCQUAY 1986 | Good
HANDLING | MAHU #2 34-04 111Ccv
UNIT
MOTOR SSMSCM AHU #2 5HP 1740 FR 184T 1986 | Good
MOTOR RPM
BELTS SSMSCM AHU #2
BELT
FILTERS SSMSCM AHU #2
FIL
AIR SSMSC 1986 | Good
HANDLING | MAHU #3
UNIT
MOTOR SSMSCM AHU #3
MOTOR
BELTS SSMSC AHU #3
MBELT
FILTERS SSMSC AHU #3
MFIL
AIR SSMSC 1986 | Good
HANDLING | MAHU #4
UNIT
MOTOR SSMSCM AHU #4
MOTOR
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Equipment List for
SUNNYSIDE MULTI-SERVICE CENTER 4605 Wilmington

Age | Condition

Equi pment Equip # Location | Serial # Model Weight Rating Size/ Manufacturer
Name Cap.
AIR SSMSC 3NHO000 | LSL MCQUAY 1986 | Good
HANDLING | MAHU #5 3604 103CV
UNIT
BELTS SSMSC M AHU #4

BELT
FILTERS SSMSC AHU #4

MFIL
MOTOR SSMSC M

MOTOR AHU #5 1HP 1755 FR 143T

RPM

BELTS SSMSC M

BELT AHU #5
FILTERS SSMSC AHU #5

MFIL
AIR SSMSC 3NH LSL108CV MCQUAY 1986 | Good
HANDLING | MAHU #6 0003704
UNIT
MOTOR SSMSC M AHU #6 3H.P. 1730 FR. 182T

MOTOR RPM
BELTS SSMSC

MBELT
FILTERS SSMSC

MFIL
AIR SSMSC 3NHO000 | LSL -106 MCQUAY 1986 | Good
HANDLING | MAHU #7 3804 cv
UNIT
MOTOR SSMSC M AHU #7 MMV182T | 3HP 1730 FR 182T

MOTOR TDR RPM

7026DFL

BELTS SSMSC AHU #7

MBELT
FILTERS (4) | SSMSC AHU #7 16x25x2

MFIL
AIR SSMSC 3NHO000 | LSL - MCQUAY 1986 | Good
HANDLING | MAHU #8 3904 106CV
UNIT
MOTOR SSMSC M AHU #8 2HP 1740 FR 145T

MOTOR RPM
BELTS SSMSC AHU #8 A-48

MBELT
FILTERS SSMSCM AHU #8 16x25x2

FIL
AIR SSMSC 3NHO000 | LSL-103 MCQUAY 1986 | Good
HANDLING | MAHU #9 4004 cv
UNIT
MOTOR SSMSC M AHU #9 2HP 1725 FR 145T

MOTOR RPM
BELTS SSMSC M AHU #9

BELT
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Equipment List for
UNNYSIDE MULTI-SERVICE CENTER 4605 Wilmington
Age | Condition

Equi pment Equip # Location | Serial # Model Weight Rating Size/ Manufacturer
Name Cap.
BELTS SSMSC M AHU #

BELT 10
FILTERS (6) | SSMSC AHU 16x25x2

MFIL #10
AIR SSMSC LSL 111 MCQUAY 1986 | Good
HANDLING | MAHU #11 CH
UNIT
MOTOR SSMSC M AHU RvVB182 | D.F 3HP 1730 FR 182T

MOTOR #11 TTDR RPM

7026

BELTS SSMSC M AHU

BELT #11
FILTERS SSMSC AHU

MFIL #11
AIR SSMSC 3NHO000 | LSL 1986 | Good
HANDLING | MAHU #12 43-04 108CV
UNIT

SSMSCM AHU 3HP 1730 FR 182T
MOTOR MOTOR #12 RPM
AIR SSMSCM 3NHO000 | LSL 108 MCQUAY
HANDLING | AHU #12 43-04 CH
UNIT
MOTOR SSMSC M AHU 3HP 1730 FR 182T

MOTOR #12 RPM
BELTS SSMSC M AHU

BELL #12
FILTERS SSMSC M AHU

FIL #12

AJAX

FILTERS SSMSC AHU #9 16x20x2

MFIL
AIR SSMSCM 3NH LSL 214 MCQUAY 1986 | Good
HANDLING | AHU #10 0004104 | CV
UNIT
MOTOR SSMSC M AHU 1.5HP 1750 FR5213T

MOTOR #10 RPM
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Building Equipment List for
JOHNSON
3517 REED ROAD, 77051
Type of Manufacturer Model No. Serial No. |Qty.| Location Notes Age of
Equipment Equipment
AHU TRANE K95D30982 1 JON
AHU TRANE K95G51722 1 JON
AHU TRANE K95D30565 1 JON
HHO0715IN
09KIACX
BLR TELEDYNE LAARS C95D03350 1 JON
CGAFC604ABA1W
CH TRANE YDRV J95C80793 1 JON
BELL AND CN78450-01-
WP GOSSET 18 K20 1 JON
BURGLAR
ALARM
PANEL RADIONICS D9412 1 JON
FIRE ALARM
PANEL JON
214267
CERTIFIC
ATE
EXPIRED
BLR 1 JON 12/10/04
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Building Equipment List for

Reed Road Storefront
3511 Reed Road

Type of i Notes
Equioment Manufacturer Model Serial # Qty. Location / Age
quip Condition

Air 3

Air Conditioning CARRIER 58PAV111-20 2600A68112 1 Conditioning Good Years
Air 3

Air Conditioning CARRIER 58PAV111-20 3597A09530 1 Conditioning Good Years
7019M 330412 Air 1

Air Conditioning RUUD UAMCO60AZ 900 1 Conditioning Good Y ear
4657- Air 15

Air Conditioning PHEEM RAFD-060BS 528902658 1 Conditioning Bad Years
GGa7- Hot Water 3

Hot Water Heater A O SMITH FSG-50242 3675521-945 1 Heater Good Years
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Buildina Eauioment List for
Fire Station # 55
11212 Cullen & Selinski
Equipment | Manufacturer | Model Serial # Qty. Location Notes Condition | Age
Air
Compressor | Rol Air V5380K30 9912079 1 Apparatus Good
Water
Fountain Halsey Taylor SCWT14AQ1G | 990913457 1 Apparatus Good
Hose Dryer Circualair D633 111351099 1 Apparatus Good
Ice Machine | Manitowoc S320 990521314 1 Apparatus Good
Space
Heater Lennox LP24150A3 6099325605 |1 Apparatus Good
Space
Heater Lennox LP24150A3 6099325615 |1 Apparatus Good
Refrigerator Magic Chef N/A N/A 1 Kitchen Locked | Good
Refrigerator Magic Chef N/A N/A 1 Kitchen Locked | Good
Refrigerator Magic Chef N/A N/A 1 Kitchen Locked | Good
Refrigerator Magic Chef N/A N/A 1 Kitchen Locked | Good
Stove Hood Thermador H148QS-N/A N/A 1 Kitchen Locked Good
G11000
Stove Top Thermador Professional N/A 1 Kitchen 7 Good
Microwave Amana RFS11IMZ N/A 1 Kitchen Poor
Water Heater | State PR650NRRT5W | HOO13868 1 Mechanica Good
Room
Generator 1 locked ?
13

A/C Unit Trane Y CC24F10BG R0O735US2H 1 Roof Good yrs

Y CH103C3LOA 10
A/C Unit Trane B R22102476D | 1 Roof Good yrs
Double Oven | Amana A0GD2750E 9907287322 1 Kitchen
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Building Equipment List for
Southeast Police Station
8300 Mykawa
Type of Manufacturer Model Serial # QY. | | peati Notes / A

Equipment ocalion | ~,ndition | 9
14

BAS ANDOVER AC256M plus o 1 Plant Fair Years
14

Chiller-1 YORK YTD3E1C2-CKES YEXM522550 1 Plant Fair Years
14

Chiller-2 YORK -DO- YEXM522551 1 Plant Fair Years
14

Chiller-3 YORK -DO- YEXM522552 1 Plant Fair Years
WVC254TTDR5026AA 14

CHWP MARATHON L 254T FRAME 3 Plant Fair Years
cwpP C507-50- Cooling 14

US ELECTRIC TO2S321R070M 286T FRAME 3 Tower Fair Years
DomWater 14

Heater PVI IND. 750N750ATP 29069322 , 3 2 Plant Fair Years
Boilers CLEAVER 14

BROOKS CB700-100A L-86948 ,9 2 Plant Fair Years
14

HWCP AURORA 89-12353-1, -2 344ABF 2 Plant Fair Years
Dom.Water 14

Pump MARATHON VH56T17D127F 56-7 FRAME 2 Plant Fair Years
North 14

Lift Station WEIL PUMP 2 Grounds Fair Years
ROOM 14

AHU 2 YORK CS217SHLP-D 89-916361A 1 1210 Fair Years
14

AHU 6 YORK CS156SHLP-D 89-916361F 1 Room 1521 Fair Years
YORK 14

AHU7 65270SHLP-D 89-16361B 1 Room 1609 Fair Years
14

AHU13 YORK CS336SHLP-D 89-916361J 1 Room 1166 Fair Years
14

AHU14 YORK CS113SHLP-D 89-916470A 1 Room 1166 Fair Years
14

AHU 15 YORK CS113SHLP-D 89-916361K 1 Room 1166 Fair Years
14

AHU 8 YORK CS270SHLP 89-916361L 1 Room 1862 Fair Years
14

AHU 9 YORK CS270SHLP 89-916361M 1 Room 1731 Fair Years
14

AHU 12 YORK CS156SHLP 89-9163611 1 Room 1903 Fair Years
14

AHU 11 YORK CS402SHLP 89-916361H 1 Room 2742 Fair Years
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Building Equipment List for
Southeast Police Station
8300 Mykawa
Type of Manufacturer Model Serial # | Ot
| y. , Notes /
Equipment Location Condition Age
AHU 10 14
YORK CS270SHLP 89-916361G 1 Room 2714 Fair Years
14
AHU3 YORK CS74SHLP 89-916361C 1 Room 2435 Fair Years
14
AHU 4 YORK CS217SHLP-D 89-91636D 1 Room 2435 Fair Years
14
AHU 5 YORK CS402SHLP-D 89-916361E 1 ROOM 2435 Fair Years
14
EMER GEN-1 ONAN 750DFJA36014E B900300065 1 Plant Fair Years
14
EMER GEN. 2 ONAN 750DFJA36014E B900303193 1 Plant Fair Years
14
EMER GEN. 3 ONAN 750DFJA36014E B900300349 1 Plant Fair Years
14
O.S.FAN ACME 50A189634 -- 19 Roof Fair Years
14
EXH FAN CENTURI MASTER SOA189621 -- 59 Roof Fair Years
14
Fire Pump AURORA 481-BF 89-65311 1 Plant Fair Years
14
Jockey Pump AURORA EO3BM 89-12554 1 Plant Fair Years
Smok. Rmuvl. 14
Fan ACME SOH189601 -- 7 Roof Fair Years
14
VAV ENVTEC NETMASTER FOX 96 Plenum Fair Years
14
Power Door ADTEC SLIDER -- 60 Jail Fair Years
14
Electric Door ADTEC SWING TYPE -- 39 Jail Fair Years
89- Loading 14
Cooling Tower BAC 3653C 601450,1,2 3 Dock Fair Years
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Airport Police
Hobby Airport
7800 Airport Blvd.
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition
AJ/C Unit Carrier 38ARD012601 3304G30049 |1 Outside New
A/C Unit Carrier 38ADR012601 3204G30012 |1 Outside New
A/C Unit Carrier 38ADR008 2004G20010 |1 Outside New
Gemini Split
A/C Unit Systems 38ADR014 1904F32271 | 1 Outside New
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Complete
Building Equipment List for
Fire Station #81
7990 Paul B. Koonce Rd.

Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
Water Apparatus
Fountain Sunroc 1 Room Dirty Good

GPNCO025AE82000 Apparatus
Furnace Trane E AB87C07736 | 1 Room Good

GPNCO025AE82000 Apparatus
Furnace Trane E AB87C13728 |1 Room Good

Apparatus
Hose Dryer Circulair 692L D6420258 1 Room Broken | Bad
Apparatus
Hose Dryer Circulair 692L D6720257 1 Room Broken | Bad
Water
Fountain Sunroc 1 Kitchen
Refrigerator Kenmore 72262100 EM0518379 | 1 Kitchen Good
Refrigerator Hot Point CTX24GAXCRWW | GR506591 1 Kitchen Good
Refrigerator Hot Point CTX24GAXCRWW 1 Kitchen Good
Refrigerator Hot Point CTX24GAXCRWW 1 Kitchen Good
Refrigerator Hot Point CTX24GAXCRWW 1 Kitchen Good
Double Oven Maytag CWES5800ACB 21283375eEL | 1 Kitchen Good
Stove Top Thermadore CEM45562W 82010007NB_ | 1 Kitchen Good
Microwave Menu Master FS14EVP AIHIVG21 1 Kitchen Good
63G0151BCO Storage
Ice Machine Cornelius XAC330 67 1 Room Good
19

A/C Unit Trane BTA090C400MB B04196112 1 Outside Good VIS.
A/C Unit Trane BTA090C400MB B04196118 1 Outside Good
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Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
A/C Unit Trane BTA090C400MB B04196120 1 Outside Good
Generator
Air Compressor | Champion VR10-12 R3015271 1 Room Good
Generator
Generator Onan 45 450EM-15R-24487R | A870866093 | 1 Room Good

Page 373 of 392



http://www.pdfcomplete.com/1002/2001/upgrade.htm

4
¥ ppr

Click Here & Upgrade
Expanded Features
Unlimited Pages

Complete
Building Equipment List for
Broadway Square HPD Storefront
8601 Broadway #3102, 77061
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Leased -- Apartment Complex Handles Everything
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Building Equipment List for
Helicopter Patrol
8402 Larson

Type of Manufacturer Model Serial # | QY | | cai Notes / A
Equipment ocation | o ndition g€
LBGR0632
Window Unit FRIEDRICH KS10J10-B 7 1 Maint. Office 2 Years Good
DN515406 Training
Window Unit AIRTEMP BED18E7A-B 1161 1 Room 4 Years Good
Training
Window Unit CARRIER 1 Office 7 Years Fair
JK2082428
Window Unit FRIGIDAIRE FAV18EJ2A3 2 1 Break Room 6 Years Fair
960831847
Window Unit RE1810C20 3 1 Parts Room 3 Years Good
3396F2205
Air Conditioning CARRIER 38AKS016-610 0 1 Outside 10 Years Fair
RUN
DomWater 028340449 Mechanical
Heater RUUD RF94-200 7 1 Rm. 15 Years Fair
Emerg.
Generator ONAN 100ENTXL276198 1 Outside 15 Years Fair
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BUILDING EOUIPMENT LIST
8030 Braniff
Trainina Academv
Type of i , -
Equipment Manufacturer | Model | Serial # Qty. Location Notes Condition | Age
AVP36AC
A/C Heating 10M1000B Class Room
Unit Marvair 1 MG33302 1 #6 Poor 7yrs
A/C Heating W36CF10 Class Room
Unit EUBANK B1F00A 01JP55792 1 #8 Fair 5yrs
A/C Heating W36CF10 Class Room
Unit EUBANK B1FO0A 01JP55797 1 #9 Fair 4yrs
A/C Heating W36CF10 Class Room
Unit EUBANK B1FO0A 01JP55794 1 #10 Fair 4yrs
A/C Heating WA301C0 Cascade
Unit Brad 0 136B00143457902 1 Office Bldg Fair 15 yrs
A/C Heating WA301C0 Cascade
Unit Bard 0 136B00143458002 1 Office Bldg Fair 15 yrs
A/C Unit Cascade
(window) Carrier N/A (103890 1 Office Fair 3yrs
A/C Unit Training
(window) Friedrich N/A G079426 1 Tower Poor 10 yrs
Training Not
Water Fountain Halsey Taylor N/A 67503705 1 Tower Working Poor 15 yrs
Training Not
Air Compressor Century N/A N/A 1 Tower readable Poor 15 yrs
Class Room
Water Fountain Halsey Taylor N/A N/A 1 Bldg. Poor 15 yrs
Class Room
Air Handler Unit D-B MZ100C C676008 1 Bldg. Roof Poor 7yrs
Class Room
Air Handler Unit D-B HAH40 YFK786831 1 Bldg. Roof Poor 7yrs
Vent Fan 3025583009000000 Class Room
(exhaust) Loren Cook 180C4B 7011299 1 Bldg. Roof Fair 7yrs
MRT19G
Refrigerator Gibson NBWO LA42301330 1 Z Room Fair 7 yrs.
ICE
Ice Machine Iceomatic 1006HAZ (149132 1 Z-Room Fair 3yrs.
UC35MN Apparatus 12
Wash Machine Unimac ZAUZ 030421930030975 1 Room yrs.
Apparatus Not
Space Heater D-B YF7180141 1 Room working Poor
Apparatus Not
Space Heater D-B YF718014122 1 Room working Poor
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BUILDING EOUIPMENT LIST
8030 Braniff
Trainina Academv
Type of i
E)(;Eipment Manufacturer | Model | Serial # Qty. Location Notes Condition | Age
Space Heater D-B YF7)82231 1 Poor
Mechanical
Compressor Dayton 52698 1 Room Poor
Mechanical
Boiler Ajax WNG2500 49928 1 Room Poor
Apparatus
Water Fountain Halsey Taylor 1 Room Poor
2nd Floor
Air handler Hambush VAH RG6860062 1 Apparatus Poor
Water Fountain Halsey Taylor 550657 1 Kitchen Fair/Poor
Vent Hood General Electric 1 Kitchen Fair/Poor
JM7505W
Standing Range General Electric H 1 Kitchen Fair/Poor
Carousel 15
Microwave Sharp I 1 Kitchen Fair/Poor yrs.
CTB1925
Refrigerator Magic Chef GRW 114697662Y 1 Kitchen Good 7 yrs.
V36A15A
A/C Heat Unit Fedders 1IFDPNT 02JP11147 1 Good 3yrs.
V36A15A
A/C Heat Unit Fedders 1IFDPNT 021P10965 1 Good 3yrs.
WA361A1
A/C Heat Unit Bard U 125K9G 1024276 1 Building 8 Fair 5yrs.
30GT1306 Right of
A/C Unit Carrier 10KA 2896F16997 1 Apparatus 8 yrs.
Staff
W36CF10 locker
A/C Heat Unit Eubank B1FO0A 01JP55795 1 room bldg.
W36CF10
A/C Heat Unit Eubank B1F00A 01JP55793 1 Class 7 Good 5yrs.
AVP36AC
A10M1000
A/C Heat Unit Eubank Bl MG33319 1 Class 5 Fair 5yrs.
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Complete
Building Equipment List for
Fire Station #61
9726 Monroe
Equipment | Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
Apparatus
Ice Machine | Manitowoc NSF8N005 032301600 1 Room Good
Water Apparatus
Fountain Sunroc S320 990520373 1 Room Good
Apparatus
Hose Dryer Circulair DL6T 11589 1 Room Good
Air Apparatus
Compressor | Ingersoll Rand | 2340 3002958 1 Room Good
Advanced
Distribution Apparatus
Furnace Products SEP175A5 S6003D79829 | 1 Room Good
Water Wash
Heater State PR650NBRT HU3308029 1 Room Good
General
Refrigerator | Electric GTS181BMDRWW | AF522076 1 Kitchen Good
General
Refrigerator | Electric GTS181BMDRWW 1 Kitchen Good
General
Refrigerator | Electric GTS181BMDRWW 1 Kitchen Good
General
Refrigerator | Electric GTS181BMDRWW 1 Kitchen Good
Double Oven | Amana AOGD2750E 0002233170 1 Kitchen Good
Stove-top Thermador PH148QS 280800540 1 Kitchen Good
Vent Hood Thermador PH148QS 280800540 1 Kitchen Good
Microwave Amana RFS11B 9403159076 1 Kitchen New
A/C Unit York H1RC048525A WMLMO053465 | 1 Outside New
A/C Unit York H1RC048525A WKMMO001766 | 1 Outside New
Cummins Power Generator
Generator Generation DGDB5636815 L030576431 1 Room New
(S)XDM S07905 Electrical
Furnace York G2FD048H21A 1 1 Room New
(S)XDMS07903 Electrical
Furnace York G2FD048H21A 8 1 Room New
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Building Equipment List for
Specia Purp. Small Utility
9726 Monroe, 77075

Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment
Wall Unit 1 | 9726 Monroe Fair Condition
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Building Equipment List for HPD STOREFRONTS
Telephone Rd.
10201 Telephone
Type of
Equipment | Manufacturer Model Serial # Qty. Location Condition | Age
Close
Furnace Goodman AA2408C 9703003384 t Good
5435F0296067
A/C Unit Durogaurd DAB1018J 33 1 Outside Good
5435F0296067
A/C Unit Durogaurd DAB1018J 52 1 Outside Good
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Complete
Building Equipment List for
Fire Station #52
10343 Hartsook

Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age

Apparatus
Hose Dryer Circulair D633 111440300 1 Room New
Water Apparatus
Fountain Sunroc NSF8004 013001907 1 Room Good
Air Apparatus
Compressor Speedaire 57399B L35200100051 | 1 Room Good 4 yrs.

Apparatus
Furnace Lennox LF24150A3 G398B14318 1 Room Good
Ice Machine Manitowoc S320 0003200065 1 Kitchen Good
Double Oven | Amana AQCD2750E 0002233192 1 Kitchen Good
Microwave Amana RFS11MP2 1 Kitchen Good
Stove-top Thermador PH148QS 99070024 1 Kitchen Good
Vent Hood Thermador PH148QS 99070024 1 Kitchen Good
Refrigerator Magic Chef CTB1925DRW 11935786WW 1 Kitchen Good
Refrigerator Magic Chef CTB1925DRW 1 Kitchen Good
Refrigerator Magic Chef CTB1925DRW Kitchen Good
Refrigerator Magic Chef CTB1925DRW Kitchen Good
A/C & Furnace | Carrier 48TFD005014A 3001G22385 1 Roof Good
A/C & Furnace | Carrier 48TFD008501BA | 1901G32010 1 Roof Good

Onan Generator

Generator GGHE4960374 F010246286 1 Room New
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Building Equipment List for
BRACEWELL
10115 KLECKLEY DR, 77075
Type of Manufacturer Model No. Serial No. | Qty. Location Notes Age of
Equipment Equipment
AHUO1 | 1992 REN
AHU THERMAL CP212-V 06867-01 1 BRA SDX 03/09/04
AHUO02
SDX
CU#3
38BA00854
0 CU#3
408468936 | 1992 REN
AHU THERMAL CP61-V 06767-03 2 BRA 7 03/09/04
10.75 BHP
BLR
GAS/6649
7 CERT.
75-3619 EXP
BLR PEERLESS 75-7-W-S /8323ABP 1 BRA 03/08/07
EMS JCI 1 BRA
BELL AND PCCOTE HW PUMP
WP GOSSET PF35-T 121351 1 BRA 01
BURGLAR
ALARM PANEL| RADIONICS D7212B1 1 BRA
FIRE ALARM
PANEL 1 BRA
BRL
CERTIFICATE
EXPIRES
1/16/05
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Complete
Building Equipment List for
Fire Station #70
11410 Beamer
Equipment | Manufacturer | Model Serial # | Qty | Location | Notes | Condition | Age
4499F599
A/C Unit Carrier 38AKS014510 68 1 Outside Good
A.C Unit Carrier 38AE012500 R494615 |1 Outside Good
6398B144 Apparatus | Not
Furnace Lennox LF24200A4 39 1 Room working | Bad
GPNC025AAB1000 | A86D0748 Apparatus Not
Furnace Trane 0 5 1 Room working | Bad
Water Apparatus Need
Fountain Halsey Taylor 1 Room cleaning | Good
D6120Q6 Apparatus
Hose Dryer Circulair 692L 0 1 Room
Apparatus
Hose Dryer | Circulair 692L D6120059 | 1 Room
98012231 Mechanical
Ice Machine | Manitowoc S320 0 1 Room 7 yrs.
K8306850 Mechanical
Generator Onan 450EM3R19057M | 43 1 Room
Mechanical
Compressor Champion R10001926 | 1 Room
Mechanical
Furnace Carrier 28CX1620HA1066H | 0284 1 Room
Refrigerator General Electric | TBF17AF 1 Kitchen
Refrigerator General Electric | TBF17AF 1 Kitchen
Refrigerator General Electric | TBF17AF 1 Kitchen
Refrigerator General Electric | TBF17AF 1 Kitchen
Stove Top Wells H636 013575 1 Kitchen
Double Oven | Magic Chef 1 Kitchen
018471662
Furnace Carrier 39ED10 4 1 Kitchen
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Buildina Eauioment List for
Fire Station # 80
16111 Chimnev Rock & Court
Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
Refrigerator | Magic Chef CTB1925DRW 10278754WH 1 Kitchen Good
General
Refrigerator | Electric N/A N/A 1 Kitchen Good
General
Refrigerator Electric N/A N/A 1 Kitchen Good
General
Refrigerator | Electric N/A N/A 1 Kitchen Good
Stove Top Wells H-636 14113 1 Kitchen F/P
Stove Top Wells H-636 14098 1 Kitchen F/P
Microwave Litton Menu master 3674 1 Kitchen F/P
General
Oven Electric JRS04BOW5SBB | AD599073Q 1 Kitchen F/P
Water Mechanica 20
Heater A.O. Smith BT197860 AAB702066860 | 1 | Room F/P yrs
Mechanica
Heating Unit | Trane GUEBA14A H0306158513 1 Room F/P 20yrs
Mechanica
Heating Unit | Trane GUEBA14A H0306158513 1 Room F/P 20yrs
Mechanica
Heating Unit | Trane «“ “ | HO306158513 1 Room F/P 20yrs
Sealed
Water Out
Fountain N/A N/A H0306158513 1 Kitchen Wall F/P 20yrs
GDNC11AAC100
Space Heater | Trane 00AE AB7A7544 1 Apparatus F/P 22 yrs
GDNCO20AAC1
Space Heater | Trane 0000AE AB7a07545 1 Apparatus F/P 22 yrs
Ice machine Manitowoc S320 990921915 1 Apparatus F/P 3yrs
Hose Dryer Circulaair D612 D6120240 1 Apparatus F/P 22 yrs
Hose Dryer Circulaair D612 D6120236 1 Apparatus F/P 22 yrs
Water
Fountain N/A N/A N/A 1 Apparatus F/P 22 yrs
Mechanica
Heating Unit | Trane GUEDA10A H0299398504 1 Room F/P 22 yrs
Mechanica
Water Heater | A. 0. Smith BT65924 MF8458054299 1 Room F/P 22 yrs
450FM 15RZ 4487 Generator
Generator Onan R J860844234 1 Room Good 22 yrs
Generator
Compressor Champion VR16 R102973 1 Room Good 22 yrs
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Equipment | Manufacturer | Model Serial # Qty. | Location | Notes | Condition | Age
BTA036D300A Outside of
A/C Unit Trane D S20251136 1 building Poor 19yrs
QOutside of 12
A/C Unit Carrier 38CKC060520 | 2698E18941 1 building F/P YRS
BTAO9S00300M QOutside of 19
AlcUnit Trane A S38193779 1 building F/P YRS
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Complete
Building Equipment List for
Fire Station #93
911 FM 1959 & Gulf Stream
Equipment Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
N253PF01 Mechanical
A/C & Furnace | Trane TUE100A948K2 | G 1 Room
N255LA11 Mechanical
A/C & Furnace | Trane TUEO60A936K2 | G 1 Room
N255PNE2 Mechanical
A/C & Furnace | Trane TUE120A960K2 | G 1 Room
Universal URNGO0198 Mechanical
Heater Rheem G91200 GO 1 Room
N175LA1A
AJ/C Unit Trane TTA090A800CC | H 1 Outside
N2625PNF
AJ/C Unit Trane TTAO060C300A1 | F 1 Outside
N26WA1A
AJ/C Unit Trane TTRO30C100A3 | F 1 Outside
Apparatus
Hose Dryer Circulair D612 10960798 1 Room
981021G7
Ice Machine Manitowoc S320 2 1 Kitchen
Microwave Amana RFS11PM2 1 Kitchen
Double Oven Thermador CT227NS 98070004 1 Kitchen
Cook Top Wells H636 015387 1 Kitchen
TBX16DABBRW
Refrigerator General Electric | W MT751686 |1 Kitchen
TBX16DABBRW
Refrigerator General Electric | W 1 Kitchen
TBX16DABBRW
Refrigerator General Electric | W 1 Kitchen
TBX16DABBRW
Refrigerator General Electric | w 1 Kitchen
Generator
Compressor 60CAW15V CAWI15558 | 1 Room
Generator 7
Heater Q Mark MUH0321 1 Room VIS.
AXG66M4 Apparatus
Furnace Reznor F125E N83678Y 1 Room
AXF66M4N Apparatus
Furnace Reznor F125E 76001X 1 Room
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Complete
Building Equipment List for
Fire Station #94
235 El Dorado — Pipers View, 77598
Type of | Manufacturer Model No. Serial No. | Qty.| Location Notes Age of
Equipment Equipment

Still Under Construction
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Building Equipment List for
Fire Station #71
15200 Space Center Blvd.
Manufacture Serial
Equipment | Model # Qty. Location | NO®S | condition Age
Can not
A/IC& read
Furnace Carrier 48DJD005B3 1 Outside serial #
A/IC& 98DU28
Furnace Carrier 480JD014B910 | 1 1 Outside
Water Apparatus
Fountain 1 Room
Water Apparatus | Not
Fountain 1 Room working | Bad
D61204 Apparatus
Hose Dryer Circulair 692L 28 1 Room
D61204 Apparatus
Hose Dryer Circulair 692L 26 1 Room
LN6072 Locker
Heater Markel HF1B5103N 1007 1 Room
R10501
Compressor Champion VR-6 7 1 Oil Room 14 yrs.
5338610
Ice Machine Scotsman CME306ASIA | 5R 1
S709161
Refrigerator Kenmore 7679110 96 1 Kitchen
TBX16AOGL | GG8276
Refrigerator General Electric | WH 04 1 Kitchen
TBX16A0GL
Refrigerator General Electric | WH 1 Kitchen
TBX16A0GL
Refrigerator General Electric | WH 1 Kitchen
TBX16A0GL
Refrigerator General Electric | WH 1 Kitchen
TBX16A0GL
Refrigerator General Electric | WH 1 Kitchen
HD9059
Microwave General Electric | JE1860WB002 | 13K 1 Kitchen 3yrs.
Very
Double Oven Magic Chef 1 Kitchen okd Bad
Cook top Wells H636 014864 |1 Kitchen Good
Vent Hood 1 Kitchen Good
Q91145 Apparatus
Heater Enerpak QVE-125 15 1 Room Good
Q91145 Apparatus
Heater Enerpak QVE-125 14 1 Room Good
Cummins Onan H91041 Generator
Generator 60 60DNL52600F | 0677 1 Room Good 16 yrs.
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Building Equipment List for
Clear Lake Police Station
2855 Bay Area Blvd.
Type of Manufacturer Model Serial # QY. | | ocati Notes / | »
Equipment ocation | ~yndition | N9
-
RTU-1 CARRIER 48TJD007---6--BA 4097G21292 1 Fair Years
7
RTU-2 CARRIER 48TJD008---6--BA 0298G30058 1 Fair Years
7
RTU-3 CARRIER 48THDO012---6--BA 0298G30860 1 Fair Years
7
RTU-4 CARRIER 48TJD012---6--BA 0298G30863 1 Fair Years
7
RTU-5 CARRIER 48TJD005---6--YA 4097G20821 1 Fair Years
7
RTU-6 CARRIER 48TJD009---6--BA 3397G30744 1 Fair Years
FWA-173-0DK- 7
RTU-7 ENGINEERED AIR FWA-173-0 1716 1 Fair Years
7
Window Unit CARRIER XQA123D 2596B67432 1 Fair Years
EAW166H5N613 7
HU-1 REZNOR SCA-100-6 15TE 1 Fair Years
EAWJ66H5N613 7
HU-2 REZNOR SCA-100-6 16TE 1 Fair Years
7
EF-1 ACME PNN1354 PVD155701 1 Fair Years
7
EF-2 ACME PNN21003 PVD155704 1 Fair Years
7
EF-3 ACME PNN1354 PVD155701 1 Fair Years
7
EF-4 ACME PNN1001 PVD155705 1 Fair Years
7
EF-5 ACME PNN1353 PVD155706 1 Fair Years
7
EF-6 ACME PNN1354 PVD155701 1 Fair Years
7
EF-FM-1 ACME V100 PVD155707 1 Fair Years
7
EF-FM-2 ACME PNN3656 PVD155708 1 Fair Years
7
EF-FM-3 ACME PNN1353 PVD155706 1 Fair Years
Emerg. 7
Generator ONAN 250DFAC K970656891 1 Outside Fair Years
DomWater BTC 200A LJ97-0675193- 7
Heater A.O.SMITH 970/100 Gal. 970 1 Room 151 Fair Years
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Buildina Eauioment List for
Fire Station # 72
17401 Saturn Ln. & Gemini
Equipment | Manufacturer Model Serial # Qty | Location | Notes | Condition | Age
Mechanical

Air Furnace | York P4UCB304H122 | ECEMO74133 | 1 Room

PICKD20N0960 Mechanical
Air Furnace | York 1A ELEM434649 1 Room

PICKD2N04801 Mechanical
Air Furnace York A ELEMO071936 1 Room
A/C Unit Air
Condition York H4CE090A25A NFEM0699139 | 1 Outside
A/C Unit air
Condition York H4DB060525A ELEM4225B1 | 1 Outside
A/C Unit Air
Condition York H1DB0305068 EHEM355764 | 1 Outside

SBF100199NET Mechanical
Heater State 1 A997233106 2 Room
Hose Dryer Curcul Air D612 1064-0697 1 Apparatus
Ice Machine | Manitowoc JD202AS 970865001 1 Kitchen
Stove Top Wells H-636 0-15451 1 Kitchen
Stove Oven Whirlpoal GBS277POB6 X1.1901027 1 Kitchen
Microwave General Electric JE1860WB002 M D908559K 1 Kitchen Good 3yrs

TBX18DAKRRW
Refrigerator General Electric w GS560488 1 Kitchen
Refrigerator General Electric N/A N/A 1 Kitchen
Refrigerator Gibson MRT18GRGWO | N/A 1 Kitchen
Refrigerator Gibson MRT18GRGWO | N/A 1 Kitchen
Water Cooler | ELKAY N/A N/A 1 Kitchen Good 6 yrs

Generator

Generator ONAN Cummins | 60ENA J960618872 1 Room Good 6yrs
Air R106461P09979 Generator
Compressor Champion VR1-6 A 1 Room Good 6 yrs
Water
Fountain ELKAY N/A N/A 1 Apparatus Good 6 yrs
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Buildina Eauioment List for
Fire Station # 83
3350 Breezewood @ Richmond

Equipment Manufacturer | Model Serial # Qty | Location | Notes | Condition | Age
WINDOW UNIT | CARRIER 1 HFD #83 NEW
ACCU -1 CARRIER 38CKC048570 | 4204E20257 1 HFD #83 NEW
ACCU -2 CARRIER 38CKC060570 | 3104E33678 1 HFD #83 NEW
ACCU - 3 CARRIER 38ARZ008-501 | 3603620032 1 HFD #83 1999
ICE MACHINE MANITOWIC B420 041120437 1 HFD #83 NEW
WINDOW UNIT | CARRIER 1 HFD #83 NEW
Heater TpiCorp H1HVH03003 1 HFD #83 NEW
AIR CASRSA, R
COMPRESSOR | CHAMPION SERIES D007910 1 HFD #83 NEW
HEATER TpiCorp H1HVH05003 1 HFD #83 NEW
HEATER TpiCorp H1HVHO7CA7 1 HFD #83 NEW
HEATER APP. REZNOR 2 HFD #83
GENERATOR CUMMINS GGHH5693235 1 HFD #83 NEW
HOT WATER MO0O03-
HEATER A.O. SMITH NIN199-104 2406043-104 1 HFD #83 NEW
HEATER TpiCorp H1HVHO7RA1 1 HFD #83 NEW

585TA090-
AIR HANDLER | CARRIER 10116 2903828844 1 HFD #83 NEW

58STA110-
AIR HANDLER | CARRIER 10122 2403A42508 1 HFD #83 NEW

58STA110-
AIR HANDLER | CARRIER 10122 1403A41108 1 HFD #83 NEW
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Buildina Eauipment List for
Fire Station # 86

14100 Briarforest

Equipment

Manufacturer

Model

Serial #

Qty

Location

Notes

Condition

Age

New Fire Station — Opened February ‘06
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